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ACRONYMS/ABBREVIATIONS 

 
Abs/cm   Absorbance per centimetre 
ACU    Apparent Colour Unit 
CFU    Colony Forming Unit 
cm    Centimetre 
mg/L     Milligram per litre (0.001 g/L) 
µg/L     Microgram per litre (0.000001 g/L) 
µmhos/cm   Micromhos per centimetre 
MPN    Most Probable Number 
nm    Nanometre 
ppb    Parts per billion (0.000001 g/L) 
TCU     True Colour Unit 
NTU     Nephelometric Turbidity Unit 
°C    Degrees Centigrade 
‐     Sample result not available 
 
Date Format   Year‐ Month‐Day (2024‐01‐01) 
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CAPILANO SOURCE 
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Capilano Source 

Parameter Units Date Sampled Source Treated 

Alkalinity as CaCO3  mg/L  2024‐01‐01  2.7  20 

Alkalinity as CaCO3  mg/L  2024‐01‐08  2.8  22 

Alkalinity as CaCO3  mg/L  2024‐01‐15  2.9  21 

Alkalinity as CaCO3  mg/L  2024‐01‐22  2.8  21 

Alkalinity as CaCO3  mg/L  2024‐01‐29  2.2  21 

Alkalinity as CaCO3  mg/L  2024‐01‐30  ‐  20 

Alkalinity as CaCO3  mg/L  2024‐02‐05  2.1  21 

Alkalinity as CaCO3  mg/L  2024‐02‐12  2.1  21 

Alkalinity as CaCO3  mg/L  2024‐02‐20  2.4  20 

Alkalinity as CaCO3  mg/L  2024‐02‐26  2.3  22 

Alkalinity as CaCO3  mg/L  2024‐03‐06  2.3  19 

Alkalinity as CaCO3  mg/L  2024‐03‐11  2.6  20 

Alkalinity as CaCO3  mg/L  2024‐03‐18  2.5  21 

Alkalinity as CaCO3  mg/L  2024‐03‐25  2.7  22 

Alkalinity as CaCO3  mg/L  2024‐04‐02  2.9  22 

Alkalinity as CaCO3  mg/L  2024‐04‐08  2.8  22 

Alkalinity as CaCO3  mg/L  2024‐04‐15  3.0  22 

Alkalinity as CaCO3  mg/L  2024‐04‐22  3.0  22 

Alkalinity as CaCO3  mg/L  2024‐04‐25  ‐  19 

Alkalinity as CaCO3  mg/L  2024‐04‐29  3.1  21 

Alkalinity as CaCO3  mg/L  2024‐05‐06  3.1  21 

Alkalinity as CaCO3  mg/L  2024‐05‐13  3.2  21 

Alkalinity as CaCO3  mg/L  2024‐05‐21  3.0  22 

Alkalinity as CaCO3  mg/L  2024‐05‐27  3.2  22 

Alkalinity as CaCO3  mg/L  2024‐06‐03  3.2  22 

Alkalinity as CaCO3  mg/L  2024‐06‐10  3.0  22 

Alkalinity as CaCO3  mg/L  2024‐06‐17  3.1  19 

Alkalinity as CaCO3  mg/L  2024‐06‐24  2.9  22 

Alkalinity as CaCO3  mg/L  2024‐07‐02  3.0  23 

Alkalinity as CaCO3  mg/L  2024‐07‐08  3.1  22 

Alkalinity as CaCO3  mg/L  2024‐07‐15  3.1  19 

Alkalinity as CaCO3  mg/L  2024‐07‐22  3.1  21 

Alkalinity as CaCO3  mg/L  2024‐07‐29  3.3  21 

Alkalinity as CaCO3  mg/L  2024‐08‐05  3.5  21 

Alkalinity as CaCO3  mg/L  2024‐08‐12  3.6  22 

Alkalinity as CaCO3  mg/L  2024‐08‐19  3.7  20 

Alkalinity as CaCO3  mg/L  2024‐08‐26  3.9  21 

Alkalinity as CaCO3  mg/L  2024‐09‐03  4.2  23 

Alkalinity as CaCO3  mg/L  2024‐09‐09  4.3  21 

Alkalinity as CaCO3  mg/L  2024‐09‐10  ‐  21 

Alkalinity as CaCO3  mg/L  2024‐09‐16  4.5  20 

Alkalinity as CaCO3  mg/L  2024‐09‐23  4.5  18 
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Capilano Source 

Parameter Units Date Sampled Source Treated 

Alkalinity as CaCO3  mg/L  2024‐10‐01  4.9  21 

Alkalinity as CaCO3  mg/L  2024‐10‐07  4.6  20 

Alkalinity as CaCO3  mg/L  2024‐10‐15  5.2  21 

Alkalinity as CaCO3  mg/L  2024‐10‐22  3.3  18 

Alkalinity as CaCO3  mg/L  2024‐10‐28  3.2  22 

Alkalinity as CaCO3  mg/L  2024‐11‐04  3.2  21 

Alkalinity as CaCO3  mg/L  2024‐11‐12  3.3  21 

Alkalinity as CaCO3  mg/L  2024‐11‐18  2.7  18 

Alkalinity as CaCO3  mg/L  2024‐11‐25  2.9  21 

Alkalinity as CaCO3  mg/L  2024‐12‐02  3.0  22 

Alkalinity as CaCO3  mg/L  2024‐12‐09  3.2  20 

Alkalinity as CaCO3  mg/L  2024‐12‐16  3.3  20 

Alkalinity as CaCO3  mg/L  2024‐12‐30  2.5  18 

Aluminum Dissolved  µg/L  2024‐02‐05  97  53 

Aluminum Dissolved  µg/L  2024‐04‐02  68  23 

Aluminum Dissolved  µg/L  2024‐06‐03  54  21 

Aluminum Dissolved  µg/L  2024‐08‐06  38  18 

Aluminum Dissolved  µg/L  2024‐10‐15  13  15 

Aluminum Dissolved  µg/L  2024‐12‐02  74  32 

Aluminum Total  µg/L  2024‐01‐01  181  40 

Aluminum Total  µg/L  2024‐01‐08  163  38 

Aluminum Total  µg/L  2024‐01‐15  150  30 

Aluminum Total  µg/L  2024‐01‐22  135  29 

Aluminum Total  µg/L  2024‐01‐29  343  43 

Aluminum Total  µg/L  2024‐01‐30  ‐  49 

Aluminum Total  µg/L  2024‐02‐05  230  57 

Aluminum Total  µg/L  2024‐02‐12  202  53 

Aluminum Total  µg/L  2024‐02‐20  169  43 

Aluminum Total  µg/L  2024‐02‐26  145  36 

Aluminum Total  µg/L  2024‐03‐06  253  31 

Aluminum Total  µg/L  2024‐03‐11  165  31 

Aluminum Total  µg/L  2024‐03‐18  137  32 

Aluminum Total  µg/L  2024‐03‐25  136  29 

Aluminum Total  µg/L  2024‐04‐02  135  25 

Aluminum Total  µg/L  2024‐04‐08  109  24 

Aluminum Total  µg/L  2024‐04‐15  110  23 

Aluminum Total  µg/L  2024‐04‐16  103  ‐ 

Aluminum Total  µg/L  2024‐04‐18  ‐  23 

Aluminum Total  µg/L  2024‐04‐22  101  23 

Aluminum Total  µg/L  2024‐04‐25  ‐  23 

Aluminum Total  µg/L  2024‐04‐29  102  22 

Aluminum Total  µg/L  2024‐05‐06  90  22 
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Capilano Source 

Parameter Units Date Sampled Source Treated 

Aluminum Total  µg/L  2024‐05‐13  79  23 

Aluminum Total  µg/L  2024‐05‐21  72  20 

Aluminum Total  µg/L  2024‐05‐27  ‐  21 

Aluminum Total  µg/L  2024‐05‐30  78  ‐ 

Aluminum Total  µg/L  2024‐06‐03  71  22 

Aluminum Total  µg/L  2024‐06‐10  111  29 

Aluminum Total  µg/L  2024‐06‐17  101  26 

Aluminum Total  µg/L  2024‐06‐24  84  24 

Aluminum Total  µg/L  2024‐07‐02  75  22 

Aluminum Total  µg/L  2024‐07‐08  74  22 

Aluminum Total  µg/L  2024‐07‐15  62  21 

Aluminum Total  µg/L  2024‐07‐22  71  22 

Aluminum Total  µg/L  2024‐07‐29  65  21 

Aluminum Total  µg/L  2024‐08‐05  55  18 

Aluminum Total  µg/L  2024‐08‐06  54  19 

Aluminum Total  µg/L  2024‐08‐12  49  19 

Aluminum Total  µg/L  2024‐08‐19  49  18 

Aluminum Total  µg/L  2024‐08‐26  47  19 

Aluminum Total  µg/L  2024‐09‐03  46  19 

Aluminum Total  µg/L  2024‐09‐09  45  18 

Aluminum Total  µg/L  2024‐09‐10  ‐  18 

Aluminum Total  µg/L  2024‐09‐16  44  15 

Aluminum Total  µg/L  2024‐09‐23  45  15 

Aluminum Total  µg/L  2024‐10‐01  49  17 

Aluminum Total  µg/L  2024‐10‐07  63  19 

Aluminum Total  µg/L  2024‐10‐15  62  17 

Aluminum Total  µg/L  2024‐10‐22  923  42 

Aluminum Total  µg/L  2024‐10‐28  554  48 

Aluminum Total  µg/L  2024‐11‐04  332  42 

Aluminum Total  µg/L  2024‐11‐12  260  37 

Aluminum Total  µg/L  2024‐11‐18  293  58 

Aluminum Total  µg/L  2024‐11‐25  227  46 

Aluminum Total  µg/L  2024‐12‐02  175  35 

Aluminum Total  µg/L  2024‐12‐09  163  34 

Aluminum Total  µg/L  2024‐12‐16  139  27 

Aluminum Total  µg/L  2024‐12‐30  172  42 

Antimony Total  µg/L  2024‐01‐30  ‐  <0.5 

Antimony Total  µg/L  2024‐04‐02  <0.5  <0.5 

Antimony Total  µg/L  2024‐04‐16  <0.5  ‐ 

Antimony Total  µg/L  2024‐04‐18  ‐  <0.5 

Antimony Total  µg/L  2024‐04‐25  ‐  <0.5 

Antimony Total  µg/L  2024‐09‐10  ‐  <0.5 
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Capilano Source 

Parameter Units Date Sampled Source Treated 

Antimony Total  µg/L  2024‐10‐07  <0.5  <0.5 

Antimony Total  µg/L  2024‐10‐15  <0.5  <0.5 

Antimony Total  µg/L  2024‐11‐25  ‐  <0.5 

Arsenic Total  µg/L  2024‐01‐30  ‐  <0.5 

Arsenic Total  µg/L  2024‐04‐02  <0.5  <0.5 

Arsenic Total  µg/L  2024‐04‐16  <0.5  ‐ 

Arsenic Total  µg/L  2024‐04‐18  ‐  <0.5 

Arsenic Total  µg/L  2024‐04‐25  ‐  <0.5 

Arsenic Total  µg/L  2024‐09‐10  ‐  <0.5 

Arsenic Total  µg/L  2024‐10‐07  <0.5  <0.5 

Arsenic Total  µg/L  2024‐10‐15  <0.5  <0.5 

Arsenic Total  µg/L  2024‐11‐25  ‐  <0.5 

Barium Total  µg/L  2024‐01‐30  ‐  1.9 

Barium Total  µg/L  2024‐04‐02  2.4  2.7 

Barium Total  µg/L  2024‐04‐16  2.4  ‐ 

Barium Total  µg/L  2024‐04‐18  ‐  2.8 

Barium Total  µg/L  2024‐04‐25  ‐  2.7 

Barium Total  µg/L  2024‐09‐10  ‐  3.5 

Barium Total  µg/L  2024‐10‐07  3.4  3.2 

Barium Total  µg/L  2024‐10‐15  3.9  3.7 

Barium Total  µg/L  2024‐11‐25  ‐  2.8 

Boron Total  µg/L  2024‐01‐30  ‐  <10 

Boron Total  µg/L  2024‐04‐02  <10  <10 

Boron Total  µg/L  2024‐04‐16  <10  ‐ 

Boron Total  µg/L  2024‐04‐18  ‐  <10 

Boron Total  µg/L  2024‐04‐25  ‐  <10 

Boron Total  µg/L  2024‐09‐10  ‐  <10 

Boron Total  µg/L  2024‐10‐07  <10  <10 

Boron Total  µg/L  2024‐10‐15  <10  <10 

Boron Total  µg/L  2024‐11‐25  ‐  <10 

Bromate  µg/L  2024‐01‐30  <10  <10 

Bromate  µg/L  2024‐04‐25  <10  <10 

Bromate  µg/L  2024‐09‐10  <10  <10 

Bromate  µg/L  2024‐10‐16  <10  <10 

Bromate  µg/L  2024‐11‐25  <10  <10 

Bromide  µg/L  2024‐01‐30  <10  <10 

Bromide  µg/L  2024‐04‐25  <10  <10 

Bromide  µg/L  2024‐09‐10  <10  <10 

Bromide  µg/L  2024‐10‐16  <10  <10 

Bromide  µg/L  2024‐11‐25  <10  <10 

Bromodichloromethane  ppb  2024‐01‐30  <1  <1 

Bromodichloromethane  ppb  2024‐04‐24  <1  <1 
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Capilano Source 

Parameter Units Date Sampled Source Treated 

Bromodichloromethane  ppb  2024‐09‐10  <1  <1 

Bromodichloromethane  ppb  2024‐10‐16  <1  <1 

Bromodichloromethane  ppb  2024‐11‐25  <1  <1 

Bromoform  ppb  2024‐01‐30  <1  <1 

Bromoform  ppb  2024‐04‐24  <1  <1 

Bromoform  ppb  2024‐09‐10  <1  <1 

Bromoform  ppb  2024‐10‐16  <1  <1 

Bromoform  ppb  2024‐11‐25  <1  <1 

Cadmium Total  µg/L  2024‐01‐30  ‐  <0.2 

Cadmium Total  µg/L  2024‐04‐02  <0.2  <0.2 

Cadmium Total  µg/L  2024‐04‐16  <0.2  ‐ 

Cadmium Total  µg/L  2024‐04‐18  ‐  <0.2 

Cadmium Total  µg/L  2024‐04‐25  ‐  <0.2 

Cadmium Total  µg/L  2024‐09‐10  ‐  <0.2 

Cadmium Total  µg/L  2024‐10‐07  <0.2  <0.2 

Cadmium Total  µg/L  2024‐10‐15  <0.2  <0.2 

Cadmium Total  µg/L  2024‐11‐25  ‐  <0.2 

Calcium Total  µg/L  2024‐01‐08  1130  8790 

Calcium Total  µg/L  2024‐01‐30  ‐  8150 

Calcium Total  µg/L  2024‐02‐05  907  8560 

Calcium Total  µg/L  2024‐03‐06  1070  8050 

Calcium Total  µg/L  2024‐04‐02  1170  8660 

Calcium Total  µg/L  2024‐04‐16  1150  ‐ 

Calcium Total  µg/L  2024‐04‐18  ‐  8440 

Calcium Total  µg/L  2024‐04‐25  ‐  7810 

Calcium Total  µg/L  2024‐05‐06  1170  8350 

Calcium Total  µg/L  2024‐06‐03  1120  8740 

Calcium Total  µg/L  2024‐07‐02  1120  9410 

Calcium Total  µg/L  2024‐08‐06  1080  8100 

Calcium Total  µg/L  2024‐09‐03  1420  9240 

Calcium Total  µg/L  2024‐09‐10  ‐  7840 

Calcium Total  µg/L  2024‐10‐07  1630  7690 

Calcium Total  µg/L  2024‐10‐15  1840  8180 

Calcium Total  µg/L  2024‐11‐04  1390  8220 

Calcium Total  µg/L  2024‐11‐25  ‐  8170 

Calcium Total  µg/L  2024‐12‐02  1230  8610 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐01  2.0  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐08  1.9  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐15  1.8  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐22  1.7  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐29  2.1  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐05  2.0  0.7 
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Capilano Source 

Parameter Units Date Sampled Source Treated 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐12  1.9  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐20  1.9  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐26  1.8  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐06  1.7  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐11  1.8  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐18  1.8  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐25  1.8  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐02  1.8  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐08  1.5  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐15  1.6  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐22  1.5  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐29  1.6  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐06  1.4  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐13  1.6  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐21  1.3  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐27  1.3  0.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐03  1.5  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐10  1.7  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐17  1.9  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐24  1.5  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐02  1.6  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐08  1.5  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐15  1.5  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐22  1.5  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐29  1.5  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐05  1.4  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐12  1.4  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐19  1.3  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐26  1.2  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐03  1.3  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐09  1.3  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐16  1.1  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐23  1.2  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐01  1.1  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐07  1.2  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐15  1.1  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐22  2.3  0.9 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐28  2.4  0.9 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐04  2.4  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐12  2.2  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐18  2.5  0.9 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐25  2.2  0.9 
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Capilano Source 

Parameter Units Date Sampled Source Treated 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐02  2.1  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐09  2.0  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐16  2.0  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐30  2.0  0.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐01  2.0  0.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐08  2.0  0.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐15  1.8  0.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐22  1.7  0.6 

Carbon Organic ‐ Total  mg/L  2024‐01‐29  2.0  0.6 

Carbon Organic ‐ Total  mg/L  2024‐02‐05  2.0  0.8 

Carbon Organic ‐ Total  mg/L  2024‐02‐12  2.0  0.9 

Carbon Organic ‐ Total  mg/L  2024‐02‐20  2.0  0.9 

Carbon Organic ‐ Total  mg/L  2024‐02‐26  1.8  0.7 

Carbon Organic ‐ Total  mg/L  2024‐03‐06  1.7  0.6 

Carbon Organic ‐ Total  mg/L  2024‐03‐11  1.8  0.8 

Carbon Organic ‐ Total  mg/L  2024‐03‐18  1.8  0.7 

Carbon Organic ‐ Total  mg/L  2024‐03‐25  1.8  0.8 

Carbon Organic ‐ Total  mg/L  2024‐04‐02  1.7  0.7 

Carbon Organic ‐ Total  mg/L  2024‐04‐08  1.5  0.6 

Carbon Organic ‐ Total  mg/L  2024‐04‐15  1.6  0.7 

Carbon Organic ‐ Total  mg/L  2024‐04‐22  1.6  0.7 

Carbon Organic ‐ Total  mg/L  2024‐04‐29  1.6  0.7 

Carbon Organic ‐ Total  mg/L  2024‐05‐06  1.5  0.6 

Carbon Organic ‐ Total  mg/L  2024‐05‐13  1.6  0.7 

Carbon Organic ‐ Total  mg/L  2024‐05‐21  1.3  0.6 

Carbon Organic ‐ Total  mg/L  2024‐05‐27  1.3  0.5 

Carbon Organic ‐ Total  mg/L  2024‐06‐03  1.5  0.6 

Carbon Organic ‐ Total  mg/L  2024‐06‐10  1.8  0.7 

Carbon Organic ‐ Total  mg/L  2024‐06‐17  1.9  0.7 

Carbon Organic ‐ Total  mg/L  2024‐06‐24  1.5  0.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐02  1.7  0.7 

Carbon Organic ‐ Total  mg/L  2024‐07‐08  1.6  0.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐15  1.5  0.7 

Carbon Organic ‐ Total  mg/L  2024‐07‐22  1.6  0.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐29  1.5  0.7 

Carbon Organic ‐ Total  mg/L  2024‐08‐05  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐08‐12  1.4  0.6 

Carbon Organic ‐ Total  mg/L  2024‐08‐19  1.3  0.7 

Carbon Organic ‐ Total  mg/L  2024‐08‐26  1.3  0.7 

Carbon Organic ‐ Total  mg/L  2024‐09‐03  1.3  0.7 

Carbon Organic ‐ Total  mg/L  2024‐09‐09  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐09‐16  1.1  0.6 
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Carbon Organic ‐ Total  mg/L  2024‐09‐23  1.3  0.6 

Carbon Organic ‐ Total  mg/L  2024‐10‐01  1.2  0.6 

Carbon Organic ‐ Total  mg/L  2024‐10‐07  1.2  0.6 

Carbon Organic ‐ Total  mg/L  2024‐10‐15  1.2  0.6 

Carbon Organic ‐ Total  mg/L  2024‐10‐22  2.5  1.1 

Carbon Organic ‐ Total  mg/L  2024‐10‐28  2.6  1.0 

Carbon Organic ‐ Total  mg/L  2024‐11‐04  2.5  0.9 

Carbon Organic ‐ Total  mg/L  2024‐11‐12  2.4  0.8 

Carbon Organic ‐ Total  mg/L  2024‐11‐18  2.5  0.9 

Carbon Organic ‐ Total  mg/L  2024‐11‐25  2.3  0.9 

Carbon Organic ‐ Total  mg/L  2024‐12‐02  2.1  0.8 

Carbon Organic ‐ Total  mg/L  2024‐12‐09  2.1  0.8 

Carbon Organic ‐ Total  mg/L  2024‐12‐16  2.0  0.7 

Carbon Organic ‐ Total  mg/L  2024‐12‐30  2.1  0.7 

Chlorate  µg/L  2024‐01‐30  <10  24 

Chlorate  µg/L  2024‐04‐25  <10  22 

Chlorate  µg/L  2024‐09‐10  <10  249 

Chlorate  µg/L  2024‐10‐16  <10  160 

Chlorate  µg/L  2024‐11‐25  <10  21 

Chloride  mg/L  2024‐01‐08  <0.5  3.0 

Chloride  mg/L  2024‐01‐30  <0.5  2.7 

Chloride  mg/L  2024‐02‐05  <0.5  2.8 

Chloride  mg/L  2024‐03‐06  <0.5  2.3 

Chloride  mg/L  2024‐04‐02  0.5  2.4 

Chloride  mg/L  2024‐04‐25  0.5  2.2 

Chloride  mg/L  2024‐05‐06  <0.5  2.3 

Chloride  mg/L  2024‐06‐03  <0.5  2.5 

Chloride  mg/L  2024‐07‐02  <0.5  2.7 

Chloride  mg/L  2024‐08‐06  <0.5  3.4 

Chloride  mg/L  2024‐09‐03  <0.5  3.2 

Chloride  mg/L  2024‐09‐10  <0.5  3.1 

Chloride  mg/L  2024‐10‐15  0.7  3.5 

Chloride  mg/L  2024‐11‐04  0.5  3.6 

Chloride  mg/L  2024‐11‐25  <0.5  3.1 

Chloride  mg/L  2024‐12‐02  0.5  2.9 

Chlorine Free  mg/L  2024‐01‐01  ‐  0.69 

Chlorine Free  mg/L  2024‐01‐02  ‐  0.72 

Chlorine Free  mg/L  2024‐01‐03  ‐  0.61 

Chlorine Free  mg/L  2024‐01‐04  ‐  0.74 

Chlorine Free  mg/L  2024‐01‐05  ‐  0.70 

Chlorine Free  mg/L  2024‐01‐06  ‐  0.64 

Chlorine Free  mg/L  2024‐01‐07  ‐  0.69 
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Chlorine Free  mg/L  2024‐01‐08  ‐  0.77 

Chlorine Free  mg/L  2024‐01‐09  ‐  0.78 

Chlorine Free  mg/L  2024‐01‐10  ‐  0.72 

Chlorine Free  mg/L  2024‐01‐11  ‐  0.57 

Chlorine Free  mg/L  2024‐01‐12  ‐  0.89 

Chlorine Free  mg/L  2024‐01‐13  ‐  0.68 

Chlorine Free  mg/L  2024‐01‐14  ‐  0.71 

Chlorine Free  mg/L  2024‐01‐15  ‐  0.85 

Chlorine Free  mg/L  2024‐01‐16  ‐  0.78 

Chlorine Free  mg/L  2024‐01‐17  ‐  0.58 

Chlorine Free  mg/L  2024‐01‐18  ‐  0.86 

Chlorine Free  mg/L  2024‐01‐19  ‐  0.58 

Chlorine Free  mg/L  2024‐01‐20  ‐  0.69 

Chlorine Free  mg/L  2024‐01‐21  ‐  0.85 

Chlorine Free  mg/L  2024‐01‐22  ‐  0.78 

Chlorine Free  mg/L  2024‐01‐23  ‐  0.69 

Chlorine Free  mg/L  2024‐01‐24  ‐  0.81 

Chlorine Free  mg/L  2024‐01‐25  ‐  0.68 

Chlorine Free  mg/L  2024‐01‐26  ‐  0.79 

Chlorine Free  mg/L  2024‐01‐27  ‐  0.81 

Chlorine Free  mg/L  2024‐01‐28  ‐  0.79 

Chlorine Free  mg/L  2024‐01‐29  ‐  0.82 

Chlorine Free  mg/L  2024‐01‐30  ‐  0.68 

Chlorine Free  mg/L  2024‐01‐31  ‐  0.74 

Chlorine Free  mg/L  2024‐02‐01  ‐  0.73 

Chlorine Free  mg/L  2024‐02‐02  ‐  0.75 

Chlorine Free  mg/L  2024‐02‐03  ‐  0.72 

Chlorine Free  mg/L  2024‐02‐04  ‐  0.70 

Chlorine Free  mg/L  2024‐02‐05  ‐  0.82 

Chlorine Free  mg/L  2024‐02‐06  ‐  0.75 

Chlorine Free  mg/L  2024‐02‐07  ‐  0.79 

Chlorine Free  mg/L  2024‐02‐08  ‐  0.71 

Chlorine Free  mg/L  2024‐02‐09  ‐  0.70 

Chlorine Free  mg/L  2024‐02‐10  ‐  0.69 

Chlorine Free  mg/L  2024‐02‐11  ‐  0.80 

Chlorine Free  mg/L  2024‐02‐12  ‐  0.72 

Chlorine Free  mg/L  2024‐02‐13  ‐  0.73 

Chlorine Free  mg/L  2024‐02‐14  ‐  0.74 

Chlorine Free  mg/L  2024‐02‐15  ‐  0.61 

Chlorine Free  mg/L  2024‐02‐16  ‐  0.72 

Chlorine Free  mg/L  2024‐02‐17  ‐  0.70 

Chlorine Free  mg/L  2024‐02‐18  ‐  0.70 
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Chlorine Free  mg/L  2024‐02‐19  ‐  0.79 

Chlorine Free  mg/L  2024‐02‐20  ‐  0.76 

Chlorine Free  mg/L  2024‐02‐21  ‐  0.75 

Chlorine Free  mg/L  2024‐02‐22  ‐  0.64 

Chlorine Free  mg/L  2024‐02‐23  ‐  0.79 

Chlorine Free  mg/L  2024‐02‐24  ‐  0.76 

Chlorine Free  mg/L  2024‐02‐25  ‐  0.72 

Chlorine Free  mg/L  2024‐02‐26  ‐  0.81 

Chlorine Free  mg/L  2024‐02‐27  ‐  0.58 

Chlorine Free  mg/L  2024‐02‐28  ‐  0.79 

Chlorine Free  mg/L  2024‐02‐29  ‐  0.75 

Chlorine Free  mg/L  2024‐03‐01  ‐  0.81 

Chlorine Free  mg/L  2024‐03‐02  ‐  0.69 

Chlorine Free  mg/L  2024‐03‐03  ‐  0.81 

Chlorine Free  mg/L  2024‐03‐04  ‐  0.80 

Chlorine Free  mg/L  2024‐03‐05  ‐  0.80 

Chlorine Free  mg/L  2024‐03‐06  ‐  0.58 

Chlorine Free  mg/L  2024‐03‐07  ‐  0.79 

Chlorine Free  mg/L  2024‐03‐08  ‐  0.75 

Chlorine Free  mg/L  2024‐03‐09  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐10  ‐  0.67 

Chlorine Free  mg/L  2024‐03‐11  ‐  0.80 

Chlorine Free  mg/L  2024‐03‐12  ‐  0.85 

Chlorine Free  mg/L  2024‐03‐13  ‐  0.62 

Chlorine Free  mg/L  2024‐03‐14  ‐  0.80 

Chlorine Free  mg/L  2024‐03‐15  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐16  ‐  0.75 

Chlorine Free  mg/L  2024‐03‐17  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐18  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐19  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐20  ‐  0.78 

Chlorine Free  mg/L  2024‐03‐21  ‐  0.70 

Chlorine Free  mg/L  2024‐03‐22  ‐  0.76 

Chlorine Free  mg/L  2024‐03‐23  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐24  ‐  0.75 

Chlorine Free  mg/L  2024‐03‐25  ‐  0.85 

Chlorine Free  mg/L  2024‐03‐26  ‐  0.86 

Chlorine Free  mg/L  2024‐03‐27  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐28  ‐  0.98 

Chlorine Free  mg/L  2024‐03‐29  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐30  ‐  0.86 

Chlorine Free  mg/L  2024‐03‐31  ‐  0.79 
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Chlorine Free  mg/L  2024‐04‐01  ‐  0.79 

Chlorine Free  mg/L  2024‐04‐02  ‐  0.80 

Chlorine Free  mg/L  2024‐04‐03  ‐  0.72 

Chlorine Free  mg/L  2024‐04‐04  ‐  0.83 

Chlorine Free  mg/L  2024‐04‐05  ‐  0.88 

Chlorine Free  mg/L  2024‐04‐06  ‐  0.75 

Chlorine Free  mg/L  2024‐04‐07  ‐  0.61 

Chlorine Free  mg/L  2024‐04‐08  ‐  0.82 

Chlorine Free  mg/L  2024‐04‐09  ‐  0.78 

Chlorine Free  mg/L  2024‐04‐10  ‐  0.75 

Chlorine Free  mg/L  2024‐04‐11  ‐  0.81 

Chlorine Free  mg/L  2024‐04‐12  ‐  0.69 

Chlorine Free  mg/L  2024‐04‐13  ‐  0.72 

Chlorine Free  mg/L  2024‐04‐14  ‐  0.85 

Chlorine Free  mg/L  2024‐04‐15  ‐  0.78 

Chlorine Free  mg/L  2024‐04‐16  ‐  0.74 

Chlorine Free  mg/L  2024‐04‐17  ‐  0.76 

Chlorine Free  mg/L  2024‐04‐18  ‐  0.73 

Chlorine Free  mg/L  2024‐04‐19  ‐  0.75 

Chlorine Free  mg/L  2024‐04‐20  ‐  0.88 

Chlorine Free  mg/L  2024‐04‐21  ‐  0.88 

Chlorine Free  mg/L  2024‐04‐22  ‐  0.73 

Chlorine Free  mg/L  2024‐04‐23  ‐  0.78 

Chlorine Free  mg/L  2024‐04‐24  ‐  0.79 

Chlorine Free  mg/L  2024‐04‐25  ‐  0.70 

Chlorine Free  mg/L  2024‐04‐26  ‐  0.77 

Chlorine Free  mg/L  2024‐04‐27  ‐  0.72 

Chlorine Free  mg/L  2024‐04‐28  ‐  0.74 

Chlorine Free  mg/L  2024‐04‐29  ‐  0.75 

Chlorine Free  mg/L  2024‐04‐30  ‐  0.79 

Chlorine Free  mg/L  2024‐05‐01  ‐  0.72 

Chlorine Free  mg/L  2024‐05‐02  ‐  0.81 

Chlorine Free  mg/L  2024‐05‐03  ‐  0.75 

Chlorine Free  mg/L  2024‐05‐04  ‐  0.78 

Chlorine Free  mg/L  2024‐05‐05  ‐  0.73 

Chlorine Free  mg/L  2024‐05‐06  ‐  0.76 

Chlorine Free  mg/L  2024‐05‐07  ‐  0.68 

Chlorine Free  mg/L  2024‐05‐08  ‐  0.78 

Chlorine Free  mg/L  2024‐05‐09  ‐  0.75 

Chlorine Free  mg/L  2024‐05‐10  ‐  0.76 

Chlorine Free  mg/L  2024‐05‐11  ‐  0.75 

Chlorine Free  mg/L  2024‐05‐12  ‐  0.72 
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Chlorine Free  mg/L  2024‐05‐13  ‐  0.59 

Chlorine Free  mg/L  2024‐05‐14  ‐  0.69 

Chlorine Free  mg/L  2024‐05‐15  ‐  0.75 

Chlorine Free  mg/L  2024‐05‐16  ‐  0.76 

Chlorine Free  mg/L  2024‐05‐17  ‐  0.68 

Chlorine Free  mg/L  2024‐05‐18  ‐  0.72 

Chlorine Free  mg/L  2024‐05‐19  ‐  0.72 

Chlorine Free  mg/L  2024‐05‐20  ‐  0.76 

Chlorine Free  mg/L  2024‐05‐21  ‐  0.65 

Chlorine Free  mg/L  2024‐05‐22  ‐  0.72 

Chlorine Free  mg/L  2024‐05‐23  ‐  0.65 

Chlorine Free  mg/L  2024‐05‐24  ‐  0.73 

Chlorine Free  mg/L  2024‐05‐25  ‐  0.75 

Chlorine Free  mg/L  2024‐05‐26  ‐  0.76 

Chlorine Free  mg/L  2024‐05‐27  ‐  0.74 

Chlorine Free  mg/L  2024‐05‐28  ‐  0.62 

Chlorine Free  mg/L  2024‐05‐29  ‐  0.64 

Chlorine Free  mg/L  2024‐05‐30  ‐  0.72 

Chlorine Free  mg/L  2024‐05‐31  ‐  0.72 

Chlorine Free  mg/L  2024‐06‐01  ‐  0.75 

Chlorine Free  mg/L  2024‐06‐02  ‐  0.73 

Chlorine Free  mg/L  2024‐06‐03  ‐  0.65 

Chlorine Free  mg/L  2024‐06‐04  ‐  0.80 

Chlorine Free  mg/L  2024‐06‐05  ‐  0.73 

Chlorine Free  mg/L  2024‐06‐06  ‐  0.77 

Chlorine Free  mg/L  2024‐06‐07  ‐  0.70 

Chlorine Free  mg/L  2024‐06‐08  ‐  0.76 

Chlorine Free  mg/L  2024‐06‐09  ‐  0.58 

Chlorine Free  mg/L  2024‐06‐10  ‐  0.62 

Chlorine Free  mg/L  2024‐06‐11  ‐  0.79 

Chlorine Free  mg/L  2024‐06‐12  ‐  0.63 

Chlorine Free  mg/L  2024‐06‐13  ‐  0.78 

Chlorine Free  mg/L  2024‐06‐14  ‐  0.63 

Chlorine Free  mg/L  2024‐06‐15  ‐  0.74 

Chlorine Free  mg/L  2024‐06‐16  ‐  0.72 

Chlorine Free  mg/L  2024‐06‐17  ‐  0.78 

Chlorine Free  mg/L  2024‐06‐18  ‐  0.65 

Chlorine Free  mg/L  2024‐06‐19  ‐  0.67 

Chlorine Free  mg/L  2024‐06‐20  ‐  0.60 

Chlorine Free  mg/L  2024‐06‐21  ‐  0.79 

Chlorine Free  mg/L  2024‐06‐22  ‐  0.70 

Chlorine Free  mg/L  2024‐06‐23  ‐  0.51 
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Chlorine Free  mg/L  2024‐06‐24  ‐  0.43 

Chlorine Free  mg/L  2024‐06‐25  ‐  0.74 

Chlorine Free  mg/L  2024‐06‐26  ‐  0.72 

Chlorine Free  mg/L  2024‐06‐27  ‐  0.47 

Chlorine Free  mg/L  2024‐06‐28  ‐  0.61 

Chlorine Free  mg/L  2024‐06‐29  ‐  0.74 

Chlorine Free  mg/L  2024‐06‐30  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐01  ‐  0.86 

Chlorine Free  mg/L  2024‐07‐02  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐03  ‐  0.82 

Chlorine Free  mg/L  2024‐07‐04  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐05  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐06  ‐  0.80 

Chlorine Free  mg/L  2024‐07‐07  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐08  ‐  0.82 

Chlorine Free  mg/L  2024‐07‐09  ‐  0.76 

Chlorine Free  mg/L  2024‐07‐10  ‐  0.80 

Chlorine Free  mg/L  2024‐07‐11  ‐  0.68 

Chlorine Free  mg/L  2024‐07‐12  ‐  0.74 

Chlorine Free  mg/L  2024‐07‐13  ‐  0.77 

Chlorine Free  mg/L  2024‐07‐14  ‐  0.69 

Chlorine Free  mg/L  2024‐07‐15  ‐  0.81 

Chlorine Free  mg/L  2024‐07‐16  ‐  0.78 

Chlorine Free  mg/L  2024‐07‐17  ‐  0.83 

Chlorine Free  mg/L  2024‐07‐18  ‐  0.75 

Chlorine Free  mg/L  2024‐07‐19  ‐  0.73 

Chlorine Free  mg/L  2024‐07‐20  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐21  ‐  0.77 

Chlorine Free  mg/L  2024‐07‐22  ‐  0.74 

Chlorine Free  mg/L  2024‐07‐23  ‐  0.58 

Chlorine Free  mg/L  2024‐07‐24  ‐  0.73 

Chlorine Free  mg/L  2024‐07‐25  ‐  0.66 

Chlorine Free  mg/L  2024‐07‐26  ‐  0.90 

Chlorine Free  mg/L  2024‐07‐27  ‐  0.68 

Chlorine Free  mg/L  2024‐07‐28  ‐  0.74 

Chlorine Free  mg/L  2024‐07‐29  ‐  0.77 

Chlorine Free  mg/L  2024‐07‐30  ‐  0.75 

Chlorine Free  mg/L  2024‐07‐31  ‐  0.70 

Chlorine Free  mg/L  2024‐08‐01  ‐  0.61 

Chlorine Free  mg/L  2024‐08‐02  ‐  0.63 

Chlorine Free  mg/L  2024‐08‐03  ‐  0.70 

Chlorine Free  mg/L  2024‐08‐04  ‐  0.78 
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Chlorine Free  mg/L  2024‐08‐05  ‐  0.81 

Chlorine Free  mg/L  2024‐08‐06  ‐  0.68 

Chlorine Free  mg/L  2024‐08‐07  ‐  0.72 

Chlorine Free  mg/L  2024‐08‐08  ‐  0.80 

Chlorine Free  mg/L  2024‐08‐09  ‐  0.68 

Chlorine Free  mg/L  2024‐08‐10  ‐  0.68 

Chlorine Free  mg/L  2024‐08‐11  ‐  0.82 

Chlorine Free  mg/L  2024‐08‐12  ‐  0.83 

Chlorine Free  mg/L  2024‐08‐13  ‐  0.63 

Chlorine Free  mg/L  2024‐08‐14  ‐  0.68 

Chlorine Free  mg/L  2024‐08‐15  ‐  0.66 

Chlorine Free  mg/L  2024‐08‐16  ‐  0.68 

Chlorine Free  mg/L  2024‐08‐17  ‐  0.69 

Chlorine Free  mg/L  2024‐08‐18  ‐  0.64 

Chlorine Free  mg/L  2024‐08‐19  ‐  0.76 

Chlorine Free  mg/L  2024‐08‐20  ‐  0.73 

Chlorine Free  mg/L  2024‐08‐21  ‐  0.73 

Chlorine Free  mg/L  2024‐08‐22  ‐  0.68 

Chlorine Free  mg/L  2024‐08‐23  ‐  0.69 

Chlorine Free  mg/L  2024‐08‐24  ‐  0.70 

Chlorine Free  mg/L  2024‐08‐25  ‐  0.72 

Chlorine Free  mg/L  2024‐08‐26  ‐  0.76 

Chlorine Free  mg/L  2024‐08‐27  ‐  0.70 

Chlorine Free  mg/L  2024‐08‐28  ‐  0.74 

Chlorine Free  mg/L  2024‐08‐29  ‐  0.74 

Chlorine Free  mg/L  2024‐08‐30  ‐  0.73 

Chlorine Free  mg/L  2024‐08‐31  ‐  0.69 

Chlorine Free  mg/L  2024‐09‐01  ‐  0.69 

Chlorine Free  mg/L  2024‐09‐02  ‐  0.66 

Chlorine Free  mg/L  2024‐09‐03  ‐  0.68 

Chlorine Free  mg/L  2024‐09‐04  ‐  0.70 

Chlorine Free  mg/L  2024‐09‐05  ‐  0.78 

Chlorine Free  mg/L  2024‐09‐06  ‐  0.70 

Chlorine Free  mg/L  2024‐09‐07  ‐  0.67 

Chlorine Free  mg/L  2024‐09‐08  ‐  0.63 

Chlorine Free  mg/L  2024‐09‐09  ‐  0.78 

Chlorine Free  mg/L  2024‐09‐10  ‐  0.64 

Chlorine Free  mg/L  2024‐09‐11  ‐  0.68 

Chlorine Free  mg/L  2024‐09‐12  ‐  0.78 

Chlorine Free  mg/L  2024‐09‐13  ‐  0.74 

Chlorine Free  mg/L  2024‐09‐14  ‐  0.73 

Chlorine Free  mg/L  2024‐09‐15  ‐  0.62 
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Chlorine Free  mg/L  2024‐09‐16  ‐  0.75 

Chlorine Free  mg/L  2024‐09‐17  ‐  0.81 

Chlorine Free  mg/L  2024‐09‐18  ‐  0.75 

Chlorine Free  mg/L  2024‐09‐19  ‐  0.79 

Chlorine Free  mg/L  2024‐09‐20  ‐  0.65 

Chlorine Free  mg/L  2024‐09‐21  ‐  0.66 

Chlorine Free  mg/L  2024‐09‐22  ‐  0.76 

Chlorine Free  mg/L  2024‐09‐23  ‐  0.80 

Chlorine Free  mg/L  2024‐09‐24  ‐  0.72 

Chlorine Free  mg/L  2024‐09‐25  ‐  0.79 

Chlorine Free  mg/L  2024‐09‐26  ‐  0.76 

Chlorine Free  mg/L  2024‐09‐27  ‐  0.93 

Chlorine Free  mg/L  2024‐09‐28  ‐  0.62 

Chlorine Free  mg/L  2024‐09‐29  ‐  0.64 

Chlorine Free  mg/L  2024‐09‐30  ‐  0.63 

Chlorine Free  mg/L  2024‐10‐01  ‐  0.79 

Chlorine Free  mg/L  2024‐10‐02  ‐  0.69 

Chlorine Free  mg/L  2024‐10‐03  ‐  0.87 

Chlorine Free  mg/L  2024‐10‐04  ‐  0.70 

Chlorine Free  mg/L  2024‐10‐05  ‐  0.71 

Chlorine Free  mg/L  2024‐10‐06  ‐  0.82 

Chlorine Free  mg/L  2024‐10‐07  ‐  0.71 

Chlorine Free  mg/L  2024‐10‐08  ‐  0.80 

Chlorine Free  mg/L  2024‐10‐09  ‐  0.84 

Chlorine Free  mg/L  2024‐10‐10  ‐  0.85 

Chlorine Free  mg/L  2024‐10‐11  ‐  0.76 

Chlorine Free  mg/L  2024‐10‐12  ‐  0.66 

Chlorine Free  mg/L  2024‐10‐13  ‐  0.65 

Chlorine Free  mg/L  2024‐10‐14  ‐  0.71 

Chlorine Free  mg/L  2024‐10‐15  ‐  0.77 

Chlorine Free  mg/L  2024‐10‐16  ‐  0.85 

Chlorine Free  mg/L  2024‐10‐17  ‐  0.84 

Chlorine Free  mg/L  2024‐10‐18  ‐  0.77 

Chlorine Free  mg/L  2024‐10‐19  ‐  0.72 

Chlorine Free  mg/L  2024‐10‐20  ‐  0.77 

Chlorine Free  mg/L  2024‐10‐21  ‐  0.63 

Chlorine Free  mg/L  2024‐10‐22  ‐  0.78 

Chlorine Free  mg/L  2024‐10‐23  ‐  0.66 

Chlorine Free  mg/L  2024‐10‐24  ‐  0.64 

Chlorine Free  mg/L  2024‐10‐25  ‐  0.61 

Chlorine Free  mg/L  2024‐10‐26  ‐  0.67 

Chlorine Free  mg/L  2024‐10‐27  ‐  0.65 
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Chlorine Free  mg/L  2024‐10‐28  ‐  0.65 

Chlorine Free  mg/L  2024‐10‐29  ‐  0.68 

Chlorine Free  mg/L  2024‐10‐30  ‐  0.76 

Chlorine Free  mg/L  2024‐10‐31  ‐  0.73 

Chlorine Free  mg/L  2024‐11‐01  ‐  0.71 

Chlorine Free  mg/L  2024‐11‐02  ‐  0.75 

Chlorine Free  mg/L  2024‐11‐03  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐04  ‐  0.69 

Chlorine Free  mg/L  2024‐11‐05  ‐  0.60 

Chlorine Free  mg/L  2024‐11‐06  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐07  ‐  0.75 

Chlorine Free  mg/L  2024‐11‐08  ‐  0.79 

Chlorine Free  mg/L  2024‐11‐09  ‐  0.80 

Chlorine Free  mg/L  2024‐11‐10  ‐  0.77 

Chlorine Free  mg/L  2024‐11‐11  ‐  0.73 

Chlorine Free  mg/L  2024‐11‐12  ‐  0.78 

Chlorine Free  mg/L  2024‐11‐13  ‐  0.77 

Chlorine Free  mg/L  2024‐11‐14  ‐  0.74 

Chlorine Free  mg/L  2024‐11‐15  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐16  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐17  ‐  0.74 

Chlorine Free  mg/L  2024‐11‐18  ‐  0.70 

Chlorine Free  mg/L  2024‐11‐19  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐20  ‐  0.70 

Chlorine Free  mg/L  2024‐11‐21  ‐  0.78 

Chlorine Free  mg/L  2024‐11‐23  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐24  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐25  ‐  0.74 

Chlorine Free  mg/L  2024‐11‐26  ‐  0.74 

Chlorine Free  mg/L  2024‐11‐27  ‐  0.77 

Chlorine Free  mg/L  2024‐11‐28  ‐  0.70 

Chlorine Free  mg/L  2024‐11‐29  ‐  0.74 

Chlorine Free  mg/L  2024‐11‐30  ‐  0.77 

Chlorine Free  mg/L  2024‐12‐01  ‐  0.78 

Chlorine Free  mg/L  2024‐12‐02  ‐  0.83 

Chlorine Free  mg/L  2024‐12‐03  ‐  0.75 

Chlorine Free  mg/L  2024‐12‐04  ‐  0.76 

Chlorine Free  mg/L  2024‐12‐05  ‐  0.74 

Chlorine Free  mg/L  2024‐12‐06  ‐  0.82 

Chlorine Free  mg/L  2024‐12‐07  ‐  0.79 

Chlorine Free  mg/L  2024‐12‐08  ‐  0.82 

Chlorine Free  mg/L  2024‐12‐09  ‐  0.72 
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Chlorine Free  mg/L  2024‐12‐10  ‐  0.82 

Chlorine Free  mg/L  2024‐12‐11  ‐  0.80 

Chlorine Free  mg/L  2024‐12‐12  ‐  0.89 

Chlorine Free  mg/L  2024‐12‐13  ‐  0.65 

Chlorine Free  mg/L  2024‐12‐14  ‐  0.84 

Chlorine Free  mg/L  2024‐12‐15  ‐  0.77 

Chlorine Free  mg/L  2024‐12‐16  ‐  0.83 

Chlorine Free  mg/L  2024‐12‐17  ‐  0.67 

Chlorine Free  mg/L  2024‐12‐18  ‐  0.82 

Chlorine Free  mg/L  2024‐12‐19  ‐  0.85 

Chlorine Free  mg/L  2024‐12‐20  ‐  0.65 

Chlorine Free  mg/L  2024‐12‐21  ‐  0.81 

Chlorine Free  mg/L  2024‐12‐22  ‐  0.80 

Chlorine Free  mg/L  2024‐12‐23  ‐  0.80 

Chlorine Free  mg/L  2024‐12‐24  ‐  0.84 

Chlorine Free  mg/L  2024‐12‐26  ‐  0.82 

Chlorine Free  mg/L  2024‐12‐27  ‐  0.79 

Chlorine Free  mg/L  2024‐12‐28  ‐  0.81 

Chlorine Free  mg/L  2024‐12‐29  ‐  0.84 

Chlorine Free  mg/L  2024‐12‐30  ‐  0.65 

Chlorine Free  mg/L  2024‐12‐31  ‐  0.76 

Chlorine Total  mg/L  2024‐01‐01  ‐  0.73 

Chlorine Total  mg/L  2024‐01‐02  ‐  0.79 

Chlorine Total  mg/L  2024‐01‐03  ‐  0.61 

Chlorine Total  mg/L  2024‐01‐04  ‐  0.77 

Chlorine Total  mg/L  2024‐01‐05  ‐  0.71 

Chlorine Total  mg/L  2024‐01‐06  ‐  0.74 

Chlorine Total  mg/L  2024‐01‐07  ‐  0.69 

Chlorine Total  mg/L  2024‐01‐08  ‐  0.85 

Chlorine Total  mg/L  2024‐01‐09  ‐  0.78 

Chlorine Total  mg/L  2024‐01‐10  ‐  0.80 

Chlorine Total  mg/L  2024‐01‐11  ‐  0.57 

Chlorine Total  mg/L  2024‐01‐12  ‐  0.96 

Chlorine Total  mg/L  2024‐01‐13  ‐  0.74 

Chlorine Total  mg/L  2024‐01‐14  ‐  0.71 

Chlorine Total  mg/L  2024‐01‐15  ‐  0.85 

Chlorine Total  mg/L  2024‐01‐16  ‐  0.82 

Chlorine Total  mg/L  2024‐01‐17  ‐  0.60 

Chlorine Total  mg/L  2024‐01‐18  ‐  0.86 

Chlorine Total  mg/L  2024‐01‐19  ‐  0.58 

Chlorine Total  mg/L  2024‐01‐20  ‐  0.77 

Chlorine Total  mg/L  2024‐01‐21  ‐  0.85 
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Chlorine Total  mg/L  2024‐01‐22  ‐  0.80 

Chlorine Total  mg/L  2024‐01‐23  ‐  0.71 

Chlorine Total  mg/L  2024‐01‐24  ‐  0.85 

Chlorine Total  mg/L  2024‐01‐25  ‐  0.69 

Chlorine Total  mg/L  2024‐01‐26  ‐  0.79 

Chlorine Total  mg/L  2024‐01‐27  ‐  0.81 

Chlorine Total  mg/L  2024‐01‐28  ‐  0.90 

Chlorine Total  mg/L  2024‐01‐29  ‐  0.87 

Chlorine Total  mg/L  2024‐01‐30  ‐  0.73 

Chlorine Total  mg/L  2024‐01‐31  ‐  0.86 

Chlorine Total  mg/L  2024‐02‐01  ‐  0.74 

Chlorine Total  mg/L  2024‐02‐02  ‐  0.75 

Chlorine Total  mg/L  2024‐02‐03  ‐  0.82 

Chlorine Total  mg/L  2024‐02‐04  ‐  0.70 

Chlorine Total  mg/L  2024‐02‐05  ‐  0.86 

Chlorine Total  mg/L  2024‐02‐06  ‐  0.81 

Chlorine Total  mg/L  2024‐02‐07  ‐  0.83 

Chlorine Total  mg/L  2024‐02‐08  ‐  0.80 

Chlorine Total  mg/L  2024‐02‐09  ‐  0.70 

Chlorine Total  mg/L  2024‐02‐10  ‐  0.69 

Chlorine Total  mg/L  2024‐02‐11  ‐  0.80 

Chlorine Total  mg/L  2024‐02‐12  ‐  0.75 

Chlorine Total  mg/L  2024‐02‐13  ‐  0.80 

Chlorine Total  mg/L  2024‐02‐14  ‐  0.78 

Chlorine Total  mg/L  2024‐02‐15  ‐  0.62 

Chlorine Total  mg/L  2024‐02‐16  ‐  0.78 

Chlorine Total  mg/L  2024‐02‐17  ‐  0.70 

Chlorine Total  mg/L  2024‐02‐18  ‐  0.75 

Chlorine Total  mg/L  2024‐02‐19  ‐  0.79 

Chlorine Total  mg/L  2024‐02‐20  ‐  0.80 

Chlorine Total  mg/L  2024‐02‐21  ‐  0.80 

Chlorine Total  mg/L  2024‐02‐22  ‐  0.66 

Chlorine Total  mg/L  2024‐02‐23  ‐  0.84 

Chlorine Total  mg/L  2024‐02‐24  ‐  0.78 

Chlorine Total  mg/L  2024‐02‐25  ‐  0.73 

Chlorine Total  mg/L  2024‐02‐26  ‐  0.92 

Chlorine Total  mg/L  2024‐02‐27  ‐  0.59 

Chlorine Total  mg/L  2024‐02‐28  ‐  0.82 

Chlorine Total  mg/L  2024‐02‐29  ‐  0.82 

Chlorine Total  mg/L  2024‐03‐01  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐02  ‐  0.69 

Chlorine Total  mg/L  2024‐03‐03  ‐  0.81 
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Chlorine Total  mg/L  2024‐03‐04  ‐  0.86 

Chlorine Total  mg/L  2024‐03‐05  ‐  0.85 

Chlorine Total  mg/L  2024‐03‐06  ‐  0.58 

Chlorine Total  mg/L  2024‐03‐07  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐08  ‐  0.81 

Chlorine Total  mg/L  2024‐03‐09  ‐  0.82 

Chlorine Total  mg/L  2024‐03‐10  ‐  0.71 

Chlorine Total  mg/L  2024‐03‐11  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐12  ‐  0.87 

Chlorine Total  mg/L  2024‐03‐13  ‐  0.62 

Chlorine Total  mg/L  2024‐03‐14  ‐  0.81 

Chlorine Total  mg/L  2024‐03‐15  ‐  0.85 

Chlorine Total  mg/L  2024‐03‐16  ‐  0.78 

Chlorine Total  mg/L  2024‐03‐17  ‐  0.83 

Chlorine Total  mg/L  2024‐03‐18  ‐  0.85 

Chlorine Total  mg/L  2024‐03‐19  ‐  0.86 

Chlorine Total  mg/L  2024‐03‐20  ‐  0.80 

Chlorine Total  mg/L  2024‐03‐21  ‐  0.72 

Chlorine Total  mg/L  2024‐03‐22  ‐  0.80 

Chlorine Total  mg/L  2024‐03‐23  ‐  0.85 

Chlorine Total  mg/L  2024‐03‐24  ‐  0.76 

Chlorine Total  mg/L  2024‐03‐25  ‐  0.89 

Chlorine Total  mg/L  2024‐03‐26  ‐  0.89 

Chlorine Total  mg/L  2024‐03‐27  ‐  0.86 

Chlorine Total  mg/L  2024‐03‐28  ‐  1.00 

Chlorine Total  mg/L  2024‐03‐29  ‐  0.82 

Chlorine Total  mg/L  2024‐03‐30  ‐  0.86 

Chlorine Total  mg/L  2024‐03‐31  ‐  0.79 

Chlorine Total  mg/L  2024‐04‐01  ‐  0.81 

Chlorine Total  mg/L  2024‐04‐02  ‐  0.84 

Chlorine Total  mg/L  2024‐04‐03  ‐  0.72 

Chlorine Total  mg/L  2024‐04‐04  ‐  0.88 

Chlorine Total  mg/L  2024‐04‐05  ‐  0.89 

Chlorine Total  mg/L  2024‐04‐06  ‐  0.78 

Chlorine Total  mg/L  2024‐04‐07  ‐  0.67 

Chlorine Total  mg/L  2024‐04‐08  ‐  0.84 

Chlorine Total  mg/L  2024‐04‐09  ‐  0.82 

Chlorine Total  mg/L  2024‐04‐10  ‐  0.78 

Chlorine Total  mg/L  2024‐04‐11  ‐  0.82 

Chlorine Total  mg/L  2024‐04‐12  ‐  0.73 

Chlorine Total  mg/L  2024‐04‐13  ‐  0.81 

Chlorine Total  mg/L  2024‐04‐14  ‐  0.85 
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Chlorine Total  mg/L  2024‐04‐15  ‐  0.82 

Chlorine Total  mg/L  2024‐04‐16  ‐  0.78 

Chlorine Total  mg/L  2024‐04‐17  ‐  0.78 

Chlorine Total  mg/L  2024‐04‐18  ‐  0.74 

Chlorine Total  mg/L  2024‐04‐19  ‐  0.78 

Chlorine Total  mg/L  2024‐04‐20  ‐  0.99 

Chlorine Total  mg/L  2024‐04‐21  ‐  0.88 

Chlorine Total  mg/L  2024‐04‐22  ‐  0.76 

Chlorine Total  mg/L  2024‐04‐23  ‐  0.80 

Chlorine Total  mg/L  2024‐04‐24  ‐  0.82 

Chlorine Total  mg/L  2024‐04‐25  ‐  0.70 

Chlorine Total  mg/L  2024‐04‐26  ‐  0.80 

Chlorine Total  mg/L  2024‐04‐27  ‐  0.73 

Chlorine Total  mg/L  2024‐04‐28  ‐  0.74 

Chlorine Total  mg/L  2024‐04‐29  ‐  0.78 

Chlorine Total  mg/L  2024‐04‐30  ‐  0.81 

Chlorine Total  mg/L  2024‐05‐01  ‐  0.72 

Chlorine Total  mg/L  2024‐05‐02  ‐  0.87 

Chlorine Total  mg/L  2024‐05‐03  ‐  0.78 

Chlorine Total  mg/L  2024‐05‐04  ‐  0.78 

Chlorine Total  mg/L  2024‐05‐05  ‐  0.73 

Chlorine Total  mg/L  2024‐05‐06  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐07  ‐  0.75 

Chlorine Total  mg/L  2024‐05‐08  ‐  0.78 

Chlorine Total  mg/L  2024‐05‐09  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐10  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐11  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐12  ‐  0.72 

Chlorine Total  mg/L  2024‐05‐13  ‐  0.60 

Chlorine Total  mg/L  2024‐05‐14  ‐  0.70 

Chlorine Total  mg/L  2024‐05‐15  ‐  0.75 

Chlorine Total  mg/L  2024‐05‐16  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐17  ‐  0.69 

Chlorine Total  mg/L  2024‐05‐18  ‐  0.73 

Chlorine Total  mg/L  2024‐05‐19  ‐  0.72 

Chlorine Total  mg/L  2024‐05‐20  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐21  ‐  0.65 

Chlorine Total  mg/L  2024‐05‐22  ‐  0.77 

Chlorine Total  mg/L  2024‐05‐23  ‐  0.67 

Chlorine Total  mg/L  2024‐05‐24  ‐  0.74 

Chlorine Total  mg/L  2024‐05‐25  ‐  0.75 

Chlorine Total  mg/L  2024‐05‐26  ‐  0.76 
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Chlorine Total  mg/L  2024‐05‐27  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐28  ‐  0.62 

Chlorine Total  mg/L  2024‐05‐29  ‐  0.64 

Chlorine Total  mg/L  2024‐05‐30  ‐  0.72 

Chlorine Total  mg/L  2024‐05‐31  ‐  0.72 

Chlorine Total  mg/L  2024‐06‐01  ‐  0.75 

Chlorine Total  mg/L  2024‐06‐02  ‐  0.73 

Chlorine Total  mg/L  2024‐06‐03  ‐  0.66 

Chlorine Total  mg/L  2024‐06‐04  ‐  0.80 

Chlorine Total  mg/L  2024‐06‐05  ‐  0.73 

Chlorine Total  mg/L  2024‐06‐06  ‐  0.82 

Chlorine Total  mg/L  2024‐06‐07  ‐  0.70 

Chlorine Total  mg/L  2024‐06‐08  ‐  0.77 

Chlorine Total  mg/L  2024‐06‐09  ‐  0.63 

Chlorine Total  mg/L  2024‐06‐10  ‐  0.65 

Chlorine Total  mg/L  2024‐06‐11  ‐  0.79 

Chlorine Total  mg/L  2024‐06‐12  ‐  0.64 

Chlorine Total  mg/L  2024‐06‐13  ‐  0.78 

Chlorine Total  mg/L  2024‐06‐14  ‐  0.64 

Chlorine Total  mg/L  2024‐06‐15  ‐  0.74 

Chlorine Total  mg/L  2024‐06‐16  ‐  0.79 

Chlorine Total  mg/L  2024‐06‐17  ‐  0.78 

Chlorine Total  mg/L  2024‐06‐18  ‐  0.66 

Chlorine Total  mg/L  2024‐06‐19  ‐  0.68 

Chlorine Total  mg/L  2024‐06‐20  ‐  0.60 

Chlorine Total  mg/L  2024‐06‐21  ‐  0.82 

Chlorine Total  mg/L  2024‐06‐22  ‐  0.71 

Chlorine Total  mg/L  2024‐06‐23  ‐  0.51 

Chlorine Total  mg/L  2024‐06‐24  ‐  0.52 

Chlorine Total  mg/L  2024‐06‐25  ‐  0.79 

Chlorine Total  mg/L  2024‐06‐26  ‐  0.73 

Chlorine Total  mg/L  2024‐06‐27  ‐  0.62 

Chlorine Total  mg/L  2024‐06‐28  ‐  0.62 

Chlorine Total  mg/L  2024‐06‐29  ‐  0.74 

Chlorine Total  mg/L  2024‐06‐30  ‐  0.79 

Chlorine Total  mg/L  2024‐07‐01  ‐  0.86 

Chlorine Total  mg/L  2024‐07‐02  ‐  0.79 

Chlorine Total  mg/L  2024‐07‐03  ‐  0.82 

Chlorine Total  mg/L  2024‐07‐04  ‐  0.80 

Chlorine Total  mg/L  2024‐07‐05  ‐  0.79 

Chlorine Total  mg/L  2024‐07‐06  ‐  0.80 

Chlorine Total  mg/L  2024‐07‐07  ‐  0.80 
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Chlorine Total  mg/L  2024‐07‐08  ‐  0.82 

Chlorine Total  mg/L  2024‐07‐09  ‐  0.90 

Chlorine Total  mg/L  2024‐07‐10  ‐  0.83 

Chlorine Total  mg/L  2024‐07‐11  ‐  0.83 

Chlorine Total  mg/L  2024‐07‐12  ‐  0.74 

Chlorine Total  mg/L  2024‐07‐13  ‐  0.79 

Chlorine Total  mg/L  2024‐07‐14  ‐  0.71 

Chlorine Total  mg/L  2024‐07‐15  ‐  0.81 

Chlorine Total  mg/L  2024‐07‐16  ‐  0.79 

Chlorine Total  mg/L  2024‐07‐17  ‐  0.84 

Chlorine Total  mg/L  2024‐07‐18  ‐  0.76 

Chlorine Total  mg/L  2024‐07‐19  ‐  0.73 

Chlorine Total  mg/L  2024‐07‐20  ‐  0.79 

Chlorine Total  mg/L  2024‐07‐21  ‐  0.77 

Chlorine Total  mg/L  2024‐07‐22  ‐  0.74 

Chlorine Total  mg/L  2024‐07‐23  ‐  0.58 

Chlorine Total  mg/L  2024‐07‐24  ‐  0.74 

Chlorine Total  mg/L  2024‐07‐25  ‐  0.66 

Chlorine Total  mg/L  2024‐07‐26  ‐  0.90 

Chlorine Total  mg/L  2024‐07‐27  ‐  0.78 

Chlorine Total  mg/L  2024‐07‐28  ‐  0.74 

Chlorine Total  mg/L  2024‐07‐29  ‐  0.79 

Chlorine Total  mg/L  2024‐07‐30  ‐  0.76 

Chlorine Total  mg/L  2024‐07‐31  ‐  0.74 

Chlorine Total  mg/L  2024‐08‐01  ‐  0.61 

Chlorine Total  mg/L  2024‐08‐02  ‐  0.63 

Chlorine Total  mg/L  2024‐08‐03  ‐  0.70 

Chlorine Total  mg/L  2024‐08‐04  ‐  0.78 

Chlorine Total  mg/L  2024‐08‐05  ‐  0.84 

Chlorine Total  mg/L  2024‐08‐06  ‐  0.69 

Chlorine Total  mg/L  2024‐08‐07  ‐  0.77 

Chlorine Total  mg/L  2024‐08‐08  ‐  0.83 

Chlorine Total  mg/L  2024‐08‐09  ‐  0.68 

Chlorine Total  mg/L  2024‐08‐10  ‐  0.80 

Chlorine Total  mg/L  2024‐08‐11  ‐  0.82 

Chlorine Total  mg/L  2024‐08‐12  ‐  0.83 

Chlorine Total  mg/L  2024‐08‐13  ‐  0.64 

Chlorine Total  mg/L  2024‐08‐14  ‐  0.73 

Chlorine Total  mg/L  2024‐08‐15  ‐  0.69 

Chlorine Total  mg/L  2024‐08‐16  ‐  0.78 

Chlorine Total  mg/L  2024‐08‐17  ‐  0.69 

Chlorine Total  mg/L  2024‐08‐18  ‐  0.75 
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Chlorine Total  mg/L  2024‐08‐19  ‐  0.81 

Chlorine Total  mg/L  2024‐08‐20  ‐  0.77 

Chlorine Total  mg/L  2024‐08‐21  ‐  0.74 

Chlorine Total  mg/L  2024‐08‐22  ‐  0.68 

Chlorine Total  mg/L  2024‐08‐23  ‐  0.70 

Chlorine Total  mg/L  2024‐08‐24  ‐  0.70 

Chlorine Total  mg/L  2024‐08‐25  ‐  .72 

Chlorine Total  mg/L  2024‐08‐26  ‐  0.80 

Chlorine Total  mg/L  2024‐08‐27  ‐  0.70 

Chlorine Total  mg/L  2024‐08‐28  ‐  0.74 

Chlorine Total  mg/L  2024‐08‐29  ‐  0.77 

Chlorine Total  mg/L  2024‐08‐30  ‐  0.73 

Chlorine Total  mg/L  2024‐08‐31  ‐  0.69 

Chlorine Total  mg/L  2024‐09‐01  ‐  0.70 

Chlorine Total  mg/L  2024‐09‐02  ‐  0.66 

Chlorine Total  mg/L  2024‐09‐03  ‐  0.72 

Chlorine Total  mg/L  2024‐09‐04  ‐  0.70 

Chlorine Total  mg/L  2024‐09‐05  ‐  0.78 

Chlorine Total  mg/L  2024‐09‐06  ‐  0.70 

Chlorine Total  mg/L  2024‐09‐07  ‐  0.70 

Chlorine Total  mg/L  2024‐09‐08  ‐  0.65 

Chlorine Total  mg/L  2024‐09‐09  ‐  0.80 

Chlorine Total  mg/L  2024‐09‐10  ‐  0.65 

Chlorine Total  mg/L  2024‐09‐11  ‐  0.70 

Chlorine Total  mg/L  2024‐09‐12  ‐  0.79 

Chlorine Total  mg/L  2024‐09‐13  ‐  0.78 

Chlorine Total  mg/L  2024‐09‐14  ‐  0.73 

Chlorine Total  mg/L  2024‐09‐15  ‐  0.69 

Chlorine Total  mg/L  2024‐09‐16  ‐  0.75 

Chlorine Total  mg/L  2024‐09‐17  ‐  0.83 

Chlorine Total  mg/L  2024‐09‐18  ‐  0.75 

Chlorine Total  mg/L  2024‐09‐19  ‐  0.83 

Chlorine Total  mg/L  2024‐09‐20  ‐  0.73 

Chlorine Total  mg/L  2024‐09‐21  ‐  0.66 

Chlorine Total  mg/L  2024‐09‐22  ‐  0.76 

Chlorine Total  mg/L  2024‐09‐23  ‐  0.80 

Chlorine Total  mg/L  2024‐09‐24  ‐  0.72 

Chlorine Total  mg/L  2024‐09‐25  ‐  0.79 

Chlorine Total  mg/L  2024‐09‐26  ‐  0.83 

Chlorine Total  mg/L  2024‐09‐27  ‐  0.97 

Chlorine Total  mg/L  2024‐09‐28  ‐  0.64 

Chlorine Total  mg/L  2024‐09‐29  ‐  0.64 
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Chlorine Total  mg/L  2024‐09‐30  ‐  0.63 

Chlorine Total  mg/L  2024‐10‐01  ‐  0.79 

Chlorine Total  mg/L  2024‐10‐02  ‐  0.73 

Chlorine Total  mg/L  2024‐10‐03  ‐  0.90 

Chlorine Total  mg/L  2024‐10‐04  ‐  0.82 

Chlorine Total  mg/L  2024‐10‐05  ‐  0.71 

Chlorine Total  mg/L  2024‐10‐06  ‐  0.82 

Chlorine Total  mg/L  2024‐10‐07  ‐  0.71 

Chlorine Total  mg/L  2024‐10‐08  ‐  0.86 

Chlorine Total  mg/L  2024‐10‐09  ‐  0.84 

Chlorine Total  mg/L  2024‐10‐10  ‐  0.91 

Chlorine Total  mg/L  2024‐10‐11  ‐  0.81 

Chlorine Total  mg/L  2024‐10‐12  ‐  0.66 

Chlorine Total  mg/L  2024‐10‐13  ‐  0.65 

Chlorine Total  mg/L  2024‐10‐14  ‐  0.71 

Chlorine Total  mg/L  2024‐10‐15  ‐  0.78 

Chlorine Total  mg/L  2024‐10‐16  ‐  0.85 

Chlorine Total  mg/L  2024‐10‐17  ‐  0.90 

Chlorine Total  mg/L  2024‐10‐18  ‐  0.79 

Chlorine Total  mg/L  2024‐10‐19  ‐  0.72 

Chlorine Total  mg/L  2024‐10‐20  ‐  0.83 

Chlorine Total  mg/L  2024‐10‐21  ‐  0.63 

Chlorine Total  mg/L  2024‐10‐22  ‐  0.78 

Chlorine Total  mg/L  2024‐10‐23  ‐  0.66 

Chlorine Total  mg/L  2024‐10‐24  ‐  0.64 

Chlorine Total  mg/L  2024‐10‐25  ‐  0.65 

Chlorine Total  mg/L  2024‐10‐26  ‐  0.70 

Chlorine Total  mg/L  2024‐10‐27  ‐  0.68 

Chlorine Total  mg/L  2024‐10‐28  ‐  0.65 

Chlorine Total  mg/L  2024‐10‐29  ‐  0.68 

Chlorine Total  mg/L  2024‐10‐30  ‐  0.79 

Chlorine Total  mg/L  2024‐10‐31  ‐  0.77 

Chlorine Total  mg/L  2024‐11‐01  ‐  0.71 

Chlorine Total  mg/L  2024‐11‐02  ‐  0.76 

Chlorine Total  mg/L  2024‐11‐03  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐04  ‐  0.69 

Chlorine Total  mg/L  2024‐11‐05  ‐  0.60 

Chlorine Total  mg/L  2024‐11‐06  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐07  ‐  0.78 

Chlorine Total  mg/L  2024‐11‐08  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐09  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐10  ‐  0.78 
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Chlorine Total  mg/L  2024‐11‐11  ‐  0.75 

Chlorine Total  mg/L  2024‐11‐12  ‐  0.82 

Chlorine Total  mg/L  2024‐11‐13  ‐  0.79 

Chlorine Total  mg/L  2024‐11‐14  ‐  0.77 

Chlorine Total  mg/L  2024‐11‐15  ‐  0.82 

Chlorine Total  mg/L  2024‐11‐16  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐17  ‐  0.74 

Chlorine Total  mg/L  2024‐11‐18  ‐  0.75 

Chlorine Total  mg/L  2024‐11‐19  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐20  ‐  0.73 

Chlorine Total  mg/L  2024‐11‐21  ‐  0.80 

Chlorine Total  mg/L  2024‐11‐23  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐24  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐25  ‐  0.74 

Chlorine Total  mg/L  2024‐11‐26  ‐  0.80 

Chlorine Total  mg/L  2024‐11‐27  ‐  0.79 

Chlorine Total  mg/L  2024‐11‐28  ‐  0.80 

Chlorine Total  mg/L  2024‐11‐29  ‐  0.77 

Chlorine Total  mg/L  2024‐11‐30  ‐  0.81 

Chlorine Total  mg/L  2024‐12‐01  ‐  0.78 

Chlorine Total  mg/L  2024‐12‐02  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐03  ‐  0.79 

Chlorine Total  mg/L  2024‐12‐04  ‐  0.80 

Chlorine Total  mg/L  2024‐12‐05  ‐  0.81 

Chlorine Total  mg/L  2024‐12‐06  ‐  0.87 

Chlorine Total  mg/L  2024‐12‐07  ‐  0.79 

Chlorine Total  mg/L  2024‐12‐08  ‐  0.82 

Chlorine Total  mg/L  2024‐12‐09  ‐  0.74 

Chlorine Total  mg/L  2024‐12‐10  ‐  0.82 

Chlorine Total  mg/L  2024‐12‐11  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐12  ‐  0.89 

Chlorine Total  mg/L  2024‐12‐13  ‐  0.66 

Chlorine Total  mg/L  2024‐12‐14  ‐  0.89 

Chlorine Total  mg/L  2024‐12‐15  ‐  0.86 

Chlorine Total  mg/L  2024‐12‐16  ‐  0.86 

Chlorine Total  mg/L  2024‐12‐17  ‐  0.81 

Chlorine Total  mg/L  2024‐12‐18  ‐  0.94 

Chlorine Total  mg/L  2024‐12‐19  ‐  0.85 

Chlorine Total  mg/L  2024‐12‐20  ‐  0.65 

Chlorine Total  mg/L  2024‐12‐21  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐22  ‐  0.82 

Chlorine Total  mg/L  2024‐12‐23  ‐  0.82 
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Chlorine Total  mg/L  2024‐12‐24  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐26  ‐  0.85 

Chlorine Total  mg/L  2024‐12‐27  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐28  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐29  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐30  ‐  0.65 

Chlorine Total  mg/L  2024‐12‐31  ‐  0.76 

Chlorodibromomethane  ppb  2024‐01‐30  <1  <1 

Chlorodibromomethane  ppb  2024‐04‐24  <1  <1 

Chlorodibromomethane  ppb  2024‐09‐10  <1  <1 

Chlorodibromomethane  ppb  2024‐10‐16  <1  <1 

Chlorodibromomethane  ppb  2024‐11‐25  <1  <1 

Chloroform  ppb  2024‐01‐30  <1  17 

Chloroform  ppb  2024‐04‐24  <1  23 

Chloroform  ppb  2024‐09‐10  <1  23 

Chloroform  ppb  2024‐10‐16  <1  22 

Chloroform  ppb  2024‐11‐25  <1  23 

Chromium Total  µg/L  2024‐01‐30  ‐  <0.05 

Chromium Total  µg/L  2024‐04‐02  0.10  <0.05 

Chromium Total  µg/L  2024‐04‐16  0.05  ‐ 

Chromium Total  µg/L  2024‐04‐18  ‐  <0.05 

Chromium Total  µg/L  2024‐04‐25  ‐  <0.05 

Chromium Total  µg/L  2024‐09‐10  ‐  0.39 

Chromium Total  µg/L  2024‐10‐07  0.06  <0.05 

Chromium Total  µg/L  2024‐10‐15  0.06  <0.05 

Chromium Total  µg/L  2024‐11‐25  ‐  <0.05 

Cobalt Total  µg/L  2024‐01‐30  ‐  <0.5 

Cobalt Total  µg/L  2024‐04‐16  <0.5  ‐ 

Cobalt Total  µg/L  2024‐04‐18  ‐  <0.5 

Cobalt Total  µg/L  2024‐04‐25  ‐  <0.5 

Cobalt Total  µg/L  2024‐09‐10  ‐  <0.5 

Cobalt Total  µg/L  2024‐10‐07  <0.5  <0.5 

Cobalt Total  µg/L  2024‐11‐25  ‐  <0.5 

Color ‐ Apparent  ACU  2024‐01‐01  18  <2 

Color ‐ Apparent  ACU  2024‐01‐08  20  2 

Color ‐ Apparent  ACU  2024‐01‐15  18  <2 

Color ‐ Apparent  ACU  2024‐01‐22  21  <2 

Color ‐ Apparent  ACU  2024‐01‐29  25  <2 

Color ‐ Apparent  ACU  2024‐02‐05  19  <2 

Color ‐ Apparent  ACU  2024‐02‐12  20  <2 

Color ‐ Apparent  ACU  2024‐02‐20  19  2 

Color ‐ Apparent  ACU  2024‐02‐26  17  <2 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 31 

Capilano Source 

Parameter Units Date Sampled Source Treated 

Color ‐ Apparent  ACU  2024‐03‐06  21  <2 

Color ‐ Apparent  ACU  2024‐03‐11  19  2 

Color ‐ Apparent  ACU  2024‐03‐18  15  <2 

Color ‐ Apparent  ACU  2024‐03‐25  14  2 

Color ‐ Apparent  ACU  2024‐04‐02  15  <2 

Color ‐ Apparent  ACU  2024‐04‐08  13  <2 

Color ‐ Apparent  ACU  2024‐04‐15  13  2 

Color ‐ Apparent  ACU  2024‐04‐22  12  <2 

Color ‐ Apparent  ACU  2024‐04‐29  12  <2 

Color ‐ Apparent  ACU  2024‐05‐06  12  2 

Color ‐ Apparent  ACU  2024‐05‐13  12  <2 

Color ‐ Apparent  ACU  2024‐05‐21  11  2 

Color ‐ Apparent  ACU  2024‐05‐27  10  <2 

Color ‐ Apparent  ACU  2024‐06‐03  11  <2 

Color ‐ Apparent  ACU  2024‐06‐10  14  <2 

Color ‐ Apparent  ACU  2024‐06‐17  15  <2 

Color ‐ Apparent  ACU  2024‐06‐24  14  <2 

Color ‐ Apparent  ACU  2024‐07‐02  10  <2 

Color ‐ Apparent  ACU  2024‐07‐08  11  <2 

Color ‐ Apparent  ACU  2024‐07‐15  11  <2 

Color ‐ Apparent  ACU  2024‐07‐22  9  <2 

Color ‐ Apparent  ACU  2024‐07‐29  12  <2 

Color ‐ Apparent  ACU  2024‐08‐05  11  <2 

Color ‐ Apparent  ACU  2024‐08‐12  11  <2 

Color ‐ Apparent  ACU  2024‐08‐19  11  <2 

Color ‐ Apparent  ACU  2024‐08‐26  11  <2 

Color ‐ Apparent  ACU  2024‐09‐03  12  <2 

Color ‐ Apparent  ACU  2024‐09‐09  13  <2 

Color ‐ Apparent  ACU  2024‐09‐16  14  2 

Color ‐ Apparent  ACU  2024‐09‐23  16  3 

Color ‐ Apparent  ACU  2024‐10‐01  13  <2 

Color ‐ Apparent  ACU  2024‐10‐07  13  2 

Color ‐ Apparent  ACU  2024‐10‐15  14  2 

Color ‐ Apparent  ACU  2024‐10‐22  24  <2 

Color ‐ Apparent  ACU  2024‐10‐28  30  <2 

Color ‐ Apparent  ACU  2024‐11‐04  25  <2 

Color ‐ Apparent  ACU  2024‐11‐12  20  <2 

Color ‐ Apparent  ACU  2024‐11‐18  14  <2 

Color ‐ Apparent  ACU  2024‐11‐25  15  <2 

Color ‐ Apparent  ACU  2024‐12‐02  14  <2 

Color ‐ Apparent  ACU  2024‐12‐09  17  2 

Color ‐ Apparent  ACU  2024‐12‐16  14  <2 
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Color ‐ Apparent  ACU  2024‐12‐30  17  2 

Color ‐ True  TCU  2024‐01‐01  13  <1 

Color ‐ True  TCU  2024‐01‐08  11  <1 

Color ‐ True  TCU  2024‐01‐15  12  <1 

Color ‐ True  TCU  2024‐01‐22  11  <1 

Color ‐ True  TCU  2024‐01‐29  13  <1 

Color ‐ True  TCU  2024‐02‐05  13  <1 

Color ‐ True  TCU  2024‐02‐12  12  <1 

Color ‐ True  TCU  2024‐02‐20  12  <1 

Color ‐ True  TCU  2024‐02‐26  12  <1 

Color ‐ True  TCU  2024‐03‐06  12  1 

Color ‐ True  TCU  2024‐03‐11  11  <1 

Color ‐ True  TCU  2024‐03‐18  10  <1 

Color ‐ True  TCU  2024‐03‐25  10  <1 

Color ‐ True  TCU  2024‐04‐02  11  2 

Color ‐ True  TCU  2024‐04‐08  9  <1 

Color ‐ True  TCU  2024‐04‐15  9  <1 

Color ‐ True  TCU  2024‐04‐22  9  <1 

Color ‐ True  TCU  2024‐04‐29  9  <1 

Color ‐ True  TCU  2024‐05‐06  9  <1 

Color ‐ True  TCU  2024‐05‐13  9  <1 

Color ‐ True  TCU  2024‐05‐21  10  <1 

Color ‐ True  TCU  2024‐05‐27  8  <1 

Color ‐ True  TCU  2024‐06‐03  9  <1 

Color ‐ True  TCU  2024‐06‐10  11  2 

Color ‐ True  TCU  2024‐06‐17  11  <1 

Color ‐ True  TCU  2024‐06‐24  10  <1 

Color ‐ True  TCU  2024‐07‐02  9  <1 

Color ‐ True  TCU  2024‐07‐08  9  <1 

Color ‐ True  TCU  2024‐07‐15  8  <1 

Color ‐ True  TCU  2024‐07‐22  8  <1 

Color ‐ True  TCU  2024‐07‐29  6  <1 

Color ‐ True  TCU  2024‐08‐05  6  <1 

Color ‐ True  TCU  2024‐08‐12  6  <1 

Color ‐ True  TCU  2024‐08‐19  7  <1 

Color ‐ True  TCU  2024‐08‐26  7  <1 

Color ‐ True  TCU  2024‐09‐03  5  <1 

Color ‐ True  TCU  2024‐09‐09  5  <1 

Color ‐ True  TCU  2024‐09‐16  4  <1 

Color ‐ True  TCU  2024‐09‐23  6  1 

Color ‐ True  TCU  2024‐10‐01  5  <1 

Color ‐ True  TCU  2024‐10‐07  8  <1 
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Color ‐ True  TCU  2024‐10‐15  6  1 

Color ‐ True  TCU  2024‐10‐22  15  <1 

Color ‐ True  TCU  2024‐10‐28  15  <1 

Color ‐ True  TCU  2024‐11‐04  16  <1 

Color ‐ True  TCU  2024‐11‐12  16  1 

Color ‐ True  TCU  2024‐11‐18  14  <1 

Color ‐ True  TCU  2024‐11‐25  13  <1 

Color ‐ True  TCU  2024‐12‐02  13  <1 

Color ‐ True  TCU  2024‐12‐09  14  <1 

Color ‐ True  TCU  2024‐12‐16  14  <1 

Color ‐ True  TCU  2024‐12‐30  13  <1 

Conductivity  µmhos/cm  2024‐01‐01  10  53 

Conductivity  µmhos/cm  2024‐01‐08  10  56 

Conductivity  µmhos/cm  2024‐01‐15  11  54 

Conductivity  µmhos/cm  2024‐01‐22  11  54 

Conductivity  µmhos/cm  2024‐01‐29  9  51 

Conductivity  µmhos/cm  2024‐02‐05  8  52 

Conductivity  µmhos/cm  2024‐02‐12  8  52 

Conductivity  µmhos/cm  2024‐02‐20  8  50 

Conductivity  µmhos/cm  2024‐02‐26  9  54 

Conductivity  µmhos/cm  2024‐03‐06  10  51 

Conductivity  µmhos/cm  2024‐03‐11  10  52 

Conductivity  µmhos/cm  2024‐03‐18  10  53 

Conductivity  µmhos/cm  2024‐03‐25  10  54 

Conductivity  µmhos/cm  2024‐04‐02  10  55 

Conductivity  µmhos/cm  2024‐04‐08  10  55 

Conductivity  µmhos/cm  2024‐04‐15  11  54 

Conductivity  µmhos/cm  2024‐04‐22  11  55 

Conductivity  µmhos/cm  2024‐04‐29  11  54 

Conductivity  µmhos/cm  2024‐05‐06  11  52 

Conductivity  µmhos/cm  2024‐05‐13  10  51 

Conductivity  µmhos/cm  2024‐05‐21  11  55 

Conductivity  µmhos/cm  2024‐05‐27  10  53 

Conductivity  µmhos/cm  2024‐06‐03  10  57 

Conductivity  µmhos/cm  2024‐06‐10  10  55 

Conductivity  µmhos/cm  2024‐06‐17  10  50 

Conductivity  µmhos/cm  2024‐06‐24  10  56 

Conductivity  µmhos/cm  2024‐07‐02  10  59 

Conductivity  µmhos/cm  2024‐07‐08  10  56 

Conductivity  µmhos/cm  2024‐07‐15  10  51 

Conductivity  µmhos/cm  2024‐07‐22  10  55 

Conductivity  µmhos/cm  2024‐07‐29  11  55 
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Conductivity  µmhos/cm  2024‐08‐05  11  57 

Conductivity  µmhos/cm  2024‐08‐12  11  58 

Conductivity  µmhos/cm  2024‐08‐19  12  54 

Conductivity  µmhos/cm  2024‐08‐26  12  56 

Conductivity  µmhos/cm  2024‐09‐03  13  61 

Conductivity  µmhos/cm  2024‐09‐09  14  58 

Conductivity  µmhos/cm  2024‐09‐16  14  55 

Conductivity  µmhos/cm  2024‐09‐23  15  55 

Conductivity  µmhos/cm  2024‐10‐01  15  56 

Conductivity  µmhos/cm  2024‐10‐07  15  54 

Conductivity  µmhos/cm  2024‐10‐15  17  58 

Conductivity  µmhos/cm  2024‐10‐22  13  54 

Conductivity  µmhos/cm  2024‐10‐28  13  62 

Conductivity  µmhos/cm  2024‐11‐04  12  56 

Conductivity  µmhos/cm  2024‐11‐12  12  57 

Conductivity  µmhos/cm  2024‐11‐18  11  49 

Conductivity  µmhos/cm  2024‐11‐25  11  58 

Conductivity  µmhos/cm  2024‐12‐02  11  57 

Conductivity  µmhos/cm  2024‐12‐09  12  54 

Conductivity  µmhos/cm  2024‐12‐16  12  53 

Conductivity  µmhos/cm  2024‐12‐30  10  48 

Copper Total  µg/L  2024‐01‐30  ‐  <0.5 

Copper Total  µg/L  2024‐04‐02  5.5  <0.5 

Copper Total  µg/L  2024‐04‐16  1.6  ‐ 

Copper Total  µg/L  2024‐04‐18  ‐  <0.5 

Copper Total  µg/L  2024‐04‐25  ‐  <0.5 

Copper Total  µg/L  2024‐09‐10  ‐  <0.5 

Copper Total  µg/L  2024‐10‐07  4.8  <0.5 

Copper Total  µg/L  2024‐10‐15  5.4  <0.5 

Copper Total  µg/L  2024‐11‐25  ‐  <0.5 

Cyanide Total  mg/L  2024‐04‐02  <0.02  <0.02 

Cyanide Total  mg/L  2024‐10‐15  <0.02  <0.02 

Dibromoacetic Acid  µg/L  2024‐01‐30  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐04‐24  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐10‐16  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐25  <0.5  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐30  <0.5  9.6 

Dichloroacetic Acid  µg/L  2024‐04‐24  <0.5  9.1 

Dichloroacetic Acid  µg/L  2024‐09‐10  <0.5  7.5 

Dichloroacetic Acid  µg/L  2024‐10‐16  <0.5  8.5 

Dichloroacetic Acid  µg/L  2024‐11‐25  <0.5  10 
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E. coli  MPN/100mLs  2024‐01‐01  6  ‐ 

E. coli  CFU/100mLs  2024‐01‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐02  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐04  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐05  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐06  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐08  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐09  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐12  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐13  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐15  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐18  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐19  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐19  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐20  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐21  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐21  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐01‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐22  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐24  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐25  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐26  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐28  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐29  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐29  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐30  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐31  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐01  1  ‐ 

E. coli  CFU/100mLs  2024‐02‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐02  3  ‐ 

E. coli  CFU/100mLs  2024‐02‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐03  2  ‐ 

E. coli  MPN/100mLs  2024‐02‐04  2  ‐ 

E. coli  CFU/100mLs  2024‐02‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐05  2  ‐ 

E. coli  MPN/100mLs  2024‐02‐06  3  ‐ 

E. coli  CFU/100mLs  2024‐02‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐08  1  ‐ 

E. coli  CFU/100mLs  2024‐02‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐10  1  ‐ 

E. coli  MPN/100mLs  2024‐02‐11  5  ‐ 

E. coli  CFU/100mLs  2024‐02‐11  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐02‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐12  2  ‐ 

E. coli  CFU/100mLs  2024‐02‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐17  1  ‐ 

E. coli  CFU/100mLs  2024‐02‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐19  1  ‐ 

E. coli  MPN/100mLs  2024‐02‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐21  2  ‐ 

E. coli  MPN/100mLs  2024‐02‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐01  1  ‐ 

E. coli  CFU/100mLs  2024‐03‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐03  <1  ‐ 
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E. coli  MPN/100mLs  2024‐03‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐17  1  ‐ 

E. coli  CFU/100mLs  2024‐03‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐24  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐03‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐31  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐03  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐04  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐05  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐06  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐10  1  ‐ 

E. coli  CFU/100mLs  2024‐04‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐14  <1  ‐ 
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E. coli  MPN/100mLs  2024‐04‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐17  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐20  1  ‐ 

E. coli  CFU/100mLs  2024‐04‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐24  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐26  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐27  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐30  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐01  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐04  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐05  <1  ‐ 
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E. coli  MPN/100mLs  2024‐05‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐11  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐18  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐19  1  ‐ 

E. coli  MPN/100mLs  2024‐05‐20  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐22  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐26  <1  ‐ 
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E. coli  MPN/100mLs  2024‐05‐27  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐30  2  ‐ 

E. coli  CFU/100mLs  2024‐05‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐31  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐01  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐02  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐04  4  ‐ 

E. coli  CFU/100mLs  2024‐06‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐05  4  ‐ 

E. coli  MPN/100mLs  2024‐06‐06  2  ‐ 

E. coli  CFU/100mLs  2024‐06‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐07  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐08  2  ‐ 

E. coli  MPN/100mLs  2024‐06‐09  3  ‐ 

E. coli  CFU/100mLs  2024‐06‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐10  6  ‐ 

E. coli  CFU/100mLs  2024‐06‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐11  2  ‐ 

E. coli  MPN/100mLs  2024‐06‐12  3  ‐ 

E. coli  CFU/100mLs  2024‐06‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐14  2  ‐ 

E. coli  MPN/100mLs  2024‐06‐15  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐16  2  ‐ 
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E. coli  CFU/100mLs  2024‐06‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐17  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐18  3  ‐ 

E. coli  CFU/100mLs  2024‐06‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐20  2  ‐ 

E. coli  CFU/100mLs  2024‐06‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐21  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐22  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐24  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐26  2  ‐ 

E. coli  CFU/100mLs  2024‐06‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐27  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐30  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐01  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐06  1  ‐ 

E. coli  CFU/100mLs  2024‐07‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐07  <1  ‐ 
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E. coli  MPN/100mLs  2024‐07‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐18  1  ‐ 

E. coli  MPN/100mLs  2024‐07‐19  1  ‐ 

E. coli  CFU/100mLs  2024‐07‐19  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐20  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐21  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐24  1  ‐ 

E. coli  CFU/100mLs  2024‐07‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐26  1  ‐ 

E. coli  MPN/100mLs  2024‐07‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐28  <1  ‐ 
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E. coli  CFU/100mLs  2024‐07‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐31  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐02  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐04  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐09  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐14  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐17  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐18  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐08‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐19  2  ‐ 

E. coli  MPN/100mLs  2024‐08‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐21  1  ‐ 

E. coli  MPN/100mLs  2024‐08‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐23  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐24  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐26  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐27  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐28  2  ‐ 

E. coli  CFU/100mLs  2024‐08‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐29  6  ‐ 

E. coli  CFU/100mLs  2024‐08‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐30  2  ‐ 

E. coli  MPN/100mLs  2024‐08‐31  4  ‐ 

E. coli  CFU/100mLs  2024‐08‐31  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐01  1  ‐ 

E. coli  MPN/100mLs  2024‐09‐02  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐04  2  ‐ 

E. coli  CFU/100mLs  2024‐09‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐05  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐06  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐07  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐08  <1  ‐ 
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E. coli  CFU/100mLs  2024‐09‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐09  1  ‐ 

E. coli  MPN/100mLs  2024‐09‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐11  ‐  <1 

E. coli  MPN/100mLs  2024‐09‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐12  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐15  4  ‐ 

E. coli  MPN/100mLs  2024‐09‐16  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐17  2  ‐ 

E. coli  MPN/100mLs  2024‐09‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐20  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐21  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐21  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐22  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐25  3  ‐ 

E. coli  MPN/100mLs  2024‐09‐26  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐27  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐28  6  ‐ 

E. coli  MPN/100mLs  2024‐09‐29  6  ‐ 

E. coli  CFU/100mLs  2024‐09‐29  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐09‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐30  6  ‐ 

E. coli  CFU/100mLs  2024‐10‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐01  4  ‐ 

E. coli  MPN/100mLs  2024‐10‐02  10  ‐ 

E. coli  CFU/100mLs  2024‐10‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐10‐04  6  ‐ 

E. coli  CFU/100mLs  2024‐10‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐05  10  ‐ 

E. coli  MPN/100mLs  2024‐10‐06  7  ‐ 

E. coli  CFU/100mLs  2024‐10‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐07  3  ‐ 

E. coli  CFU/100mLs  2024‐10‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐08  2  ‐ 

E. coli  MPN/100mLs  2024‐10‐09  4  ‐ 

E. coli  CFU/100mLs  2024‐10‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐10  1  ‐ 

E. coli  CFU/100mLs  2024‐10‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐11  1  ‐ 

E. coli  MPN/100mLs  2024‐10‐12  5  ‐ 

E. coli  CFU/100mLs  2024‐10‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐13  5  ‐ 

E. coli  CFU/100mLs  2024‐10‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐14  11  ‐ 

E. coli  MPN/100mLs  2024‐10‐15  4  ‐ 

E. coli  CFU/100mLs  2024‐10‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐16  4  ‐ 

E. coli  CFU/100mLs  2024‐10‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐17  3  ‐ 

E. coli  MPN/100mLs  2024‐10‐18  1  ‐ 

E. coli  CFU/100mLs  2024‐10‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐19  10  ‐ 

E. coli  MPN/100mLs  2024‐10‐20  16  ‐ 

E. coli  CFU/100mLs  2024‐10‐20  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐10‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐21  19  ‐ 

E. coli  MPN/100mLs  2024‐10‐22  21  ‐ 

E. coli  CFU/100mLs  2024‐10‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐23  15  ‐ 

E. coli  CFU/100mLs  2024‐10‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐24  20  ‐ 

E. coli  MPN/100mLs  2024‐10‐25  16  ‐ 

E. coli  CFU/100mLs  2024‐10‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐26  19  ‐ 

E. coli  CFU/100mLs  2024‐10‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐27  13  ‐ 

E. coli  MPN/100mLs  2024‐10‐28  19  ‐ 

E. coli  CFU/100mLs  2024‐10‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐29  9  ‐ 

E. coli  CFU/100mLs  2024‐10‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐30  10  ‐ 

E. coli  MPN/100mLs  2024‐10‐31  4  ‐ 

E. coli  CFU/100mLs  2024‐10‐31  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐01  2  ‐ 

E. coli  MPN/100mLs  2024‐11‐02  2  ‐ 

E. coli  CFU/100mLs  2024‐11‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐03  3  ‐ 

E. coli  MPN/100mLs  2024‐11‐04  2  ‐ 

E. coli  CFU/100mLs  2024‐11‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐05  2  ‐ 

E. coli  CFU/100mLs  2024‐11‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐06  1  ‐ 

E. coli  MPN/100mLs  2024‐11‐07  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐09  4  ‐ 

E. coli  MPN/100mLs  2024‐11‐10  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐10  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐11‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐11  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐12  2  ‐ 

E. coli  MPN/100mLs  2024‐11‐13  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐14  3  ‐ 

E. coli  CFU/100mLs  2024‐11‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐15  1  ‐ 

E. coli  MPN/100mLs  2024‐11‐16  2  ‐ 

E. coli  CFU/100mLs  2024‐11‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐17  2  ‐ 

E. coli  MPN/100mLs  2024‐11‐18  5  ‐ 

E. coli  CFU/100mLs  2024‐11‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐11‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐21  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐25  1  ‐ 

E. coli  MPN/100mLs  2024‐11‐26  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐27  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐28  2  ‐ 

E. coli  MPN/100mLs  2024‐11‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐29  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐02  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐02  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐12‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐05  1  ‐ 

E. coli  MPN/100mLs  2024‐12‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐07  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐10  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐13  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐14  1  ‐ 

E. coli  MPN/100mLs  2024‐12‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐16  1  ‐ 

E. coli  MPN/100mLs  2024‐12‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐18  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐19  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐23  2  ‐ 
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E. coli  CFU/100mLs  2024‐12‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐24  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐26  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐27  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐28  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐30  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐31  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐31  ‐  <0.2 

Fluoride  mg/L  2024‐01‐08  <0.05  <0.05 

Fluoride  mg/L  2024‐02‐05  <0.05  <0.05 

Fluoride  mg/L  2024‐03‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐04‐02  <0.05  <0.05 

Fluoride  mg/L  2024‐05‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐06‐03  <0.05  <0.05 

Fluoride  mg/L  2024‐07‐02  <0.05  <0.05 

Fluoride  mg/L  2024‐08‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐09‐03  <0.05  <0.05 

Fluoride  mg/L  2024‐10‐15  <0.05  <0.05 

Fluoride  mg/L  2024‐11‐04  <0.05  <0.05 

Fluoride  mg/L  2024‐12‐02  <0.05  <0.05 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐30  <1.1  14 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐24  <1.1  14 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐10  <1.1  10 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐16  <1.1  13 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐25  <1.1  16 

Hardness as CaCO3  mg/L  2024‐01‐08  3.5  22.9 

Hardness as CaCO3  mg/L  2024‐02‐05  2.9  22.2 

Hardness as CaCO3  mg/L  2024‐03‐06  3.5  21.1 

Hardness as CaCO3  mg/L  2024‐04‐02  3.6  22.5 

Hardness as CaCO3  mg/L  2024‐05‐06  3.6  21.8 

Hardness as CaCO3  mg/L  2024‐06‐03  3.4  22.8 

Hardness as CaCO3  mg/L  2024‐07‐02  3.4  24.4 

Hardness as CaCO3  mg/L  2024‐08‐06  3.3  21.1 

Hardness as CaCO3  mg/L  2024‐09‐03  4.3  24.1 

Hardness as CaCO3  mg/L  2024‐10‐15  5.7  21.6 

Hardness as CaCO3  mg/L  2024‐11‐04  4.5  21.4 
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Hardness as CaCO3  mg/L  2024‐12‐02  3.8  22.4 

Iron Dissolved  µg/L  2024‐01‐01  24  <5 

Iron Dissolved  µg/L  2024‐01‐08  24  <5 

Iron Dissolved  µg/L  2024‐01‐15  26  <5 

Iron Dissolved  µg/L  2024‐01‐22  27  <5 

Iron Dissolved  µg/L  2024‐01‐29  22  <5 

Iron Dissolved  µg/L  2024‐02‐05  20  <5 

Iron Dissolved  µg/L  2024‐02‐12  24  <5 

Iron Dissolved  µg/L  2024‐02‐20  28  <5 

Iron Dissolved  µg/L  2024‐02‐26  31  <5 

Iron Dissolved  µg/L  2024‐03‐06  31  <5 

Iron Dissolved  µg/L  2024‐03‐11  33  <5 

Iron Dissolved  µg/L  2024‐03‐18  28  <5 

Iron Dissolved  µg/L  2024‐03‐25  23  <5 

Iron Dissolved  µg/L  2024‐04‐02  21  <5 

Iron Dissolved  µg/L  2024‐04‐08  21  <5 

Iron Dissolved  µg/L  2024‐04‐15  19  <5 

Iron Dissolved  µg/L  2024‐04‐22  19  <5 

Iron Dissolved  µg/L  2024‐04‐29  18  <5 

Iron Dissolved  µg/L  2024‐05‐06  14  <5 

Iron Dissolved  µg/L  2024‐05‐13  15  <5 

Iron Dissolved  µg/L  2024‐05‐21  12  <5 

Iron Dissolved  µg/L  2024‐05‐27  ‐  <5 

Iron Dissolved  µg/L  2024‐05‐30  17  ‐ 

Iron Dissolved  µg/L  2024‐06‐03  13  <5 

Iron Dissolved  µg/L  2024‐06‐10  14  <5 

Iron Dissolved  µg/L  2024‐06‐17  14  <5 

Iron Dissolved  µg/L  2024‐06‐24  18  <5 

Iron Dissolved  µg/L  2024‐07‐02  23  <5 

Iron Dissolved  µg/L  2024‐07‐08  19  <5 

Iron Dissolved  µg/L  2024‐07‐15  21  <5 

Iron Dissolved  µg/L  2024‐07‐22  26  <5 

Iron Dissolved  µg/L  2024‐07‐29  34  <5 

Iron Dissolved  µg/L  2024‐08‐05  35  <5 

Iron Dissolved  µg/L  2024‐08‐12  44  <5 

Iron Dissolved  µg/L  2024‐08‐19  51  <5 

Iron Dissolved  µg/L  2024‐08‐26  78  <5 

Iron Dissolved  µg/L  2024‐09‐03  76  <5 

Iron Dissolved  µg/L  2024‐09‐09  91  <5 

Iron Dissolved  µg/L  2024‐09‐16  92  <5 

Iron Dissolved  µg/L  2024‐09‐23  97  <5 

Iron Dissolved  µg/L  2024‐10‐01  105  <5 
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Iron Dissolved  µg/L  2024‐10‐07  107  <5 

Iron Dissolved  µg/L  2024‐10‐15  79  <5 

Iron Dissolved  µg/L  2024‐10‐22  94  <5 

Iron Dissolved  µg/L  2024‐10‐28  105  <5 

Iron Dissolved  µg/L  2024‐11‐04  88  <5 

Iron Dissolved  µg/L  2024‐11‐12  83  <5 

Iron Dissolved  µg/L  2024‐11‐18  68  <5 

Iron Dissolved  µg/L  2024‐11‐25  68  <5 

Iron Dissolved  µg/L  2024‐12‐02  66  <5 

Iron Dissolved  µg/L  2024‐12‐09  65  <5 

Iron Dissolved  µg/L  2024‐12‐16  57  <5 

Iron Dissolved  µg/L  2024‐12‐30  23  <5 

Iron Total  µg/L  2024‐01‐01  95  7 

Iron Total  µg/L  2024‐01‐08  79  7 

Iron Total  µg/L  2024‐01‐15  82  8 

Iron Total  µg/L  2024‐01‐22  84  7 

Iron Total  µg/L  2024‐01‐29  211  8 

Iron Total  µg/L  2024‐01‐30  ‐  9 

Iron Total  µg/L  2024‐02‐05  114  13 

Iron Total  µg/L  2024‐02‐12  93  10 

Iron Total  µg/L  2024‐02‐20  98  9 

Iron Total  µg/L  2024‐02‐26  93  8 

Iron Total  µg/L  2024‐03‐06  191  7 

Iron Total  µg/L  2024‐03‐11  119  6 

Iron Total  µg/L  2024‐03‐18  98  7 

Iron Total  µg/L  2024‐03‐25  79  6 

Iron Total  µg/L  2024‐04‐02  75  7 

Iron Total  µg/L  2024‐04‐08  65  5 

Iron Total  µg/L  2024‐04‐15  68  6 

Iron Total  µg/L  2024‐04‐16  60  ‐ 

Iron Total  µg/L  2024‐04‐18  ‐  7 

Iron Total  µg/L  2024‐04‐22  62  11 

Iron Total  µg/L  2024‐04‐25  ‐  6 

Iron Total  µg/L  2024‐04‐29  57  6 

Iron Total  µg/L  2024‐05‐06  46  6 

Iron Total  µg/L  2024‐05‐13  42  7 

Iron Total  µg/L  2024‐05‐21  33  8 

Iron Total  µg/L  2024‐05‐27  ‐  7 

Iron Total  µg/L  2024‐05‐30  40  ‐ 

Iron Total  µg/L  2024‐06‐03  34  6 

Iron Total  µg/L  2024‐06‐10  42  7 

Iron Total  µg/L  2024‐06‐17  41  6 
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Iron Total  µg/L  2024‐06‐24  42  7 

Iron Total  µg/L  2024‐07‐02  51  9 

Iron Total  µg/L  2024‐07‐08  57  9 

Iron Total  µg/L  2024‐07‐15  56  7 

Iron Total  µg/L  2024‐07‐22  71  6 

Iron Total  µg/L  2024‐07‐29  78  6 

Iron Total  µg/L  2024‐08‐05  79  5 

Iron Total  µg/L  2024‐08‐12  96  9 

Iron Total  µg/L  2024‐08‐19  121  <5 

Iron Total  µg/L  2024‐08‐26  178  6 

Iron Total  µg/L  2024‐09‐03  221  7 

Iron Total  µg/L  2024‐09‐09  257  7 

Iron Total  µg/L  2024‐09‐10  ‐  9 

Iron Total  µg/L  2024‐09‐16  307  6 

Iron Total  µg/L  2024‐09‐23  376  6 

Iron Total  µg/L  2024‐10‐01  295  5 

Iron Total  µg/L  2024‐10‐07  294  9 

Iron Total  µg/L  2024‐10‐15  334  6 

Iron Total  µg/L  2024‐10‐22  814  9 

Iron Total  µg/L  2024‐10‐28  554  8 

Iron Total  µg/L  2024‐11‐04  375  8 

Iron Total  µg/L  2024‐11‐12  302  7 

Iron Total  µg/L  2024‐11‐18  229  8 

Iron Total  µg/L  2024‐11‐25  223  9 

Iron Total  µg/L  2024‐12‐02  206  7 

Iron Total  µg/L  2024‐12‐09  204  8 

Iron Total  µg/L  2024‐12‐16  171  7 

Iron Total  µg/L  2024‐12‐30  96  7 

Lead Total  µg/L  2024‐01‐30  ‐  <0.5 

Lead Total  µg/L  2024‐04‐02  <0.5  <0.5 

Lead Total  µg/L  2024‐04‐16  <0.5  ‐ 

Lead Total  µg/L  2024‐04‐18  ‐  <0.5 

Lead Total  µg/L  2024‐04‐25  ‐  <0.5 

Lead Total  µg/L  2024‐09‐10  ‐  <0.5 

Lead Total  µg/L  2024‐10‐07  <0.5  <0.5 

Lead Total  µg/L  2024‐10‐15  <0.5  <0.5 

Lead Total  µg/L  2024‐11‐25  ‐  <0.5 

Magnesium Total  µg/L  2024‐01‐08  157  226 

Magnesium Total  µg/L  2024‐01‐30  ‐  196 

Magnesium Total  µg/L  2024‐02‐05  146  208 

Magnesium Total  µg/L  2024‐03‐06  193  233 

Magnesium Total  µg/L  2024‐04‐02  167  222 
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Magnesium Total  µg/L  2024‐04‐16  162  ‐ 

Magnesium Total  µg/L  2024‐04‐18  ‐  230 

Magnesium Total  µg/L  2024‐04‐25  ‐  212 

Magnesium Total  µg/L  2024‐05‐06  155  229 

Magnesium Total  µg/L  2024‐06‐03  145  225 

Magnesium Total  µg/L  2024‐07‐02  136  216 

Magnesium Total  µg/L  2024‐08‐06  142  212 

Magnesium Total  µg/L  2024‐09‐03  188  248 

Magnesium Total  µg/L  2024‐09‐10  ‐  220 

Magnesium Total  µg/L  2024‐10‐07  243  306 

Magnesium Total  µg/L  2024‐10‐15  272  293 

Magnesium Total  µg/L  2024‐11‐04  237  218 

Magnesium Total  µg/L  2024‐11‐25  ‐  194 

Magnesium Total  µg/L  2024‐12‐02  187  224 

Manganese Dissolved  µg/L  2024‐01‐08  3.0  2.2 

Manganese Dissolved  µg/L  2024‐02‐05  1.7  1.8 

Manganese Dissolved  µg/L  2024‐03‐06  4.7  3.3 

Manganese Dissolved  µg/L  2024‐04‐02  2.8  2.6 

Manganese Dissolved  µg/L  2024‐05‐06  2.1  2.0 

Manganese Dissolved  µg/L  2024‐06‐03  1.6  1.7 

Manganese Dissolved  µg/L  2024‐07‐02  2.3  1.7 

Manganese Dissolved  µg/L  2024‐08‐06  4.8  1.4 

Manganese Dissolved  µg/L  2024‐09‐03  10.3  2.3 

Manganese Dissolved  µg/L  2024‐10‐15  15.0  1.3 

Manganese Dissolved  µg/L  2024‐11‐04  13.0  3.4 

Manganese Dissolved  µg/L  2024‐12‐02  9.5  3.0 

Manganese Total  µg/L  2024‐01‐08  4.4  3.7 

Manganese Total  µg/L  2024‐01‐30  ‐  4.1 

Manganese Total  µg/L  2024‐02‐05  3.5  3.0 

Manganese Total  µg/L  2024‐03‐06  7.9  5.3 

Manganese Total  µg/L  2024‐04‐02  6.1  4.3 

Manganese Total  µg/L  2024‐04‐16  3.0  ‐ 

Manganese Total  µg/L  2024‐04‐18  ‐  4.6 

Manganese Total  µg/L  2024‐04‐25  ‐  5.2 

Manganese Total  µg/L  2024‐05‐06  2.5  4.2 

Manganese Total  µg/L  2024‐06‐03  1.8  3.1 

Manganese Total  µg/L  2024‐07‐02  2.6  3.3 

Manganese Total  µg/L  2024‐08‐06  5.1  4.3 

Manganese Total  µg/L  2024‐09‐03  13.0  9.0 

Manganese Total  µg/L  2024‐09‐10  ‐  11.5 

Manganese Total  µg/L  2024‐10‐07  17.5  9.3 

Manganese Total  µg/L  2024‐10‐15  18.9  8.9 
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Manganese Total  µg/L  2024‐11‐04  18.7  5.8 

Manganese Total  µg/L  2024‐11‐25  ‐  4.6 

Manganese Total  µg/L  2024‐12‐02  11.6  4.6 

Mercury Total  µg/L  2024‐01‐30  ‐  <0.05 

Mercury Total  µg/L  2024‐04‐02  <0.05  <0.05 

Mercury Total  µg/L  2024‐04‐16  <0.05  ‐ 

Mercury Total  µg/L  2024‐04‐18  ‐  <0.05 

Mercury Total  µg/L  2024‐04‐25  ‐  <0.05 

Mercury Total  µg/L  2024‐09‐10  ‐  <0.05 

Mercury Total  µg/L  2024‐10‐07  <0.05  <0.05 

Mercury Total  µg/L  2024‐10‐15  <0.05  <0.05 

Mercury Total  µg/L  2024‐11‐25  ‐  <0.05 

Molybdenum Total  µg/L  2024‐01‐30  ‐  <0.5 

Molybdenum Total  µg/L  2024‐04‐16  <0.5  ‐ 

Molybdenum Total  µg/L  2024‐04‐18  ‐  <0.5 

Molybdenum Total  µg/L  2024‐04‐25  ‐  <0.5 

Molybdenum Total  µg/L  2024‐09‐10  ‐  <0.5 

Molybdenum Total  µg/L  2024‐10‐07  <0.5  <0.5 

Molybdenum Total  µg/L  2024‐11‐25  ‐  <0.5 

Monobromoacetic Acid  µg/L  2024‐01‐30  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐24  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐16  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐25  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐01‐30  <5.0  <0.5 

Monochloroacetic Acid  µg/L  2024‐04‐24  <0.5  0.6 

Monochloroacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐10‐16  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐11‐25  <0.5  0.6 

Nickel Total  µg/L  2024‐01‐30  ‐  <0.5 

Nickel Total  µg/L  2024‐04‐02  <0.5  <0.5 

Nickel Total  µg/L  2024‐04‐16  <0.5  ‐ 

Nickel Total  µg/L  2024‐04‐18  ‐  <0.5 

Nickel Total  µg/L  2024‐04‐25  ‐  <0.5 

Nickel Total  µg/L  2024‐09‐10  ‐  <0.5 

Nickel Total  µg/L  2024‐10‐07  <0.5  <0.5 

Nickel Total  µg/L  2024‐10‐15  <0.5  <0.5 

Nickel Total  µg/L  2024‐11‐25  ‐  <0.5 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐01  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐22  <0.02  <0.02 
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Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐29  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐05  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐12  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐20  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐26  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐06  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐11  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐18  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐25  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐29  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐06  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐13  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐21  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐27  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐03  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐10  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐17  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐24  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐29  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐05  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐12  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐19  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐26  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐03  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐09  0.03  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐16  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐23  0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐01  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐07  0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐15  0.03  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐22  0.03  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐28  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐04  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐12  <0.02  <0.02 
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Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐18  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐25  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐09  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐16  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐30  <0.02  <0.02 

Nitrogen ‐ Nitrate as N  mg/L  2024‐01‐08  0.06  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐02‐05  0.04  0.04 

Nitrogen ‐ Nitrate as N  mg/L  2024‐03‐06  0.06  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐04‐02  0.06  0.06 

Nitrogen ‐ Nitrate as N  mg/L  2024‐05‐06  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐06‐03  0.04  0.03 

Nitrogen ‐ Nitrate as N  mg/L  2024‐07‐02  0.04  0.03 

Nitrogen ‐ Nitrate as N  mg/L  2024‐08‐06  0.03  0.03 

Nitrogen ‐ Nitrate as N  mg/L  2024‐09‐03  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐10‐15  0.08  0.08 

Nitrogen ‐ Nitrate as N  mg/L  2024‐11‐04  0.10  0.09 

Nitrogen ‐ Nitrate as N  mg/L  2024‐12‐02  0.07  0.07 

Nitrogen ‐ Nitrite as N  mg/L  2024‐01‐08  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐02‐05  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐03‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐04‐02  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐05‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐06‐03  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐07‐02  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐08‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐09‐03  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐10‐15  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐11‐04  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐12‐02  <0.01  <0.01 

pH  pH units  2024‐01‐01  6.8  8.5 

pH  pH units  2024‐01‐02  ‐  8.3 

pH  pH units  2024‐01‐03  6.8  8.5 

pH  pH units  2024‐01‐04  6.7  8.4 

pH  pH units  2024‐01‐05  6.8  8.5 

pH  pH units  2024‐01‐06  6.8  8.5 

pH  pH units  2024‐01‐07  6.8  8.6 

pH  pH units  2024‐01‐08  6.8  8.4 

pH  pH units  2024‐01‐09  6.9  8.4 

pH  pH units  2024‐01‐10  6.6  8.4 

pH  pH units  2024‐01‐11  6.9  8.4 

pH  pH units  2024‐01‐12  6.9  8.2 
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pH  pH units  2024‐01‐13  6.9  8.4 

pH  pH units  2024‐01‐14  6.8  8.3 

pH  pH units  2024‐01‐15  6.5  7.9 

pH  pH units  2024‐01‐16  6.8  8.2 

pH  pH units  2024‐01‐17  6.7  8.2 

pH  pH units  2024‐01‐18  6.8  8.2 

pH  pH units  2024‐01‐19  6.7  8.2 

pH  pH units  2024‐01‐20  6.9  8.6 

pH  pH units  2024‐01‐21  6.9  8.6 

pH  pH units  2024‐01‐22  6.8  8.0 

pH  pH units  2024‐01‐23  6.7  8.3 

pH  pH units  2024‐01‐24  6.8  8.6 

pH  pH units  2024‐01‐25  6.8  8.5 

pH  pH units  2024‐01‐26  7.0  8.7 

pH  pH units  2024‐01‐27  6.9  8.8 

pH  pH units  2024‐01‐28  6.8  8.8 

pH  pH units  2024‐01‐29  6.4  8.7 

pH  pH units  2024‐01‐30  6.6  8.7 

pH  pH units  2024‐01‐31  6.8  8.8 

pH  pH units  2024‐02‐01  6.8  8.6 

pH  pH units  2024‐02‐02  6.8  8.6 

pH  pH units  2024‐02‐03  6.8  8.8 

pH  pH units  2024‐02‐04  6.8  8.8 

pH  pH units  2024‐02‐05  6.4  8.7 

pH  pH units  2024‐02‐06  6.8  8.6 

pH  pH units  2024‐02‐07  6.8  8.5 

pH  pH units  2024‐02‐08  ‐  8.6 

pH  pH units  2024‐02‐09  6.8  8.5 

pH  pH units  2024‐02‐10  6.9  8.7 

pH  pH units  2024‐02‐11  6.8  8.8 

pH  pH units  2024‐02‐12  6.8  8.7 

pH  pH units  2024‐02‐13  6.7  8.7 

pH  pH units  2024‐02‐14  6.9  8.8 

pH  pH units  2024‐02‐15  6.8  8.6 

pH  pH units  2024‐02‐16  6.8  8.6 

pH  pH units  2024‐02‐17  6.9  8.7 

pH  pH units  2024‐02‐19  6.9  8.8 

pH  pH units  2024‐02‐20  6.4  8.1 

pH  pH units  2024‐02‐21  6.9  8.6 

pH  pH units  2024‐02‐22  6.8  8.5 

pH  pH units  2024‐02‐23  6.9  8.5 

pH  pH units  2024‐02‐24  6.7  8.6 
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pH  pH units  2024‐02‐25  6.8  8.6 

pH  pH units  2024‐02‐26  6.9  8.2 

pH  pH units  2024‐02‐27  6.8  8.4 

pH  pH units  2024‐02‐28  6.7  8.3 

pH  pH units  2024‐02‐29  6.9  8.5 

pH  pH units  2024‐03‐01  6.9  8.5 

pH  pH units  2024‐03‐02  6.9  8.5 

pH  pH units  2024‐03‐03  6.7  8.6 

pH  pH units  2024‐03‐04  6.7  8.3 

pH  pH units  2024‐03‐05  6.9  8.4 

pH  pH units  2024‐03‐06  6.5  7.8 

pH  pH units  2024‐03‐07  6.8  8.2 

pH  pH units  2024‐03‐08  6.8  8.4 

pH  pH units  2024‐03‐09  6.9  8.6 

pH  pH units  2024‐03‐10  6.8  8.6 

pH  pH units  2024‐03‐11  6.5  8.5 

pH  pH units  2024‐03‐12  6.8  8.5 

pH  pH units  2024‐03‐13  6.8  8.5 

pH  pH units  2024‐03‐14  6.8  8.4 

pH  pH units  2024‐03‐15  6.8  8.3 

pH  pH units  2024‐03‐16  6.9  8.5 

pH  pH units  2024‐03‐17  6.8  8.2 

pH  pH units  2024‐03‐18  6.8  8.5 

pH  pH units  2024‐03‐19  6.9  8.5 

pH  pH units  2024‐03‐20  6.9  8.3 

pH  pH units  2024‐03‐21  6.6  8.2 

pH  pH units  2024‐03‐22  7.0  8.4 

pH  pH units  2024‐03‐23  6.8  8.3 

pH  pH units  2024‐03‐24  7.0  8.6 

pH  pH units  2024‐03‐25  6.9  8.0 

pH  pH units  2024‐03‐26  6.9  8.4 

pH  pH units  2024‐03‐27  6.9  8.4 

pH  pH units  2024‐03‐28  6.9  8.4 

pH  pH units  2024‐03‐29  7.0  8.5 

pH  pH units  2024‐03‐30  7.0  8.5 

pH  pH units  2024‐03‐31  7.0  8.6 

pH  pH units  2024‐04‐01  6.9  8.6 

pH  pH units  2024‐04‐02  6.6  8.4 

pH  pH units  2024‐04‐03  6.7  8.4 

pH  pH units  2024‐04‐04  6.8  8.4 

pH  pH units  2024‐04‐05  6.9  8.4 

pH  pH units  2024‐04‐06  6.9  8.5 
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pH  pH units  2024‐04‐07  6.7  8.3 

pH  pH units  2024‐04‐08  6.6  8.3 

pH  pH units  2024‐04‐09  6.8  8.3 

pH  pH units  2024‐04‐10  6.8  8.2 

pH  pH units  2024‐04‐11  6.8  8.3 

pH  pH units  2024‐04‐12  6.8  8.2 

pH  pH units  2024‐04‐13  7.1  8.6 

pH  pH units  2024‐04‐14  6.9  8.5 

pH  pH units  2024‐04‐15  6.9  8.2 

pH  pH units  2024‐04‐16  6.8  8.2 

pH  pH units  2024‐04‐17  6.8  8.3 

pH  pH units  2024‐04‐18  6.6  8.2 

pH  pH units  2024‐04‐19  6.7  8.2 

pH  pH units  2024‐04‐20  7.0  8.6 

pH  pH units  2024‐04‐21  7.0  8.6 

pH  pH units  2024‐04‐22  6.6  8.1 

pH  pH units  2024‐04‐23  6.9  8.3 

pH  pH units  2024‐04‐24  6.8  8.2 

pH  pH units  2024‐04‐25  6.6  8.0 

pH  pH units  2024‐04‐26  6.8  8.1 

pH  pH units  2024‐04‐27  6.9  8.3 

pH  pH units  2024‐04‐28  6.9  8.5 

pH  pH units  2024‐04‐29  6.6  8.2 

pH  pH units  2024‐04‐30  6.8  8.3 

pH  pH units  2024‐05‐01  6.9  8.2 

pH  pH units  2024‐05‐02  6.9  7.9 

pH  pH units  2024‐05‐03  6.8  8.1 

pH  pH units  2024‐05‐04  6.9  8.1 

pH  pH units  2024‐05‐05  7.0  8.2 

pH  pH units  2024‐05‐06  6.6  8.1 

pH  pH units  2024‐05‐07  6.7  8.1 

pH  pH units  2024‐05‐08  6.9  8.2 

pH  pH units  2024‐05‐09  6.8  8.3 

pH  pH units  2024‐05‐10  6.9  8.1 

pH  pH units  2024‐05‐11  6.9  8.6 

pH  pH units  2024‐05‐12  6.9  8.7 

pH  pH units  2024‐05‐13  6.6  8.5 

pH  pH units  2024‐05‐14  6.8  8.2 

pH  pH units  2024‐05‐15  6.9  8.6 

pH  pH units  2024‐05‐16  6.8  8.4 

pH  pH units  2024‐05‐17  6.8  8.4 

pH  pH units  2024‐05‐18  7.0  8.3 
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pH  pH units  2024‐05‐19  6.9  8.3 

pH  pH units  2024‐05‐20  6.8  8.4 

pH  pH units  2024‐05‐21  6.6  8.4 

pH  pH units  2024‐05‐22  6.9  8.5 

pH  pH units  2024‐05‐23  6.9  8.2 

pH  pH units  2024‐05‐24  6.8  8.0 

pH  pH units  2024‐05‐25  6.9  8.3 

pH  pH units  2024‐05‐26  6.9  8.3 

pH  pH units  2024‐05‐27  6.8  8.0 

pH  pH units  2024‐05‐28  6.8  8.3 

pH  pH units  2024‐05‐29  6.8  8.3 

pH  pH units  2024‐05‐30  6.9  8.3 

pH  pH units  2024‐05‐31  6.9  8.4 

pH  pH units  2024‐06‐01  7.0  8.4 

pH  pH units  2024‐06‐02  6.9  8.3 

pH  pH units  2024‐06‐03  6.6  8.3 

pH  pH units  2024‐06‐04  6.9  8.4 

pH  pH units  2024‐06‐05  6.8  8.7 

pH  pH units  2024‐06‐06  6.8  8.0 

pH  pH units  2024‐06‐07  6.8  8.3 

pH  pH units  2024‐06‐08  7.0  8.2 

pH  pH units  2024‐06‐09  6.9  8.4 

pH  pH units  2024‐06‐10  6.8  8.4 

pH  pH units  2024‐06‐11  6.8  8.5 

pH  pH units  2024‐06‐12  6.8  8.3 

pH  pH units  2024‐06‐13  6.9  8.3 

pH  pH units  2024‐06‐14  6.8  8.3 

pH  pH units  2024‐06‐15  7.0  8.3 

pH  pH units  2024‐06‐16  6.9  8.2 

pH  pH units  2024‐06‐17  6.8  8.3 

pH  pH units  2024‐06‐18  6.8  8.3 

pH  pH units  2024‐06‐19  6.9  8.3 

pH  pH units  2024‐06‐20  6.8  8.3 

pH  pH units  2024‐06‐21  6.8  8.0 

pH  pH units  2024‐06‐22  7.0  8.1 

pH  pH units  2024‐06‐23  6.8  8.1 

pH  pH units  2024‐06‐24  6.6  8.0 

pH  pH units  2024‐06‐25  6.9  8.0 

pH  pH units  2024‐06‐26  6.8  8.3 

pH  pH units  2024‐06‐27  6.9  8.3 

pH  pH units  2024‐06‐28  6.8  8.3 

pH  pH units  2024‐06‐29  7.0  8.3 
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pH  pH units  2024‐06‐30  7.0  8.3 

pH  pH units  2024‐07‐01  7.1  8.2 

pH  pH units  2024‐07‐02  6.9  8.2 

pH  pH units  2024‐07‐03  7.0  8.2 

pH  pH units  2024‐07‐04  7.0  8.1 

pH  pH units  2024‐07‐05  7.0  8.1 

pH  pH units  2024‐07‐06  6.7  8.6 

pH  pH units  2024‐07‐07  6.6  8.4 

pH  pH units  2024‐07‐08  6.5  8.2 

pH  pH units  2024‐07‐09  7.1  8.1 

pH  pH units  2024‐07‐10  6.8  8.3 

pH  pH units  2024‐07‐11  6.6  8.2 

pH  pH units  2024‐07‐12  6.8  8.5 

pH  pH units  2024‐07‐13  7.2  8.0 

pH  pH units  2024‐07‐14  7.0  8.1 

pH  pH units  2024‐07‐15  6.5  8.5 

pH  pH units  2024‐07‐16  7.0  8.3 

pH  pH units  2024‐07‐17  6.8  8.5 

pH  pH units  2024‐07‐18  6.7  8.5 

pH  pH units  2024‐07‐19  6.8  8.4 

pH  pH units  2024‐07‐20  6.8  8.3 

pH  pH units  2024‐07‐21  6.9  8.1 

pH  pH units  2024‐07‐22  6.5  8.4 

pH  pH units  2024‐07‐23  6.7  8.3 

pH  pH units  2024‐07‐24  6.7  8.4 

pH  pH units  2024‐07‐25  6.8  8.4 

pH  pH units  2024‐07‐26  6.9  8.0 

pH  pH units  2024‐07‐27  6.9  8.1 

pH  pH units  2024‐07‐28  7.1  8.1 

pH  pH units  2024‐07‐29  6.5  8.1 

pH  pH units  2024‐07‐30  6.6  8.3 

pH  pH units  2024‐07‐31  6.9  8.3 

pH  pH units  2024‐08‐01  6.8  8.3 

pH  pH units  2024‐08‐02  6.8  8.4 

pH  pH units  2024‐08‐03  6.7  8.4 

pH  pH units  2024‐08‐04  6.9  8.5 

pH  pH units  2024‐08‐05  6.5  8.2 

pH  pH units  2024‐08‐06  6.7  8.4 

pH  pH units  2024‐08‐07  6.6  8.3 

pH  pH units  2024‐08‐08  6.8  8.3 

pH  pH units  2024‐08‐09  6.6  8.4 

pH  pH units  2024‐08‐10  6.6  8.3 
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pH  pH units  2024‐08‐11  6.8  8.4 

pH  pH units  2024‐08‐12  6.5  8.4 

pH  pH units  2024‐08‐13  6.9  8.4 

pH  pH units  2024‐08‐14  6.7  8.3 

pH  pH units  2024‐08‐15  6.5  8.5 

pH  pH units  2024‐08‐16  6.7  8.3 

pH  pH units  2024‐08‐17  6.7  8.5 

pH  pH units  2024‐08‐18  6.7  8.6 

pH  pH units  2024‐08‐19  6.8  8.3 

pH  pH units  2024‐08‐20  6.8  8.4 

pH  pH units  2024‐08‐21  6.8  8.4 

pH  pH units  2024‐08‐22  6.8  8.4 

pH  pH units  2024‐08‐23  6.8  8.3 

pH  pH units  2024‐08‐24  6.7  8.5 

pH  pH units  2024‐08‐25  6.7  8.5 

pH  pH units  2024‐08‐26  6.8  8.4 

pH  pH units  2024‐08‐27  6.8  8.5 

pH  pH units  2024‐08‐28  7.0  8.3 

pH  pH units  2024‐08‐29  6.9  8.3 

pH  pH units  2024‐08‐30  6.6  8.4 

pH  pH units  2024‐08‐31  6.7  8.3 

pH  pH units  2024‐09‐01  6.7  8.3 

pH  pH units  2024‐09‐02  6.7  8.4 

pH  pH units  2024‐09‐03  6.4  8.1 

pH  pH units  2024‐09‐04  6.6  8.6 

pH  pH units  2024‐09‐05  6.7  8.3 

pH  pH units  2024‐09‐06  6.6  8.4 

pH  pH units  2024‐09‐07  6.7  8.3 

pH  pH units  2024‐09‐08  6.7  8.3 

pH  pH units  2024‐09‐09  6.6  8.4 

pH  pH units  2024‐09‐10  6.5  7.9 

pH  pH units  2024‐09‐11  6.8  8.2 

pH  pH units  2024‐09‐12  6.6  8.4 

pH  pH units  2024‐09‐13  6.9  8.2 

pH  pH units  2024‐09‐14  6.7  8.2 

pH  pH units  2024‐09‐15  6.8  8.3 

pH  pH units  2024‐09‐16  6.4  8.1 

pH  pH units  2024‐09‐17  6.7  8.3 

pH  pH units  2024‐09‐18  6.6  8.6 

pH  pH units  2024‐09‐19  6.9  8.3 

pH  pH units  2024‐09‐20  6.9  8.2 

pH  pH units  2024‐09‐21  6.6  8.3 
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pH  pH units  2024‐09‐22  6.7  8.3 

pH  pH units  2024‐09‐23  6.4  8.0 

pH  pH units  2024‐09‐24  6.5  8.3 

pH  pH units  2024‐09‐25  6.4  8.3 

pH  pH units  2024‐09‐26  6.7  8.3 

pH  pH units  2024‐09‐27  6.8  8.2 

pH  pH units  2024‐09‐28  6.7  8.4 

pH  pH units  2024‐09‐29  6.7  8.3 

pH  pH units  2024‐09‐30  6.7  8.5 

pH  pH units  2024‐10‐01  6.8  8.1 

pH  pH units  2024‐10‐02  6.8  8.4 

pH  pH units  2024‐10‐03  6.8  8.3 

pH  pH units  2024‐10‐04  6.4  8.5 

pH  pH units  2024‐10‐05  6.7  8.5 

pH  pH units  2024‐10‐06  6.7  8.5 

pH  pH units  2024‐10‐07  6.6  8.6 

pH  pH units  2024‐10‐08  6.7  8.4 

pH  pH units  2024‐10‐09  6.7  8.6 

pH  pH units  2024‐10‐10  6.7  8.3 

pH  pH units  2024‐10‐11  6.7  8.2 

pH  pH units  2024‐10‐12  6.9  8.2 

pH  pH units  2024‐10‐13  6.9  8.4 

pH  pH units  2024‐10‐14  6.9  8.3 

pH  pH units  2024‐10‐15  6.7  8.3 

pH  pH units  2024‐10‐16  6.6  8.3 

pH  pH units  2024‐10‐17  6.8  8.3 

pH  pH units  2024‐10‐18  6.8  8.3 

pH  pH units  2024‐10‐19  6.8  8.4 

pH  pH units  2024‐10‐20  7.0  8.3 

pH  pH units  2024‐10‐21  6.8  8.5 

pH  pH units  2024‐10‐22  6.8  8.0 

pH  pH units  2024‐10‐23  6.6  8.3 

pH  pH units  2024‐10‐24  6.8  8.4 

pH  pH units  2024‐10‐25  6.8  8.5 

pH  pH units  2024‐10‐26  6.8  8.2 

pH  pH units  2024‐10‐27  6.9  8.4 

pH  pH units  2024‐10‐28  6.5  8.1 

pH  pH units  2024‐10‐29  6.6  8.4 

pH  pH units  2024‐10‐30  6.7  8.4 

pH  pH units  2024‐10‐31  6.8  8.4 

pH  pH units  2024‐11‐01  6.6  8.4 

pH  pH units  2024‐11‐02  6.8  8.3 
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pH  pH units  2024‐11‐03  6.8  8.3 

pH  pH units  2024‐11‐04  6.8  8.4 

pH  pH units  2024‐11‐05  6.8  8.4 

pH  pH units  2024‐11‐06  6.8  8.5 

pH  pH units  2024‐11‐07  6.8  8.4 

pH  pH units  2024‐11‐08  6.7  8.4 

pH  pH units  2024‐11‐09  6.8  8.2 

pH  pH units  2024‐11‐10  6.8  8.4 

pH  pH units  2024‐11‐11  6.8  8.4 

pH  pH units  2024‐11‐12  6.4  8.1 

pH  pH units  2024‐11‐13  6.6  8.4 

pH  pH units  2024‐11‐14  6.6  8.3 

pH  pH units  2024‐11‐15  6.8  8.4 

pH  pH units  2024‐11‐16  6.8  8.3 

pH  pH units  2024‐11‐17  6.8  8.2 

pH  pH units  2024‐11‐18  6.5  8.0 

pH  pH units  2024‐11‐19  6.7  8.4 

pH  pH units  2024‐11‐20  6.7  8.4 

pH  pH units  2024‐11‐21  6.7  8.4 

pH  pH units  2024‐11‐23  6.8  8.4 

pH  pH units  2024‐11‐24  6.7  8.3 

pH  pH units  2024‐11‐25  6.6  7.8 

pH  pH units  2024‐11‐26  6.6  8.3 

pH  pH units  2024‐11‐27  6.5  8.3 

pH  pH units  2024‐11‐28  6.6  7.9 

pH  pH units  2024‐11‐29  6.7  8.4 

pH  pH units  2024‐11‐30  6.8  8.1 

pH  pH units  2024‐12‐01  6.6  8.2 

pH  pH units  2024‐12‐02  6.5  8.2 

pH  pH units  2024‐12‐03  6.7  7.7 

pH  pH units  2024‐12‐04  6.6  ` 

pH  pH units  2024‐12‐05  6.6  8.0 

pH  pH units  2024‐12‐07  6.9  8.0 

pH  pH units  2024‐12‐08  6.6  8.3 

pH  pH units  2024‐12‐09  6.6  7.8 

pH  pH units  2024‐12‐10  6.7  8.4 

pH  pH units  2024‐12‐11  6.7  8.3 

pH  pH units  2024‐12‐12  6.9  8.2 

pH  pH units  2024‐12‐13  6.8  8.5 

pH  pH units  2024‐12‐14  6.9  8.1 

pH  pH units  2024‐12‐15  6.8  8.3 

pH  pH units  2024‐12‐16  6.7  8.0 
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pH  pH units  2024‐12‐17  6.8  8.4 

pH  pH units  2024‐12‐18  6.7  8.5 

pH  pH units  2024‐12‐19  6.7  8.1 

pH  pH units  2024‐12‐20  6.8  8.4 

pH  pH units  2024‐12‐21  6.9  8.2 

pH  pH units  2024‐12‐22  6.9  8.4 

pH  pH units  2024‐12‐23  6.9  8.3 

pH  pH units  2024‐12‐24  6.7  8.4 

pH  pH units  2024‐12‐29  6.8  8.6 

pH  pH units  2024‐12‐30  6.5  8.6 

pH  pH units  2024‐12‐31  6.8  8.7 

Phenol  mg/L  2024‐04‐02  <0.005  <0.005 

Phenol  mg/L  2024‐10‐15  <0.005  <0.005 

Phosphorus Dissolved  µg/L  2024‐01‐08  <10  <10 

Phosphorus Dissolved  µg/L  2024‐02‐05  <10  <10 

Phosphorus Dissolved  µg/L  2024‐03‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐04‐02  <10  <10 

Phosphorus Dissolved  µg/L  2024‐05‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐06‐03  <10  <10 

Phosphorus Dissolved  µg/L  2024‐07‐02  <10  <10 

Phosphorus Dissolved  µg/L  2024‐08‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐09‐03  <10  <10 

Phosphorus Dissolved  µg/L  2024‐10‐15  <10  <10 

Phosphorus Dissolved  µg/L  2024‐11‐04  <10  <10 

Phosphorus Dissolved  µg/L  2024‐12‐02  <10  <10 

Phosphorus Total  µg/L  2024‐01‐08  <10  <10 

Phosphorus Total  µg/L  2024‐02‐05  <10  <10 

Phosphorus Total  µg/L  2024‐03‐06  <10  <10 

Phosphorus Total  µg/L  2024‐04‐02  <10  <10 

Phosphorus Total  µg/L  2024‐05‐06  <10  <10 

Phosphorus Total  µg/L  2024‐06‐03  <10  <10 

Phosphorus Total  µg/L  2024‐07‐02  <10  <10 

Phosphorus Total  µg/L  2024‐08‐06  <10  <10 

Phosphorus Total  µg/L  2024‐09‐03  <10  <10 

Phosphorus Total  µg/L  2024‐10‐15  <10  <10 

Phosphorus Total  µg/L  2024‐11‐04  <10  <10 

Phosphorus Total  µg/L  2024‐12‐02  <10  <10 

Potassium Total  µg/L  2024‐01‐30  ‐  137 

Potassium Total  µg/L  2024‐04‐02  154  155 

Potassium Total  µg/L  2024‐04‐16  146  ‐ 

Potassium Total  µg/L  2024‐04‐18  ‐  159 

Potassium Total  µg/L  2024‐04‐25  ‐  162 
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Potassium Total  µg/L  2024‐09‐10  ‐  196 

Potassium Total  µg/L  2024‐10‐07  250  241 

Potassium Total  µg/L  2024‐10‐15  275  249 

Potassium Total  µg/L  2024‐11‐25  ‐  153 

Residue Total  mg/L  2024‐02‐05  15  32 

Residue Total  mg/L  2024‐04‐02  15  34 

Residue Total  mg/L  2024‐06‐03  11  33 

Residue Total  mg/L  2024‐08‐06  16  37 

Residue Total  mg/L  2024‐10‐15  19  36 

Residue Total  mg/L  2024‐12‐02  20  40 

Residue Total Dissolved  mg/L  2024‐02‐05  11  31 

Residue Total Dissolved  mg/L  2024‐04‐02  13  33 

Residue Total Dissolved  mg/L  2024‐06‐03  11  33 

Residue Total Dissolved  mg/L  2024‐08‐06  13  35 

Residue Total Dissolved  mg/L  2024‐10‐15  16  36 

Residue Total Dissolved  mg/L  2024‐12‐02  17  37 

Residue Total Fixed  mg/L  2024‐02‐05  8  24 

Residue Total Fixed  mg/L  2024‐04‐02  9  28 

Residue Total Fixed  mg/L  2024‐06‐03  6  27 

Residue Total Fixed  mg/L  2024‐08‐06  10  27 

Residue Total Fixed  mg/L  2024‐10‐15  10  29 

Residue Total Fixed  mg/L  2024‐12‐02  12  32 

Residue Total Volatile  mg/L  2024‐02‐05  7  8 

Residue Total Volatile  mg/L  2024‐04‐02  6  6 

Residue Total Volatile  mg/L  2024‐06‐03  5  6 

Residue Total Volatile  mg/L  2024‐08‐06  7  10 

Residue Total Volatile  mg/L  2024‐10‐15  9  7 

Residue Total Volatile  mg/L  2024‐12‐02  8  8 

Selenium Total  µg/L  2024‐01‐30  ‐  <0.5 

Selenium Total  µg/L  2024‐04‐02  <0.5  <0.5 

Selenium Total  µg/L  2024‐04‐16  <0.5  ‐ 

Selenium Total  µg/L  2024‐04‐18  ‐  <0.5 

Selenium Total  µg/L  2024‐04‐25  ‐  <0.5 

Selenium Total  µg/L  2024‐09‐10  ‐  <0.5 

Selenium Total  µg/L  2024‐10‐07  <0.5  <0.5 

Selenium Total  µg/L  2024‐10‐15  <0.5  <0.5 

Selenium Total  µg/L  2024‐11‐25  ‐  <0.5 

Silica as SiO2  mg/L  2024‐02‐05  2.6  2.6 

Silica as SiO2  mg/L  2024‐04‐02  3.4  3.6 

Silica as SiO2  mg/L  2024‐06‐03  3.2  3.2 

Silica as SiO2  mg/L  2024‐08‐06  3.3  3.4 

Silica as SiO2  mg/L  2024‐10‐15  4.5  4.3 
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Silica as SiO2  mg/L  2024‐12‐02  3.8  3.7 

Silver Total  µg/L  2024‐01‐30  ‐  <0.5 

Silver Total  µg/L  2024‐04‐02  <0.5  <0.5 

Silver Total  µg/L  2024‐04‐16  <0.5  ‐ 

Silver Total  µg/L  2024‐04‐18  ‐  <0.5 

Silver Total  µg/L  2024‐04‐25  ‐  <0.5 

Silver Total  µg/L  2024‐09‐10  ‐  <0.5 

Silver Total  µg/L  2024‐10‐07  <0.5  <0.5 

Silver Total  µg/L  2024‐10‐15  <0.5  <0.5 

Silver Total  µg/L  2024‐11‐25  ‐  <0.5 

Sodium Total  µg/L  2024‐01‐30  455  1610 

Sodium Total  µg/L  2024‐02‐05  460  1540 

Sodium Total  µg/L  2024‐04‐02  610  1680 

Sodium Total  µg/L  2024‐04‐16  587  ‐ 

Sodium Total  µg/L  2024‐04‐18  ‐  1620 

Sodium Total  µg/L  2024‐04‐25  606  1640 

Sodium Total  µg/L  2024‐06‐03  551  1770 

Sodium Total  µg/L  2024‐08‐06  535  2240 

Sodium Total  µg/L  2024‐09‐10  657  2150 

Sodium Total  µg/L  2024‐10‐07  785  2210 

Sodium Total  µg/L  2024‐10‐15  925  2430 

Sodium Total  µg/L  2024‐11‐25  618  1600 

Sodium Total  µg/L  2024‐12‐02  622  1640 

Strontium Total  µg/L  2024‐04‐02  5.5  ‐ 

Strontium Total  µg/L  2024‐10‐15  9.6  ‐ 

Sulphate  mg/L  2024‐01‐08  0.7  1.0 

Sulphate  mg/L  2024‐02‐05  0.6  0.8 

Sulphate  mg/L  2024‐03‐06  0.7  1.1 

Sulphate  mg/L  2024‐04‐02  0.7  1.3 

Sulphate  mg/L  2024‐05‐06  0.7  1.2 

Sulphate  mg/L  2024‐06‐03  0.7  1.1 

Sulphate  mg/L  2024‐07‐02  0.7  1.0 

Sulphate  mg/L  2024‐08‐06  0.7  0.9 

Sulphate  mg/L  2024‐09‐03  0.8  0.9 

Sulphate  mg/L  2024‐10‐15  1.0  1.1 

Sulphate  mg/L  2024‐11‐04  0.7  1.1 

Sulphate  mg/L  2024‐12‐02  0.9  1.1 

Temperature  °C  2024‐01‐01  5.5  5.0 

Temperature  °C  2024‐01‐02  6.0  6.1 

Temperature  °C  2024‐01‐03  5.9  5.6 

Temperature  °C  2024‐01‐04  5.9  5.8 

Temperature  °C  2024‐01‐05  5.8  5.5 
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Temperature  °C  2024‐01‐06  5.3  5.0 

Temperature  °C  2024‐01‐07  6.3  5.9 

Temperature  °C  2024‐01‐08  5.1  5.3 

Temperature  °C  2024‐01‐09  5.1  5.3 

Temperature  °C  2024‐01‐10  5.1  5.3 

Temperature  °C  2024‐01‐11  5.1  5.1 

Temperature  °C  2024‐01‐12  4.6  4.9 

Temperature  °C  2024‐01‐13  4.2  3.8 

Temperature  °C  2024‐01‐14  4.0  3.4 

Temperature  °C  2024‐01‐15  3.8  3.5 

Temperature  °C  2024‐01‐16  3.6  3.6 

Temperature  °C  2024‐01‐17  4.2  3.1 

Temperature  °C  2024‐01‐18  4.0  3.9 

Temperature  °C  2024‐01‐19  4.4  3.4 

Temperature  °C  2024‐01‐20  4.5  3.3 

Temperature  °C  2024‐01‐21  4.7  3.7 

Temperature  °C  2024‐01‐22  4.5  3.4 

Temperature  °C  2024‐01‐23  4.7  3.7 

Temperature  °C  2024‐01‐24  3.7  3.7 

Temperature  °C  2024‐01‐25  3.7  3.4 

Temperature  °C  2024‐01‐26  4.5  3.8 

Temperature  °C  2024‐01‐27  4.4  4.0 

Temperature  °C  2024‐01‐28  4.2  3.8 

Temperature  °C  2024‐01‐29  4.2  4.3 

Temperature  °C  2024‐01‐30  4.9  4.7 

Temperature  °C  2024‐01‐31  4.5  4.9 

Temperature  °C  2024‐02‐01  4.9  4.9 

Temperature  °C  2024‐02‐02  5.3  5.2 

Temperature  °C  2024‐02‐03  8.4  8.5 

Temperature  °C  2024‐02‐04  6.8  7.1 

Temperature  °C  2024‐02‐05  5.9  5.5 

Temperature  °C  2024‐02‐06  4.9  5.4 

Temperature  °C  2024‐02‐07  6.5  6.5 

Temperature  °C  2024‐02‐08  5.3  5.3 

Temperature  °C  2024‐02‐09  5.6  5.3 

Temperature  °C  2024‐02‐10  4.7  4.9 

Temperature  °C  2024‐02‐11  6.9  7.2 

Temperature  °C  2024‐02‐12  4.9  5.3 

Temperature  °C  2024‐02‐13  5.3  5.4 

Temperature  °C  2024‐02‐14  4.7  5.3 

Temperature  °C  2024‐02‐15  4.6  4.9 

Temperature  °C  2024‐02‐16  5.3  5.0 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 72 

Capilano Source 

Parameter Units Date Sampled Source Treated 

Temperature  °C  2024‐02‐17  4.8  4.5 

Temperature  °C  2024‐02‐18  5.3  4.9 

Temperature  °C  2024‐02‐19  4.9  4.5 

Temperature  °C  2024‐02‐20  5.1  4.9 

Temperature  °C  2024‐02‐21  4.9  5.1 

Temperature  °C  2024‐02‐22  5.0  5.0 

Temperature  °C  2024‐02‐23  5.0  5.1 

Temperature  °C  2024‐02‐24  5.0  5.2 

Temperature  °C  2024‐02‐25  5.3  5.0 

Temperature  °C  2024‐02‐26  4.5  5.0 

Temperature  °C  2024‐02‐27  5.2  4.9 

Temperature  °C  2024‐02‐28  5.0  4.8 

Temperature  °C  2024‐02‐29  5.0  4.8 

Temperature  °C  2024‐03‐01  4.8  4.3 

Temperature  °C  2024‐03‐02  4.7  4.1 

Temperature  °C  2024‐03‐03  4.8  4.1 

Temperature  °C  2024‐03‐04  4.2  4.2 

Temperature  °C  2024‐03‐05  4.3  3.9 

Temperature  °C  2024‐03‐06  4.7  4.0 

Temperature  °C  2024‐03‐07  4.2  4.2 

Temperature  °C  2024‐03‐08  4.0  4.0 

Temperature  °C  2024‐03‐09  3.7  4.4 

Temperature  °C  2024‐03‐10  4.2  4.0 

Temperature  °C  2024‐03‐11  4.2  4.2 

Temperature  °C  2024‐03‐12  4.1  4.0 

Temperature  °C  2024‐03‐13  4.3  4.0 

Temperature  °C  2024‐03‐14  4.4  4.3 

Temperature  °C  2024‐03‐15  4.2  4.0 

Temperature  °C  2024‐03‐16  4.0  3.9 

Temperature  °C  2024‐03‐17  4.1  4.0 

Temperature  °C  2024‐03‐18  4.3  4.2 

Temperature  °C  2024‐03‐19  4.4  4.5 

Temperature  °C  2024‐03‐20  4.5  4.5 

Temperature  °C  2024‐03‐21  4.8  4.8 

Temperature  °C  2024‐03‐22  4.7  4.9 

Temperature  °C  2024‐03‐23  5.0  5.3 

Temperature  °C  2024‐03‐24  4.6  4.8 

Temperature  °C  2024‐03‐25  4.6  5.0 

Temperature  °C  2024‐03‐26  4.7  5.1 

Temperature  °C  2024‐03‐27  4.8  5.3 

Temperature  °C  2024‐03‐28  5.0  5.3 

Temperature  °C  2024‐03‐29  5.0  5.3 
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Temperature  °C  2024‐03‐30  5.0  5.3 

Temperature  °C  2024‐03‐31  4.9  5.3 

Temperature  °C  2024‐04‐01  4.9  5.4 

Temperature  °C  2024‐04‐02  5.0  5.9 

Temperature  °C  2024‐04‐03  5.9  6.0 

Temperature  °C  2024‐04‐04  5.3  5.7 

Temperature  °C  2024‐04‐05  5.0  6.5 

Temperature  °C  2024‐04‐06  5.4  5.8 

Temperature  °C  2024‐04‐07  5.8  6.3 

Temperature  °C  2024‐04‐08  5.3  5.9 

Temperature  °C  2024‐04‐09  5.0  6.0 

Temperature  °C  2024‐04‐10  5.0  6.1 

Temperature  °C  2024‐04‐11  5.0  6.0 

Temperature  °C  2024‐04‐12  5.5  6.4 

Temperature  °C  2024‐04‐13  5.4  6.1 

Temperature  °C  2024‐04‐14  5.6  6.1 

Temperature  °C  2024‐04‐15  5.5  6.0 

Temperature  °C  2024‐04‐16  5.8  5.9 

Temperature  °C  2024‐04‐17  5.5  6.5 

Temperature  °C  2024‐04‐18  6.1  6.5 

Temperature  °C  2024‐04‐19  6.3  7.3 

Temperature  °C  2024‐04‐20  6.4  7.2 

Temperature  °C  2024‐04‐21  5.8  7.0 

Temperature  °C  2024‐04‐22  6.3  7.2 

Temperature  °C  2024‐04‐23  6.3  7.1 

Temperature  °C  2024‐04‐24  5.6  7.0 

Temperature  °C  2024‐04‐25  6.1  7.2 

Temperature  °C  2024‐04‐26  5.9  6.9 

Temperature  °C  2024‐04‐27  6.0  7.5 

Temperature  °C  2024‐04‐28  6.0  7.4 

Temperature  °C  2024‐04‐29  6.5  7.3 

Temperature  °C  2024‐04‐30  6.8  7.3 

Temperature  °C  2024‐05‐01  6.2  7.8 

Temperature  °C  2024‐05‐02  6.7  7.6 

Temperature  °C  2024‐05‐03  6.5  7.4 

Temperature  °C  2024‐05‐04  6.9  7.8 

Temperature  °C  2024‐05‐05  6.3  7.9 

Temperature  °C  2024‐05‐06  6.5  7.4 

Temperature  °C  2024‐05‐07  7.0  7.8 

Temperature  °C  2024‐05‐08  6.9  7.5 

Temperature  °C  2024‐05‐09  6.9  7.0 

Temperature  °C  2024‐05‐10  7.3  8.4 
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Temperature  °C  2024‐05‐11  6.9  8.2 

Temperature  °C  2024‐05‐12  6.8  8.4 

Temperature  °C  2024‐05‐13  7.0  8.5 

Temperature  °C  2024‐05‐14  7.0  8.9 

Temperature  °C  2024‐05‐15  6.9  9.0 

Temperature  °C  2024‐05‐16  7.2  8.7 

Temperature  °C  2024‐05‐17  7.4  9.6 

Temperature  °C  2024‐05‐18  7.3  9.1 

Temperature  °C  2024‐05‐19  7.6  9.4 

Temperature  °C  2024‐05‐20  7.7  9.1 

Temperature  °C  2024‐05‐21  8.0  9.6 

Temperature  °C  2024‐05‐22  7.8  9.3 

Temperature  °C  2024‐05‐23  8.0  9.4 

Temperature  °C  2024‐05‐24  8.4  9.7 

Temperature  °C  2024‐05‐25  8.2  9.3 

Temperature  °C  2024‐05‐26  8.6  9.5 

Temperature  °C  2024‐05‐27  8.5  10.0 

Temperature  °C  2024‐05‐28  8.3  9.3 

Temperature  °C  2024‐05‐29  8.6  9.6 

Temperature  °C  2024‐05‐30  8.4  9.4 

Temperature  °C  2024‐05‐31  8.8  9.3 

Temperature  °C  2024‐06‐01  8.7  9.2 

Temperature  °C  2024‐06‐02  8.9  9.4 

Temperature  °C  2024‐06‐03  9.5  10.0 

Temperature  °C  2024‐06‐04  8.9  9.7 

Temperature  °C  2024‐06‐05  9.0  9.6 

Temperature  °C  2024‐06‐06  9.6  9.5 

Temperature  °C  2024‐06‐07  9.6  9.1 

Temperature  °C  2024‐06‐08  9.4  9.0 

Temperature  °C  2024‐06‐09  9.7  9.5 

Temperature  °C  2024‐06‐10  9.9  9.4 

Temperature  °C  2024‐06‐11  9.3  9.4 

Temperature  °C  2024‐06‐12  9.3  9.7 

Temperature  °C  2024‐06‐13  9.0  9.5 

Temperature  °C  2024‐06‐14  9.5  9.7 

Temperature  °C  2024‐06‐15  9.5  9.6 

Temperature  °C  2024‐06‐16  9.2  9.9 

Temperature  °C  2024‐06‐17  9.1  9.9 

Temperature  °C  2024‐06‐18  9.6  10.2 

Temperature  °C  2024‐06‐19  9.5  10.3 

Temperature  °C  2024‐06‐20  9.4  10.0 

Temperature  °C  2024‐06‐21  10.0  10.9 
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Temperature  °C  2024‐06‐22  9.7  10.6 

Temperature  °C  2024‐06‐23  10.1  11.0 

Temperature  °C  2024‐06‐24  10.1  11.0 

Temperature  °C  2024‐06‐25  9.9  ‐ 

Temperature  °C  2024‐06‐26  9.9  10.5 

Temperature  °C  2024‐06‐27  10.0  11.2 

Temperature  °C  2024‐06‐28  9.8  10.6 

Temperature  °C  2024‐06‐29  9.8  10.9 

Temperature  °C  2024‐06‐30  10.0  10.9 

Temperature  °C  2024‐07‐01  10.2  11.1 

Temperature  °C  2024‐07‐02  10.2  11.6 

Temperature  °C  2024‐07‐03  10.4  11.8 

Temperature  °C  2024‐07‐04  10.5  10.8 

Temperature  °C  2024‐07‐05  10.5  11.1 

Temperature  °C  2024‐07‐06  10.0  10.9 

Temperature  °C  2024‐07‐07  10.3  11.2 

Temperature  °C  2024‐07‐08  10.6  11.3 

Temperature  °C  2024‐07‐09  10.8  11.3 

Temperature  °C  2024‐07‐10  10.1  11.0 

Temperature  °C  2024‐07‐11  10.7  13.0 

Temperature  °C  2024‐07‐12  10.6  11.3 

Temperature  °C  2024‐07‐13  10.7  11.1 

Temperature  °C  2024‐07‐14  11.1  11.5 

Temperature  °C  2024‐07‐15  11.0  11.9 

Temperature  °C  2024‐07‐16  10.9  11.4 

Temperature  °C  2024‐07‐17  10.4  11.9 

Temperature  °C  2024‐07‐18  11.0  11.4 

Temperature  °C  2024‐07‐19  11.5  12.0 

Temperature  °C  2024‐07‐20  11.0  11.5 

Temperature  °C  2024‐07‐21  11.5  12.0 

Temperature  °C  2024‐07‐22  10.3  12.5 

Temperature  °C  2024‐07‐23  11.1  11.9 

Temperature  °C  2024‐07‐24  10.5  12.6 

Temperature  °C  2024‐07‐25  11.1  11.5 

Temperature  °C  2024‐07‐26  11.0  12.7 

Temperature  °C  2024‐07‐27  11.3  12.3 

Temperature  °C  2024‐07‐28  11.5  12.5 

Temperature  °C  2024‐07‐29  11.9  12.9 

Temperature  °C  2024‐07‐30  11.3  12.6 

Temperature  °C  2024‐07‐31  11.0  12.9 

Temperature  °C  2024‐08‐01  11.3  15.5 

Temperature  °C  2024‐08‐02  11.7  13.0 
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Temperature  °C  2024‐08‐03  11.7  12.9 

Temperature  °C  2024‐08‐04  12.7  13.6 

Temperature  °C  2024‐08‐05  13.2  14.5 

Temperature  °C  2024‐08‐06  13.5  14.5 

Temperature  °C  2024‐08‐07  12.8  13.6 

Temperature  °C  2024‐08‐08  13.2  13.3 

Temperature  °C  2024‐08‐09  13.8  14.8 

Temperature  °C  2024‐08‐10  12.9  13.9 

Temperature  °C  2024‐08‐11  14.2  14.9 

Temperature  °C  2024‐08‐12  14.3  15.5 

Temperature  °C  2024‐08‐13  13.8  14.5 

Temperature  °C  2024‐08‐14  14.1  15.3 

Temperature  °C  2024‐08‐15  13.5  16.6 

Temperature  °C  2024‐08‐16  14.2  15.0 

Temperature  °C  2024‐08‐17  13.9  14.3 

Temperature  °C  2024‐08‐18  14.4  15.3 

Temperature  °C  2024‐08‐19  14.9  15.9 

Temperature  °C  2024‐08‐20  14.2  15.0 

Temperature  °C  2024‐08‐21  14.6  15.6 

Temperature  °C  2024‐08‐22  14.6  14.7 

Temperature  °C  2024‐08‐23  14.0  15.0 

Temperature  °C  2024‐08‐24  14.5  14.6 

Temperature  °C  2024‐08‐25  14.6  15.3 

Temperature  °C  2024‐08‐26  15.0  15.7 

Temperature  °C  2024‐08‐27  14.5  14.8 

Temperature  °C  2024‐08‐28  13.3  15.6 

Temperature  °C  2024‐08‐29  14.4  15.6 

Temperature  °C  2024‐08‐30  14.8  15.0 

Temperature  °C  2024‐08‐31  14.5  14.9 

Temperature  °C  2024‐09‐01  15.0  15.3 

Temperature  °C  2024‐09‐02  15.3  15.4 

Temperature  °C  2024‐09‐03  15.5  15.4 

Temperature  °C  2024‐09‐04  14.8  15.3 

Temperature  °C  2024‐09‐05  15.3  15.6 

Temperature  °C  2024‐09‐06  15.7  16.0 

Temperature  °C  2024‐09‐07  15.3  15.6 

Temperature  °C  2024‐09‐08  15.8  16.0 

Temperature  °C  2024‐09‐09  15.2  16.2 

Temperature  °C  2024‐09‐10  15.6  15.8 

Temperature  °C  2024‐09‐11  16.0  16.0 

Temperature  °C  2024‐09‐12  15.6  16.0 

Temperature  °C  2024‐09‐13  15.9  16.0 
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Temperature  °C  2024‐09‐14  15.3  15.8 

Temperature  °C  2024‐09‐15  15.5  15.8 

Temperature  °C  2024‐09‐16  15.8  15.8 

Temperature  °C  2024‐09‐17  15.6  16.0 

Temperature  °C  2024‐09‐18  15.6  15.4 

Temperature  °C  2024‐09‐19  15.6  15.6 

Temperature  °C  2024‐09‐20  15.8  15.3 

Temperature  °C  2024‐09‐21  15.3  15.1 

Temperature  °C  2024‐09‐22  15.5  15.2 

Temperature  °C  2024‐09‐23  15.6  15.5 

Temperature  °C  2024‐09‐24  15.8  15.5 

Temperature  °C  2024‐09‐25  15.2  15.9 

Temperature  °C  2024‐09‐26  15.9  15.7 

Temperature  °C  2024‐09‐27  16.0  15.8 

Temperature  °C  2024‐09‐28  15.1  15.1 

Temperature  °C  2024‐09‐29  15.0  15.0 

Temperature  °C  2024‐09‐30  15.0  14.8 

Temperature  °C  2024‐10‐01  15.0  15.2 

Temperature  °C  2024‐10‐02  14.9  14.9 

Temperature  °C  2024‐10‐03  14.5  14.5 

Temperature  °C  2024‐10‐04  14.2  14.4 

Temperature  °C  2024‐10‐05  14.1  14.1 

Temperature  °C  2024‐10‐06  14.0  14.0 

Temperature  °C  2024‐10‐07  14.0  14.0 

Temperature  °C  2024‐10‐08  13.9  14.1 

Temperature  °C  2024‐10‐09  14.0  13.9 

Temperature  °C  2024‐10‐10  14.3  13.9 

Temperature  °C  2024‐10‐11  14.3  13.9 

Temperature  °C  2024‐10‐12  13.9  13.5 

Temperature  °C  2024‐10‐13  13.9  13.5 

Temperature  °C  2024‐10‐14  13.6  13.1 

Temperature  °C  2024‐10‐15  13.9  12.5 

Temperature  °C  2024‐10‐16  13.7  13.5 

Temperature  °C  2024‐10‐17  13.7  13.5 

Temperature  °C  2024‐10‐18  13.2  13.3 

Temperature  °C  2024‐10‐19  12.6  13.0 

Temperature  °C  2024‐10‐20  11.3  12.1 

Temperature  °C  2024‐10‐21  10.7  10.7 

Temperature  °C  2024‐10‐22  10.9  10.4 

Temperature  °C  2024‐10‐23  10.5  10.2 

Temperature  °C  2024‐10‐24  10.4  9.9 

Temperature  °C  2024‐10‐25  10.8  10.4 
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Temperature  °C  2024‐10‐26  10.5  10.0 

Temperature  °C  2024‐10‐27  10.1  9.9 

Temperature  °C  2024‐10‐28  9.9  9.5 

Temperature  °C  2024‐10‐29  10.0  9.8 

Temperature  °C  2024‐10‐30  9.9  9.4 

Temperature  °C  2024‐10‐31  9.9  9.2 

Temperature  °C  2024‐11‐01  9.7  9.5 

Temperature  °C  2024‐11‐02  9.2  9.0 

Temperature  °C  2024‐11‐03  9.2  8.7 

Temperature  °C  2024‐11‐04  9.0  9.2 

Temperature  °C  2024‐11‐05  9.1  9.1 

Temperature  °C  2024‐11‐06  8.7  9.0 

Temperature  °C  2024‐11‐07  8.7  8.5 

Temperature  °C  2024‐11‐08  8.7  8.6 

Temperature  °C  2024‐11‐09  8.9  8.6 

Temperature  °C  2024‐11‐10  8.6  8.3 

Temperature  °C  2024‐11‐11  8.7  8.4 

Temperature  °C  2024‐11‐12  8.2  7.9 

Temperature  °C  2024‐11‐13  8.4  8.2 

Temperature  °C  2024‐11‐14  8.0  7.8 

Temperature  °C  2024‐11‐15  8.1  8.2 

Temperature  °C  2024‐11‐16  7.8  7.3 

Temperature  °C  2024‐11‐17  7.9  7.2 

Temperature  °C  2024‐11‐18  7.8  7.0 

Temperature  °C  2024‐11‐19  7.6  7.3 

Temperature  °C  2024‐11‐20  7.3  7.3 

Temperature  °C  2024‐11‐21  7.5  7.4 

Temperature  °C  2024‐11‐23  6.9  6.8 

Temperature  °C  2024‐11‐24  7.0  6.6 

Temperature  °C  2024‐11‐25  7.0  6.8 

Temperature  °C  2024‐11‐26  6.5  6.3 

Temperature  °C  2024‐11‐27  6.8  6.7 

Temperature  °C  2024‐11‐28  6.4  6.0 

Temperature  °C  2024‐11‐29  6.5  6.8 

Temperature  °C  2024‐11‐30  6.3  6.2 

Temperature  °C  2024‐12‐01  5.8  5.7 

Temperature  °C  2024‐12‐02  6.0  5.6 

Temperature  °C  2024‐12‐03  5.7  5.4 

Temperature  °C  2024‐12‐04  5.6  5.3 

Temperature  °C  2024‐12‐05  5.6  5.3 

Temperature  °C  2024‐12‐06  5.8  5.5 

Temperature  °C  2024‐12‐07  6.0  6.2 
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Temperature  °C  2024‐12‐08  5.5  5.3 

Temperature  °C  2024‐12‐09  5.5  5.5 

Temperature  °C  2024‐12‐10  5.4  5.4 

Temperature  °C  2024‐12‐11  5.6  5.5 

Temperature  °C  2024‐12‐12  5.3  5.0 

Temperature  °C  2024‐12‐13  5.5  5.2 

Temperature  °C  2024‐12‐14  5.6  5.0 

Temperature  °C  2024‐12‐15  5.4  5.0 

Temperature  °C  2024‐12‐16  5.2  4.9 

Temperature  °C  2024‐12‐17  5.2  4.9 

Temperature  °C  2024‐12‐18  5.3  4.7 

Temperature  °C  2024‐12‐19  5.1  5.2 

Temperature  °C  2024‐12‐20  5.3  5.0 

Temperature  °C  2024‐12‐21  5.5  5.0 

Temperature  °C  2024‐12‐22  5.4  5.0 

Temperature  °C  2024‐12‐23  5.5  5.3 

Temperature  °C  2024‐12‐24  5.5  5.9 

Temperature  °C  2024‐12‐26  5.5  5.6 

Temperature  °C  2024‐12‐27  5.5  5.4 

Temperature  °C  2024‐12‐28  5.5  5.6 

Temperature  °C  2024‐12‐29  5.3  5.1 

Temperature  °C  2024‐12‐30  5.3  5.1 

Temperature  °C  2024‐12‐31  5.2  5.1 

THM‐Total Trihalomethanes  ppb  2024‐01‐30  <4  17 

THM‐Total Trihalomethanes  ppb  2024‐04‐24  <4  24 

THM‐Total Trihalomethanes  ppb  2024‐09‐10  <4  23 

THM‐Total Trihalomethanes  ppb  2024‐10‐16  <4  23 

THM‐Total Trihalomethanes  ppb  2024‐11‐25  <4  23 

Total Coliform  MPN/100mLs  2024‐01‐01  31  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐02  34  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐03  36  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐04  21  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐04  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐05  21  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐06  20  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐07  22  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐07  ‐  <0.2 
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Total Coliform  CFU/100mLs  2024‐01‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐08  33  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐09  25  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐10  31  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐11  23  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐12  28  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐13  27  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐13  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐14  20  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐15  22  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐16  15  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐17  28  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐18  11  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐19  20  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐20  27  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐20  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐21  23  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐22  16  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐23  16  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐24  26  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐25  13  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐26  25  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐27  23  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐28  37  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐28  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐01‐29  29  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐29  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐30  37  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐31  32  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐01  36  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐02  34  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐03  40  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐04  30  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐05  26  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐06  28  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐07  30  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐08  17  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐09  19  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐10  34  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐11  34  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐12  34  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐13  24  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐14  20  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐15  20  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐16  16  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐17  26  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐18  21  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐18  ‐  <0.2 
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Total Coliform  CFU/100mLs  2024‐02‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐19  22  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐20  9  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐21  5  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐22  8  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐23  10  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐24  6  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐25  7  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐26  11  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐27  10  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐28  1  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐29  2  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐01  4  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐02  12  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐03  11  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐04  16  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐05  10  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐06  9  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐07  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐08  4  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐09  5  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐10  9  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐10  ‐  <0.2 
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Total Coliform  CFU/100mLs  2024‐03‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐11  4  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐12  4  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐13  10  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐14  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐15  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐16  9  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐17  11  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐18  4  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐19  5  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐20  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐21  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐22  9  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐23  5  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐24  7  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐25  2  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐26  3  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐27  1  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐28  3  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐29  4  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐30  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐31  12  ‐ 
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Total Coliform  CFU/100mLs  2024‐04‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐01  5  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐02  10  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐03  14  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐04  5  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐05  10  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐06  12  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐07  5  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐08  3  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐09  4  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐10  10  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐11  7  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐12  11  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐13  12  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐14  10  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐15  12  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐15  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐16  4  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐17  5  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐18  3  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐19  19  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐20  12  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐21  8  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐21  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐04‐22  6  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐22  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐23  8  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐24  6  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐24  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐25  10  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐26  5  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐27  12  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐28  17  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐29  27  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐30  31  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐01  20  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐02  39  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐03  27  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐04  38  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐05  15  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐06  10  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐07  9  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐08  20  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐09  9  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐10  15  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐11  20  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐12  12  ‐ 
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Total Coliform  MPN/100mLs  2024‐05‐13  13  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐14  16  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐15  27  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐16  19  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐17  15  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐18  20  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐19  15  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐20  21  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐21  15  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐22  18  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐23  17  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐24  11  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐25  22  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐26  22  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐27  24  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐28  13  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐29  32  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐30  66  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐31  44  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐01  71  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐02  38  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐02  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐06‐03  24  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐04  118  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐05  101  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐06  99  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐07  81  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐08  88  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐09  101  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐10  105  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐11  63  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐12  70  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐13  68  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐14  79  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐15  64  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐15  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐16  49  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐17  39  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐18  46  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐19  34  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐20  30  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐21  26  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐22  38  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐23  23  ‐ 
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Total Coliform  MPN/100mLs  2024‐06‐24  15  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐25  27  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐25  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐26  28  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐27  22  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐28  47  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐29  70  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐30  99  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐01  86  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐02  143  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐03  81  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐04  131  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐05  173  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐06  178  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐07  194  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐08  236  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐09  260  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐10  214  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐11  488  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐12  236  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐13  387  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐14  326  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐14  ‐  <0.2 
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Total Coliform  CFU/100mLs  2024‐07‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐15  365  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐16  770  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐17  461  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐18  435  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐19  488  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐20  548  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐21  461  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐22  727  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐23  387  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐24  649  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐25  365  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐26  276  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐27  308  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐28  365  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐29  328  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐30  461  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐31  276  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐01  214  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐02  225  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐03  276  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐04  276  ‐ 
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Total Coliform  MPN/100mLs  2024‐08‐05  248  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐06  185  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐07  219  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐08  291  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐09  308  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐10  236  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐11  435  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐12  291  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐13  411  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐14  326  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐15  261  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐16  276  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐17  345  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐18  308  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐19  461  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐20  411  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐21  548  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐22  921  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐23  1300  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐24  921  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐25  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐25  ‐  <0.2 
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Total Coliform  CFU/100mLs  2024‐08‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐26  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐27  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐28  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐29  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐30  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐31  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐01  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐02  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐03  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐04  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐04  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐05  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐06  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐07  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐08  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐09  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐10  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐10  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐11  ‐  <1 

Total Coliform  MPN/100mLs  2024‐09‐11  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐12  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐13  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐13  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐14  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐15  >2420  ‐ 
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Total Coliform  MPN/100mLs  2024‐09‐16  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐17  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐17  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐18  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐19  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐20  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐20  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐21  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐22  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐22  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐23  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐24  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐25  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐26  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐27  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐28  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐29  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐30  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐01  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐02  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐03  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐04  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐05  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐06  >2420  ‐ 
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Total Coliform  CFU/100mLs  2024‐10‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐07  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐08  2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐09  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐10  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐11  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐12  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐13  2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐14  2420  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐15  1733  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐16  1553  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐17  980  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐18  980  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐19  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐20  770  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐21  687  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐22  1046  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐23  980  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐24  548  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐25  548  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐25  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐26  461  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐27  517  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐27  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐10‐28  435  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐29  214  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐30  248  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐31  186  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐01  196  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐02  124  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐03  162  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐04  62  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐04  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐05  82  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐06  56  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐07  57  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐08  64  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐09  56  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐10  70  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐10  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐11  55  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐12  82  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐13  115  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐14  142  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐15  88  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐16  73  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐17  84  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐17  ‐  <0.2 
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Total Coliform  CFU/100mLs  2024‐11‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐18  91  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐19  76  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐20  55  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐21  60  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐23  51  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐24  66  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐25  40  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐26  46  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐27  33  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐28  38  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐29  23  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐30  32  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐01  43  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐02  39  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐03  25  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐04  16  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐05  21  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐06  9  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐07  37  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐08  29  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐09  12  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐09  ‐  <0.2 
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Total Coliform  CFU/100mLs  2024‐12‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐10  22  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐11  34  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐12  20  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐13  34  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐14  28  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐15  29  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐16  23  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐17  27  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐18  29  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐19  31  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐20  45  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐21  49  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐22  72  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐23  62  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐24  96  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐24  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐26  86  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐27  82  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐28  61  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐29  44  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐29  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐30  50  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐31  40  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐31  ‐  <0.2 
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Trichloroacetic Acid  µg/L  2024‐01‐30  <0.5  4.0 

Trichloroacetic Acid  µg/L  2024‐04‐24  <0.5  4.2 

Trichloroacetic Acid  µg/L  2024‐09‐10  <0.5  3.0 

Trichloroacetic Acid  µg/L  2024‐10‐16  <0.5  4.5 

Trichloroacetic Acid  µg/L  2024‐11‐25  <0.5  5.0 

Turbidity  NTU  2024‐01‐01  1.3  0.13 

Turbidity  NTU  2024‐01‐02  2.0  0.15 

Turbidity  NTU  2024‐01‐03  0.96  0.23 

Turbidity  NTU  2024‐01‐04  1.4  0.40 

Turbidity  NTU  2024‐01‐05  1.1  0.29 

Turbidity  NTU  2024‐01‐06  1.2  0.22 

Turbidity  NTU  2024‐01‐07  1.1  0.15 

Turbidity  NTU  2024‐01‐08  1.4  0.29 

Turbidity  NTU  2024‐01‐09  1.3  0.20 

Turbidity  NTU  2024‐01‐10  1.3  0.16 

Turbidity  NTU  2024‐01‐11  1.2  0.21 

Turbidity  NTU  2024‐01‐12  1.4  0.31 

Turbidity  NTU  2024‐01‐13  1.2  0.17 

Turbidity  NTU  2024‐01‐14  1.3  0.21 

Turbidity  NTU  2024‐01‐15  1.1  0.31 

Turbidity  NTU  2024‐01‐16  1.2  0.23 

Turbidity  NTU  2024‐01‐17  1.1  0.14 

Turbidity  NTU  2024‐01‐18  0.90  0.19 

Turbidity  NTU  2024‐01‐19  0.93  0.25 

Turbidity  NTU  2024‐01‐20  0.92  0.19 

Turbidity  NTU  2024‐01‐21  0.99  0.13 

Turbidity  NTU  2024‐01‐22  1.1  0.17 

Turbidity  NTU  2024‐01‐23  1.1  0.13 

Turbidity  NTU  2024‐01‐24  2.5  0.23 

Turbidity  NTU  2024‐01‐25  2.4  0.20 

Turbidity  NTU  2024‐01‐26  2.5  0.19 

Turbidity  NTU  2024‐01‐27  2.6  0.16 

Turbidity  NTU  2024‐01‐28  4.5  0.14 

Turbidity  NTU  2024‐01‐29  4.9  0.28 

Turbidity  NTU  2024‐01‐30  4.1  0.21 

Turbidity  NTU  2024‐01‐31  3.7  0.29 

Turbidity  NTU  2024‐02‐01  2.6  0.36 

Turbidity  NTU  2024‐02‐02  2.3  0.17 

Turbidity  NTU  2024‐02‐03  1.9  0.25 

Turbidity  NTU  2024‐02‐04  2.0  0.24 

Turbidity  NTU  2024‐02‐05  2.1  0.22 

Turbidity  NTU  2024‐02‐06  2.0  0.34 
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Turbidity  NTU  2024‐02‐07  2.0  0.22 

Turbidity  NTU  2024‐02‐08  1.9  0.21 

Turbidity  NTU  2024‐02‐09  1.7  0.20 

Turbidity  NTU  2024‐02‐10  1.8  0.23 

Turbidity  NTU  2024‐02‐11  2.0  0.19 

Turbidity  NTU  2024‐02‐12  1.6  0.23 

Turbidity  NTU  2024‐02‐13  1.7  0.19 

Turbidity  NTU  2024‐02‐14  1.9  0.23 

Turbidity  NTU  2024‐02‐15  2.1  0.23 

Turbidity  NTU  2024‐02‐16  1.7  0.23 

Turbidity  NTU  2024‐02‐17  1.6  0.24 

Turbidity  NTU  2024‐02‐18  1.4  0.14 

Turbidity  NTU  2024‐02‐19  1.6  0.14 

Turbidity  NTU  2024‐02‐20  1.6  0.19 

Turbidity  NTU  2024‐02‐21  1.6  0.21 

Turbidity  NTU  2024‐02‐22  1.4  0.17 

Turbidity  NTU  2024‐02‐23  1.5  0.31 

Turbidity  NTU  2024‐02‐24  1.4  0.26 

Turbidity  NTU  2024‐02‐25  1.4  0.18 

Turbidity  NTU  2024‐02‐26  1.3  0.19 

Turbidity  NTU  2024‐02‐27  1.3  0.18 

Turbidity  NTU  2024‐02‐28  1.3  0.42 

Turbidity  NTU  2024‐02‐29  1.4  0.25 

Turbidity  NTU  2024‐03‐01  1.3  0.23 

Turbidity  NTU  2024‐03‐02  1.6  0.17 

Turbidity  NTU  2024‐03‐03  1.6  0.18 

Turbidity  NTU  2024‐03‐04  2.1  0.35 

Turbidity  NTU  2024‐03‐05  1.6  0.22 

Turbidity  NTU  2024‐03‐06  6.9  0.35 

Turbidity  NTU  2024‐03‐07  1.5  0.18 

Turbidity  NTU  2024‐03‐08  1.5  0.25 

Turbidity  NTU  2024‐03‐09  1.3  0.11 

Turbidity  NTU  2024‐03‐10  1.4  0.15 

Turbidity  NTU  2024‐03‐11  1.4  0.18 

Turbidity  NTU  2024‐03‐12  1.3  0.15 

Turbidity  NTU  2024‐03‐13  1.2  0.41 

Turbidity  NTU  2024‐03‐14  1.2  0.22 

Turbidity  NTU  2024‐03‐15  1.3  0.21 

Turbidity  NTU  2024‐03‐16  1.3  0.15 

Turbidity  NTU  2024‐03‐17  1.2  0.14 

Turbidity  NTU  2024‐03‐18  1.4  0.22 

Turbidity  NTU  2024‐03‐19  1.7  0.30 
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Turbidity  NTU  2024‐03‐20  1.2  0.31 

Turbidity  NTU  2024‐03‐21  1.1  0.25 

Turbidity  NTU  2024‐03‐22  0.91  0.16 

Turbidity  NTU  2024‐03‐23  1.0  0.16 

Turbidity  NTU  2024‐03‐24  0.95  0.14 

Turbidity  NTU  2024‐03‐25  1.0  0.33 

Turbidity  NTU  2024‐03‐26  0.97  0.20 

Turbidity  NTU  2024‐03‐27  0.88  0.20 

Turbidity  NTU  2024‐03‐28  0.80  0.15 

Turbidity  NTU  2024‐03‐29  0.79  0.14 

Turbidity  NTU  2024‐03‐30  0.85  0.15 

Turbidity  NTU  2024‐03‐31  0.81  0.14 

Turbidity  NTU  2024‐04‐01  0.80  0.17 

Turbidity  NTU  2024‐04‐02  0.93  0.18 

Turbidity  NTU  2024‐04‐03  0.80  0.24 

Turbidity  NTU  2024‐04‐04  0.80  0.13 

Turbidity  NTU  2024‐04‐05  0.93  0.23 

Turbidity  NTU  2024‐04‐06  0.72  0.19 

Turbidity  NTU  2024‐04‐07  0.66  0.12 

Turbidity  NTU  2024‐04‐08  0.68  0.13 

Turbidity  NTU  2024‐04‐09  0.88  0.15 

Turbidity  NTU  2024‐04‐10  0.82  0.18 

Turbidity  NTU  2024‐04‐11  0.75  0.26 

Turbidity  NTU  2024‐04‐12  0.82  0.16 

Turbidity  NTU  2024‐04‐13  0.71  0.12 

Turbidity  NTU  2024‐04‐14  0.70  0.13 

Turbidity  NTU  2024‐04‐15  0.65  0.12 

Turbidity  NTU  2024‐04‐16  0.70  0.14 

Turbidity  NTU  2024‐04‐17  0.82  0.13 

Turbidity  NTU  2024‐04‐18  0.72  0.12 

Turbidity  NTU  2024‐04‐19  0.65  0.14 

Turbidity  NTU  2024‐04‐20  0.66  0.13 

Turbidity  NTU  2024‐04‐21  0.68  0.10 

Turbidity  NTU  2024‐04‐22  0.64  0.21 

Turbidity  NTU  2024‐04‐23  0.68  0.17 

Turbidity  NTU  2024‐04‐24  0.77  0.27 

Turbidity  NTU  2024‐04‐25  0.58  0.14 

Turbidity  NTU  2024‐04‐26  0.63  0.12 

Turbidity  NTU  2024‐04‐27  0.57  0.13 

Turbidity  NTU  2024‐04‐28  0.53  0.11 

Turbidity  NTU  2024‐04‐29  0.87  0.14 

Turbidity  NTU  2024‐04‐30  0.68  0.29 
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Turbidity  NTU  2024‐05‐01  0.97  0.20 

Turbidity  NTU  2024‐05‐02  0.80  0.13 

Turbidity  NTU  2024‐05‐03  0.87  0.27 

Turbidity  NTU  2024‐05‐04  0.76  0.14 

Turbidity  NTU  2024‐05‐05  0.62  0.10 

Turbidity  NTU  2024‐05‐06  0.54  0.12 

Turbidity  NTU  2024‐05‐07  0.56  0.13 

Turbidity  NTU  2024‐05‐08  0.64  0.16 

Turbidity  NTU  2024‐05‐09  0.45  0.13 

Turbidity  NTU  2024‐05‐10  0.43  0.17 

Turbidity  NTU  2024‐05‐11  0.44  0.18 

Turbidity  NTU  2024‐05‐12  0.46  0.16 

Turbidity  NTU  2024‐05‐13  0.42  0.15 

Turbidity  NTU  2024‐05‐14  0.36  0.15 

Turbidity  NTU  2024‐05‐15  0.36  0.12 

Turbidity  NTU  2024‐05‐16  0.40  0.13 

Turbidity  NTU  2024‐05‐17  0.34  0.15 

Turbidity  NTU  2024‐05‐18  0.33  0.15 

Turbidity  NTU  2024‐05‐19  0.32  0.15 

Turbidity  NTU  2024‐05‐20  0.35  0.12 

Turbidity  NTU  2024‐05‐21  0.29  0.17 

Turbidity  NTU  2024‐05‐22  0.28  0.11 

Turbidity  NTU  2024‐05‐23  0.31  0.15 

Turbidity  NTU  2024‐05‐24  0.54  0.19 

Turbidity  NTU  2024‐05‐25  0.33  0.15 

Turbidity  NTU  2024‐05‐26  0.31  0.14 

Turbidity  NTU  2024‐05‐27  0.30  0.14 

Turbidity  NTU  2024‐05‐28  0.33  0.12 

Turbidity  NTU  2024‐05‐29  0.40  0.16 

Turbidity  NTU  2024‐05‐30  0.38  0.13 

Turbidity  NTU  2024‐05‐31  0.35  0.20 

Turbidity  NTU  2024‐06‐01  0.36  0.14 

Turbidity  NTU  2024‐06‐02  0.32  0.13 

Turbidity  NTU  2024‐06‐03  0.33  0.18 

Turbidity  NTU  2024‐06‐04  1.1  0.18 

Turbidity  NTU  2024‐06‐05  0.79  0.12 

Turbidity  NTU  2024‐06‐06  0.79  0.13 

Turbidity  NTU  2024‐06‐07  0.77  0.18 

Turbidity  NTU  2024‐06‐08  0.83  0.12 

Turbidity  NTU  2024‐06‐09  0.74  0.17 

Turbidity  NTU  2024‐06‐10  0.58  0.11 

Turbidity  NTU  2024‐06‐11  0.81  0.13 
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Turbidity  NTU  2024‐06‐12  0.80  0.13 

Turbidity  NTU  2024‐06‐13  0.70  0.11 

Turbidity  NTU  2024‐06‐14  0.72  0.16 

Turbidity  NTU  2024‐06‐15  0.68  0.12 

Turbidity  NTU  2024‐06‐16  0.74  0.13 

Turbidity  NTU  2024‐06‐17  0.70  0.14 

Turbidity  NTU  2024‐06‐18  0.57  0.15 

Turbidity  NTU  2024‐06‐19  0.59  0.10 

Turbidity  NTU  2024‐06‐20  0.55  0.15 

Turbidity  NTU  2024‐06‐21  0.59  0.11 

Turbidity  NTU  2024‐06‐22  0.55  0.13 

Turbidity  NTU  2024‐06‐23  0.46  0.13 

Turbidity  NTU  2024‐06‐24  0.50  0.12 

Turbidity  NTU  2024‐06‐25  0.47  0.13 

Turbidity  NTU  2024‐06‐26  0.59  0.13 

Turbidity  NTU  2024‐06‐27  0.49  0.14 

Turbidity  NTU  2024‐06‐28  0.48  0.13 

Turbidity  NTU  2024‐06‐29  0.45  0.16 

Turbidity  NTU  2024‐06‐30  0.42  0.12 

Turbidity  NTU  2024‐07‐01  0.37  0.12 

Turbidity  NTU  2024‐07‐02  0.46  0.17 

Turbidity  NTU  2024‐07‐03  0.43  0.16 

Turbidity  NTU  2024‐07‐04  0.40  0.15 

Turbidity  NTU  2024‐07‐05  0.40  0.12 

Turbidity  NTU  2024‐07‐06  0.40  0.16 

Turbidity  NTU  2024‐07‐07  0.35  0.13 

Turbidity  NTU  2024‐07‐08  0.38  0.16 

Turbidity  NTU  2024‐07‐09  0.38  0.19 

Turbidity  NTU  2024‐07‐10  0.40  0.13 

Turbidity  NTU  2024‐07‐11  0.36  0.13 

Turbidity  NTU  2024‐07‐12  0.35  0.15 

Turbidity  NTU  2024‐07‐13  0.35  0.12 

Turbidity  NTU  2024‐07‐14  0.34  0.12 

Turbidity  NTU  2024‐07‐15  0.33  0.14 

Turbidity  NTU  2024‐07‐16  0.38  0.17 

Turbidity  NTU  2024‐07‐17  0.34  0.12 

Turbidity  NTU  2024‐07‐18  0.32  0.12 

Turbidity  NTU  2024‐07‐19  0.35  0.19 

Turbidity  NTU  2024‐07‐20  0.32  0.15 

Turbidity  NTU  2024‐07‐21  0.28  0.10 

Turbidity  NTU  2024‐07‐22  0.35  0.13 

Turbidity  NTU  2024‐07‐23  0.33  0.14 
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Turbidity  NTU  2024‐07‐24  0.34  0.14 

Turbidity  NTU  2024‐07‐25  0.30  0.11 

Turbidity  NTU  2024‐07‐26  0.31  0.10 

Turbidity  NTU  2024‐07‐27  0.33  0.14 

Turbidity  NTU  2024‐07‐28  0.26  0.11 

Turbidity  NTU  2024‐07‐29  0.28  0.14 

Turbidity  NTU  2024‐07‐30  0.29  0.13 

Turbidity  NTU  2024‐07‐31  0.32  0.12 

Turbidity  NTU  2024‐08‐01  0.30  0.16 

Turbidity  NTU  2024‐08‐02  0.29  0.14 

Turbidity  NTU  2024‐08‐03  0.29  0.13 

Turbidity  NTU  2024‐08‐04  0.26  0.15 

Turbidity  NTU  2024‐08‐05  0.31  0.11 

Turbidity  NTU  2024‐08‐06  0.31  0.15 

Turbidity  NTU  2024‐08‐07  0.25  0.12 

Turbidity  NTU  2024‐08‐08  0.29  0.13 

Turbidity  NTU  2024‐08‐09  0.34  0.14 

Turbidity  NTU  2024‐08‐10  0.30  0.14 

Turbidity  NTU  2024‐08‐11  0.29  0.16 

Turbidity  NTU  2024‐08‐12  0.30  0.13 

Turbidity  NTU  2024‐08‐13  0.35  0.13 

Turbidity  NTU  2024‐08‐14  0.33  0.13 

Turbidity  NTU  2024‐08‐15  0.31  0.18 

Turbidity  NTU  2024‐08‐16  0.32  0.30 

Turbidity  NTU  2024‐08‐17  0.35  0.12 

Turbidity  NTU  2024‐08‐18  0.32  0.11 

Turbidity  NTU  2024‐08‐19  0.36  0.13 

Turbidity  NTU  2024‐08‐20  0.38  0.11 

Turbidity  NTU  2024‐08‐21  0.41  0.11 

Turbidity  NTU  2024‐08‐22  0.38  0.11 

Turbidity  NTU  2024‐08‐23  0.41  0.11 

Turbidity  NTU  2024‐08‐24  0.41  0.11 

Turbidity  NTU  2024‐08‐25  0.42  0.11 

Turbidity  NTU  2024‐08‐26  0.43  0.12 

Turbidity  NTU  2024‐08‐27  0.45  0.11 

Turbidity  NTU  2024‐08‐28  0.56  0.14 

Turbidity  NTU  2024‐08‐29  0.58  0.14 

Turbidity  NTU  2024‐08‐30  0.63  0.15 

Turbidity  NTU  2024‐08‐31  0.63  0.11 

Turbidity  NTU  2024‐09‐01  0.57  0.12 

Turbidity  NTU  2024‐09‐02  0.59  0.19 

Turbidity  NTU  2024‐09‐03  0.58  0.15 
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Turbidity  NTU  2024‐09‐04  0.62  0.15 

Turbidity  NTU  2024‐09‐05  0.56  0.11 

Turbidity  NTU  2024‐09‐06  0.65  0.15 

Turbidity  NTU  2024‐09‐07  0.64  0.14 

Turbidity  NTU  2024‐09‐08  0.56  0.10 

Turbidity  NTU  2024‐09‐09  0.67  0.17 

Turbidity  NTU  2024‐09‐10  0.57  0.14 

Turbidity  NTU  2024‐09‐11  0.52  0.11 

Turbidity  NTU  2024‐09‐12  0.55  0.15 

Turbidity  NTU  2024‐09‐13  0.56  0.12 

Turbidity  NTU  2024‐09‐14  0.54  0.16 

Turbidity  NTU  2024‐09‐15  0.49  0.10 

Turbidity  NTU  2024‐09‐16  0.58  0.12 

Turbidity  NTU  2024‐09‐17  0.57  0.14 

Turbidity  NTU  2024‐09‐18  0.57  0.12 

Turbidity  NTU  2024‐09‐19  0.54  0.15 

Turbidity  NTU  2024‐09‐20  0.57  0.13 

Turbidity  NTU  2024‐09‐21  0.50  0.13 

Turbidity  NTU  2024‐09‐22  0.52  0.11 

Turbidity  NTU  2024‐09‐23  0.62  0.11 

Turbidity  NTU  2024‐09‐24  0.62  0.15 

Turbidity  NTU  2024‐09‐25  0.69  0.12 

Turbidity  NTU  2024‐09‐26  0.61  0.13 

Turbidity  NTU  2024‐09‐27  0.99  0.12 

Turbidity  NTU  2024‐09‐28  1.4  0.11 

Turbidity  NTU  2024‐09‐29  0.85  0.10 

Turbidity  NTU  2024‐09‐30  0.68  0.14 

Turbidity  NTU  2024‐10‐01  0.75  0.15 

Turbidity  NTU  2024‐10‐02  0.93  0.16 

Turbidity  NTU  2024‐10‐03  0.68  0.15 

Turbidity  NTU  2024‐10‐04  0.85  0.16 

Turbidity  NTU  2024‐10‐05  1.6  0.20 

Turbidity  NTU  2024‐10‐06  1.1  0.14 

Turbidity  NTU  2024‐10‐07  1.0  0.19 

Turbidity  NTU  2024‐10‐08  0.93  0.18 

Turbidity  NTU  2024‐10‐09  0.88  0.20 

Turbidity  NTU  2024‐10‐10  0.71  0.15 

Turbidity  NTU  2024‐10‐11  0.79  0.14 

Turbidity  NTU  2024‐10‐12  0.85  0.14 

Turbidity  NTU  2024‐10‐13  1.5  0.14 

Turbidity  NTU  2024‐10‐14  0.86  0.15 

Turbidity  NTU  2024‐10‐15  1.0  0.23 
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Turbidity  NTU  2024‐10‐16  1.3  0.14 

Turbidity  NTU  2024‐10‐17  1.3  0.15 

Turbidity  NTU  2024‐10‐18  1.4  0.12 

Turbidity  NTU  2024‐10‐19  3.1  0.12 

Turbidity  NTU  2024‐10‐20  20  0.15 

Turbidity  NTU  2024‐10‐21  16  0.14 

Turbidity  NTU  2024‐10‐22  17  0.23 

Turbidity  NTU  2024‐10‐23  12  0.19 

Turbidity  NTU  2024‐10‐24  15  0.16 

Turbidity  NTU  2024‐10‐25  13  0.18 

Turbidity  NTU  2024‐10‐26  12  0.15 

Turbidity  NTU  2024‐10‐27  10  0.15 

Turbidity  NTU  2024‐10‐28  9.0  0.19 

Turbidity  NTU  2024‐10‐29  7.8  0.24 

Turbidity  NTU  2024‐10‐30  7.3  0.16 

Turbidity  NTU  2024‐10‐31  7.2  0.26 

Turbidity  NTU  2024‐11‐01  5.9  0.21 

Turbidity  NTU  2024‐11‐02  6.2  0.22 

Turbidity  NTU  2024‐11‐03  5.4  0.16 

Turbidity  NTU  2024‐11‐04  4.8  0.20 

Turbidity  NTU  2024‐11‐05  5.2  0.18 

Turbidity  NTU  2024‐11‐06  4.9  0.26 

Turbidity  NTU  2024‐11‐07  4.2  0.17 

Turbidity  NTU  2024‐11‐08  4.0  0.17 

Turbidity  NTU  2024‐11‐09  4.4  0.22 

Turbidity  NTU  2024‐11‐10  3.6  0.15 

Turbidity  NTU  2024‐11‐11  3.1  0.12 

Turbidity  NTU  2024‐11‐12  3.2  0.15 

Turbidity  NTU  2024‐11‐13  3.6  0.16 

Turbidity  NTU  2024‐11‐14  2.9  0.16 

Turbidity  NTU  2024‐11‐15  3.2  0.21 

Turbidity  NTU  2024‐11‐16  2.9  0.14 

Turbidity  NTU  2024‐11‐17  2.7  0.12 

Turbidity  NTU  2024‐11‐18  3.0  0.21 

Turbidity  NTU  2024‐11‐19  2.4  0.13 

Turbidity  NTU  2024‐11‐20  2.3  0.16 

Turbidity  NTU  2024‐11‐21  2.4  0.16 

Turbidity  NTU  2024‐11‐23  2.3  0.13 

Turbidity  NTU  2024‐11‐24  2.2  0.16 

Turbidity  NTU  2024‐11‐25  2.3  0.16 

Turbidity  NTU  2024‐11‐26  2.0  0.15 

Turbidity  NTU  2024‐11‐27  1.8  0.16 
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Turbidity  NTU  2024‐11‐28  2.1  0.20 

Turbidity  NTU  2024‐11‐29  1.9  0.16 

Turbidity  NTU  2024‐11‐30  2.0  0.17 

Turbidity  NTU  2024‐12‐01  1.7  0.16 

Turbidity  NTU  2024‐12‐02  1.7  0.19 

Turbidity  NTU  2024‐12‐03  1.8  0.23 

Turbidity  NTU  2024‐12‐04  1.7  0.21 

Turbidity  NTU  2024‐12‐05  1.6  0.19 

Turbidity  NTU  2024‐12‐06  1.6  0.17 

Turbidity  NTU  2024‐12‐07  1.6  0.15 

Turbidity  NTU  2024‐12‐08  1.3  0.13 

Turbidity  NTU  2024‐12‐09  1.4  0.21 

Turbidity  NTU  2024‐12‐10  1.3  0.20 

Turbidity  NTU  2024‐12‐11  1.4  0.17 

Turbidity  NTU  2024‐12‐12  1.5  0.18 

Turbidity  NTU  2024‐12‐13  1.5  0.21 

Turbidity  NTU  2024‐12‐14  1.2  0.24 

Turbidity  NTU  2024‐12‐15  1.4  0.20 

Turbidity  NTU  2024‐12‐16  1.1  0.16 

Turbidity  NTU  2024‐12‐17  1.2  0.22 

Turbidity  NTU  2024‐12‐18  1.1  0.17 

Turbidity  NTU  2024‐12‐19  1.3  0.15 

Turbidity  NTU  2024‐12‐20  1.4  0.18 

Turbidity  NTU  2024‐12‐21  1.6  0.27 

Turbidity  NTU  2024‐12‐22  1.9  0.14 

Turbidity  NTU  2024‐12‐23  1.5  0.16 

Turbidity  NTU  2024‐12‐24  1.3  0.17 

Turbidity  NTU  2024‐12‐26  1.4  0.20 

Turbidity  NTU  2024‐12‐27  0.98  0.20 

Turbidity  NTU  2024‐12‐28  1.3  0.20 

Turbidity  NTU  2024‐12‐29  1.4  0.14 

Turbidity  NTU  2024‐12‐30  1.3  0.25 

Turbidity  NTU  2024‐12‐31  1.2  0.17 

UV Absorbance 254 nm  Abs/cm  2024‐01‐01  0.075  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐01‐08  0.085  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐01‐15  0.077  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐01‐22  0.074  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐01‐29  0.087  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐02‐05  0.089  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐02‐12  0.084  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐02‐20  0.081  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐02‐26  0.078  0.012 
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UV Absorbance 254 nm  Abs/cm  2024‐03‐06  0.076  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐03‐11  0.073  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐03‐18  0.069  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐03‐25  0.068  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐04‐02  0.068  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐04‐08  0.065  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐04‐15  0.064  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐04‐22  0.062  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐04‐29  0.063  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐05‐06  0.063  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐05‐13  0.062  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐05‐21  0.058  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐05‐27  0.058  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐06‐17  0.072  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐06‐24  0.067  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐07‐02  0.060  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐07‐08  0.058  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐07‐15  0.057  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐07‐22  0.059  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐07‐29  0.053  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐08‐05  0.051  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐08‐12  0.055  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐08‐19  0.054  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐08‐26  0.046  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐09‐03  0.042  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐09‐09  0.039  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐09‐16  0.037  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐09‐23  0.046  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐10‐01  0.040  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐10‐07  0.051  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐10‐15  0.042  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐10‐22  0.095  0.015 

UV Absorbance 254 nm  Abs/cm  2024‐10‐28  0.100  0.016 

UV Absorbance 254 nm  Abs/cm  2024‐11‐04  0.098  0.016 

UV Absorbance 254 nm  Abs/cm  2024‐11‐12  0.099  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐11‐18  0.093  0.014 

UV Absorbance 254 nm  Abs/cm  2024‐11‐25  0.090  0.014 

UV Absorbance 254 nm  Abs/cm  2024‐12‐02  0.091  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐12‐09  0.088  0.015 

UV Absorbance 254 nm  Abs/cm  2024‐12‐16  0.085  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐12‐30  0.090  0.012 

Zinc Total  µg/L  2024‐01‐30  ‐  <3.0 
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Zinc Total  µg/L  2024‐04‐02  3.6  <3.0 

Zinc Total  µg/L  2024‐04‐16  <3.0  ‐ 

Zinc Total  µg/L  2024‐04‐18  ‐  <3.0 

Zinc Total  µg/L  2024‐04‐25  ‐  <3.0 

Zinc Total  µg/L  2024‐09‐10  ‐  <3.0 

Zinc Total  µg/L  2024‐10‐07  <3.0  <3.0 

Zinc Total  µg/L  2024‐10‐15  <3.0  <3.0 

Zinc Total  µg/L  2024‐11‐25  ‐  <3.0 
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Seymour Source 
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Alkalinity as CaCO3  mg/L  2024‐01‐01  3.4  19 

Alkalinity as CaCO3  mg/L  2024‐01‐08  3.5  21 

Alkalinity as CaCO3  mg/L  2024‐01‐15  3.7  21 

Alkalinity as CaCO3  mg/L  2024‐01‐22  3.6  21 

Alkalinity as CaCO3  mg/L  2024‐01‐29  3.1  20 

Alkalinity as CaCO3  mg/L  2024‐02‐05  2.5  22 

Alkalinity as CaCO3  mg/L  2024‐02‐12  2.6  20 

Alkalinity as CaCO3  mg/L  2024‐02‐20  2.6  20 

Alkalinity as CaCO3  mg/L  2024‐02‐26  3.4  21 

Alkalinity as CaCO3  mg/L  2024‐03‐06  3.2  19 

Alkalinity as CaCO3  mg/L  2024‐03‐11  3.5  19 

Alkalinity as CaCO3  mg/L  2024‐03‐18  3.4  21 

Alkalinity as CaCO3  mg/L  2024‐03‐25  3.6  21 

Alkalinity as CaCO3  mg/L  2024‐04‐02  3.8  21 

Alkalinity as CaCO3  mg/L  2024‐04‐08  4.0  22 

Alkalinity as CaCO3  mg/L  2024‐04‐15  3.9  21 

Alkalinity as CaCO3  mg/L  2024‐04‐22  4.0  23 

Alkalinity as CaCO3  mg/L  2024‐04‐29  4.1  21 

Alkalinity as CaCO3  mg/L  2024‐05‐06  4.3  21 

Alkalinity as CaCO3  mg/L  2024‐05‐13  4.2  21 

Alkalinity as CaCO3  mg/L  2024‐05‐21  4.0  21 

Alkalinity as CaCO3  mg/L  2024‐05‐27  4.3  21 

Alkalinity as CaCO3  mg/L  2024‐06‐03  4.3  21 

Alkalinity as CaCO3  mg/L  2024‐06‐10  3.6  19 

Alkalinity as CaCO3  mg/L  2024‐06‐17  3.8  20 

Alkalinity as CaCO3  mg/L  2024‐06‐24  3.8  21 

Alkalinity as CaCO3  mg/L  2024‐07‐02  4.1  24 

Alkalinity as CaCO3  mg/L  2024‐07‐08  4.3  22 

Alkalinity as CaCO3  mg/L  2024‐07‐15  4.3  19 

Alkalinity as CaCO3  mg/L  2024‐07‐22  4.6  22 

Alkalinity as CaCO3  mg/L  2024‐07‐29  4.6  21 

Alkalinity as CaCO3  mg/L  2024‐08‐05  4.7  21 

Alkalinity as CaCO3  mg/L  2024‐08‐12  4.9  22 

Alkalinity as CaCO3  mg/L  2024‐08‐19  4.9  20 

Alkalinity as CaCO3  mg/L  2024‐08‐26  4.5  21 

Alkalinity as CaCO3  mg/L  2024‐09‐03  4.6  23 

Alkalinity as CaCO3  mg/L  2024‐09‐09  5.0  21 

Alkalinity as CaCO3  mg/L  2024‐09‐16  5.0  20 

Alkalinity as CaCO3  mg/L  2024‐09‐23  4.7  20 

Alkalinity as CaCO3  mg/L  2024‐10‐01  5.1  21 

Alkalinity as CaCO3  mg/L  2024‐10‐07  4.6  18 
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Alkalinity as CaCO3  mg/L  2024‐10‐15  5.2  22 

Alkalinity as CaCO3  mg/L  2024‐10‐22  3.8  18 

Alkalinity as CaCO3  mg/L  2024‐10‐28  3.7  21 

Alkalinity as CaCO3  mg/L  2024‐11‐04  3.5  20 

Alkalinity as CaCO3  mg/L  2024‐11‐12  4.2  21 

Alkalinity as CaCO3  mg/L  2024‐11‐18  3.1  18 

Alkalinity as CaCO3  mg/L  2024‐11‐25  3.2  21 

Alkalinity as CaCO3  mg/L  2024‐12‐02  3.8  22 

Alkalinity as CaCO3  mg/L  2024‐12‐09  3.9  20 

Alkalinity as CaCO3  mg/L  2024‐12‐16  4.0  19 

Alkalinity as CaCO3  mg/L  2024‐12‐30  3.1  18 

Aluminum Dissolved  µg/L  2024‐02‐05  100  53 

Aluminum Dissolved  µg/L  2024‐04‐02  48  22 

Aluminum Dissolved  µg/L  2024‐06‐03  42  18 

Aluminum Dissolved  µg/L  2024‐08‐06  17  16 

Aluminum Dissolved  µg/L  2024‐10‐15  18  15 

Aluminum Dissolved  µg/L  2024‐12‐02  66  30 

Aluminum Total  µg/L  2024‐01‐01  158  39 

Aluminum Total  µg/L  2024‐01‐08  128  37 

Aluminum Total  µg/L  2024‐01‐15  103  32 

Aluminum Total  µg/L  2024‐01‐22  92  31 

Aluminum Total  µg/L  2024‐01‐29  171  44 

Aluminum Total  µg/L  2024‐02‐05  234  58 

Aluminum Total  µg/L  2024‐02‐12  179  51 

Aluminum Total  µg/L  2024‐02‐20  151  43 

Aluminum Total  µg/L  2024‐02‐26  114  34 

Aluminum Total  µg/L  2024‐03‐06  97  32 

Aluminum Total  µg/L  2024‐03‐11  112  29 

Aluminum Total  µg/L  2024‐03‐18  89  32 

Aluminum Total  µg/L  2024‐03‐25  75  28 

Aluminum Total  µg/L  2024‐04‐02  78  24 

Aluminum Total  µg/L  2024‐04‐08  78  24 

Aluminum Total  µg/L  2024‐04‐15  78  22 

Aluminum Total  µg/L  2024‐04‐16  71  ‐ 

Aluminum Total  µg/L  2024‐04‐18  ‐  26 

Aluminum Total  µg/L  2024‐04‐22  66  21 

Aluminum Total  µg/L  2024‐04‐29  64  23 

Aluminum Total  µg/L  2024‐05‐06  64  23 

Aluminum Total  µg/L  2024‐05‐13  63  24 

Aluminum Total  µg/L  2024‐05‐21  59  22 

Aluminum Total  µg/L  2024‐05‐30  61  27 

Aluminum Total  µg/L  2024‐06‐03  63  22 
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Aluminum Total  µg/L  2024‐06‐10  85  27 

Aluminum Total  µg/L  2024‐06‐17  77  27 

Aluminum Total  µg/L  2024‐06‐24  68  23 

Aluminum Total  µg/L  2024‐07‐02  56  22 

Aluminum Total  µg/L  2024‐07‐08  57  24 

Aluminum Total  µg/L  2024‐07‐15  51  22 

Aluminum Total  µg/L  2024‐07‐22  52  23 

Aluminum Total  µg/L  2024‐07‐29  53  24 

Aluminum Total  µg/L  2024‐08‐05  50  19 

Aluminum Total  µg/L  2024‐08‐06  48  20 

Aluminum Total  µg/L  2024‐08‐12  47  19 

Aluminum Total  µg/L  2024‐08‐19  44  18 

Aluminum Total  µg/L  2024‐08‐26  38  19 

Aluminum Total  µg/L  2024‐09‐03  39  19 

Aluminum Total  µg/L  2024‐09‐09  36  19 

Aluminum Total  µg/L  2024‐09‐16  31  15 

Aluminum Total  µg/L  2024‐09‐23  32  15 

Aluminum Total  µg/L  2024‐10‐01  39  18 

Aluminum Total  µg/L  2024‐10‐07  35  19 

Aluminum Total  µg/L  2024‐10‐15  35  16 

Aluminum Total  µg/L  2024‐10‐22  204  42 

Aluminum Total  µg/L  2024‐10‐28  176  47 

Aluminum Total  µg/L  2024‐11‐04  138  47 

Aluminum Total  µg/L  2024‐11‐12  102  43 

Aluminum Total  µg/L  2024‐11‐18  159  60 

Aluminum Total  µg/L  2024‐11‐25  135  52 

Aluminum Total  µg/L  2024‐12‐02  99  35 

Aluminum Total  µg/L  2024‐12‐09  99  35 

Aluminum Total  µg/L  2024‐12‐16  86  26 

Aluminum Total  µg/L  2024‐12‐30  118  41 

Antimony Total  µg/L  2024‐04‐02  <0.5  <0.5 

Antimony Total  µg/L  2024‐04‐16  <0.5  ‐ 

Antimony Total  µg/L  2024‐04‐18  ‐  <0.5 

Antimony Total  µg/L  2024‐10‐07  <0.5  <0.5 

Antimony Total  µg/L  2024‐10‐15  <0.5  <0.5 

Arsenic Total  µg/L  2024‐04‐02  <0.5  <0.5 

Arsenic Total  µg/L  2024‐04‐16  <0.5  ‐ 

Arsenic Total  µg/L  2024‐04‐18  ‐  <0.5 

Arsenic Total  µg/L  2024‐10‐07  <0.5  <0.5 

Arsenic Total  µg/L  2024‐10‐15  <0.5  <0.5 

Barium Total  µg/L  2024‐04‐02  3.1  2.9 

Barium Total  µg/L  2024‐04‐16  3.2  ‐ 
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Barium Total  µg/L  2024‐04‐18  ‐  2.9 

Barium Total  µg/L  2024‐10‐07  3.5  3.2 

Barium Total  µg/L  2024‐10‐15  3.9  3.7 

Boron Total  µg/L  2024‐04‐02  <10  <10 

Boron Total  µg/L  2024‐04‐16  <10  ‐ 

Boron Total  µg/L  2024‐04‐18  ‐  <10 

Boron Total  µg/L  2024‐10‐07  <10  <10 

Boron Total  µg/L  2024‐10‐15  <10  <10 

Bromate  µg/L  2024‐01‐30  <10  <10 

Bromate  µg/L  2024‐04‐25  <10  <10 

Bromate  µg/L  2024‐09‐10  <10  <10 

Bromate  µg/L  2024‐10‐16  <10  <10 

Bromate  µg/L  2024‐11‐25  <10  <10 

Bromide  µg/L  2024‐01‐30  <10  <10 

Bromide  µg/L  2024‐04‐25  <10  <10 

Bromide  µg/L  2024‐09‐10  <10  <10 

Bromide  µg/L  2024‐10‐16  <10  <10 

Bromide  µg/L  2024‐11‐25  <10  <10 

Bromodichloromethane  ppb  2024‐01‐30  <1  <1 

Bromodichloromethane  ppb  2024‐04‐24  <1  <1 

Bromodichloromethane  ppb  2024‐09‐10  <1  <1 

Bromodichloromethane  ppb  2024‐10‐16  <1  <1 

Bromodichloromethane  ppb  2024‐11‐25  <1  <1 

Bromoform  ppb  2024‐01‐30  <1  <1 

Bromoform  ppb  2024‐04‐24  <1  <1 

Bromoform  ppb  2024‐09‐10  <1  <1 

Bromoform  ppb  2024‐10‐16  <1  <1 

Bromoform  ppb  2024‐11‐25  <1  <1 

Cadmium Total  µg/L  2024‐04‐02  <0.2  <0.2 

Cadmium Total  µg/L  2024‐04‐16  <0.2  ‐ 

Cadmium Total  µg/L  2024‐04‐18  ‐  <0.2 

Cadmium Total  µg/L  2024‐10‐07  <0.2  <0.2 

Cadmium Total  µg/L  2024‐10‐15  <0.2  <0.2 

Calcium Total  µg/L  2024‐01‐08  1540  8660 

Calcium Total  µg/L  2024‐02‐05  1150  8970 

Calcium Total  µg/L  2024‐03‐06  1450  7930 

Calcium Total  µg/L  2024‐04‐02  1680  8360 

Calcium Total  µg/L  2024‐04‐16  1670  ‐ 

Calcium Total  µg/L  2024‐04‐18  ‐  8800 

Calcium Total  µg/L  2024‐05‐06  1800  8430 

Calcium Total  µg/L  2024‐06‐03  1720  8300 

Calcium Total  µg/L  2024‐07‐02  1660  9380 
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Calcium Total  µg/L  2024‐08‐06  1760  7950 

Calcium Total  µg/L  2024‐09‐03  1810  8970 

Calcium Total  µg/L  2024‐10‐07  1960  7750 

Calcium Total  µg/L  2024‐10‐15  2060  8300 

Calcium Total  µg/L  2024‐11‐04  1670  8630 

Calcium Total  µg/L  2024‐12‐02  1720  8900 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐01  2.0  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐08  1.9  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐15  1.6  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐22  1.6  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐29  1.7  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐05  2.1  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐12  2.0  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐20  1.9  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐26  1.5  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐06  1.3  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐11  1.5  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐18  1.4  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐25  1.4  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐02  1.3  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐08  1.2  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐15  1.4  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐22  1.3  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐29  1.3  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐06  1.2  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐13  1.4  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐21  1.2  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐27  1.2  0.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐03  1.5  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐10  1.7  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐17  1.7  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐24  1.3  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐02  1.4  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐08  1.4  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐15  1.3  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐22  1.3  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐29  1.3  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐05  1.3  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐12  1.2  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐19  1.3  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐26  1.1  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐03  1.2  0.7 
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Carbon Organic ‐ Dissolved  mg/L  2024‐09‐09  1.2  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐16  1.0  0.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐23  0.9  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐01  1.1  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐07  1.0  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐15  1.1  0.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐22  2.2  0.9 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐28  2.4  0.9 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐04  2.3  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐12  2.0  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐18  2.5  0.9 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐25  2.2  0.9 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐02  1.8  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐09  1.8  0.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐16  1.6  0.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐30  1.9  0.6 

Carbon Organic ‐ Total  mg/L  2024‐01‐01  2.1  0.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐08  1.9  0.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐15  1.6  0.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐22  1.6  0.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐29  1.7  0.7 

Carbon Organic ‐ Total  mg/L  2024‐02‐05  2.1  0.7 

Carbon Organic ‐ Total  mg/L  2024‐02‐12  2.1  0.8 

Carbon Organic ‐ Total  mg/L  2024‐02‐20  2.0  0.8 

Carbon Organic ‐ Total  mg/L  2024‐02‐26  1.5  0.7 

Carbon Organic ‐ Total  mg/L  2024‐03‐06  1.4  0.6 

Carbon Organic ‐ Total  mg/L  2024‐03‐11  1.6  0.8 

Carbon Organic ‐ Total  mg/L  2024‐03‐18  1.5  0.9 

Carbon Organic ‐ Total  mg/L  2024‐03‐25  1.4  0.8 

Carbon Organic ‐ Total  mg/L  2024‐04‐02  1.4  0.6 

Carbon Organic ‐ Total  mg/L  2024‐04‐08  1.2  0.6 

Carbon Organic ‐ Total  mg/L  2024‐04‐15  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐04‐22  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐04‐29  1.3  0.7 

Carbon Organic ‐ Total  mg/L  2024‐05‐06  1.2  0.6 

Carbon Organic ‐ Total  mg/L  2024‐05‐13  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐05‐21  1.2  0.6 

Carbon Organic ‐ Total  mg/L  2024‐05‐27  1.2  0.6 

Carbon Organic ‐ Total  mg/L  2024‐06‐03  1.4  0.6 

Carbon Organic ‐ Total  mg/L  2024‐06‐10  1.8  0.7 

Carbon Organic ‐ Total  mg/L  2024‐06‐17  1.7  0.7 

Carbon Organic ‐ Total  mg/L  2024‐06‐24  1.3  0.6 
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Carbon Organic ‐ Total  mg/L  2024‐07‐02  1.5  0.7 

Carbon Organic ‐ Total  mg/L  2024‐07‐08  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐07‐15  1.3  0.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐22  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐07‐29  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐08‐05  1.4  0.7 

Carbon Organic ‐ Total  mg/L  2024‐08‐12  1.3  0.6 

Carbon Organic ‐ Total  mg/L  2024‐08‐19  1.3  0.7 

Carbon Organic ‐ Total  mg/L  2024‐08‐26  1.2  0.7 

Carbon Organic ‐ Total  mg/L  2024‐09‐03  1.3  0.7 

Carbon Organic ‐ Total  mg/L  2024‐09‐09  1.2  0.7 

Carbon Organic ‐ Total  mg/L  2024‐09‐16  1.0  0.6 

Carbon Organic ‐ Total  mg/L  2024‐09‐23  1.0  0.7 

Carbon Organic ‐ Total  mg/L  2024‐10‐01  1.0  0.6 

Carbon Organic ‐ Total  mg/L  2024‐10‐07  1.0  0.6 

Carbon Organic ‐ Total  mg/L  2024‐10‐15  1.1  0.6 

Carbon Organic ‐ Total  mg/L  2024‐10‐22  2.3  0.9 

Carbon Organic ‐ Total  mg/L  2024‐10‐28  2.5  1.0 

Carbon Organic ‐ Total  mg/L  2024‐11‐04  2.4  0.8 

Carbon Organic ‐ Total  mg/L  2024‐11‐12  2.0  0.8 

Carbon Organic ‐ Total  mg/L  2024‐11‐18  2.5  0.9 

Carbon Organic ‐ Total  mg/L  2024‐11‐25  2.3  0.9 

Carbon Organic ‐ Total  mg/L  2024‐12‐02  1.9  0.8 

Carbon Organic ‐ Total  mg/L  2024‐12‐09  1.8  0.7 

Carbon Organic ‐ Total  mg/L  2024‐12‐16  1.7  0.7 

Carbon Organic ‐ Total  mg/L  2024‐12‐30  2.0  0.7 

Chlorate  µg/L  2024‐01‐30  <10  24 

Chlorate  µg/L  2024‐04‐25  <10  22 

Chlorate  µg/L  2024‐09‐10  <10  246 

Chlorate  µg/L  2024‐10‐16  <10  162 

Chlorate  µg/L  2024‐11‐25  <10  21 

Chloride  mg/L  2024‐01‐08  <0.5  2.9 

Chloride  mg/L  2024‐01‐30  <0.5  2.7 

Chloride  mg/L  2024‐02‐05  <0.5  2.7 

Chloride  mg/L  2024‐03‐06  <0.5  2.3 

Chloride  mg/L  2024‐04‐02  <0.5  2.2 

Chloride  mg/L  2024‐04‐25  <0.5  2.2 

Chloride  mg/L  2024‐05‐06  <0.5  2.3 

Chloride  mg/L  2024‐06‐03  <0.5  2.5 

Chloride  mg/L  2024‐07‐02  <0.5  2.6 

Chloride  mg/L  2024‐08‐06  <0.5  3.4 

Chloride  mg/L  2024‐09‐03  <0.5  3.3 
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Chloride  mg/L  2024‐09‐10  <0.5  3.1 

Chloride  mg/L  2024‐10‐15  <0.5  3.5 

Chloride  mg/L  2024‐11‐04  <0.5  3.7 

Chloride  mg/L  2024‐11‐25  <0.5  3.1 

Chloride  mg/L  2024‐12‐02  <0.5  3.0 

Chlorine Free  mg/L  2024‐01‐01  ‐  0.79 

Chlorine Free  mg/L  2024‐01‐02  ‐  0.80 

Chlorine Free  mg/L  2024‐01‐03  ‐  0.61 

Chlorine Free  mg/L  2024‐01‐04  ‐  0.76 

Chlorine Free  mg/L  2024‐01‐05  ‐  0.71 

Chlorine Free  mg/L  2024‐01‐06  ‐  0.76 

Chlorine Free  mg/L  2024‐01‐07  ‐  0.77 

Chlorine Free  mg/L  2024‐01‐08  ‐  0.68 

Chlorine Free  mg/L  2024‐01‐09  ‐  0.80 

Chlorine Free  mg/L  2024‐01‐10  ‐  0.79 

Chlorine Free  mg/L  2024‐01‐11  ‐  0.73 

Chlorine Free  mg/L  2024‐01‐12  ‐  0.92 

Chlorine Free  mg/L  2024‐01‐13  ‐  0.79 

Chlorine Free  mg/L  2024‐01‐14  ‐  0.72 

Chlorine Free  mg/L  2024‐01‐15  ‐  0.89 

Chlorine Free  mg/L  2024‐01‐16  ‐  0.82 

Chlorine Free  mg/L  2024‐01‐17  ‐  0.70 

Chlorine Free  mg/L  2024‐01‐18  ‐  0.77 

Chlorine Free  mg/L  2024‐01‐19  ‐  0.71 

Chlorine Free  mg/L  2024‐01‐20  ‐  0.74 

Chlorine Free  mg/L  2024‐01‐21  ‐  0.85 

Chlorine Free  mg/L  2024‐01‐22  ‐  0.74 

Chlorine Free  mg/L  2024‐01‐23  ‐  0.75 

Chlorine Free  mg/L  2024‐01‐24  ‐  0.74 

Chlorine Free  mg/L  2024‐01‐25  ‐  0.64 

Chlorine Free  mg/L  2024‐01‐26  ‐  0.84 

Chlorine Free  mg/L  2024‐01‐27  ‐  0.71 

Chlorine Free  mg/L  2024‐01‐28  ‐  0.73 

Chlorine Free  mg/L  2024‐01‐29  ‐  0.79 

Chlorine Free  mg/L  2024‐01‐30  ‐  0.70 

Chlorine Free  mg/L  2024‐01‐31  ‐  0.86 

Chlorine Free  mg/L  2024‐02‐01  ‐  0.81 

Chlorine Free  mg/L  2024‐02‐02  ‐  0.62 

Chlorine Free  mg/L  2024‐02‐03  ‐  0.74 

Chlorine Free  mg/L  2024‐02‐04  ‐  0.89 

Chlorine Free  mg/L  2024‐02‐05  ‐  0.87 

Chlorine Free  mg/L  2024‐02‐06  ‐  0.86 
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Chlorine Free  mg/L  2024‐02‐07  ‐  0.88 

Chlorine Free  mg/L  2024‐02‐08  ‐  0.84 

Chlorine Free  mg/L  2024‐02‐09  ‐  0.83 

Chlorine Free  mg/L  2024‐02‐10  ‐  0.76 

Chlorine Free  mg/L  2024‐02‐11  ‐  0.78 

Chlorine Free  mg/L  2024‐02‐12  ‐  0.74 

Chlorine Free  mg/L  2024‐02‐13  ‐  0.81 

Chlorine Free  mg/L  2024‐02‐14  ‐  0.70 

Chlorine Free  mg/L  2024‐02‐15  ‐  0.63 

Chlorine Free  mg/L  2024‐02‐16  ‐  0.80 

Chlorine Free  mg/L  2024‐02‐17  ‐  0.75 

Chlorine Free  mg/L  2024‐02‐18  ‐  0.74 

Chlorine Free  mg/L  2024‐02‐19  ‐  0.73 

Chlorine Free  mg/L  2024‐02‐20  ‐  0.78 

Chlorine Free  mg/L  2024‐02‐21  ‐  0.76 

Chlorine Free  mg/L  2024‐02‐22  ‐  0.68 

Chlorine Free  mg/L  2024‐02‐23  ‐  0.80 

Chlorine Free  mg/L  2024‐02‐24  ‐  0.81 

Chlorine Free  mg/L  2024‐02‐25  ‐  0.79 

Chlorine Free  mg/L  2024‐02‐26  ‐  0.85 

Chlorine Free  mg/L  2024‐02‐27  ‐  0.55 

Chlorine Free  mg/L  2024‐02‐28  ‐  0.77 

Chlorine Free  mg/L  2024‐02‐29  ‐  0.80 

Chlorine Free  mg/L  2024‐03‐01  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐02  ‐  0.75 

Chlorine Free  mg/L  2024‐03‐03  ‐  0.74 

Chlorine Free  mg/L  2024‐03‐04  ‐  0.87 

Chlorine Free  mg/L  2024‐03‐05  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐06  ‐  0.67 

Chlorine Free  mg/L  2024‐03‐07  ‐  0.76 

Chlorine Free  mg/L  2024‐03‐08  ‐  0.81 

Chlorine Free  mg/L  2024‐03‐09  ‐  0.93 

Chlorine Free  mg/L  2024‐03‐10  ‐  0.72 

Chlorine Free  mg/L  2024‐03‐11  ‐  0.74 

Chlorine Free  mg/L  2024‐03‐12  ‐  0.86 

Chlorine Free  mg/L  2024‐03‐13  ‐  0.61 

Chlorine Free  mg/L  2024‐03‐14  ‐  0.83 

Chlorine Free  mg/L  2024‐03‐15  ‐  0.85 

Chlorine Free  mg/L  2024‐03‐16  ‐  0.88 

Chlorine Free  mg/L  2024‐03‐17  ‐  0.82 

Chlorine Free  mg/L  2024‐03‐18  ‐  0.96 

Chlorine Free  mg/L  2024‐03‐19  ‐  0.83 
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Chlorine Free  mg/L  2024‐03‐20  ‐  0.78 

Chlorine Free  mg/L  2024‐03‐21  ‐  0.73 

Chlorine Free  mg/L  2024‐03‐22  ‐  0.75 

Chlorine Free  mg/L  2024‐03‐23  ‐  0.87 

Chlorine Free  mg/L  2024‐03‐24  ‐  0.81 

Chlorine Free  mg/L  2024‐03‐25  ‐  0.81 

Chlorine Free  mg/L  2024‐03‐26  ‐  0.89 

Chlorine Free  mg/L  2024‐03‐27  ‐  0.93 

Chlorine Free  mg/L  2024‐03‐28  ‐  0.91 

Chlorine Free  mg/L  2024‐03‐29  ‐  0.87 

Chlorine Free  mg/L  2024‐03‐30  ‐  0.86 

Chlorine Free  mg/L  2024‐03‐31  ‐  0.81 

Chlorine Free  mg/L  2024‐04‐01  ‐  0.81 

Chlorine Free  mg/L  2024‐04‐02  ‐  0.83 

Chlorine Free  mg/L  2024‐04‐03  ‐  0.74 

Chlorine Free  mg/L  2024‐04‐04  ‐  0.86 

Chlorine Free  mg/L  2024‐04‐05  ‐  0.92 

Chlorine Free  mg/L  2024‐04‐06  ‐  0.86 

Chlorine Free  mg/L  2024‐04‐07  ‐  0.78 

Chlorine Free  mg/L  2024‐04‐08  ‐  0.83 

Chlorine Free  mg/L  2024‐04‐09  ‐  0.80 

Chlorine Free  mg/L  2024‐04‐10  ‐  0.86 

Chlorine Free  mg/L  2024‐04‐11  ‐  0.89 

Chlorine Free  mg/L  2024‐04‐12  ‐  0.81 

Chlorine Free  mg/L  2024‐04‐13  ‐  0.83 

Chlorine Free  mg/L  2024‐04‐14  ‐  0.83 

Chlorine Free  mg/L  2024‐04‐15  ‐  0.88 

Chlorine Free  mg/L  2024‐04‐16  ‐  0.88 

Chlorine Free  mg/L  2024‐04‐17  ‐  0.80 

Chlorine Free  mg/L  2024‐04‐18  ‐  0.75 

Chlorine Free  mg/L  2024‐04‐19  ‐  0.84 

Chlorine Free  mg/L  2024‐04‐20  ‐  1.04 

Chlorine Free  mg/L  2024‐04‐21  ‐  0.79 

Chlorine Free  mg/L  2024‐04‐22  ‐  0.69 

Chlorine Free  mg/L  2024‐04‐23  ‐  0.79 

Chlorine Free  mg/L  2024‐04‐24  ‐  0.77 

Chlorine Free  mg/L  2024‐04‐25  ‐  0.79 

Chlorine Free  mg/L  2024‐04‐26  ‐  0.79 

Chlorine Free  mg/L  2024‐04‐27  ‐  0.72 

Chlorine Free  mg/L  2024‐04‐28  ‐  0.78 

Chlorine Free  mg/L  2024‐04‐29  ‐  0.82 

Chlorine Free  mg/L  2024‐04‐30  ‐  0.82 
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Chlorine Free  mg/L  2024‐05‐01  ‐  0.79 

Chlorine Free  mg/L  2024‐05‐02  ‐  0.69 

Chlorine Free  mg/L  2024‐05‐03  ‐  0.82 

Chlorine Free  mg/L  2024‐05‐04  ‐  0.81 

Chlorine Free  mg/L  2024‐05‐05  ‐  0.74 

Chlorine Free  mg/L  2024‐05‐06  ‐  0.80 

Chlorine Free  mg/L  2024‐05‐07  ‐  0.73 

Chlorine Free  mg/L  2024‐05‐08  ‐  0.80 

Chlorine Free  mg/L  2024‐05‐09  ‐  0.81 

Chlorine Free  mg/L  2024‐05‐10  ‐  0.80 

Chlorine Free  mg/L  2024‐05‐11  ‐  0.77 

Chlorine Free  mg/L  2024‐05‐12  ‐  0.77 

Chlorine Free  mg/L  2024‐05‐13  ‐  0.71 

Chlorine Free  mg/L  2024‐05‐14  ‐  0.72 

Chlorine Free  mg/L  2024‐05‐15  ‐  0.83 

Chlorine Free  mg/L  2024‐05‐16  ‐  0.68 

Chlorine Free  mg/L  2024‐05‐17  ‐  0.78 

Chlorine Free  mg/L  2024‐05‐18  ‐  0.73 

Chlorine Free  mg/L  2024‐05‐19  ‐  0.75 

Chlorine Free  mg/L  2024‐05‐20  ‐  0.79 

Chlorine Free  mg/L  2024‐05‐21  ‐  0.69 

Chlorine Free  mg/L  2024‐05‐22  ‐  0.82 

Chlorine Free  mg/L  2024‐05‐23  ‐  0.74 

Chlorine Free  mg/L  2024‐05‐24  ‐  0.77 

Chlorine Free  mg/L  2024‐05‐25  ‐  0.81 

Chlorine Free  mg/L  2024‐05‐26  ‐  0.81 

Chlorine Free  mg/L  2024‐05‐27  ‐  0.71 

Chlorine Free  mg/L  2024‐05‐28  ‐  0.61 

Chlorine Free  mg/L  2024‐05‐29  ‐  0.60 

Chlorine Free  mg/L  2024‐05‐30  ‐  0.79 

Chlorine Free  mg/L  2024‐05‐31  ‐  0.80 

Chlorine Free  mg/L  2024‐06‐01  ‐  0.81 

Chlorine Free  mg/L  2024‐06‐02  ‐  0.78 

Chlorine Free  mg/L  2024‐06‐03  ‐  0.64 

Chlorine Free  mg/L  2024‐06‐04  ‐  0.80 

Chlorine Free  mg/L  2024‐06‐05  ‐  0.81 

Chlorine Free  mg/L  2024‐06‐06  ‐  0.78 

Chlorine Free  mg/L  2024‐06‐07  ‐  0.72 

Chlorine Free  mg/L  2024‐06‐08  ‐  0.70 

Chlorine Free  mg/L  2024‐06‐09  ‐  0.75 

Chlorine Free  mg/L  2024‐06‐10  ‐  0.67 

Chlorine Free  mg/L  2024‐06‐11  ‐  0.75 
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Chlorine Free  mg/L  2024‐06‐12  ‐  0.66 

Chlorine Free  mg/L  2024‐06‐13  ‐  0.79 

Chlorine Free  mg/L  2024‐06‐14  ‐  0.64 

Chlorine Free  mg/L  2024‐06‐15  ‐  0.79 

Chlorine Free  mg/L  2024‐06‐16  ‐  0.76 

Chlorine Free  mg/L  2024‐06‐17  ‐  0.78 

Chlorine Free  mg/L  2024‐06‐18  ‐  0.64 

Chlorine Free  mg/L  2024‐06‐19  ‐  0.75 

Chlorine Free  mg/L  2024‐06‐20  ‐  0.65 

Chlorine Free  mg/L  2024‐06‐21  ‐  0.72 

Chlorine Free  mg/L  2024‐06‐22  ‐  0.70 

Chlorine Free  mg/L  2024‐06‐23  ‐  0.70 

Chlorine Free  mg/L  2024‐06‐24  ‐  0.62 

Chlorine Free  mg/L  2024‐06‐25  ‐  0.86 

Chlorine Free  mg/L  2024‐06‐26  ‐  0.75 

Chlorine Free  mg/L  2024‐06‐27  ‐  0.67 

Chlorine Free  mg/L  2024‐06‐28  ‐  0.63 

Chlorine Free  mg/L  2024‐06‐29  ‐  0.78 

Chlorine Free  mg/L  2024‐06‐30  ‐  0.81 

Chlorine Free  mg/L  2024‐07‐01  ‐  0.82 

Chlorine Free  mg/L  2024‐07‐02  ‐  0.77 

Chlorine Free  mg/L  2024‐07‐03  ‐  0.78 

Chlorine Free  mg/L  2024‐07‐04  ‐  0.78 

Chlorine Free  mg/L  2024‐07‐05  ‐  0.82 

Chlorine Free  mg/L  2024‐07‐06  ‐  0.80 

Chlorine Free  mg/L  2024‐07‐07  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐08  ‐  0.82 

Chlorine Free  mg/L  2024‐07‐09  ‐  0.85 

Chlorine Free  mg/L  2024‐07‐10  ‐  0.78 

Chlorine Free  mg/L  2024‐07‐11  ‐  0.86 

Chlorine Free  mg/L  2024‐07‐12  ‐  0.75 

Chlorine Free  mg/L  2024‐07‐13  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐14  ‐  0.85 

Chlorine Free  mg/L  2024‐07‐15  ‐  0.82 

Chlorine Free  mg/L  2024‐07‐16  ‐  0.82 

Chlorine Free  mg/L  2024‐07‐17  ‐  0.90 

Chlorine Free  mg/L  2024‐07‐18  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐19  ‐  0.72 

Chlorine Free  mg/L  2024‐07‐20  ‐  0.82 

Chlorine Free  mg/L  2024‐07‐21  ‐  0.78 

Chlorine Free  mg/L  2024‐07‐22  ‐  0.83 

Chlorine Free  mg/L  2024‐07‐23  ‐  0.70 
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Chlorine Free  mg/L  2024‐07‐24  ‐  0.62 

Chlorine Free  mg/L  2024‐07‐25  ‐  0.68 

Chlorine Free  mg/L  2024‐07‐26  ‐  0.87 

Chlorine Free  mg/L  2024‐07‐27  ‐  0.77 

Chlorine Free  mg/L  2024‐07‐28  ‐  0.79 

Chlorine Free  mg/L  2024‐07‐29  ‐  0.85 

Chlorine Free  mg/L  2024‐07‐30  ‐  0.81 

Chlorine Free  mg/L  2024‐07‐31  ‐  0.72 

Chlorine Free  mg/L  2024‐08‐01  ‐  0.62 

Chlorine Free  mg/L  2024‐08‐02  ‐  0.65 

Chlorine Free  mg/L  2024‐08‐03  ‐  0.75 

Chlorine Free  mg/L  2024‐08‐04  ‐  0.72 

Chlorine Free  mg/L  2024‐08‐05  ‐  0.81 

Chlorine Free  mg/L  2024‐08‐06  ‐  0.72 

Chlorine Free  mg/L  2024‐08‐07  ‐  0.83 

Chlorine Free  mg/L  2024‐08‐08  ‐  0.84 

Chlorine Free  mg/L  2024‐08‐09  ‐  0.76 

Chlorine Free  mg/L  2024‐08‐10  ‐  0.82 

Chlorine Free  mg/L  2024‐08‐11  ‐  0.82 

Chlorine Free  mg/L  2024‐08‐12  ‐  0.86 

Chlorine Free  mg/L  2024‐08‐13  ‐  0.60 

Chlorine Free  mg/L  2024‐08‐14  ‐  0.73 

Chlorine Free  mg/L  2024‐08‐15  ‐  0.68 

Chlorine Free  mg/L  2024‐08‐16  ‐  0.83 

Chlorine Free  mg/L  2024‐08‐17  ‐  0.69 

Chlorine Free  mg/L  2024‐08‐18  ‐  0.7 

Chlorine Free  mg/L  2024‐08‐19  ‐  0.74 

Chlorine Free  mg/L  2024‐08‐20  ‐  0.78 

Chlorine Free  mg/L  2024‐08‐21  ‐  0.78 

Chlorine Free  mg/L  2024‐08‐22  ‐  0.61 

Chlorine Free  mg/L  2024‐08‐23  ‐  0.60 

Chlorine Free  mg/L  2024‐08‐24  ‐  0.83 

Chlorine Free  mg/L  2024‐08‐25  ‐  0.74 

Chlorine Free  mg/L  2024‐08‐26  ‐  0.80 

Chlorine Free  mg/L  2024‐08‐27  ‐  0.65 

Chlorine Free  mg/L  2024‐08‐28  ‐  0.82 

Chlorine Free  mg/L  2024‐08‐29  ‐  0.80 

Chlorine Free  mg/L  2024‐08‐30  ‐  0.73 

Chlorine Free  mg/L  2024‐08‐31  ‐  1.15 

Chlorine Free  mg/L  2024‐09‐01  ‐  0.71 

Chlorine Free  mg/L  2024‐09‐02  ‐  0.71 

Chlorine Free  mg/L  2024‐09‐03  ‐  0.73 
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Chlorine Free  mg/L  2024‐09‐04  ‐  0.73 

Chlorine Free  mg/L  2024‐09‐05  ‐  0.77 

Chlorine Free  mg/L  2024‐09‐06  ‐  0.72 

Chlorine Free  mg/L  2024‐09‐07  ‐  0.72 

Chlorine Free  mg/L  2024‐09‐08  ‐  0.67 

Chlorine Free  mg/L  2024‐09‐09  ‐  0.79 

Chlorine Free  mg/L  2024‐09‐10  ‐  0.76 

Chlorine Free  mg/L  2024‐09‐11  ‐  0.89 

Chlorine Free  mg/L  2024‐09‐12  ‐  0.83 

Chlorine Free  mg/L  2024‐09‐13  ‐  0.79 

Chlorine Free  mg/L  2024‐09‐14  ‐  0.72 

Chlorine Free  mg/L  2024‐09‐15  ‐  0.79 

Chlorine Free  mg/L  2024‐09‐16  ‐  0.69 

Chlorine Free  mg/L  2024‐09‐17  ‐  0.82 

Chlorine Free  mg/L  2024‐09‐18  ‐  0.75 

Chlorine Free  mg/L  2024‐09‐19  ‐  0.83 

Chlorine Free  mg/L  2024‐09‐20  ‐  0.75 

Chlorine Free  mg/L  2024‐09‐21  ‐  0.66 

Chlorine Free  mg/L  2024‐09‐22  ‐  0.77 

Chlorine Free  mg/L  2024‐09‐23  ‐  0.95 

Chlorine Free  mg/L  2024‐09‐24  ‐  0.76 

Chlorine Free  mg/L  2024‐09‐25  ‐  0.79 

Chlorine Free  mg/L  2024‐09‐26  ‐  0.80 

Chlorine Free  mg/L  2024‐09‐27  ‐  0.86 

Chlorine Free  mg/L  2024‐09‐28  ‐  0.78 

Chlorine Free  mg/L  2024‐09‐29  ‐  0.71 

Chlorine Free  mg/L  2024‐09‐30  ‐  0.83 

Chlorine Free  mg/L  2024‐10‐01  ‐  0.77 

Chlorine Free  mg/L  2024‐10‐02  ‐  0.73 

Chlorine Free  mg/L  2024‐10‐03  ‐  0.80 

Chlorine Free  mg/L  2024‐10‐04  ‐  1.03 

Chlorine Free  mg/L  2024‐10‐05  ‐  0.89 

Chlorine Free  mg/L  2024‐10‐06  ‐  0.90 

Chlorine Free  mg/L  2024‐10‐07  ‐  0.81 

Chlorine Free  mg/L  2024‐10‐08  ‐  0.79 

Chlorine Free  mg/L  2024‐10‐09  ‐  0.74 

Chlorine Free  mg/L  2024‐10‐10  ‐  0.76 

Chlorine Free  mg/L  2024‐10‐11  ‐  0.76 

Chlorine Free  mg/L  2024‐10‐12  ‐  0.79 

Chlorine Free  mg/L  2024‐10‐13  ‐  0.86 

Chlorine Free  mg/L  2024‐10‐14  ‐  0.71 

Chlorine Free  mg/L  2024‐10‐15  ‐  0.81 
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Chlorine Free  mg/L  2024‐10‐16  ‐  0.90 

Chlorine Free  mg/L  2024‐10‐17  ‐  0.84 

Chlorine Free  mg/L  2024‐10‐18  ‐  0.84 

Chlorine Free  mg/L  2024‐10‐19  ‐  0.74 

Chlorine Free  mg/L  2024‐10‐20  ‐  0.83 

Chlorine Free  mg/L  2024‐10‐21  ‐  0.68 

Chlorine Free  mg/L  2024‐10‐22  ‐  0.74 

Chlorine Free  mg/L  2024‐10‐23  ‐  0.70 

Chlorine Free  mg/L  2024‐10‐24  ‐  0.64 

Chlorine Free  mg/L  2024‐10‐25  ‐  0.69 

Chlorine Free  mg/L  2024‐10‐26  ‐  0.69 

Chlorine Free  mg/L  2024‐10‐27  ‐  0.80 

Chlorine Free  mg/L  2024‐10‐28  ‐  0.70 

Chlorine Free  mg/L  2024‐10‐29  ‐  0.72 

Chlorine Free  mg/L  2024‐10‐30  ‐  0.83 

Chlorine Free  mg/L  2024‐10‐31  ‐  0.74 

Chlorine Free  mg/L  2024‐11‐01  ‐  0.73 

Chlorine Free  mg/L  2024‐11‐02  ‐  0.85 

Chlorine Free  mg/L  2024‐11‐03  ‐  1.94 

Chlorine Free  mg/L  2024‐11‐04  ‐  0.65 

Chlorine Free  mg/L  2024‐11‐05  ‐  0.60 

Chlorine Free  mg/L  2024‐11‐06  ‐  0.76 

Chlorine Free  mg/L  2024‐11‐07  ‐  0.85 

Chlorine Free  mg/L  2024‐11‐08  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐09  ‐  0.77 

Chlorine Free  mg/L  2024‐11‐10  ‐  0.85 

Chlorine Free  mg/L  2024‐11‐11  ‐  0.82 

Chlorine Free  mg/L  2024‐11‐12  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐13  ‐  0.61 

Chlorine Free  mg/L  2024‐11‐14  ‐  0.75 

Chlorine Free  mg/L  2024‐11‐15  ‐  0.88 

Chlorine Free  mg/L  2024‐11‐16  ‐  0.86 

Chlorine Free  mg/L  2024‐11‐17  ‐  0.82 

Chlorine Free  mg/L  2024‐11‐18  ‐  0.84 

Chlorine Free  mg/L  2024‐11‐19  ‐  0.82 

Chlorine Free  mg/L  2024‐11‐20  ‐  0.70 

Chlorine Free  mg/L  2024‐11‐21  ‐  0.90 

Chlorine Free  mg/L  2024‐11‐22  ‐  0.83 

Chlorine Free  mg/L  2024‐11‐23  ‐  0.82 

Chlorine Free  mg/L  2024‐11‐24  ‐  0.81 

Chlorine Free  mg/L  2024‐11‐25  ‐  0.79 

Chlorine Free  mg/L  2024‐11‐26  ‐  0.80 
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Chlorine Free  mg/L  2024‐11‐27  ‐  0.92 

Chlorine Free  mg/L  2024‐11‐28  ‐  0.87 

Chlorine Free  mg/L  2024‐11‐29  ‐  0.79 

Chlorine Free  mg/L  2024‐11‐30  ‐  0.80 

Chlorine Free  mg/L  2024‐12‐01  ‐  0.86 

Chlorine Free  mg/L  2024‐12‐02  ‐  0.85 

Chlorine Free  mg/L  2024‐12‐03  ‐  0.77 

Chlorine Free  mg/L  2024‐12‐04  ‐  0.85 

Chlorine Free  mg/L  2024‐12‐05  ‐  0.85 

Chlorine Free  mg/L  2024‐12‐06  ‐  0.72 

Chlorine Free  mg/L  2024‐12‐07  ‐  0.84 

Chlorine Free  mg/L  2024‐12‐08  ‐  0.83 

Chlorine Free  mg/L  2024‐12‐09  ‐  0.83 

Chlorine Free  mg/L  2024‐12‐10  ‐  0.93 

Chlorine Free  mg/L  2024‐12‐11  ‐  0.89 

Chlorine Free  mg/L  2024‐12‐12  ‐  0.90 

Chlorine Free  mg/L  2024‐12‐13  ‐  0.73 

Chlorine Free  mg/L  2024‐12‐14  ‐  0.86 

Chlorine Free  mg/L  2024‐12‐15  ‐  0.83 

Chlorine Free  mg/L  2024‐12‐16  ‐  0.81 

Chlorine Free  mg/L  2024‐12‐17  ‐  0.85 

Chlorine Free  mg/L  2024‐12‐18  ‐  0.73 

Chlorine Free  mg/L  2024‐12‐19  ‐  0.91 

Chlorine Free  mg/L  2024‐12‐20  ‐  0.62 

Chlorine Free  mg/L  2024‐12‐21  ‐  0.85 

Chlorine Free  mg/L  2024‐12‐22  ‐  0.89 

Chlorine Free  mg/L  2024‐12‐23  ‐  0.82 

Chlorine Free  mg/L  2024‐12‐24  ‐  0.84 

Chlorine Free  mg/L  2024‐12‐26  ‐  0.78 

Chlorine Free  mg/L  2024‐12‐27  ‐  0.69 

Chlorine Free  mg/L  2024‐12‐28  ‐  0.83 

Chlorine Free  mg/L  2024‐12‐29  ‐  0.74 

Chlorine Free  mg/L  2024‐12‐30  ‐  0.72 

Chlorine Free  mg/L  2024‐12‐31  ‐  0.85 

Chlorine Total  mg/L  2024‐01‐01  ‐  0.82 

Chlorine Total  mg/L  2024‐01‐02  ‐  0.86 

Chlorine Total  mg/L  2024‐01‐03  ‐  0.62 

Chlorine Total  mg/L  2024‐01‐04  ‐  0.76 

Chlorine Total  mg/L  2024‐01‐05  ‐  0.71 

Chlorine Total  mg/L  2024‐01‐06  ‐  0.77 

Chlorine Total  mg/L  2024‐01‐07  ‐  0.77 

Chlorine Total  mg/L  2024‐01‐08  ‐  0.80 
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Chlorine Total  mg/L  2024‐01‐09  ‐  0.80 

Chlorine Total  mg/L  2024‐01‐10  ‐  0.80 

Chlorine Total  mg/L  2024‐01‐11  ‐  0.74 

Chlorine Total  mg/L  2024‐01‐12  ‐  0.92 

Chlorine Total  mg/L  2024‐01‐13  ‐  0.79 

Chlorine Total  mg/L  2024‐01‐14  ‐  0.78 

Chlorine Total  mg/L  2024‐01‐15  ‐  0.90 

Chlorine Total  mg/L  2024‐01‐16  ‐  0.89 

Chlorine Total  mg/L  2024‐01‐17  ‐  0.71 

Chlorine Total  mg/L  2024‐01‐18  ‐  0.81 

Chlorine Total  mg/L  2024‐01‐19  ‐  0.72 

Chlorine Total  mg/L  2024‐01‐20  ‐  0.81 

Chlorine Total  mg/L  2024‐01‐21  ‐  0.85 

Chlorine Total  mg/L  2024‐01‐22  ‐  0.84 

Chlorine Total  mg/L  2024‐01‐23  ‐  0.75 

Chlorine Total  mg/L  2024‐01‐24  ‐  0.87 

Chlorine Total  mg/L  2024‐01‐25  ‐  0.64 

Chlorine Total  mg/L  2024‐01‐26  ‐  0.88 

Chlorine Total  mg/L  2024‐01‐27  ‐  0.80 

Chlorine Total  mg/L  2024‐01‐28  ‐  0.81 

Chlorine Total  mg/L  2024‐01‐29  ‐  0.84 

Chlorine Total  mg/L  2024‐01‐30  ‐  0.78 

Chlorine Total  mg/L  2024‐01‐31  ‐  0.88 

Chlorine Total  mg/L  2024‐02‐01  ‐  0.81 

Chlorine Total  mg/L  2024‐02‐02  ‐  0.62 

Chlorine Total  mg/L  2024‐02‐03  ‐  0.82 

Chlorine Total  mg/L  2024‐02‐04  ‐  0.89 

Chlorine Total  mg/L  2024‐02‐05  ‐  0.89 

Chlorine Total  mg/L  2024‐02‐06  ‐  0.87 

Chlorine Total  mg/L  2024‐02‐07  ‐  0.89 

Chlorine Total  mg/L  2024‐02‐08  ‐  0.87 

Chlorine Total  mg/L  2024‐02‐09  ‐  0.91 

Chlorine Total  mg/L  2024‐02‐10  ‐  0.81 

Chlorine Total  mg/L  2024‐02‐11  ‐  0.78 

Chlorine Total  mg/L  2024‐02‐12  ‐  0.78 

Chlorine Total  mg/L  2024‐02‐13  ‐  0.82 

Chlorine Total  mg/L  2024‐02‐14  ‐  0.83 

Chlorine Total  mg/L  2024‐02‐15  ‐  0.65 

Chlorine Total  mg/L  2024‐02‐16  ‐  0.83 

Chlorine Total  mg/L  2024‐02‐17  ‐  0.75 

Chlorine Total  mg/L  2024‐02‐18  ‐  0.74 

Chlorine Total  mg/L  2024‐02‐19  ‐  0.74 
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Chlorine Total  mg/L  2024‐02‐20  ‐  0.81 

Chlorine Total  mg/L  2024‐02‐21  ‐  0.78 

Chlorine Total  mg/L  2024‐02‐22  ‐  0.69 

Chlorine Total  mg/L  2024‐02‐23  ‐  0.89 

Chlorine Total  mg/L  2024‐02‐24  ‐  0.81 

Chlorine Total  mg/L  2024‐02‐25  ‐  0.80 

Chlorine Total  mg/L  2024‐02‐26  ‐  0.87 

Chlorine Total  mg/L  2024‐02‐27  ‐  0.55 

Chlorine Total  mg/L  2024‐02‐28  ‐  0.77 

Chlorine Total  mg/L  2024‐02‐29  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐01  ‐  0.87 

Chlorine Total  mg/L  2024‐03‐02  ‐  0.76 

Chlorine Total  mg/L  2024‐03‐03  ‐  0.75 

Chlorine Total  mg/L  2024‐03‐04  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐05  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐06  ‐  0.68 

Chlorine Total  mg/L  2024‐03‐07  ‐  0.80 

Chlorine Total  mg/L  2024‐03‐08  ‐  0.83 

Chlorine Total  mg/L  2024‐03‐09  ‐  0.93 

Chlorine Total  mg/L  2024‐03‐10  ‐  0.75 

Chlorine Total  mg/L  2024‐03‐11  ‐  0.80 

Chlorine Total  mg/L  2024‐03‐12  ‐  0.96 

Chlorine Total  mg/L  2024‐03‐13  ‐  0.61 

Chlorine Total  mg/L  2024‐03‐14  ‐  0.83 

Chlorine Total  mg/L  2024‐03‐15  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐16  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐17  ‐  0.88 

Chlorine Total  mg/L  2024‐03‐18  ‐  0.96 

Chlorine Total  mg/L  2024‐03‐19  ‐  0.83 

Chlorine Total  mg/L  2024‐03‐20  ‐  0.83 

Chlorine Total  mg/L  2024‐03‐21  ‐  0.73 

Chlorine Total  mg/L  2024‐03‐22  ‐  0.82 

Chlorine Total  mg/L  2024‐03‐23  ‐  0.92 

Chlorine Total  mg/L  2024‐03‐24  ‐  0.81 

Chlorine Total  mg/L  2024‐03‐25  ‐  0.82 

Chlorine Total  mg/L  2024‐03‐26  ‐  ‐ 

Chlorine Total  mg/L  2024‐03‐27  ‐  0.96 

Chlorine Total  mg/L  2024‐03‐28  ‐  1.02 

Chlorine Total  mg/L  2024‐03‐29  ‐  0.93 

Chlorine Total  mg/L  2024‐03‐30  ‐  0.86 

Chlorine Total  mg/L  2024‐03‐31  ‐  0.88 

Chlorine Total  mg/L  2024‐04‐01  ‐  0.82 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 129 

Seymour Source 

Parameter Units Date Sampled Source Treated 

Chlorine Total  mg/L  2024‐04‐02  ‐  0.85 

Chlorine Total  mg/L  2024‐04‐03  ‐  0.81 

Chlorine Total  mg/L  2024‐04‐04  ‐  0.89 

Chlorine Total  mg/L  2024‐04‐05  ‐  0.96 

Chlorine Total  mg/L  2024‐04‐06  ‐  0.86 

Chlorine Total  mg/L  2024‐04‐07  ‐  0.80 

Chlorine Total  mg/L  2024‐04‐08  ‐  0.84 

Chlorine Total  mg/L  2024‐04‐09  ‐  0.81 

Chlorine Total  mg/L  2024‐04‐10  ‐  0.89 

Chlorine Total  mg/L  2024‐04‐11  ‐  0.89 

Chlorine Total  mg/L  2024‐04‐12  ‐  0.84 

Chlorine Total  mg/L  2024‐04‐13  ‐  0.83 

Chlorine Total  mg/L  2024‐04‐14  ‐  0.83 

Chlorine Total  mg/L  2024‐04‐15  ‐  0.88 

Chlorine Total  mg/L  2024‐04‐16  ‐  0.89 

Chlorine Total  mg/L  2024‐04‐17  ‐  0.82 

Chlorine Total  mg/L  2024‐04‐18  ‐  0.77 

Chlorine Total  mg/L  2024‐04‐19  ‐  0.89 

Chlorine Total  mg/L  2024‐04‐20  ‐  1.15 

Chlorine Total  mg/L  2024‐04‐21  ‐  0.79 

Chlorine Total  mg/L  2024‐04‐22  ‐  0.72 

Chlorine Total  mg/L  2024‐04‐23  ‐  0.81 

Chlorine Total  mg/L  2024‐04‐24  ‐  0.82 

Chlorine Total  mg/L  2024‐04‐25  ‐  0.80 

Chlorine Total  mg/L  2024‐04‐26  ‐  0.82 

Chlorine Total  mg/L  2024‐04‐27  ‐  0.76 

Chlorine Total  mg/L  2024‐04‐28  ‐  0.78 

Chlorine Total  mg/L  2024‐04‐29  ‐  0.85 

Chlorine Total  mg/L  2024‐04‐30  ‐  0.85 

Chlorine Total  mg/L  2024‐05‐01  ‐  0.79 

Chlorine Total  mg/L  2024‐05‐02  ‐  0.77 

Chlorine Total  mg/L  2024‐05‐03  ‐  0.84 

Chlorine Total  mg/L  2024‐05‐04  ‐  0.82 

Chlorine Total  mg/L  2024‐05‐05  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐06  ‐  0.83 

Chlorine Total  mg/L  2024‐05‐07  ‐  0.78 

Chlorine Total  mg/L  2024‐05‐08  ‐  0.81 

Chlorine Total  mg/L  2024‐05‐09  ‐  0.81 

Chlorine Total  mg/L  2024‐05‐10  ‐  0.80 

Chlorine Total  mg/L  2024‐05‐11  ‐  0.77 

Chlorine Total  mg/L  2024‐05‐12  ‐  0.77 

Chlorine Total  mg/L  2024‐05‐13  ‐  0.72 
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Chlorine Total  mg/L  2024‐05‐14  ‐  0.74 

Chlorine Total  mg/L  2024‐05‐15  ‐  0.83 

Chlorine Total  mg/L  2024‐05‐16  ‐  0.69 

Chlorine Total  mg/L  2024‐05‐17  ‐  0.78 

Chlorine Total  mg/L  2024‐05‐18  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐19  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐20  ‐  0.79 

Chlorine Total  mg/L  2024‐05‐21  ‐  0.70 

Chlorine Total  mg/L  2024‐05‐22  ‐  0.84 

Chlorine Total  mg/L  2024‐05‐23  ‐  0.76 

Chlorine Total  mg/L  2024‐05‐24  ‐  0.78 

Chlorine Total  mg/L  2024‐05‐25  ‐  0.81 

Chlorine Total  mg/L  2024‐05‐26  ‐  0.81 

Chlorine Total  mg/L  2024‐05‐27  ‐  0.71 

Chlorine Total  mg/L  2024‐05‐28  ‐  0.62 

Chlorine Total  mg/L  2024‐05‐29  ‐  0.60 

Chlorine Total  mg/L  2024‐05‐30  ‐  0.80 

Chlorine Total  mg/L  2024‐05‐31  ‐  0.80 

Chlorine Total  mg/L  2024‐06‐01  ‐  0.81 

Chlorine Total  mg/L  2024‐06‐02  ‐  0.78 

Chlorine Total  mg/L  2024‐06‐03  ‐  0.81 

Chlorine Total  mg/L  2024‐06‐04  ‐  0.80 

Chlorine Total  mg/L  2024‐06‐05  ‐  0.84 

Chlorine Total  mg/L  2024‐06‐06  ‐  0.84 

Chlorine Total  mg/L  2024‐06‐07  ‐  0.72 

Chlorine Total  mg/L  2024‐06‐08  ‐  0.81 

Chlorine Total  mg/L  2024‐06‐09  ‐  0.78 

Chlorine Total  mg/L  2024‐06‐10  ‐  0.68 

Chlorine Total  mg/L  2024‐06‐11  ‐  0.76 

Chlorine Total  mg/L  2024‐06‐12  ‐  0.66 

Chlorine Total  mg/L  2024‐06‐13  ‐  0.79 

Chlorine Total  mg/L  2024‐06‐14  ‐  0.64 

Chlorine Total  mg/L  2024‐06‐15  ‐  0.79 

Chlorine Total  mg/L  2024‐06‐16  ‐  0.76 

Chlorine Total  mg/L  2024‐06‐17  ‐  0.78 

Chlorine Total  mg/L  2024‐06‐18  ‐  0.64 

Chlorine Total  mg/L  2024‐06‐19  ‐  0.75 

Chlorine Total  mg/L  2024‐06‐20  ‐  0.66 

Chlorine Total  mg/L  2024‐06‐21  ‐  0.77 

Chlorine Total  mg/L  2024‐06‐22  ‐  0.73 

Chlorine Total  mg/L  2024‐06‐23  ‐  0.70 

Chlorine Total  mg/L  2024‐06‐24  ‐  0.66 
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Chlorine Total  mg/L  2024‐06‐25  ‐  0.92 

Chlorine Total  mg/L  2024‐06‐26  ‐  0.76 

Chlorine Total  mg/L  2024‐06‐27  ‐  0.70 

Chlorine Total  mg/L  2024‐06‐28  ‐  0.63 

Chlorine Total  mg/L  2024‐06‐29  ‐  0.78 

Chlorine Total  mg/L  2024‐06‐30  ‐  0.81 

Chlorine Total  mg/L  2024‐07‐01  ‐  0.82 

Chlorine Total  mg/L  2024‐07‐02  ‐  0.77 

Chlorine Total  mg/L  2024‐07‐03  ‐  0.80 

Chlorine Total  mg/L  2024‐07‐04  ‐  0.81 

Chlorine Total  mg/L  2024‐07‐05  ‐  0.83 

Chlorine Total  mg/L  2024‐07‐06  ‐  0.83 

Chlorine Total  mg/L  2024‐07‐07  ‐  0.84 

Chlorine Total  mg/L  2024‐07‐08  ‐  0.87 

Chlorine Total  mg/L  2024‐07‐09  ‐  0.85 

Chlorine Total  mg/L  2024‐07‐10  ‐  0.82 

Chlorine Total  mg/L  2024‐07‐11  ‐  0.96 

Chlorine Total  mg/L  2024‐07‐12  ‐  0.78 

Chlorine Total  mg/L  2024‐07‐13  ‐  0.80 

Chlorine Total  mg/L  2024‐07‐14  ‐  0.85 

Chlorine Total  mg/L  2024‐07‐15  ‐  0.84 

Chlorine Total  mg/L  2024‐07‐16  ‐  0.82 

Chlorine Total  mg/L  2024‐07‐17  ‐  0.92 

Chlorine Total  mg/L  2024‐07‐18  ‐  0.82 

Chlorine Total  mg/L  2024‐07‐19  ‐  0.72 

Chlorine Total  mg/L  2024‐07‐20  ‐  0.82 

Chlorine Total  mg/L  2024‐07‐21  ‐  0.78 

Chlorine Total  mg/L  2024‐07‐22  ‐  0.83 

Chlorine Total  mg/L  2024‐07‐23  ‐  0.71 

Chlorine Total  mg/L  2024‐07‐24  ‐  0.64 

Chlorine Total  mg/L  2024‐07‐25  ‐  0.69 

Chlorine Total  mg/L  2024‐07‐26  ‐  0.96 

Chlorine Total  mg/L  2024‐07‐27  ‐  0.77 

Chlorine Total  mg/L  2024‐07‐28  ‐  0.81 

Chlorine Total  mg/L  2024‐07‐29  ‐  0.85 

Chlorine Total  mg/L  2024‐07‐30  ‐  0.84 

Chlorine Total  mg/L  2024‐07‐31  ‐  0.82 

Chlorine Total  mg/L  2024‐08‐01  ‐  0.62 

Chlorine Total  mg/L  2024‐08‐02  ‐  0.66 

Chlorine Total  mg/L  2024‐08‐03  ‐  0.75 

Chlorine Total  mg/L  2024‐08‐04  ‐  0.75 

Chlorine Total  mg/L  2024‐08‐05  ‐  0.86 
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Chlorine Total  mg/L  2024‐08‐06  ‐  0.72 

Chlorine Total  mg/L  2024‐08‐07  ‐  0.85 

Chlorine Total  mg/L  2024‐08‐08  ‐  0.84 

Chlorine Total  mg/L  2024‐08‐09  ‐  0.76 

Chlorine Total  mg/L  2024‐08‐10  ‐  0.84 

Chlorine Total  mg/L  2024‐08‐11  ‐  0.86 

Chlorine Total  mg/L  2024‐08‐12  ‐  0.88 

Chlorine Total  mg/L  2024‐08‐13  ‐  ‐ 

Chlorine Total  mg/L  2024‐08‐14  ‐  0.83 

Chlorine Total  mg/L  2024‐08‐15  ‐  0.73 

Chlorine Total  mg/L  2024‐08‐16  ‐  0.89 

Chlorine Total  mg/L  2024‐08‐17  ‐  0.69 

Chlorine Total  mg/L  2024‐08‐18  ‐  0.7 

Chlorine Total  mg/L  2024‐08‐19  ‐  0.81 

Chlorine Total  mg/L  2024‐08‐20  ‐  0.79 

Chlorine Total  mg/L  2024‐08‐21  ‐  0.79 

Chlorine Total  mg/L  2024‐08‐22  ‐  0.61 

Chlorine Total  mg/L  2024‐08‐23  ‐  0.62 

Chlorine Total  mg/L  2024‐08‐24  ‐  0.85 

Chlorine Total  mg/L  2024‐08‐25  ‐  0.74 

Chlorine Total  mg/L  2024‐08‐26  ‐  0.86 

Chlorine Total  mg/L  2024‐08‐27  ‐  0.66 

Chlorine Total  mg/L  2024‐08‐28  ‐  0.82 

Chlorine Total  mg/L  2024‐08‐29  ‐  0.80 

Chlorine Total  mg/L  2024‐08‐30  ‐  0.74 

Chlorine Total  mg/L  2024‐08‐31  ‐  1.24 

Chlorine Total  mg/L  2024‐09‐01  ‐  0.71 

Chlorine Total  mg/L  2024‐09‐02  ‐  0.71 

Chlorine Total  mg/L  2024‐09‐03  ‐  0.75 

Chlorine Total  mg/L  2024‐09‐04  ‐  0.76 

Chlorine Total  mg/L  2024‐09‐05  ‐  0.78 

Chlorine Total  mg/L  2024‐09‐06  ‐  0.77 

Chlorine Total  mg/L  2024‐09‐07  ‐  0.76 

Chlorine Total  mg/L  2024‐09‐08  ‐  0.73 

Chlorine Total  mg/L  2024‐09‐09  ‐  0.82 

Chlorine Total  mg/L  2024‐09‐10  ‐  0.76 

Chlorine Total  mg/L  2024‐09‐11  ‐  0.91 

Chlorine Total  mg/L  2024‐09‐12  ‐  0.84 

Chlorine Total  mg/L  2024‐09‐13  ‐  0.84 

Chlorine Total  mg/L  2024‐09‐14  ‐  0.77 

Chlorine Total  mg/L  2024‐09‐15  ‐  0.83 

Chlorine Total  mg/L  2024‐09‐16  ‐  0.71 
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Chlorine Total  mg/L  2024‐09‐17  ‐  0.86 

Chlorine Total  mg/L  2024‐09‐18  ‐  0.75 

Chlorine Total  mg/L  2024‐09‐19  ‐  0.85 

Chlorine Total  mg/L  2024‐09‐20  ‐  0.78 

Chlorine Total  mg/L  2024‐09‐21  ‐  0.72 

Chlorine Total  mg/L  2024‐09‐22  ‐  0.77 

Chlorine Total  mg/L  2024‐09‐23  ‐  0.98 

Chlorine Total  mg/L  2024‐09‐24  ‐  0.76 

Chlorine Total  mg/L  2024‐09‐25  ‐  0.80 

Chlorine Total  mg/L  2024‐09‐26  ‐  0.81 

Chlorine Total  mg/L  2024‐09‐27  ‐  0.93 

Chlorine Total  mg/L  2024‐09‐28  ‐  0.78 

Chlorine Total  mg/L  2024‐09‐29  ‐  0.73 

Chlorine Total  mg/L  2024‐09‐30  ‐  0.88 

Chlorine Total  mg/L  2024‐10‐01  ‐  0.80 

Chlorine Total  mg/L  2024‐10‐02  ‐  0.74 

Chlorine Total  mg/L  2024‐10‐03  ‐  0.85 

Chlorine Total  mg/L  2024‐10‐04  ‐  1.03 

Chlorine Total  mg/L  2024‐10‐05  ‐  0.90 

Chlorine Total  mg/L  2024‐10‐06  ‐  0.90 

Chlorine Total  mg/L  2024‐10‐07  ‐  0.83 

Chlorine Total  mg/L  2024‐10‐08  ‐  0.81 

Chlorine Total  mg/L  2024‐10‐09  ‐  0.79 

Chlorine Total  mg/L  2024‐10‐10  ‐  0.82 

Chlorine Total  mg/L  2024‐10‐11  ‐  0.82 

Chlorine Total  mg/L  2024‐10‐12  ‐  0.79 

Chlorine Total  mg/L  2024‐10‐13  ‐  0.86 

Chlorine Total  mg/L  2024‐10‐14  ‐  0.74 

Chlorine Total  mg/L  2024‐10‐15  ‐  0.81 

Chlorine Total  mg/L  2024‐10‐16  ‐  0.92 

Chlorine Total  mg/L  2024‐10‐17  ‐  0.88 

Chlorine Total  mg/L  2024‐10‐18  ‐  0.92 

Chlorine Total  mg/L  2024‐10‐19  ‐  0.74 

Chlorine Total  mg/L  2024‐10‐20  ‐  0.86 

Chlorine Total  mg/L  2024‐10‐21  ‐  0.69 

Chlorine Total  mg/L  2024‐10‐22  ‐  0.74 

Chlorine Total  mg/L  2024‐10‐23  ‐  0.70 

Chlorine Total  mg/L  2024‐10‐24  ‐  0.64 

Chlorine Total  mg/L  2024‐10‐25  ‐  0.69 

Chlorine Total  mg/L  2024‐10‐26  ‐  0.76 

Chlorine Total  mg/L  2024‐10‐27  ‐  0.80 

Chlorine Total  mg/L  2024‐10‐28  ‐  0.70 
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Chlorine Total  mg/L  2024‐10‐29  ‐  0.73 

Chlorine Total  mg/L  2024‐10‐30  ‐  0.89 

Chlorine Total  mg/L  2024‐10‐31  ‐  0.78 

Chlorine Total  mg/L  2024‐11‐01  ‐  0.73 

Chlorine Total  mg/L  2024‐11‐02  ‐  0.85 

Chlorine Total  mg/L  2024‐11‐03  ‐  1.94 

Chlorine Total  mg/L  2024‐11‐04  ‐  0.70 

Chlorine Total  mg/L  2024‐11‐05  ‐  0.61 

Chlorine Total  mg/L  2024‐11‐06  ‐  0.82 

Chlorine Total  mg/L  2024‐11‐07  ‐  0.90 

Chlorine Total  mg/L  2024‐11‐08  ‐  0.85 

Chlorine Total  mg/L  2024‐11‐09  ‐  0.79 

Chlorine Total  mg/L  2024‐11‐10  ‐  0.85 

Chlorine Total  mg/L  2024‐11‐11  ‐  0.82 

Chlorine Total  mg/L  2024‐11‐12  ‐  0.85 

Chlorine Total  mg/L  2024‐11‐13  ‐  0.67 

Chlorine Total  mg/L  2024‐11‐14  ‐  0.79 

Chlorine Total  mg/L  2024‐11‐15  ‐  0.88 

Chlorine Total  mg/L  2024‐11‐16  ‐  0.86 

Chlorine Total  mg/L  2024‐11‐17  ‐  0.82 

Chlorine Total  mg/L  2024‐11‐18  ‐  0.88 

Chlorine Total  mg/L  2024‐11‐19  ‐  0.82 

Chlorine Total  mg/L  2024‐11‐20  ‐  0.74 

Chlorine Total  mg/L  2024‐11‐21  ‐  0.90 

Chlorine Total  mg/L  2024‐11‐22  ‐  0.84 

Chlorine Total  mg/L  2024‐11‐23  ‐  0.82 

Chlorine Total  mg/L  2024‐11‐24  ‐  0.81 

Chlorine Total  mg/L  2024‐11‐25  ‐  0.79 

Chlorine Total  mg/L  2024‐11‐26  ‐  0.87 

Chlorine Total  mg/L  2024‐11‐27  ‐  0.96 

Chlorine Total  mg/L  2024‐11‐28  ‐  0.91 

Chlorine Total  mg/L  2024‐11‐29  ‐  0.79 

Chlorine Total  mg/L  2024‐11‐30  ‐  0.87 

Chlorine Total  mg/L  2024‐12‐01  ‐  0.90 

Chlorine Total  mg/L  2024‐12‐02  ‐  0.89 

Chlorine Total  mg/L  2024‐12‐03  ‐  0.85 

Chlorine Total  mg/L  2024‐12‐04  ‐  0.86 

Chlorine Total  mg/L  2024‐12‐05  ‐  0.85 

Chlorine Total  mg/L  2024‐12‐06  ‐  0.78 

Chlorine Total  mg/L  2024‐12‐07  ‐  0.87 

Chlorine Total  mg/L  2024‐12‐08  ‐  0.83 

Chlorine Total  mg/L  2024‐12‐09  ‐  0.84 
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Chlorine Total  mg/L  2024‐12‐10  ‐  0.93 

Chlorine Total  mg/L  2024‐12‐11  ‐  0.92 

Chlorine Total  mg/L  2024‐12‐12  ‐  0.90 

Chlorine Total  mg/L  2024‐12‐13  ‐  0.73 

Chlorine Total  mg/L  2024‐12‐14  ‐  0.88 

Chlorine Total  mg/L  2024‐12‐15  ‐  0.85 

Chlorine Total  mg/L  2024‐12‐16  ‐  0.81 

Chlorine Total  mg/L  2024‐12‐17  ‐  0.86 

Chlorine Total  mg/L  2024‐12‐18  ‐  0.92 

Chlorine Total  mg/L  2024‐12‐19  ‐  0.91 

Chlorine Total  mg/L  2024‐12‐20  ‐  0.63 

Chlorine Total  mg/L  2024‐12‐21  ‐  0.89 

Chlorine Total  mg/L  2024‐12‐22  ‐  0.89 

Chlorine Total  mg/L  2024‐12‐23  ‐  0.86 

Chlorine Total  mg/L  2024‐12‐24  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐26  ‐  0.91 

Chlorine Total  mg/L  2024‐12‐27  ‐  0.85 

Chlorine Total  mg/L  2024‐12‐28  ‐  0.93 

Chlorine Total  mg/L  2024‐12‐29  ‐  0.87 

Chlorine Total  mg/L  2024‐12‐30  ‐  0.84 

Chlorine Total  mg/L  2024‐12‐31  ‐  0.85 

Chlorodibromomethane  ppb  2024‐01‐30  <1  <1 

Chlorodibromomethane  ppb  2024‐04‐24  <1  <1 

Chlorodibromomethane  ppb  2024‐09‐10  <1  <1 

Chlorodibromomethane  ppb  2024‐10‐16  <1  <1 

Chlorodibromomethane  ppb  2024‐11‐25  <1  <1 

Chloroform  ppb  2024‐01‐30  <1  15 

Chloroform  ppb  2024‐04‐24  <1  20 

Chloroform  ppb  2024‐09‐10  <1  22 

Chloroform  ppb  2024‐10‐16  <1  19 

Chloroform  ppb  2024‐11‐25  <1  21 

Chromium Total  µg/L  2024‐04‐02  <0.05  <0.05 

Chromium Total  µg/L  2024‐04‐16  <0.05  ‐ 

Chromium Total  µg/L  2024‐04‐18  ‐  <0.05 

Chromium Total  µg/L  2024‐10‐07  <0.05  <0.05 

Chromium Total  µg/L  2024‐10‐15  <0.05  <0.05 

Cobalt Total  µg/L  2024‐04‐16  <0.5  ‐ 

Cobalt Total  µg/L  2024‐04‐18  ‐  <0.5 

Cobalt Total  µg/L  2024‐10‐07  <0.5  <0.5 

Color ‐ Apparent  ACU  2024‐01‐01  19  <2 

Color ‐ Apparent  ACU  2024‐01‐08  19  2 

Color ‐ Apparent  ACU  2024‐01‐15  19  <2 
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Color ‐ Apparent  ACU  2024‐01‐22  18  <2 

Color ‐ Apparent  ACU  2024‐01‐29  19  2 

Color ‐ Apparent  ACU  2024‐02‐05  30  <2 

Color ‐ Apparent  ACU  2024‐02‐12  20  <2 

Color ‐ Apparent  ACU  2024‐02‐20  18  <2 

Color ‐ Apparent  ACU  2024‐02‐26  17  <2 

Color ‐ Apparent  ACU  2024‐03‐06  14  <2 

Color ‐ Apparent  ACU  2024‐03‐11  15  2 

Color ‐ Apparent  ACU  2024‐03‐18  13  <2 

Color ‐ Apparent  ACU  2024‐03‐25  13  <2 

Color ‐ Apparent  ACU  2024‐04‐02  17  2 

Color ‐ Apparent  ACU  2024‐04‐08  29  <2 

Color ‐ Apparent  ACU  2024‐04‐15  10  3 

Color ‐ Apparent  ACU  2024‐04‐22  11  <2 

Color ‐ Apparent  ACU  2024‐04‐29  11  <2 

Color ‐ Apparent  ACU  2024‐05‐06  12  <2 

Color ‐ Apparent  ACU  2024‐05‐13  11  <2 

Color ‐ Apparent  ACU  2024‐05‐21  12  <2 

Color ‐ Apparent  ACU  2024‐05‐27  10  <2 

Color ‐ Apparent  ACU  2024‐06‐03  12  <2 

Color ‐ Apparent  ACU  2024‐06‐10  15  2 

Color ‐ Apparent  ACU  2024‐06‐17  14  <2 

Color ‐ Apparent  ACU  2024‐06‐24  12  <2 

Color ‐ Apparent  ACU  2024‐07‐02  10  <2 

Color ‐ Apparent  ACU  2024‐07‐08  9  <2 

Color ‐ Apparent  ACU  2024‐07‐15  11  <2 

Color ‐ Apparent  ACU  2024‐07‐22  9  <2 

Color ‐ Apparent  ACU  2024‐07‐29  11  <2 

Color ‐ Apparent  ACU  2024‐08‐05  12  2 

Color ‐ Apparent  ACU  2024‐08‐12  12  2 

Color ‐ Apparent  ACU  2024‐08‐19  12  2 

Color ‐ Apparent  ACU  2024‐08‐26  12  2 

Color ‐ Apparent  ACU  2024‐09‐03  13  2 

Color ‐ Apparent  ACU  2024‐09‐09  14  2 

Color ‐ Apparent  ACU  2024‐09‐16  12  <2 

Color ‐ Apparent  ACU  2024‐09‐23  14  3 

Color ‐ Apparent  ACU  2024‐10‐01  12  <2 

Color ‐ Apparent  ACU  2024‐10‐07  12  3 

Color ‐ Apparent  ACU  2024‐10‐15  14  3 

Color ‐ Apparent  ACU  2024‐10‐22  19  <2 

Color ‐ Apparent  ACU  2024‐10‐28  20  <2 

Color ‐ Apparent  ACU  2024‐11‐04  20  <2 
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Color ‐ Apparent  ACU  2024‐11‐12  18  <2 

Color ‐ Apparent  ACU  2024‐11‐18  15  <2 

Color ‐ Apparent  ACU  2024‐11‐25  16  <2 

Color ‐ Apparent  ACU  2024‐12‐02  15  <2 

Color ‐ Apparent  ACU  2024‐12‐09  16  2 

Color ‐ Apparent  ACU  2024‐12‐16  15  <2 

Color ‐ Apparent  ACU  2024‐12‐30  17  2 

Color ‐ True  TCU  2024‐01‐01  13  <1 

Color ‐ True  TCU  2024‐01‐08  13  <1 

Color ‐ True  TCU  2024‐01‐15  11  <1 

Color ‐ True  TCU  2024‐01‐22  11  <1 

Color ‐ True  TCU  2024‐01‐29  11  <1 

Color ‐ True  TCU  2024‐02‐05  15  <1 

Color ‐ True  TCU  2024‐02‐12  14  <1 

Color ‐ True  TCU  2024‐02‐20  13  <1 

Color ‐ True  TCU  2024‐02‐26  11  <1 

Color ‐ True  TCU  2024‐03‐06  10  <1 

Color ‐ True  TCU  2024‐03‐11  9  <1 

Color ‐ True  TCU  2024‐03‐18  8  <1 

Color ‐ True  TCU  2024‐03‐25  7  <1 

Color ‐ True  TCU  2024‐04‐02  9  1 

Color ‐ True  TCU  2024‐04‐08  8  <1 

Color ‐ True  TCU  2024‐04‐15  8  <1 

Color ‐ True  TCU  2024‐04‐22  8  1 

Color ‐ True  TCU  2024‐04‐29  7  <1 

Color ‐ True  TCU  2024‐05‐06  8  <1 

Color ‐ True  TCU  2024‐05‐13  8  <1 

Color ‐ True  TCU  2024‐05‐21  8  <1 

Color ‐ True  TCU  2024‐05‐27  8  <1 

Color ‐ True  TCU  2024‐06‐03  9  <1 

Color ‐ True  TCU  2024‐06‐10  11  2 

Color ‐ True  TCU  2024‐06‐17  11  <1 

Color ‐ True  TCU  2024‐06‐24  10  <1 

Color ‐ True  TCU  2024‐07‐02  8  <1 

Color ‐ True  TCU  2024‐07‐08  8  <1 

Color ‐ True  TCU  2024‐07‐15  6  <1 

Color ‐ True  TCU  2024‐07‐22  6  <1 

Color ‐ True  TCU  2024‐07‐29  5  <1 

Color ‐ True  TCU  2024‐08‐05  8  <1 

Color ‐ True  TCU  2024‐08‐12  7  <1 

Color ‐ True  TCU  2024‐08‐19  7  <1 

Color ‐ True  TCU  2024‐08‐26  7  <1 
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Color ‐ True  TCU  2024‐09‐03  5  <1 

Color ‐ True  TCU  2024‐09‐09  5  <1 

Color ‐ True  TCU  2024‐09‐16  5  1 

Color ‐ True  TCU  2024‐09‐23  7  <1 

Color ‐ True  TCU  2024‐10‐01  4  <1 

Color ‐ True  TCU  2024‐10‐07  8  <1 

Color ‐ True  TCU  2024‐10‐15  6  <1 

Color ‐ True  TCU  2024‐10‐22  13  <1 

Color ‐ True  TCU  2024‐10‐28  15  <1 

Color ‐ True  TCU  2024‐11‐04  17  1 

Color ‐ True  TCU  2024‐11‐12  13  <1 

Color ‐ True  TCU  2024‐11‐18  14  <1 

Color ‐ True  TCU  2024‐11‐25  14  <1 

Color ‐ True  TCU  2024‐12‐02  13  <1 

Color ‐ True  TCU  2024‐12‐09  12  <1 

Color ‐ True  TCU  2024‐12‐16  12  <1 

Color ‐ True  TCU  2024‐12‐30  14  <1 

Conductivity  µmhos/cm  2024‐01‐01  12  51 

Conductivity  µmhos/cm  2024‐01‐08  12  54 

Conductivity  µmhos/cm  2024‐01‐15  13  54 

Conductivity  µmhos/cm  2024‐01‐22  13  53 

Conductivity  µmhos/cm  2024‐01‐29  11  50 

Conductivity  µmhos/cm  2024‐02‐05  9  54 

Conductivity  µmhos/cm  2024‐02‐12  9  50 

Conductivity  µmhos/cm  2024‐02‐20  10  50 

Conductivity  µmhos/cm  2024‐02‐26  12  53 

Conductivity  µmhos/cm  2024‐03‐06  12  51 

Conductivity  µmhos/cm  2024‐03‐11  12  49 

Conductivity  µmhos/cm  2024‐03‐18  13  53 

Conductivity  µmhos/cm  2024‐03‐25  13  53 

Conductivity  µmhos/cm  2024‐04‐02  13  54 

Conductivity  µmhos/cm  2024‐04‐08  14  55 

Conductivity  µmhos/cm  2024‐04‐15  14  54 

Conductivity  µmhos/cm  2024‐04‐22  14  57 

Conductivity  µmhos/cm  2024‐04‐29  14  54 

Conductivity  µmhos/cm  2024‐05‐06  14  53 

Conductivity  µmhos/cm  2024‐05‐13  13  51 

Conductivity  µmhos/cm  2024‐05‐21  14  55 

Conductivity  µmhos/cm  2024‐05‐27  13  53 

Conductivity  µmhos/cm  2024‐06‐03  14  54 

Conductivity  µmhos/cm  2024‐06‐10  12  51 

Conductivity  µmhos/cm  2024‐06‐17  12  51 
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Conductivity  µmhos/cm  2024‐06‐24  13  56 

Conductivity  µmhos/cm  2024‐07‐02  13  58 

Conductivity  µmhos/cm  2024‐07‐08  14  56 

Conductivity  µmhos/cm  2024‐07‐15  14  50 

Conductivity  µmhos/cm  2024‐07‐22  14  56 

Conductivity  µmhos/cm  2024‐07‐29  14  55 

Conductivity  µmhos/cm  2024‐08‐05  15  57 

Conductivity  µmhos/cm  2024‐08‐12  15  58 

Conductivity  µmhos/cm  2024‐08‐19  15  55 

Conductivity  µmhos/cm  2024‐08‐26  15  56 

Conductivity  µmhos/cm  2024‐09‐03  15  60 

Conductivity  µmhos/cm  2024‐09‐09  16  57 

Conductivity  µmhos/cm  2024‐09‐16  16  55 

Conductivity  µmhos/cm  2024‐09‐23  16  54 

Conductivity  µmhos/cm  2024‐10‐01  16  55 

Conductivity  µmhos/cm  2024‐10‐07  15  54 

Conductivity  µmhos/cm  2024‐10‐15  16  59 

Conductivity  µmhos/cm  2024‐10‐22  14  54 

Conductivity  µmhos/cm  2024‐10‐28  14  59 

Conductivity  µmhos/cm  2024‐11‐04  13  54 

Conductivity  µmhos/cm  2024‐11‐12  15  57 

Conductivity  µmhos/cm  2024‐11‐18  12  49 

Conductivity  µmhos/cm  2024‐11‐25  12  56 

Conductivity  µmhos/cm  2024‐12‐02  13  57 

Conductivity  µmhos/cm  2024‐12‐09  14  53 

Conductivity  µmhos/cm  2024‐12‐16  14  51 

Conductivity  µmhos/cm  2024‐12‐30  11  47 

Copper Total  µg/L  2024‐04‐02  7.7  <0.5 

Copper Total  µg/L  2024‐04‐16  18.5  ‐ 

Copper Total  µg/L  2024‐04‐18  ‐  <0.5 

Copper Total  µg/L  2024‐10‐07  24.8  <0.5 

Copper Total  µg/L  2024‐10‐15  23.5  <0.5 

Cyanide Total  mg/L  2024‐04‐02  <0.02  <0.02 

Cyanide Total  mg/L  2024‐10‐15  <0.02  <0.02 

Dibromoacetic Acid  µg/L  2024‐01‐30  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐04‐24  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐10‐16  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐25  <0.5  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐30  <0.5  9.0 

Dichloroacetic Acid  µg/L  2024‐04‐24  <0.5  8.3 

Dichloroacetic Acid  µg/L  2024‐09‐10  <0.5  7.1 
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Dichloroacetic Acid  µg/L  2024‐10‐16  <0.5  7.9 

Dichloroacetic Acid  µg/L  2024‐11‐25  <0.5  9.2 

E. coli  MPN/100mLs  2024‐01‐01  4  ‐ 

E. coli  CFU/100mLs  2024‐01‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐02  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐04  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐05  3  ‐ 

E. coli  CFU/100mLs  2024‐01‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐06  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐07  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐08  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐09  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐10  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐11  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐12  2  ‐ 

E. coli  MPN/100mLs  2024‐01‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐15  2  ‐ 

E. coli  MPN/100mLs  2024‐01‐16  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐18  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐19  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐19  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐20  <1  ‐ 
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E. coli  MPN/100mLs  2024‐01‐21  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐21  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐22  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐24  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐25  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐26  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐27  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐28  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐29  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐30  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐31  1  ‐ 

E. coli  MPN/100mLs  2024‐02‐01  2  ‐ 

E. coli  CFU/100mLs  2024‐02‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐03  1  ‐ 

E. coli  MPN/100mLs  2024‐02‐04  3  ‐ 

E. coli  CFU/100mLs  2024‐02‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐07  1  ‐ 

E. coli  MPN/100mLs  2024‐02‐08  1  ‐ 

E. coli  CFU/100mLs  2024‐02‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐09  1  ‐ 

E. coli  CFU/100mLs  2024‐02‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐10  <1  ‐ 
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E. coli  MPN/100mLs  2024‐02‐11  1  ‐ 

E. coli  CFU/100mLs  2024‐02‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐29  1  ‐ 

E. coli  MPN/100mLs  2024‐03‐01  1  ‐ 

E. coli  CFU/100mLs  2024‐03‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐02  <1  ‐ 
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E. coli  CFU/100mLs  2024‐03‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐13  1  ‐ 

E. coli  MPN/100mLs  2024‐03‐14  1  ‐ 

E. coli  CFU/100mLs  2024‐03‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐23  <1  ‐ 
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E. coli  MPN/100mLs  2024‐03‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐25  1  ‐ 

E. coli  CFU/100mLs  2024‐03‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐31  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐03  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐04  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐05  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐06  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐13  <1  ‐ 
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E. coli  CFU/100mLs  2024‐04‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐14  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐17  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐24  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐26  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐27  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐30  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐01  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐04  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐05‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐06  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐12  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐15  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐20  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐25  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐05‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐29  2  ‐ 

E. coli  MPN/100mLs  2024‐05‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐31  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐01  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐03  2  ‐ 

E. coli  MPN/100mLs  2024‐06‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐05  4  ‐ 

E. coli  MPN/100mLs  2024‐06‐06  4  ‐ 

E. coli  CFU/100mLs  2024‐06‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐07  8  ‐ 

E. coli  CFU/100mLs  2024‐06‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐08  4  ‐ 

E. coli  MPN/100mLs  2024‐06‐09  5  ‐ 

E. coli  CFU/100mLs  2024‐06‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐10  8  ‐ 

E. coli  CFU/100mLs  2024‐06‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐11  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐12  3  ‐ 

E. coli  CFU/100mLs  2024‐06‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐13  2  ‐ 

E. coli  CFU/100mLs  2024‐06‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐14  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐15  3  ‐ 

E. coli  CFU/100mLs  2024‐06‐15  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐06‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐17  2  ‐ 

E. coli  MPN/100mLs  2024‐06‐18  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐19  8  ‐ 

E. coli  MPN/100mLs  2024‐06‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐21  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐22  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐23  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐24  3  ‐ 

E. coli  MPN/100mLs  2024‐06‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐26  2  ‐ 

E. coli  CFU/100mLs  2024‐06‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐27  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐30  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐01  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐02  1  ‐ 

E. coli  CFU/100mLs  2024‐07‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐03  1  ‐ 

E. coli  MPN/100mLs  2024‐07‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐06  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐07‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐15  1  ‐ 

E. coli  CFU/100mLs  2024‐07‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐18  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐19  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐19  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐20  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐21  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐27  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐07‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐31  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐03  1  ‐ 

E. coli  MPN/100mLs  2024‐08‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐06  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐13  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐14  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐17  1  ‐ 
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E. coli  MPN/100mLs  2024‐08‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐20  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐21  2  ‐ 

E. coli  MPN/100mLs  2024‐08‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐23  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐24  1  ‐ 

E. coli  MPN/100mLs  2024‐08‐25  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐26  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐27  2  ‐ 

E. coli  MPN/100mLs  2024‐08‐28  2  ‐ 

E. coli  CFU/100mLs  2024‐08‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐29  8  ‐ 

E. coli  CFU/100mLs  2024‐08‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐30  12  ‐ 

E. coli  MPN/100mLs  2024‐08‐31  7  ‐ 

E. coli  CFU/100mLs  2024‐08‐31  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐01  9  ‐ 

E. coli  MPN/100mLs  2024‐09‐02  6  ‐ 

E. coli  CFU/100mLs  2024‐09‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐03  6  ‐ 

E. coli  MPN/100mLs  2024‐09‐04  8  ‐ 

E. coli  CFU/100mLs  2024‐09‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐05  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐06  9  ‐ 

E. coli  MPN/100mLs  2024‐09‐07  5  ‐ 

E. coli  CFU/100mLs  2024‐09‐07  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐09‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐08  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐09  2  ‐ 

E. coli  MPN/100mLs  2024‐09‐10  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐11  2  ‐ 

E. coli  CFU/100mLs  2024‐09‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐12  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐13  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐14  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐15  2  ‐ 

E. coli  MPN/100mLs  2024‐09‐16  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐17  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐18  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐19  2  ‐ 

E. coli  MPN/100mLs  2024‐09‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐21  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐21  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐22  2  ‐ 

E. coli  MPN/100mLs  2024‐09‐23  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐24  3  ‐ 

E. coli  CFU/100mLs  2024‐09‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐25  >2420  ‐ 

E. coli  MPN/100mLs  2024‐09‐26  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐27  2  ‐ 

E. coli  CFU/100mLs  2024‐09‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐28  5  ‐ 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 153 

Seymour Source 

Parameter Units Date Sampled Source Treated 

E. coli  MPN/100mLs  2024‐09‐29  10  ‐ 

E. coli  CFU/100mLs  2024‐09‐29  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐30  8  ‐ 

E. coli  CFU/100mLs  2024‐10‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐01  16  ‐ 

E. coli  MPN/100mLs  2024‐10‐02  28  ‐ 

E. coli  CFU/100mLs  2024‐10‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐03  10  ‐ 

E. coli  MPN/100mLs  2024‐10‐04  11  ‐ 

E. coli  CFU/100mLs  2024‐10‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐05  10  ‐ 

E. coli  MPN/100mLs  2024‐10‐06  8  ‐ 

E. coli  CFU/100mLs  2024‐10‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐07  5  ‐ 

E. coli  CFU/100mLs  2024‐10‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐08  11  ‐ 

E. coli  MPN/100mLs  2024‐10‐09  3  ‐ 

E. coli  CFU/100mLs  2024‐10‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐10  8  ‐ 

E. coli  CFU/100mLs  2024‐10‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐11  1  ‐ 

E. coli  MPN/100mLs  2024‐10‐12  1  ‐ 

E. coli  CFU/100mLs  2024‐10‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐13  5  ‐ 

E. coli  CFU/100mLs  2024‐10‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐14  3  ‐ 

E. coli  MPN/100mLs  2024‐10‐15  2  ‐ 

E. coli  CFU/100mLs  2024‐10‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐16  1  ‐ 

E. coli  CFU/100mLs  2024‐10‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐17  1  ‐ 

E. coli  MPN/100mLs  2024‐10‐18  1  ‐ 

E. coli  CFU/100mLs  2024‐10‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐19  3  ‐ 
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E. coli  MPN/100mLs  2024‐10‐20  26  ‐ 

E. coli  CFU/100mLs  2024‐10‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐21  41  ‐ 

E. coli  MPN/100mLs  2024‐10‐22  65  ‐ 

E. coli  CFU/100mLs  2024‐10‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐23  23  ‐ 

E. coli  CFU/100mLs  2024‐10‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐24  32  ‐ 

E. coli  MPN/100mLs  2024‐10‐25  18  ‐ 

E. coli  CFU/100mLs  2024‐10‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐26  31  ‐ 

E. coli  CFU/100mLs  2024‐10‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐27  43  ‐ 

E. coli  MPN/100mLs  2024‐10‐28  23  ‐ 

E. coli  CFU/100mLs  2024‐10‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐29  31  ‐ 

E. coli  CFU/100mLs  2024‐10‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐30  23  ‐ 

E. coli  MPN/100mLs  2024‐10‐31  16  ‐ 

E. coli  CFU/100mLs  2024‐10‐31  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐01  19  ‐ 

E. coli  MPN/100mLs  2024‐11‐02  22  ‐ 

E. coli  CFU/100mLs  2024‐11‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐03  17  ‐ 

E. coli  MPN/100mLs  2024‐11‐04  8  ‐ 

E. coli  CFU/100mLs  2024‐11‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐05  10  ‐ 

E. coli  CFU/100mLs  2024‐11‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐06  11  ‐ 

E. coli  MPN/100mLs  2024‐11‐07  9  ‐ 

E. coli  CFU/100mLs  2024‐11‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐08  7  ‐ 

E. coli  CFU/100mLs  2024‐11‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐09  5  ‐ 
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E. coli  MPN/100mLs  2024‐11‐10  9  ‐ 

E. coli  CFU/100mLs  2024‐11‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐11  4  ‐ 

E. coli  CFU/100mLs  2024‐11‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐12  3  ‐ 

E. coli  MPN/100mLs  2024‐11‐13  5  ‐ 

E. coli  CFU/100mLs  2024‐11‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐14  7  ‐ 

E. coli  CFU/100mLs  2024‐11‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐15  6  ‐ 

E. coli  MPN/100mLs  2024‐11‐16  5  ‐ 

E. coli  CFU/100mLs  2024‐11‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐17  6  ‐ 

E. coli  MPN/100mLs  2024‐11‐18  3  ‐ 

E. coli  CFU/100mLs  2024‐11‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐19  5  ‐ 

E. coli  MPN/100mLs  2024‐11‐20  4  ‐ 

E. coli  CFU/100mLs  2024‐11‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐21  5  ‐ 

E. coli  CFU/100mLs  2024‐11‐21  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐22  3  ‐ 

E. coli  MPN/100mLs  2024‐11‐23  5  ‐ 

E. coli  CFU/100mLs  2024‐11‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐24  3  ‐ 

E. coli  CFU/100mLs  2024‐11‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐25  4  ‐ 

E. coli  MPN/100mLs  2024‐11‐26  4  ‐ 

E. coli  CFU/100mLs  2024‐11‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐27  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐28  1  ‐ 

E. coli  MPN/100mLs  2024‐11‐29  3  ‐ 

E. coli  CFU/100mLs  2024‐11‐29  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐30  <1  ‐ 
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E. coli  CFU/100mLs  2024‐12‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐05  2  ‐ 

E. coli  MPN/100mLs  2024‐12‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐08  1  ‐ 

E. coli  MPN/100mLs  2024‐12‐09  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐10  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐12  3  ‐ 

E. coli  CFU/100mLs  2024‐12‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐13  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐14  1  ‐ 

E. coli  MPN/100mLs  2024‐12‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐17  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐18  4  ‐ 

E. coli  MPN/100mLs  2024‐12‐19  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐20  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐21  5  ‐ 
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E. coli  MPN/100mLs  2024‐12‐22  3  ‐ 

E. coli  CFU/100mLs  2024‐12‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐23  4  ‐ 

E. coli  CFU/100mLs  2024‐12‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐24  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐26  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐27  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐28  3  ‐ 

E. coli  CFU/100mLs  2024‐12‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐30  2  ‐ 

E. coli  MPN/100mLs  2024‐12‐31  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐31  ‐  <0.2 

Fluoride  mg/L  2024‐01‐08  <0.05  <0.05 

Fluoride  mg/L  2024‐02‐05  <0.05  <0.05 

Fluoride  mg/L  2024‐03‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐04‐02  <0.05  <0.05 

Fluoride  mg/L  2024‐05‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐06‐03  <0.05  <0.05 

Fluoride  mg/L  2024‐07‐02  <0.05  <0.05 

Fluoride  mg/L  2024‐08‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐09‐03  <0.05  <0.05 

Fluoride  mg/L  2024‐10‐15  <0.05  <0.05 

Fluoride  mg/L  2024‐11‐04  <0.05  <0.05 

Fluoride  mg/L  2024‐12‐02  <0.05  <0.05 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐30  <1.1  12 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐24  <1.1  11 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐10  <1.1  9.7 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐16  <1.1  11 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐25  <1.1  13 

Hardness as CaCO3  mg/L  2024‐01‐08  4.4  22.5 

Hardness as CaCO3  mg/L  2024‐02‐05  3.5  23.3 

Hardness as CaCO3  mg/L  2024‐03‐06  4.2  20.8 

Hardness as CaCO3  mg/L  2024‐04‐02  4.8  21.8 

Hardness as CaCO3  mg/L  2024‐05‐06  5.2  22.0 

Hardness as CaCO3  mg/L  2024‐06‐03  4.9  21.6 

Hardness as CaCO3  mg/L  2024‐07‐02  4.7  24.3 
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Hardness as CaCO3  mg/L  2024‐08‐06  5.0  20.7 

Hardness as CaCO3  mg/L  2024‐09‐03  5.2  23.4 

Hardness as CaCO3  mg/L  2024‐10‐15  5.8  22.0 

Hardness as CaCO3  mg/L  2024‐11‐04  4.8  22.5 

Hardness as CaCO3  mg/L  2024‐12‐02  5.0  23.2 

Iron Dissolved  µg/L  2024‐01‐01  47  <5 

Iron Dissolved  µg/L  2024‐01‐08  39  <5 

Iron Dissolved  µg/L  2024‐01‐15  42  <5 

Iron Dissolved  µg/L  2024‐01‐22  41  <5 

Iron Dissolved  µg/L  2024‐01‐29  46  <5 

Iron Dissolved  µg/L  2024‐02‐05  38  <5 

Iron Dissolved  µg/L  2024‐02‐12  36  <5 

Iron Dissolved  µg/L  2024‐02‐20  31  <5 

Iron Dissolved  µg/L  2024‐02‐26  46  <5 

Iron Dissolved  µg/L  2024‐03‐06  48  <5 

Iron Dissolved  µg/L  2024‐03‐11  50  <5 

Iron Dissolved  µg/L  2024‐03‐18  49  <5 

Iron Dissolved  µg/L  2024‐03‐25  35  <5 

Iron Dissolved  µg/L  2024‐04‐02  31  <5 

Iron Dissolved  µg/L  2024‐04‐08  33  <5 

Iron Dissolved  µg/L  2024‐04‐15  35  <5 

Iron Dissolved  µg/L  2024‐04‐22  43  <5 

Iron Dissolved  µg/L  2024‐04‐29  42  <5 

Iron Dissolved  µg/L  2024‐05‐06  40  <5 

Iron Dissolved  µg/L  2024‐05‐13  36  <5 

Iron Dissolved  µg/L  2024‐05‐21  31  <5 

Iron Dissolved  µg/L  2024‐05‐30  39  <5 

Iron Dissolved  µg/L  2024‐06‐03  40  <5 

Iron Dissolved  µg/L  2024‐06‐10  37  <5 

Iron Dissolved  µg/L  2024‐06‐17  36  <5 

Iron Dissolved  µg/L  2024‐06‐24  38  <5 

Iron Dissolved  µg/L  2024‐07‐02  48  <5 

Iron Dissolved  µg/L  2024‐07‐08  21  <5 

Iron Dissolved  µg/L  2024‐07‐15  42  <5 

Iron Dissolved  µg/L  2024‐07‐22  49  <5 

Iron Dissolved  µg/L  2024‐07‐29  55  <5 

Iron Dissolved  µg/L  2024‐08‐05  55  <5 

Iron Dissolved  µg/L  2024‐08‐12  119  <5 

Iron Dissolved  µg/L  2024‐08‐19  129  <5 

Iron Dissolved  µg/L  2024‐08‐26  93  <5 

Iron Dissolved  µg/L  2024‐09‐03  112  <5 

Iron Dissolved  µg/L  2024‐09‐09  132  <5 
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Iron Dissolved  µg/L  2024‐09‐16  121  <5 

Iron Dissolved  µg/L  2024‐09‐23  133  <5 

Iron Dissolved  µg/L  2024‐10‐01  138  <5 

Iron Dissolved  µg/L  2024‐10‐07  137  <5 

Iron Dissolved  µg/L  2024‐10‐15  87  <5 

Iron Dissolved  µg/L  2024‐10‐22  112  <5 

Iron Dissolved  µg/L  2024‐10‐28  91  <5 

Iron Dissolved  µg/L  2024‐11‐04  67  <5 

Iron Dissolved  µg/L  2024‐11‐12  63  <5 

Iron Dissolved  µg/L  2024‐11‐18  49  <5 

Iron Dissolved  µg/L  2024‐11‐25  45  <5 

Iron Dissolved  µg/L  2024‐12‐02  46  <5 

Iron Dissolved  µg/L  2024‐12‐09  48  <5 

Iron Dissolved  µg/L  2024‐12‐16  49  <5 

Iron Dissolved  µg/L  2024‐12‐30  38  <5 

Iron Total  µg/L  2024‐01‐01  107  8 

Iron Total  µg/L  2024‐01‐08  104  7 

Iron Total  µg/L  2024‐01‐15  109  10 

Iron Total  µg/L  2024‐01‐22  99  12 

Iron Total  µg/L  2024‐01‐29  125  12 

Iron Total  µg/L  2024‐02‐05  139  13 

Iron Total  µg/L  2024‐02‐12  112  10 

Iron Total  µg/L  2024‐02‐20  106  10 

Iron Total  µg/L  2024‐02‐26  126  7 

Iron Total  µg/L  2024‐03‐06  118  11 

Iron Total  µg/L  2024‐03‐11  162  7 

Iron Total  µg/L  2024‐03‐18  132  10 

Iron Total  µg/L  2024‐03‐25  105  6 

Iron Total  µg/L  2024‐04‐02  104  7 

Iron Total  µg/L  2024‐04‐08  101  6 

Iron Total  µg/L  2024‐04‐15  109  5 

Iron Total  µg/L  2024‐04‐16  110  ‐ 

Iron Total  µg/L  2024‐04‐18  ‐  12 

Iron Total  µg/L  2024‐04‐22  111  6 

Iron Total  µg/L  2024‐04‐29  104  8 

Iron Total  µg/L  2024‐05‐06  101  6 

Iron Total  µg/L  2024‐05‐13  96  10 

Iron Total  µg/L  2024‐05‐21  79  9 

Iron Total  µg/L  2024‐05‐30  93  13 

Iron Total  µg/L  2024‐06‐03  97  7 

Iron Total  µg/L  2024‐06‐10  71  7 

Iron Total  µg/L  2024‐06‐17  77  7 
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Iron Total  µg/L  2024‐06‐24  77  6 

Iron Total  µg/L  2024‐07‐02  93  10 

Iron Total  µg/L  2024‐07‐08  103  9 

Iron Total  µg/L  2024‐07‐15  122  6 

Iron Total  µg/L  2024‐07‐22  148  7 

Iron Total  µg/L  2024‐07‐29  176  14 

Iron Total  µg/L  2024‐08‐05  220  6 

Iron Total  µg/L  2024‐08‐12  256  8 

Iron Total  µg/L  2024‐08‐19  288  6 

Iron Total  µg/L  2024‐08‐26  278  7 

Iron Total  µg/L  2024‐09‐03  308  10 

Iron Total  µg/L  2024‐09‐09  289  8 

Iron Total  µg/L  2024‐09‐16  257  6 

Iron Total  µg/L  2024‐09‐23  266  6 

Iron Total  µg/L  2024‐10‐01  272  6 

Iron Total  µg/L  2024‐10‐07  276  9 

Iron Total  µg/L  2024‐10‐15  258  6 

Iron Total  µg/L  2024‐10‐22  279  12 

Iron Total  µg/L  2024‐10‐28  192  9 

Iron Total  µg/L  2024‐11‐04  154  9 

Iron Total  µg/L  2024‐11‐12  139  13 

Iron Total  µg/L  2024‐11‐18  99  11 

Iron Total  µg/L  2024‐11‐25  110  9 

Iron Total  µg/L  2024‐12‐02  117  8 

Iron Total  µg/L  2024‐12‐09  121  9 

Iron Total  µg/L  2024‐12‐16  124  7 

Iron Total  µg/L  2024‐12‐30  83  7 

Lead Total  µg/L  2024‐04‐02  <0.5  <0.5 

Lead Total  µg/L  2024‐04‐16  <0.5  ‐ 

Lead Total  µg/L  2024‐04‐18  ‐  <0.5 

Lead Total  µg/L  2024‐10‐07  <0.5  <0.5 

Lead Total  µg/L  2024‐10‐15  <0.5  <0.5 

Magnesium Total  µg/L  2024‐01‐08  143  226 

Magnesium Total  µg/L  2024‐02‐05  141  227 

Magnesium Total  µg/L  2024‐03‐06  146  231 

Magnesium Total  µg/L  2024‐04‐02  155  220 

Magnesium Total  µg/L  2024‐04‐16  156  ‐ 

Magnesium Total  µg/L  2024‐04‐18  ‐  243 

Magnesium Total  µg/L  2024‐05‐06  158  230 

Magnesium Total  µg/L  2024‐06‐03  150  219 

Magnesium Total  µg/L  2024‐07‐02  137  216 

Magnesium Total  µg/L  2024‐08‐06  154  212 
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Magnesium Total  µg/L  2024‐09‐03  157  245 

Magnesium Total  µg/L  2024‐10‐07  168  308 

Magnesium Total  µg/L  2024‐10‐15  165  300 

Magnesium Total  µg/L  2024‐11‐04  154  232 

Magnesium Total  µg/L  2024‐12‐02  160  229 

Manganese Dissolved  µg/L  2024‐01‐08  2.9  2.8 

Manganese Dissolved  µg/L  2024‐02‐05  2.3  2.2 

Manganese Dissolved  µg/L  2024‐03‐06  4.6  4.3 

Manganese Dissolved  µg/L  2024‐04‐02  4.1  3.7 

Manganese Dissolved  µg/L  2024‐05‐06  3.3  2.8 

Manganese Dissolved  µg/L  2024‐06‐03  2.8  2.4 

Manganese Dissolved  µg/L  2024‐07‐02  2.8  2.5 

Manganese Dissolved  µg/L  2024‐08‐06  5.4  2.1 

Manganese Dissolved  µg/L  2024‐09‐03  11.6  2.4 

Manganese Dissolved  µg/L  2024‐10‐15  5.4  2.8 

Manganese Dissolved  µg/L  2024‐11‐04  4.2  4.6 

Manganese Dissolved  µg/L  2024‐12‐02  2.9  3.9 

Manganese Total  µg/L  2024‐01‐08  4.0  4.0 

Manganese Total  µg/L  2024‐02‐05  4.9  3.6 

Manganese Total  µg/L  2024‐03‐06  6.2  6.1 

Manganese Total  µg/L  2024‐04‐02  5.2  5.1 

Manganese Total  µg/L  2024‐04‐16  5.0  ‐ 

Manganese Total  µg/L  2024‐04‐18  ‐  4.7 

Manganese Total  µg/L  2024‐05‐06  4.0  4.1 

Manganese Total  µg/L  2024‐06‐03  4.1  3.5 

Manganese Total  µg/L  2024‐07‐02  3.5  3.9 

Manganese Total  µg/L  2024‐08‐06  8.3  4.3 

Manganese Total  µg/L  2024‐09‐03  13.7  8.9 

Manganese Total  µg/L  2024‐10‐07  10.0  9.7 

Manganese Total  µg/L  2024‐10‐15  8.0  8.6 

Manganese Total  µg/L  2024‐11‐04  19.0  7.2 

Manganese Total  µg/L  2024‐12‐02  4.3  5.5 

Mercury Total  µg/L  2024‐04‐02  <0.05  <0.05 

Mercury Total  µg/L  2024‐04‐16  <0.05  ‐ 

Mercury Total  µg/L  2024‐04‐18  ‐  <0.05 

Mercury Total  µg/L  2024‐10‐07  <0.05  <0.05 

Mercury Total  µg/L  2024‐10‐15  <0.05  <0.05 

Molybdenum Total  µg/L  2024‐04‐16  <0.5  ‐ 

Molybdenum Total  µg/L  2024‐04‐18  ‐  <0.5 

Molybdenum Total  µg/L  2024‐10‐07  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐01‐30  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐24  <0.5  <0.5 
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Monobromoacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐16  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐25  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐01‐30  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐04‐24  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐10‐16  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐11‐25  <0.5  <0.5 

Nickel Total  µg/L  2024‐04‐02  <0.5  <0.5 

Nickel Total  µg/L  2024‐04‐16  <0.5  ‐ 

Nickel Total  µg/L  2024‐04‐18  ‐  <0.5 

Nickel Total  µg/L  2024‐10‐07  <0.5  <0.5 

Nickel Total  µg/L  2024‐10‐15  <0.5  <0.5 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐01  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐29  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐05  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐12  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐20  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐26  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐06  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐11  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐18  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐25  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐29  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐06  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐13  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐21  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐27  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐03  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐10  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐17  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐24  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐15  <0.02  <0.02 
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Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐29  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐05  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐12  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐19  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐26  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐03  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐09  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐16  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐23  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐01  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐07  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐28  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐04  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐12  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐18  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐25  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐09  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐16  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐30  <0.02  <0.02 

Nitrogen ‐ Nitrate as N  mg/L  2024‐01‐08  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐02‐05  0.03  0.04 

Nitrogen ‐ Nitrate as N  mg/L  2024‐03‐06  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐04‐02  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐05‐06  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐06‐03  0.03  0.03 

Nitrogen ‐ Nitrate as N  mg/L  2024‐07‐02  0.03  0.03 

Nitrogen ‐ Nitrate as N  mg/L  2024‐08‐06  0.02  0.03 

Nitrogen ‐ Nitrate as N  mg/L  2024‐09‐03  0.04  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐10‐15  0.06  0.07 

Nitrogen ‐ Nitrate as N  mg/L  2024‐11‐04  0.08  0.09 

Nitrogen ‐ Nitrate as N  mg/L  2024‐12‐02  0.07  0.07 

Nitrogen ‐ Nitrite as N  mg/L  2024‐01‐08  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐02‐05  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐03‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐04‐02  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐05‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐06‐03  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐07‐02  <0.01  <0.01 
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Nitrogen ‐ Nitrite as N  mg/L  2024‐08‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐09‐03  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐10‐15  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐11‐04  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐12‐02  <0.01  <0.01 

pH  pH units  2024‐01‐01  6.5  7.9 

pH  pH units  2024‐01‐02  ‐  8.3 

pH  pH units  2024‐01‐03  6.8  8.5 

pH  pH units  2024‐01‐04  6.6  8.2 

pH  pH units  2024‐01‐05  6.8  8.5 

pH  pH units  2024‐01‐06  6.9  8.6 

pH  pH units  2024‐01‐07  6.9  8.6 

pH  pH units  2024‐01‐08  6.5  8.6 

pH  pH units  2024‐01‐09  6.9  8.6 

pH  pH units  2024‐01‐10  6.8  8.5 

pH  pH units  2024‐01‐11  6.8  8.4 

pH  pH units  2024‐01‐12  6.9  8.4 

pH  pH units  2024‐01‐13  7.1  8.5 

pH  pH units  2024‐01‐14  7.0  8.5 

pH  pH units  2024‐01‐15  6.6  7.7 

pH  pH units  2024‐01‐16  6.7  8.4 

pH  pH units  2024‐01‐17  6.7  8.2 

pH  pH units  2024‐01‐18  6.6  8.4 

pH  pH units  2024‐01‐19  6.7  8.3 

pH  pH units  2024‐01‐20  7.1  8.6 

pH  pH units  2024‐01‐21  7.1  8.6 

pH  pH units  2024‐01‐22  6.7  8.4 

pH  pH units  2024‐01‐23  6.7  8.4 

pH  pH units  2024‐01‐24  6.7  8.5 

pH  pH units  2024‐01‐25  6.8  8.5 

pH  pH units  2024‐01‐26  6.7  8.4 

pH  pH units  2024‐01‐27  7.1  8.8 

pH  pH units  2024‐01‐28  6.9  8.8 

pH  pH units  2024‐01‐29  6.4  8.6 

pH  pH units  2024‐01‐30  6.4  8.2 

pH  pH units  2024‐01‐31  6.7  8.5 

pH  pH units  2024‐02‐01  6.8  8.5 

pH  pH units  2024‐02‐02  6.8  8.5 

pH  pH units  2024‐02‐03  7.0  8.8 

pH  pH units  2024‐02‐04  7.1  8.8 

pH  pH units  2024‐02‐05  6.9  8.7 

pH  pH units  2024‐02‐06  6.7  8.6 
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pH  pH units  2024‐02‐07  6.8  8.4 

pH  pH units  2024‐02‐08  ‐  8.5 

pH  pH units  2024‐02‐09  6.8  8.5 

pH  pH units  2024‐02‐10  7.1  8.7 

pH  pH units  2024‐02‐11  6.9  8.8 

pH  pH units  2024‐02‐12  6.4  8.6 

pH  pH units  2024‐02‐13  6.8  8.6 

pH  pH units  2024‐02‐14  6.8  8.6 

pH  pH units  2024‐02‐15  6.8  8.5 

pH  pH units  2024‐02‐16  6.8  8.4 

pH  pH units  2024‐02‐17  7.0  8.8 

pH  pH units  2024‐02‐19  7.0  8.8 

pH  pH units  2024‐02‐20  6.4  8.7 

pH  pH units  2024‐02‐21  7.0  8.6 

pH  pH units  2024‐02‐22  6.8  8.5 

pH  pH units  2024‐02‐23  6.8  8.5 

pH  pH units  2024‐02‐24  6.8  8.4 

pH  pH units  2024‐02‐25  6.8  8.6 

pH  pH units  2024‐02‐26  6.5  8.1 

pH  pH units  2024‐02‐27  6.8  8.4 

pH  pH units  2024‐02‐28  6.8  8.6 

pH  pH units  2024‐02‐29  6.8  8.4 

pH  pH units  2024‐03‐01  6.9  8.3 

pH  pH units  2024‐03‐02  7.3  8.6 

pH  pH units  2024‐03‐03  7.1  8.6 

pH  pH units  2024‐03‐04  6.7  8.4 

pH  pH units  2024‐03‐05  6.8  8.2 

pH  pH units  2024‐03‐06  6.5  8.4 

pH  pH units  2024‐03‐07  6.7  8.3 

pH  pH units  2024‐03‐08  6.7  8.3 

pH  pH units  2024‐03‐09  7.1  8.7 

pH  pH units  2024‐03‐10  7.1  8.7 

pH  pH units  2024‐03‐11  6.5  8.0 

pH  pH units  2024‐03‐12  6.7  8.4 

pH  pH units  2024‐03‐13  6.8  8.5 

pH  pH units  2024‐03‐14  6.8  8.5 

pH  pH units  2024‐03‐15  6.7  8.2 

pH  pH units  2024‐03‐16  7.2  8.5 

pH  pH units  2024‐03‐17  7.0  8.4 

pH  pH units  2024‐03‐18  6.9  8.0 

pH  pH units  2024‐03‐19  7.0  8.3 

pH  pH units  2024‐03‐20  7.0  8.3 
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pH  pH units  2024‐03‐21  6.7  8.1 

pH  pH units  2024‐03‐22  6.9  8.3 

pH  pH units  2024‐03‐23  6.7  8.4 

pH  pH units  2024‐03‐24  7.2  8.7 

pH  pH units  2024‐03‐25  6.5  8.4 

pH  pH units  2024‐03‐26  6.9  8.3 

pH  pH units  2024‐03‐27  7.0  8.4 

pH  pH units  2024‐03‐28  7.0  8.3 

pH  pH units  2024‐03‐29  7.3  8.5 

pH  pH units  2024‐03‐30  7.1  8.7 

pH  pH units  2024‐03‐31  7.1  8.5 

pH  pH units  2024‐04‐01  7.2  8.6 

pH  pH units  2024‐04‐02  6.6  7.9 

pH  pH units  2024‐04‐03  6.7  8.2 

pH  pH units  2024‐04‐04  6.9  8.3 

pH  pH units  2024‐04‐05  7.0  8.4 

pH  pH units  2024‐04‐06  7.2  8.6 

pH  pH units  2024‐04‐07  6.6  8.2 

pH  pH units  2024‐04‐08  6.6  7.9 

pH  pH units  2024‐04‐09  6.9  8.3 

pH  pH units  2024‐04‐10  6.9  8.3 

pH  pH units  2024‐04‐11  6.9  8.4 

pH  pH units  2024‐04‐12  6.9  8.3 

pH  pH units  2024‐04‐13  7.2  8.6 

pH  pH units  2024‐04‐14  7.3  8.7 

pH  pH units  2024‐04‐15  6.6  8.4 

pH  pH units  2024‐04‐16  6.9  8.4 

pH  pH units  2024‐04‐17  6.9  8.3 

pH  pH units  2024‐04‐18  6.7  8.3 

pH  pH units  2024‐04‐19  6.8  8.4 

pH  pH units  2024‐04‐20  7.2  8.6 

pH  pH units  2024‐04‐21  7.2  8.6 

pH  pH units  2024‐04‐22  6.8  8.1 

pH  pH units  2024‐04‐23  7.0  8.3 

pH  pH units  2024‐04‐24  6.9  8.3 

pH  pH units  2024‐04‐25  6.9  8.4 

pH  pH units  2024‐04‐26  6.9  8.3 

pH  pH units  2024‐04‐27  7.2  8.4 

pH  pH units  2024‐04‐28  7.0  8.5 

pH  pH units  2024‐04‐29  6.6  8.0 

pH  pH units  2024‐04‐30  6.9  8.3 

pH  pH units  2024‐05‐01  6.9  8.4 
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pH  pH units  2024‐05‐02  6.8  8.1 

pH  pH units  2024‐05‐03  6.9  8.3 

pH  pH units  2024‐05‐04  7.3  8.3 

pH  pH units  2024‐05‐05  7.1  8.4 

pH  pH units  2024‐05‐06  6.9  8.3 

pH  pH units  2024‐05‐07  6.6  8.1 

pH  pH units  2024‐05‐08  7.0  8.4 

pH  pH units  2024‐05‐09  6.9  8.2 

pH  pH units  2024‐05‐10  7.2  8.6 

pH  pH units  2024‐05‐11  7.1  8.8 

pH  pH units  2024‐05‐12  7.2  8.5 

pH  pH units  2024‐05‐13  6.7  8.2 

pH  pH units  2024‐05‐14  6.9  8.2 

pH  pH units  2024‐05‐15  6.8  8.3 

pH  pH units  2024‐05‐16  6.8  8.4 

pH  pH units  2024‐05‐17  6.8  8.4 

pH  pH units  2024‐05‐18  7.1  8.3 

pH  pH units  2024‐05‐19  7.2  8.5 

pH  pH units  2024‐05‐20  6.9  8.5 

pH  pH units  2024‐05‐21  6.7  8.0 

pH  pH units  2024‐05‐22  6.9  8.5 

pH  pH units  2024‐05‐23  7.0  8.2 

pH  pH units  2024‐05‐24  6.8  8.3 

pH  pH units  2024‐05‐25  7.1  8.3 

pH  pH units  2024‐05‐26  7.3  8.3 

pH  pH units  2024‐05‐27  6.9  7.9 

pH  pH units  2024‐05‐28  6.8  8.3 

pH  pH units  2024‐05‐29  6.8  8.4 

pH  pH units  2024‐05‐30  6.8  8.3 

pH  pH units  2024‐05‐31  6.9  8.5 

pH  pH units  2024‐06‐01  7.2  8.4 

pH  pH units  2024‐06‐02  7.3  8.4 

pH  pH units  2024‐06‐03  6.6  8.2 

pH  pH units  2024‐06‐04  6.9  8.4 

pH  pH units  2024‐06‐05  6.8  8.4 

pH  pH units  2024‐06‐06  6.9  8.3 

pH  pH units  2024‐06‐07  6.8  8.3 

pH  pH units  2024‐06‐08  7.1  8.4 

pH  pH units  2024‐06‐09  6.6  8.3 

pH  pH units  2024‐06‐10  6.7  8.0 

pH  pH units  2024‐06‐11  6.8  8.4 

pH  pH units  2024‐06‐12  6.8  8.5 
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pH  pH units  2024‐06‐13  6.8  8.3 

pH  pH units  2024‐06‐14  6.8  8.4 

pH  pH units  2024‐06‐15  7.3  8.5 

pH  pH units  2024‐06‐16  7.2  8.4 

pH  pH units  2024‐06‐17  6.9  7.9 

pH  pH units  2024‐06‐18  6.8  8.3 

pH  pH units  2024‐06‐19  6.8  8.2 

pH  pH units  2024‐06‐20  6.8  8.3 

pH  pH units  2024‐06‐21  6.8  8.2 

pH  pH units  2024‐06‐22  7.3  8.4 

pH  pH units  2024‐06‐23  6.8  8.3 

pH  pH units  2024‐06‐24  6.6  7.9 

pH  pH units  2024‐06‐25  6.9  8.3 

pH  pH units  2024‐06‐26  6.8  8.2 

pH  pH units  2024‐06‐27  6.9  8.2 

pH  pH units  2024‐06‐28  6.8  8.3 

pH  pH units  2024‐06‐29  7.3  8.3 

pH  pH units  2024‐06‐30  7.3  8.3 

pH  pH units  2024‐07‐01  7.3  8.4 

pH  pH units  2024‐07‐02  6.8  7.9 

pH  pH units  2024‐07‐03  7.4  8.4 

pH  pH units  2024‐07‐04  7.3  8.3 

pH  pH units  2024‐07‐05  7.4  8.3 

pH  pH units  2024‐07‐06  6.8  8.5 

pH  pH units  2024‐07‐07  6.8  8.4 

pH  pH units  2024‐07‐08  6.6  8.4 

pH  pH units  2024‐07‐09  7.2  8.5 

pH  pH units  2024‐07‐10  6.8  8.4 

pH  pH units  2024‐07‐11  6.7  8.3 

pH  pH units  2024‐07‐12  6.8  8.3 

pH  pH units  2024‐07‐13  7.1  8.3 

pH  pH units  2024‐07‐14  7.2  8.3 

pH  pH units  2024‐07‐15  6.8  8.6 

pH  pH units  2024‐07‐16  7.3  8.7 

pH  pH units  2024‐07‐17  6.7  8.5 

pH  pH units  2024‐07‐18  6.8  8.3 

pH  pH units  2024‐07‐19  6.8  8.4 

pH  pH units  2024‐07‐20  7.0  8.5 

pH  pH units  2024‐07‐21  7.1  8.4 

pH  pH units  2024‐07‐22  6.7  8.5 

pH  pH units  2024‐07‐23  6.7  8.2 

pH  pH units  2024‐07‐24  6.7  8.3 
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pH  pH units  2024‐07‐25  6.8  8.4 

pH  pH units  2024‐07‐26  7.2  8.3 

pH  pH units  2024‐07‐27  7.2  8.3 

pH  pH units  2024‐07‐28  7.2  8.4 

pH  pH units  2024‐07‐29  6.6  8.0 

pH  pH units  2024‐07‐30  6.6  8.5 

pH  pH units  2024‐07‐31  6.8  8.3 

pH  pH units  2024‐08‐01  6.8  8.3 

pH  pH units  2024‐08‐02  6.8  8.4 

pH  pH units  2024‐08‐03  6.6  8.3 

pH  pH units  2024‐08‐04  6.9  8.4 

pH  pH units  2024‐08‐05  6.7  8.1 

pH  pH units  2024‐08‐06  6.7  8.4 

pH  pH units  2024‐08‐07  6.6  8.4 

pH  pH units  2024‐08‐08  6.9  8.3 

pH  pH units  2024‐08‐09  6.7  8.4 

pH  pH units  2024‐08‐10  6.7  8.4 

pH  pH units  2024‐08‐11  6.9  8.5 

pH  pH units  2024‐08‐12  6.8  8.1 

pH  pH units  2024‐08‐13  6.9  8.5 

pH  pH units  2024‐08‐14  6.6  8.4 

pH  pH units  2024‐08‐15  6.8  8.4 

pH  pH units  2024‐08‐16  6.6  8.4 

pH  pH units  2024‐08‐17  6.9  8.5 

pH  pH units  2024‐08‐18  7  8.5 

pH  pH units  2024‐08‐19  6.6  8.2 

pH  pH units  2024‐08‐20  6.7  8.4 

pH  pH units  2024‐08‐21  6.8  8.6 

pH  pH units  2024‐08‐22  6.8  8.5 

pH  pH units  2024‐08‐23  6.8  8.4 

pH  pH units  2024‐08‐24  6.9  8.5 

pH  pH units  2024‐08‐25  6.9  8.6 

pH  pH units  2024‐08‐26  6.6  8.1 

pH  pH units  2024‐08‐27  6.8  8.5 

pH  pH units  2024‐08‐28  7.2  8.5 

pH  pH units  2024‐08‐29  7.2  8.4 

pH  pH units  2024‐08‐30  6.8  8.5 

pH  pH units  2024‐08‐31  7.0  8.0 

pH  pH units  2024‐09‐01  7.0  8.3 

pH  pH units  2024‐09‐02  7.3  8.4 

pH  pH units  2024‐09‐03  6.7  8.4 

pH  pH units  2024‐09‐04  6.8  8.4 
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pH  pH units  2024‐09‐05  6.9  8.4 

pH  pH units  2024‐09‐06  6.8  8.4 

pH  pH units  2024‐09‐07  7.1  8.5 

pH  pH units  2024‐09‐08  6.9  8.4 

pH  pH units  2024‐09‐09  6.7  8.1 

pH  pH units  2024‐09‐10  6.8  8.3 

pH  pH units  2024‐09‐11  6.9  8.4 

pH  pH units  2024‐09‐12  6.7  8.4 

pH  pH units  2024‐09‐13  6.8  8.4 

pH  pH units  2024‐09‐14  7.0  8.3 

pH  pH units  2024‐09‐15  7.3  8.4 

pH  pH units  2024‐09‐16  6.9  8.3 

pH  pH units  2024‐09‐17  6.9  8.3 

pH  pH units  2024‐09‐18  6.8  8.4 

pH  pH units  2024‐09‐19  6.8  8.4 

pH  pH units  2024‐09‐20  6.8  8.4 

pH  pH units  2024‐09‐21  7.0  8.4 

pH  pH units  2024‐09‐22  7.1  8.3 

pH  pH units  2024‐09‐23  6.7  8.1 

pH  pH units  2024‐09‐24  6.8  8.4 

pH  pH units  2024‐09‐25  6.8  8.4 

pH  pH units  2024‐09‐26  6.7  8.4 

pH  pH units  2024‐09‐27  6.8  8.3 

pH  pH units  2024‐09‐28  7.1  8.5 

pH  pH units  2024‐09‐29  7.2  8.5 

pH  pH units  2024‐09‐30  7.1  8.5 

pH  pH units  2024‐10‐01  6.8  8.1 

pH  pH units  2024‐10‐02  6.8  8.5 

pH  pH units  2024‐10‐03  6.8  8.4 

pH  pH units  2024‐10‐04  6.6  8.6 

pH  pH units  2024‐10‐05  7.1  8.5 

pH  pH units  2024‐10‐06  6.9  8.6 

pH  pH units  2024‐10‐07  6.7  8.1 

pH  pH units  2024‐10‐08  6.8  8.5 

pH  pH units  2024‐10‐09  6.8  8.5 

pH  pH units  2024‐10‐10  6.8  8.5 

pH  pH units  2024‐10‐11  6.7  8.2 

pH  pH units  2024‐10‐12  7.3  8.3 

pH  pH units  2024‐10‐13  7.1  8.3 

pH  pH units  2024‐10‐14  7.4  8.3 

pH  pH units  2024‐10‐15  6.9  8.0 

pH  pH units  2024‐10‐16  6.9  8.4 
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pH  pH units  2024‐10‐17  6.7  8.4 

pH  pH units  2024‐10‐18  6.7  8.4 

pH  pH units  2024‐10‐19  6.8  8.4 

pH  pH units  2024‐10‐20  7.3  8.3 

pH  pH units  2024‐10‐21  6.8  8.5 

pH  pH units  2024‐10‐22  6.8  8.0 

pH  pH units  2024‐10‐23  6.8  8.4 

pH  pH units  2024‐10‐24  6.8  8.5 

pH  pH units  2024‐10‐25  6.7  8.4 

pH  pH units  2024‐10‐26  7.4  8.4 

pH  pH units  2024‐10‐27  7.1  8.4 

pH  pH units  2024‐10‐28  6.8  8.0 

pH  pH units  2024‐10‐29  6.7  8.4 

pH  pH units  2024‐10‐30  6.7  8.4 

pH  pH units  2024‐10‐31  6.7  8.4 

pH  pH units  2024‐11‐01  6.7  8.3 

pH  pH units  2024‐11‐02  7.2  8.3 

pH  pH units  2024‐11‐03  6.9  8.4 

pH  pH units  2024‐11‐04  6.7  8.3 

pH  pH units  2024‐11‐05  6.8  8.4 

pH  pH units  2024‐11‐06  6.7  8.2 

pH  pH units  2024‐11‐07  6.8  8.4 

pH  pH units  2024‐11‐08  6.7  8.4 

pH  pH units  2024‐11‐09  7.0  8.3 

pH  pH units  2024‐11‐10  6.8  8.4 

pH  pH units  2024‐11‐11  7.2  8.4 

pH  pH units  2024‐11‐12  6.5  7.9 

pH  pH units  2024‐11‐13  6.7  8.4 

pH  pH units  2024‐11‐14  6.6  8.4 

pH  pH units  2024‐11‐15  6.6  8.2 

pH  pH units  2024‐11‐16  7.2  8.4 

pH  pH units  2024‐11‐17  7.1  8.4 

pH  pH units  2024‐11‐18  6.4  7.9 

pH  pH units  2024‐11‐19  6.8  8.4 

pH  pH units  2024‐11‐20  6.6  8.3 

pH  pH units  2024‐11‐21  6.7  8.5 

pH  pH units  2024‐11‐22  6.6  8.3 

pH  pH units  2024‐11‐23  7.3  8.4 

pH  pH units  2024‐11‐24  7.0  8.5 

pH  pH units  2024‐11‐25  6.5  8.3 

pH  pH units  2024‐11‐26  6.6  8.3 

pH  pH units  2024‐11‐27  6.6  8.3 
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pH  pH units  2024‐11‐28  6.7  8.3 

pH  pH units  2024‐11‐29  6.7  8.3 

pH  pH units  2024‐11‐30  7.3  8.3 

pH  pH units  2024‐12‐01  6.8  8.3 

pH  pH units  2024‐12‐02  6.8  7.9 

pH  pH units  2024‐12‐03  6.7  8.2 

pH  pH units  2024‐12‐04  6.7  8.1 

pH  pH units  2024‐12‐05  6.7  8.1 

pH  pH units  2024‐12‐07  7.1  8.2 

pH  pH units  2024‐12‐08  6.7  8.3 

pH  pH units  2024‐12‐09  6.5  7.8 

pH  pH units  2024‐12‐10  6.8  8.3 

pH  pH units  2024‐12‐11  6.6  8.3 

pH  pH units  2024‐12‐12  6.8  8.2 

pH  pH units  2024‐12‐13  6.8  8.5 

pH  pH units  2024‐12‐14  7.3  8.4 

pH  pH units  2024‐12‐15  7.3  8.3 

pH  pH units  2024‐12‐16  6.8  8.5 

pH  pH units  2024‐12‐17  6.9  8.4 

pH  pH units  2024‐12‐18  6.9  8.5 

pH  pH units  2024‐12‐19  6.8  8.4 

pH  pH units  2024‐12‐20  6.8  8.4 

pH  pH units  2024‐12‐21  7.3  8.3 

pH  pH units  2024‐12‐22  7.1  8.3 

pH  pH units  2024‐12‐23  7.1  8.4 

pH  pH units  2024‐12‐24  6.6  8.2 

pH  pH units  2024‐12‐29  6.8  8.4 

pH  pH units  2024‐12‐30  6.5  8.6 

pH  pH units  2024‐12‐31  6.7  8.4 

Phenol  mg/L  2024‐04‐02  <0.005  <0.005 

Phenol  mg/L  2024‐10‐15  <0.005  <0.005 

Phosphorus Dissolved  µg/L  2024‐01‐08  <10  <10 

Phosphorus Dissolved  µg/L  2024‐02‐05  <10  <10 

Phosphorus Dissolved  µg/L  2024‐03‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐04‐02  <10  <10 

Phosphorus Dissolved  µg/L  2024‐05‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐06‐03  <10  <10 

Phosphorus Dissolved  µg/L  2024‐07‐02  <10  <10 

Phosphorus Dissolved  µg/L  2024‐08‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐09‐03  <10  <10 

Phosphorus Dissolved  µg/L  2024‐10‐15  <10  <10 

Phosphorus Dissolved  µg/L  2024‐11‐04  <10  <10 
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Phosphorus Dissolved  µg/L  2024‐12‐02  <10  <10 

Phosphorus Total  µg/L  2024‐01‐08  <10  <10 

Phosphorus Total  µg/L  2024‐02‐05  <10  <10 

Phosphorus Total  µg/L  2024‐03‐06  <10  <10 

Phosphorus Total  µg/L  2024‐04‐02  <10  <10 

Phosphorus Total  µg/L  2024‐05‐06  <10  <10 

Phosphorus Total  µg/L  2024‐06‐03  <10  <10 

Phosphorus Total  µg/L  2024‐07‐02  <10  <10 

Phosphorus Total  µg/L  2024‐08‐06  <10  <10 

Phosphorus Total  µg/L  2024‐09‐03  <10  <10 

Phosphorus Total  µg/L  2024‐10‐15  <10  <10 

Phosphorus Total  µg/L  2024‐11‐04  <10  <10 

Phosphorus Total  µg/L  2024‐12‐02  <10  <10 

Potassium Total  µg/L  2024‐04‐02  166  156 

Potassium Total  µg/L  2024‐04‐16  162  ‐ 

Potassium Total  µg/L  2024‐04‐18  ‐  157 

Potassium Total  µg/L  2024‐10‐07  209  241 

Potassium Total  µg/L  2024‐10‐15  213  250 

Residue Total  mg/L  2024‐02‐05  16  34 

Residue Total  mg/L  2024‐04‐02  15  35 

Residue Total  mg/L  2024‐06‐03  12  31 

Residue Total  mg/L  2024‐08‐06  19  37 

Residue Total  mg/L  2024‐10‐15  15  38 

Residue Total  mg/L  2024‐12‐02  23  40 

Residue Total Dissolved  mg/L  2024‐02‐05  12  32 

Residue Total Dissolved  mg/L  2024‐04‐02  14  34 

Residue Total Dissolved  mg/L  2024‐06‐03  13  31 

Residue Total Dissolved  mg/L  2024‐08‐06  16  36 

Residue Total Dissolved  mg/L  2024‐10‐15  15  34 

Residue Total Dissolved  mg/L  2024‐12‐02  17  35 

Residue Total Fixed  mg/L  2024‐02‐05  9  23 

Residue Total Fixed  mg/L  2024‐04‐02  11  30 

Residue Total Fixed  mg/L  2024‐06‐03  7  26 

Residue Total Fixed  mg/L  2024‐08‐06  12  31 

Residue Total Fixed  mg/L  2024‐10‐15  9  33 

Residue Total Fixed  mg/L  2024‐12‐02  15  30 

Residue Total Volatile  mg/L  2024‐02‐05  7  11 

Residue Total Volatile  mg/L  2024‐04‐02  5  5 

Residue Total Volatile  mg/L  2024‐06‐03  5  5 

Residue Total Volatile  mg/L  2024‐08‐06  7  6 

Residue Total Volatile  mg/L  2024‐10‐15  7  5 

Residue Total Volatile  mg/L  2024‐12‐02  8  10 
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Selenium Total  µg/L  2024‐04‐02  <0.5  <0.5 

Selenium Total  µg/L  2024‐04‐16  <0.5  ‐ 

Selenium Total  µg/L  2024‐04‐18  ‐  <0.5 

Selenium Total  µg/L  2024‐10‐07  <0.5  <0.5 

Selenium Total  µg/L  2024‐10‐15  <0.5  <0.5 

Silica as SiO2  mg/L  2024‐02‐05  2.6  2.6 

Silica as SiO2  mg/L  2024‐04‐02  3.5  3.6 

Silica as SiO2  mg/L  2024‐06‐03  3.2  3.2 

Silica as SiO2  mg/L  2024‐08‐06  3.4  3.4 

Silica as SiO2  mg/L  2024‐10‐15  3.8  4.3 

Silica as SiO2  mg/L  2024‐12‐02  3.7  3.7 

Silver Total  µg/L  2024‐04‐02  <0.5  <0.5 

Silver Total  µg/L  2024‐04‐16  <0.5  ‐ 

Silver Total  µg/L  2024‐04‐18  ‐  <0.5 

Silver Total  µg/L  2024‐10‐07  <0.5  <0.5 

Silver Total  µg/L  2024‐10‐15  <0.5  <0.5 

Sodium Total  µg/L  2024‐01‐30  469  1600 

Sodium Total  µg/L  2024‐02‐05  440  1540 

Sodium Total  µg/L  2024‐04‐02  588  1650 

Sodium Total  µg/L  2024‐04‐16  577  ‐ 

Sodium Total  µg/L  2024‐04‐18  ‐  1630 

Sodium Total  µg/L  2024‐04‐25  604  1670 

Sodium Total  µg/L  2024‐06‐03  547  1790 

Sodium Total  µg/L  2024‐08‐06  578  2210 

Sodium Total  µg/L  2024‐09‐10  588  2060 

Sodium Total  µg/L  2024‐10‐07  600  2240 

Sodium Total  µg/L  2024‐10‐15  620  2430 

Sodium Total  µg/L  2024‐11‐25  507  1560 

Sodium Total  µg/L  2024‐12‐02  602  1720 

Sulphate  mg/L  2024‐01‐08  1.1  1.0 

Sulphate  mg/L  2024‐02‐05  0.8  0.8 

Sulphate  mg/L  2024‐03‐06  1.2  1.2 

Sulphate  mg/L  2024‐04‐02  1.4  1.4 

Sulphate  mg/L  2024‐05‐06  1.4  1.2 

Sulphate  mg/L  2024‐06‐03  1.2  1.1 

Sulphate  mg/L  2024‐07‐02  1.3  1.0 

Sulphate  mg/L  2024‐08‐06  1.4  0.9 

Sulphate  mg/L  2024‐09‐03  1.4  1.0 

Sulphate  mg/L  2024‐10‐15  1.4  1.1 

Sulphate  mg/L  2024‐11‐04  1.1  1.1 

Sulphate  mg/L  2024‐12‐02  1.3  1.1 

Temperature  °C  2024‐01‐01  5.5  5.5 
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Temperature  °C  2024‐01‐02  5.5  5.5 

Temperature  °C  2024‐01‐03  5.3  5.4 

Temperature  °C  2024‐01‐04  5.5  5.5 

Temperature  °C  2024‐01‐05  5.2  5.3 

Temperature  °C  2024‐01‐06  4.8  4.9 

Temperature  °C  2024‐01‐07  4.7  4.9 

Temperature  °C  2024‐01‐08  4.9  5.1 

Temperature  °C  2024‐01‐09  4.8  4.9 

Temperature  °C  2024‐01‐10  4.8  5.0 

Temperature  °C  2024‐01‐11  4.7  4.8 

Temperature  °C  2024‐01‐12  3.6  4.3 

Temperature  °C  2024‐01‐13  2.7  3.2 

Temperature  °C  2024‐01‐14  2.5  3.2 

Temperature  °C  2024‐01‐15  2.4  3.0 

Temperature  °C  2024‐01‐16  2.6  3.0 

Temperature  °C  2024‐01‐17  3.0  3.0 

Temperature  °C  2024‐01‐18  2.7  3.5 

Temperature  °C  2024‐01‐19  2.7  3.0 

Temperature  °C  2024‐01‐20  2.7  2.8 

Temperature  °C  2024‐01‐21  3.0  3.3 

Temperature  °C  2024‐01‐22  3.0  3.0 

Temperature  °C  2024‐01‐23  3.4  3.4 

Temperature  °C  2024‐01‐24  2.9  3.1 

Temperature  °C  2024‐01‐25  2.9  3.2 

Temperature  °C  2024‐01‐26  3.4  3.6 

Temperature  °C  2024‐01‐27  3.6  3.6 

Temperature  °C  2024‐01‐28  3.4  3.4 

Temperature  °C  2024‐01‐29  3.7  3.7 

Temperature  °C  2024‐01‐30  4.5  4.5 

Temperature  °C  2024‐01‐31  4.2  4.2 

Temperature  °C  2024‐02‐01  4.7  4.7 

Temperature  °C  2024‐02‐02  5.0  5.0 

Temperature  °C  2024‐02‐03  8.3  8.4 

Temperature  °C  2024‐02‐04  7.3  7.7 

Temperature  °C  2024‐02‐05  5.8  5.5 

Temperature  °C  2024‐02‐06  5.0  5.0 

Temperature  °C  2024‐02‐07  6.1  5.6 

Temperature  °C  2024‐02‐08  5.0  5.3 

Temperature  °C  2024‐02‐09  5.1  5.3 

Temperature  °C  2024‐02‐10  4.7  4.7 

Temperature  °C  2024‐02‐11  4.7  4.8 

Temperature  °C  2024‐02‐12  5.0  5.0 
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Temperature  °C  2024‐02‐13  4.7  4.9 

Temperature  °C  2024‐02‐14  5.0  4.9 

Temperature  °C  2024‐02‐15  4.4  4.7 

Temperature  °C  2024‐02‐16  4.7  4.3 

Temperature  °C  2024‐02‐17  4.1  4.2 

Temperature  °C  2024‐02‐18  4.5  4.6 

Temperature  °C  2024‐02‐19  4.2  4.3 

Temperature  °C  2024‐02‐20  4.6  4.6 

Temperature  °C  2024‐02‐21  4.8  4.8 

Temperature  °C  2024‐02‐22  4.6  4.8 

Temperature  °C  2024‐02‐23  4.2  4.5 

Temperature  °C  2024‐02‐24  4.7  4.9 

Temperature  °C  2024‐02‐25  4.7  4.8 

Temperature  °C  2024‐02‐26  4.5  4.3 

Temperature  °C  2024‐02‐27  4.4  4.6 

Temperature  °C  2024‐02‐28  4.0  4.1 

Temperature  °C  2024‐02‐29  3.9  4.1 

Temperature  °C  2024‐03‐01  3.8  4.0 

Temperature  °C  2024‐03‐02  3.6  3.8 

Temperature  °C  2024‐03‐03  3.5  3.8 

Temperature  °C  2024‐03‐04  3.2  3.6 

Temperature  °C  2024‐03‐05  3.4  3.3 

Temperature  °C  2024‐03‐06  3.2  3.2 

Temperature  °C  2024‐03‐07  3.2  3.4 

Temperature  °C  2024‐03‐08  3.2  3.4 

Temperature  °C  2024‐03‐09  3.0  3.3 

Temperature  °C  2024‐03‐10  3.4  3.4 

Temperature  °C  2024‐03‐11  3.2  3.3 

Temperature  °C  2024‐03‐12  3.2  3.4 

Temperature  °C  2024‐03‐13  3.5  3.7 

Temperature  °C  2024‐03‐14  3.6  3.9 

Temperature  °C  2024‐03‐15  3.4  3.6 

Temperature  °C  2024‐03‐16  3.4  3.5 

Temperature  °C  2024‐03‐17  3.6  3.6 

Temperature  °C  2024‐03‐18  3.8  4.0 

Temperature  °C  2024‐03‐19  4.1  4.2 

Temperature  °C  2024‐03‐20  4.2  4.2 

Temperature  °C  2024‐03‐21  4.5  4.6 

Temperature  °C  2024‐03‐22  4.5  4.6 

Temperature  °C  2024‐03‐23  4.9  5.0 

Temperature  °C  2024‐03‐24  4.5  4.7 

Temperature  °C  2024‐03‐25  4.7  4.8 
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Temperature  °C  2024‐03‐26  4.8  4.9 

Temperature  °C  2024‐03‐27  4.9  5.0 

Temperature  °C  2024‐03‐28  4.9  4.9 

Temperature  °C  2024‐03‐29  4.9  5.0 

Temperature  °C  2024‐03‐30  5.1  5.3 

Temperature  °C  2024‐03‐31  5.0  5.2 

Temperature  °C  2024‐04‐01  5.0  5.3 

Temperature  °C  2024‐04‐02  5.5  5.5 

Temperature  °C  2024‐04‐03  5.8  5.8 

Temperature  °C  2024‐04‐04  5.5  5.3 

Temperature  °C  2024‐04‐05  5.7  5.8 

Temperature  °C  2024‐04‐06  5.6  5.5 

Temperature  °C  2024‐04‐07  6.0  6.0 

Temperature  °C  2024‐04‐08  5.8  5.8 

Temperature  °C  2024‐04‐09  5.8  5.8 

Temperature  °C  2024‐04‐10  5.9  5.8 

Temperature  °C  2024‐04‐11  5.9  5.7 

Temperature  °C  2024‐04‐12  6.4  6.2 

Temperature  °C  2024‐04‐13  6.1  6.0 

Temperature  °C  2024‐04‐14  6.3  6.0 

Temperature  °C  2024‐04‐15  6.4  5.8 

Temperature  °C  2024‐04‐16  6.4  6.0 

Temperature  °C  2024‐04‐17  6.5  6.2 

Temperature  °C  2024‐04‐18  6.8  6.3 

Temperature  °C  2024‐04‐19  7.7  7.1 

Temperature  °C  2024‐04‐20  7.7  7.0 

Temperature  °C  2024‐04‐21  7.0  6.6 

Temperature  °C  2024‐04‐22  7.5  7.0 

Temperature  °C  2024‐04‐23  8.0  7.3 

Temperature  °C  2024‐04‐24  7.8  7.2 

Temperature  °C  2024‐04‐25  7.8  7.5 

Temperature  °C  2024‐04‐26  7.8  7.2 

Temperature  °C  2024‐04‐27  7.6  7.3 

Temperature  °C  2024‐04‐28  7.5  7.2 

Temperature  °C  2024‐04‐29  7.8  7.3 

Temperature  °C  2024‐04‐30  7.6  7.5 

Temperature  °C  2024‐05‐01  7.6  7.1 

Temperature  °C  2024‐05‐02  7.9  7.3 

Temperature  °C  2024‐05‐03  7.8  7.6 

Temperature  °C  2024‐05‐04  8.4  7.6 

Temperature  °C  2024‐05‐05  8.0  7.8 

Temperature  °C  2024‐05‐06  7.8  7.5 
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Temperature  °C  2024‐05‐07  8.4  7.7 

Temperature  °C  2024‐05‐08  8.2  7.4 

Temperature  °C  2024‐05‐09  8.4  6.7 

Temperature  °C  2024‐05‐10  9.0  8.3 

Temperature  °C  2024‐05‐11  9.0  8.4 

Temperature  °C  2024‐05‐12  9.0  8.4 

Temperature  °C  2024‐05‐13  9.6  8.6 

Temperature  °C  2024‐05‐14  9.8  8.9 

Temperature  °C  2024‐05‐15  9.7  8.9 

Temperature  °C  2024‐05‐16  10.0  9.0 

Temperature  °C  2024‐05‐17  10.0  9.4 

Temperature  °C  2024‐05‐18  10.0  9.0 

Temperature  °C  2024‐05‐19  10.0  9.2 

Temperature  °C  2024‐05‐20  10.3  9.1 

Temperature  °C  2024‐05‐21  10.3  9.5 

Temperature  °C  2024‐05‐22  10.0  9.0 

Temperature  °C  2024‐05‐23  10.2  9.5 

Temperature  °C  2024‐05‐24  10.5  9.7 

Temperature  °C  2024‐05‐25  9.8  9.1 

Temperature  °C  2024‐05‐26  10.2  9.5 

Temperature  °C  2024‐05‐27  10.0  9.6 

Temperature  °C  2024‐05‐28  10.2  9.3 

Temperature  °C  2024‐05‐29  10.0  9.5 

Temperature  °C  2024‐05‐30  9.6  9.1 

Temperature  °C  2024‐05‐31  9.8  9.1 

Temperature  °C  2024‐06‐01  9.9  9.2 

Temperature  °C  2024‐06‐02  10.0  9.9 

Temperature  °C  2024‐06‐03  9.9  9.6 

Temperature  °C  2024‐06‐04  9.3  9.5 

Temperature  °C  2024‐06‐05  9.4  9.4 

Temperature  °C  2024‐06‐06  9.9  5.4 

Temperature  °C  2024‐06‐07  9.7  8.9 

Temperature  °C  2024‐06‐08  9.8  8.9 

Temperature  °C  2024‐06‐09  10.0  9.2 

Temperature  °C  2024‐06‐10  10.4  9.7 

Temperature  °C  2024‐06‐11  10.3  9.2 

Temperature  °C  2024‐06‐12  10.4  9.5 

Temperature  °C  2024‐06‐13  10.5  9.3 

Temperature  °C  2024‐06‐14  10.6  9.7 

Temperature  °C  2024‐06‐15  10.2  9.5 

Temperature  °C  2024‐06‐16  10.5  9.7 

Temperature  °C  2024‐06‐17  10.7  9.7 
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Temperature  °C  2024‐06‐18  10.9  10.2 

Temperature  °C  2024‐06‐19  10.9  10.3 

Temperature  °C  2024‐06‐20  11.5  9.9 

Temperature  °C  2024‐06‐21  11.7  10.7 

Temperature  °C  2024‐06‐22  11.3  10.7 

Temperature  °C  2024‐06‐23  11.7  11.0 

Temperature  °C  2024‐06‐24  11.9  11.2 

Temperature  °C  2024‐06‐25  12.1  10.4 

Temperature  °C  2024‐06‐26  11.5  10.5 

Temperature  °C  2024‐06‐27  12.0  11.6 

Temperature  °C  2024‐06‐28  11.8  10.9 

Temperature  °C  2024‐06‐29  11.9  10.9 

Temperature  °C  2024‐06‐30  12.0  10.9 

Temperature  °C  2024‐07‐01  12.3  11.2 

Temperature  °C  2024‐07‐02  12.5  11.5 

Temperature  °C  2024‐07‐03  12.8  12.1 

Temperature  °C  2024‐07‐04  12.1  10.5 

Temperature  °C  2024‐07‐05  12.4  11.1 

Temperature  °C  2024‐07‐06  11.9  10.5 

Temperature  °C  2024‐07‐07  12.8  10.6 

Temperature  °C  2024‐07‐08  13.3  11.0 

Temperature  °C  2024‐07‐09  12.7  10.7 

Temperature  °C  2024‐07‐10  13.0  10.8 

Temperature  °C  2024‐07‐11  12.9  13.0 

Temperature  °C  2024‐07‐12  13.2  11.0 

Temperature  °C  2024‐07‐13  13.2  11.0 

Temperature  °C  2024‐07‐14  14.0  11.5 

Temperature  °C  2024‐07‐15  14.6  11.8 

Temperature  °C  2024‐07‐16  13.9  11.3 

Temperature  °C  2024‐07‐17  14.5  11.1 

Temperature  °C  2024‐07‐18  13.7  11.1 

Temperature  °C  2024‐07‐19  14.5  11.9 

Temperature  °C  2024‐07‐20  14.0  11.3 

Temperature  °C  2024‐07‐21  14.6  11.9 

Temperature  °C  2024‐07‐22  15.0  12.3 

Temperature  °C  2024‐07‐23  14.5  11.7 

Temperature  °C  2024‐07‐24  15.6  12.3 

Temperature  °C  2024‐07‐25  15.0  11.6 

Temperature  °C  2024‐07‐26  16.0  12.5 

Temperature  °C  2024‐07‐27  15.7  12.3 

Temperature  °C  2024‐07‐28  15.5  12.4 

Temperature  °C  2024‐07‐29  16.0  12.8 
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Temperature  °C  2024‐07‐30  15.9  12.1 

Temperature  °C  2024‐07‐31  16.4  12.8 

Temperature  °C  2024‐08‐01  17.1  14.0 

Temperature  °C  2024‐08‐02  17.0  12.9 

Temperature  °C  2024‐08‐03  16.7  12.8 

Temperature  °C  2024‐08‐04  17.5  13.6 

Temperature  °C  2024‐08‐05  17.8  14.2 

Temperature  °C  2024‐08‐06  17.8  14.2 

Temperature  °C  2024‐08‐07  18.1  13.7 

Temperature  °C  2024‐08‐08  18.0  13.2 

Temperature  °C  2024‐08‐09  18.3  14.6 

Temperature  °C  2024‐08‐10  18.6  13.8 

Temperature  °C  2024‐08‐11  19.0  14.6 

Temperature  °C  2024‐08‐12  19.1  15.1 

Temperature  °C  2024‐08‐13  19.0  14.4 

Temperature  °C  2024‐08‐14  19.3  15.1 

Temperature  °C  2024‐08‐15  19.2  15.9 

Temperature  °C  2024‐08‐16  19.3  15.0 

Temperature  °C  2024‐08‐17  18.8  14.2 

Temperature  °C  2024‐08‐18  18.7  15.0 

Temperature  °C  2024‐08‐19  19.0  15.8 

Temperature  °C  2024‐08‐20  18.7  14.6 

Temperature  °C  2024‐08‐21  18.5  15.4 

Temperature  °C  2024‐08‐22  18.6  14.7 

Temperature  °C  2024‐08‐23  18.4  14.9 

Temperature  °C  2024‐08‐24  17.5  14.6 

Temperature  °C  2024‐08‐25  17.5  15.1 

Temperature  °C  2024‐08‐26  17.5  15.5 

Temperature  °C  2024‐08‐27  16.8  14.7 

Temperature  °C  2024‐08‐28  16.8  15.5 

Temperature  °C  2024‐08‐29  16.7  16.0 

Temperature  °C  2024‐08‐30  16.5  14.9 

Temperature  °C  2024‐08‐31  16.5  13.3 

Temperature  °C  2024‐09‐01  16.5  15.1 

Temperature  °C  2024‐09‐02  16.5  15.4 

Temperature  °C  2024‐09‐03  16.5  15.2 

Temperature  °C  2024‐09‐04  16.5  15.1 

Temperature  °C  2024‐09‐05  16.5  15.5 

Temperature  °C  2024‐09‐06  16.7  15.9 

Temperature  °C  2024‐09‐07  16.5  15.6 

Temperature  °C  2024‐09‐08  16.5  15.8 

Temperature  °C  2024‐09‐09  16.5  16.1 
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Temperature  °C  2024‐09‐10  16.3  15.7 

Temperature  °C  2024‐09‐11  16.3  16.0 

Temperature  °C  2024‐09‐12  16.4  16.0 

Temperature  °C  2024‐09‐13  16.3  16.1 

Temperature  °C  2024‐09‐14  15.9  15.8 

Temperature  °C  2024‐09‐15  15.7  15.7 

Temperature  °C  2024‐09‐16  15.5  15.7 

Temperature  °C  2024‐09‐17  15.7  15.7 

Temperature  °C  2024‐09‐18  15.3  15.3 

Temperature  °C  2024‐09‐19  15.4  15.5 

Temperature  °C  2024‐09‐20  15.1  15.2 

Temperature  °C  2024‐09‐21  15.0  15.0 

Temperature  °C  2024‐09‐22  15.0  15.1 

Temperature  °C  2024‐09‐23  15.0  15.2 

Temperature  °C  2024‐09‐24  14.9  15.3 

Temperature  °C  2024‐09‐25  14.9  15.7 

Temperature  °C  2024‐09‐26  14.8  15.4 

Temperature  °C  2024‐09‐27  14.6  15.6 

Temperature  °C  2024‐09‐28  14.4  15.0 

Temperature  °C  2024‐09‐29  14.0  14.9 

Temperature  °C  2024‐09‐30  13.6  14.7 

Temperature  °C  2024‐10‐01  14.0  15.0 

Temperature  °C  2024‐10‐02  14.3  14.8 

Temperature  °C  2024‐10‐03  13.5  12.9 

Temperature  °C  2024‐10‐04  13.3  14.3 

Temperature  °C  2024‐10‐05  13.2  14.0 

Temperature  °C  2024‐10‐06  13.3  14.0 

Temperature  °C  2024‐10‐07  13.1  13.9 

Temperature  °C  2024‐10‐08  13.5  14.0 

Temperature  °C  2024‐10‐09  13.0  13.7 

Temperature  °C  2024‐10‐10  13.2  13.8 

Temperature  °C  2024‐10‐11  13.1  13.9 

Temperature  °C  2024‐10‐12  12.9  13.4 

Temperature  °C  2024‐10‐13  12.9  13.5 

Temperature  °C  2024‐10‐14  12.8  13.5 

Temperature  °C  2024‐10‐15  12.5  13.4 

Temperature  °C  2024‐10‐16  12.5  13.2 

Temperature  °C  2024‐10‐17  12.5  13.5 

Temperature  °C  2024‐10‐18  12.5  13.5 

Temperature  °C  2024‐10‐19  12.1  12.8 

Temperature  °C  2024‐10‐20  11.1  11.6 

Temperature  °C  2024‐10‐21  10.1  10.5 
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Temperature  °C  2024‐10‐22  10.1  10.2 

Temperature  °C  2024‐10‐23  9.6  10.0 

Temperature  °C  2024‐10‐24  9.7  9.8 

Temperature  °C  2024‐10‐25  9.5  9.8 

Temperature  °C  2024‐10‐26  9.8  9.9 

Temperature  °C  2024‐10‐27  9.5  9.5 

Temperature  °C  2024‐10‐28  9.0  9.3 

Temperature  °C  2024‐10‐29  9.0  9.4 

Temperature  °C  2024‐10‐30  9.2  9.2 

Temperature  °C  2024‐10‐31  8.8  9.1 

Temperature  °C  2024‐11‐01  8.7  9.0 

Temperature  °C  2024‐11‐02  8.8  8.8 

Temperature  °C  2024‐11‐03  8.7  9.8 

Temperature  °C  2024‐11‐04  8.4  8.6 

Temperature  °C  2024‐11‐05  8.3  8.6 

Temperature  °C  2024‐11‐06  8.1  8.4 

Temperature  °C  2024‐11‐07  8.2  8.3 

Temperature  °C  2024‐11‐08  8.1  8.3 

Temperature  °C  2024‐11‐09  8.3  8.3 

Temperature  °C  2024‐11‐10  8.4  8.0 

Temperature  °C  2024‐11‐11  8.4  8.1 

Temperature  °C  2024‐11‐12  7.5  7.6 

Temperature  °C  2024‐11‐13  7.5  7.8 

Temperature  °C  2024‐11‐14  7.5  7.5 

Temperature  °C  2024‐11‐15  7.3  7.5 

Temperature  °C  2024‐11‐16  7.2  7.2 

Temperature  °C  2024‐11‐17  7.0  7.0 

Temperature  °C  2024‐11‐18  6.3  6.8 

Temperature  °C  2024‐11‐19  6.7  7.0 

Temperature  °C  2024‐11‐20  6.2  6.0 

Temperature  °C  2024‐11‐21  6.5  6.8 

Temperature  °C  2024‐11‐22  6.5  6.7 

Temperature  °C  2024‐11‐23  6.8  6.5 

Temperature  °C  2024‐11‐24  6.4  6.3 

Temperature  °C  2024‐11‐25  6.3  6.4 

Temperature  °C  2024‐11‐26  5.8  6.0 

Temperature  °C  2024‐11‐27  5.9  6.1 

Temperature  °C  2024‐11‐28  5.5  5.6 

Temperature  °C  2024‐11‐29  5.8  6.0 

Temperature  °C  2024‐11‐30  5.8  5.9 

Temperature  °C  2024‐12‐01  5.1  5.4 

Temperature  °C  2024‐12‐02  5.6  5.3 
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Temperature  °C  2024‐12‐03  4.9  5.1 

Temperature  °C  2024‐12‐04  4.9  5.1 

Temperature  °C  2024‐12‐05  4.9  5.0 

Temperature  °C  2024‐12‐06  5.3  5.3 

Temperature  °C  2024‐12‐07  5.4  5.6 

Temperature  °C  2024‐12‐08  4.9  5.0 

Temperature  °C  2024‐12‐09  4.9  5.2 

Temperature  °C  2024‐12‐10  4.7  5.2 

Temperature  °C  2024‐12‐11  5.2  5.2 

Temperature  °C  2024‐12‐12  4.5  4.8 

Temperature  °C  2024‐12‐13  5.1  5.0 

Temperature  °C  2024‐12‐14  4.7  4.5 

Temperature  °C  2024‐12‐15  4.7  4.7 

Temperature  °C  2024‐12‐16  4.4  4.5 

Temperature  °C  2024‐12‐17  4.4  4.7 

Temperature  °C  2024‐12‐18  4.4  4.4 

Temperature  °C  2024‐12‐19  4.4  4.8 

Temperature  °C  2024‐12‐20  4.7  4.7 

Temperature  °C  2024‐12‐21  4.7  4.9 

Temperature  °C  2024‐12‐22  4.8  4.8 

Temperature  °C  2024‐12‐23  4.9  5.1 

Temperature  °C  2024‐12‐24  5.0  5.1 

Temperature  °C  2024‐12‐26  5.5  5.1 

Temperature  °C  2024‐12‐27  5.0  5.3 

Temperature  °C  2024‐12‐28  5.0  5.3 

Temperature  °C  2024‐12‐29  4.7  4.9 

Temperature  °C  2024‐12‐30  4.7  4.8 

Temperature  °C  2024‐12‐31  4.6  4.9 

THM‐Total Trihalomethanes  ppb  2024‐01‐30  <4  15 

THM‐Total Trihalomethanes  ppb  2024‐04‐24  <4  21 

THM‐Total Trihalomethanes  ppb  2024‐09‐10  <4  22 

THM‐Total Trihalomethanes  ppb  2024‐10‐16  <4  20 

THM‐Total Trihalomethanes  ppb  2024‐11‐25  <4  22 

Total Coliform  MPN/100mLs  2024‐01‐01  49  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐02  24  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐03  45  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐04  34  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐04  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐05  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐01‐05  35  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐06  37  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐07  35  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐08  27  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐09  29  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐10  26  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐11  24  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐12  24  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐13  26  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐13  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐14  26  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐15  30  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐16  29  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐17  21  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐18  24  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐19  22  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐20  22  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐20  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐21  19  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐22  7  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐23  15  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐24  25  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐25  21  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐26  44  ‐ 
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Total Coliform  CFU/100mLs  2024‐01‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐27  31  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐28  30  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐29  25  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐29  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐30  37  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐31  47  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐01  50  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐02  71  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐03  99  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐04  64  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐05  26  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐06  28  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐07  36  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐08  33  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐09  33  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐10  35  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐11  33  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐12  39  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐13  29  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐14  40  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐15  25  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐16  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐02‐16  11  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐17  28  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐18  12  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐19  9  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐20  17  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐21  17  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐22  12  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐23  11  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐24  12  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐25  5  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐26  20  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐27  5  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐28  12  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐29  9  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐01  9  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐02  11  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐03  12  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐04  25  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐05  5  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐06  9  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐07  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐08  9  ‐ 
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Total Coliform  CFU/100mLs  2024‐03‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐09  11  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐10  11  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐10  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐11  7  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐12  6  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐13  4  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐14  13  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐15  24  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐16  20  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐17  16  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐18  15  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐19  23  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐20  9  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐21  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐22  17  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐23  16  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐24  24  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐25  11  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐26  15  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐27  9  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐28  8  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐29  35  ‐ 
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Total Coliform  CFU/100mLs  2024‐03‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐30  10  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐31  16  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐01  18  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐02  15  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐03  18  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐04  12  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐05  10  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐06  16  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐07  17  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐08  11  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐09  10  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐10  5  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐11  12  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐12  18  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐13  11  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐14  12  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐15  11  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐15  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐16  14  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐17  13  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐18  12  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐19  14  ‐ 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 189 

Seymour Source 

Parameter Units Date Sampled Source Treated 

Total Coliform  CFU/100mLs  2024‐04‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐20  10  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐21  13  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐22  5  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐22  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐23  4  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐24  4  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐24  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐25  6  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐26  7  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐27  15  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐28  13  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐29  22  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐30  15  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐01  17  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐02  249  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐03  16  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐04  25  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐05  34  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐06  12  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐07  15  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐08  14  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐09  22  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐10  16  ‐ 
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Total Coliform  CFU/100mLs  2024‐05‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐11  53  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐12  14  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐13  16  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐14  29  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐15  21  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐16  23  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐17  23  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐18  28  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐19  33  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐20  34  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐21  28  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐22  31  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐23  30  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐24  29  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐25  49  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐26  60  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐27  27  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐28  26  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐29  25  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐30  34  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐31  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐05‐31  36  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐01  62  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐02  32  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐03  41  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐04  86  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐05  105  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐06  111  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐07  75  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐08  79  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐09  86  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐10  77  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐11  59  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐12  68  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐13  51  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐14  48  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐15  79  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐15  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐16  61  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐17  60  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐18  82  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐19  58  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐20  68  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐21  35  ‐ 
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Total Coliform  CFU/100mLs  2024‐06‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐22  49  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐23  51  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐24  31  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐25  33  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐25  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐26  35  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐27  18  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐28  31  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐29  31  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐30  47  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐01  25  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐02  35  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐03  19  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐04  23  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐05  32  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐06  24  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐07  19  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐08  30  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐09  38  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐10  31  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐11  23  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐12  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐07‐12  25  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐13  23  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐14  15  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐15  20  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐16  20  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐17  17  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐18  13  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐19  12  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐20  13  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐21  10  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐22  17  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐23  20  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐24  12  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐25  11  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐26  9  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐27  12  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐28  12  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐29  14  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐30  6  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐31  5  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐01  20  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐02  12  ‐ 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 194 

Seymour Source 

Parameter Units Date Sampled Source Treated 

Total Coliform  CFU/100mLs  2024‐08‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐03  15  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐04  16  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐05  28  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐06  16  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐07  13  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐08  20  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐09  16  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐10  20  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐11  26  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐12  36  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐13  52  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐14  57  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐15  70  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐16  96  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐17  161  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐18  308  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐19  326  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐20  365  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐21  461  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐22  461  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐23  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐08‐23  727  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐24  921  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐25  816  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐25  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐26  866  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐27  1046  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐28  816  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐29  816  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐30  613  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐31  687  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐01  1046  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐02  980  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐03  770  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐04  1203  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐04  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐05  1414  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐06  921  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐07  1300  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐08  1300  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐09  1120  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐10  1300  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐10  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐11  1733  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐12  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐13  >2420  ‐ 
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Total Coliform  CFU/100mLs  2024‐09‐13  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐14  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐15  1986  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐16  2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐17  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐17  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐18  1553  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐19  2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐20  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐20  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐21  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐22  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐22  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐23  2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐24  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐25  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐26  1414  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐27  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐28  >2420  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐29  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐30  1986  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐01  2420  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐02  2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐03  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐04  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐10‐04  1986  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐05  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐06  1203  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐07  411  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐08  1300  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐09  1046  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐10  980  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐11  1046  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐12  687  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐13  1553  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐14  579  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐15  687  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐16  416  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐17  461  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐18  488  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐19  548  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐20  727  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐21  613  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐22  649  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐23  488  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐24  649  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐25  411  ‐ 
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Total Coliform  CFU/100mLs  2024‐10‐25  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐26  345  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐27  613  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐28  365  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐29  461  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐30  261  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐31  225  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐01  196  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐02  276  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐03  326  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐04  135  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐04  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐05  91  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐06  96  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐07  75  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐08  73  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐09  72  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐10  70  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐10  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐11  36  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐12  69  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐13  130  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐14  131  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐15  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐11‐15  166  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐16  161  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐17  210  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐17  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐18  143  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐19  147  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐20  129  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐21  111  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐22  99  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐23  102  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐24  111  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐25  68  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐26  74  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐27  62  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐28  66  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐29  40  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐30  70  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐01  57  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐02  50  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐03  43  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐04  30  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐05  23  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐06  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐12‐06  31  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐07  23  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐08  27  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐09  23  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐10  13  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐11  28  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐12  34  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐13  39  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐14  46  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐15  20  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐16  37  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐17  27  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐18  26  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐19  64  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐20  64  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐21  102  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐22  96  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐23  102  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐24  108  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐24  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐26  96  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐27  88  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐28  77  ‐ 
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Total Coliform  CFU/100mLs  2024‐12‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐29  43  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐29  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐30  39  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐31  66  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐31  ‐  <0.2 

Trichloroacetic Acid  µg/L  2024‐01‐30  <0.5  2.9 

Trichloroacetic Acid  µg/L  2024‐04‐24  <0.5  3.0 

Trichloroacetic Acid  µg/L  2024‐09‐10  <0.5  2.6 

Trichloroacetic Acid  µg/L  2024‐10‐16  <0.5  3.1 

Trichloroacetic Acid  µg/L  2024‐11‐25  <0.5  3.4 

Turbidity  NTU  2024‐01‐01  1.2  0.14 

Turbidity  NTU  2024‐01‐02  0.92  0.18 

Turbidity  NTU  2024‐01‐03  1.2  0.27 

Turbidity  NTU  2024‐01‐04  1.1  0.28 

Turbidity  NTU  2024‐01‐05  1.2  0.26 

Turbidity  NTU  2024‐01‐06  0.86  0.26 

Turbidity  NTU  2024‐01‐07  0.82  0.17 

Turbidity  NTU  2024‐01‐08  0.92  0.26 

Turbidity  NTU  2024‐01‐09  0.76  0.27 

Turbidity  NTU  2024‐01‐10  0.77  0.32 

Turbidity  NTU  2024‐01‐11  0.99  0.39 

Turbidity  NTU  2024‐01‐12  0.69  0.33 

Turbidity  NTU  2024‐01‐13  0.57  0.22 

Turbidity  NTU  2024‐01‐14  0.59  0.19 

Turbidity  NTU  2024‐01‐15  0.63  0.21 

Turbidity  NTU  2024‐01‐16  0.70  0.20 

Turbidity  NTU  2024‐01‐17  0.68  0.17 

Turbidity  NTU  2024‐01‐18  0.74  0.19 

Turbidity  NTU  2024‐01‐19  0.54  0.28 

Turbidity  NTU  2024‐01‐20  0.48  0.18 

Turbidity  NTU  2024‐01‐21  0.51  0.22 

Turbidity  NTU  2024‐01‐22  0.55  0.15 

Turbidity  NTU  2024‐01‐23  0.43  0.17 

Turbidity  NTU  2024‐01‐24  0.55  0.25 

Turbidity  NTU  2024‐01‐25  0.64  0.24 

Turbidity  NTU  2024‐01‐26  0.77  0.20 

Turbidity  NTU  2024‐01‐27  1.1  0.31 

Turbidity  NTU  2024‐01‐28  1.1  0.18 

Turbidity  NTU  2024‐01‐29  1.8  0.37 

Turbidity  NTU  2024‐01‐30  3.3  0.27 
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Turbidity  NTU  2024‐01‐31  3.4  0.25 

Turbidity  NTU  2024‐02‐01  3.9  0.40 

Turbidity  NTU  2024‐02‐02  4.2  0.20 

Turbidity  NTU  2024‐02‐03  1.7  0.34 

Turbidity  NTU  2024‐02‐04  2.1  0.27 

Turbidity  NTU  2024‐02‐05  1.9  0.33 

Turbidity  NTU  2024‐02‐06  1.5  0.39 

Turbidity  NTU  2024‐02‐07  1.5  0.30 

Turbidity  NTU  2024‐02‐08  1.5  0.31 

Turbidity  NTU  2024‐02‐09  1.7  0.23 

Turbidity  NTU  2024‐02‐10  1.4  0.24 

Turbidity  NTU  2024‐02‐11  1.4  0.21 

Turbidity  NTU  2024‐02‐12  1.3  0.21 

Turbidity  NTU  2024‐02‐13  1.3  0.20 

Turbidity  NTU  2024‐02‐14  1.9  0.27 

Turbidity  NTU  2024‐02‐15  1.3  0.30 

Turbidity  NTU  2024‐02‐16  1.2  0.31 

Turbidity  NTU  2024‐02‐17  1.1  0.42 

Turbidity  NTU  2024‐02‐18  0.88  0.24 

Turbidity  NTU  2024‐02‐19  0.93  0.14 

Turbidity  NTU  2024‐02‐20  0.93  0.18 

Turbidity  NTU  2024‐02‐21  1.3  0.23 

Turbidity  NTU  2024‐02‐22  1.0  0.27 

Turbidity  NTU  2024‐02‐23  1.6  0.38 

Turbidity  NTU  2024‐02‐24  1.1  0.26 

Turbidity  NTU  2024‐02‐25  0.82  0.19 

Turbidity  NTU  2024‐02‐26  0.75  0.24 

Turbidity  NTU  2024‐02‐27  0.96  0.20 

Turbidity  NTU  2024‐02‐28  0.72  0.36 

Turbidity  NTU  2024‐02‐29  0.62  0.24 

Turbidity  NTU  2024‐03‐01  0.63  0.19 

Turbidity  NTU  2024‐03‐02  0.61  0.23 

Turbidity  NTU  2024‐03‐03  0.60  0.23 

Turbidity  NTU  2024‐03‐04  0.71  0.38 

Turbidity  NTU  2024‐03‐05  0.59  0.36 

Turbidity  NTU  2024‐03‐06  0.61  0.39 

Turbidity  NTU  2024‐03‐07  0.51  0.28 

Turbidity  NTU  2024‐03‐08  0.66  0.21 

Turbidity  NTU  2024‐03‐09  0.51  0.11 

Turbidity  NTU  2024‐03‐10  0.52  0.19 

Turbidity  NTU  2024‐03‐11  0.49  0.23 

Turbidity  NTU  2024‐03‐12  0.62  0.15 
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Turbidity  NTU  2024‐03‐13  0.48  0.26 

Turbidity  NTU  2024‐03‐14  0.50  0.28 

Turbidity  NTU  2024‐03‐15  0.55  0.29 

Turbidity  NTU  2024‐03‐16  0.45  0.22 

Turbidity  NTU  2024‐03‐17  0.42  0.30 

Turbidity  NTU  2024‐03‐18  1.1  0.26 

Turbidity  NTU  2024‐03‐19  0.58  0.23 

Turbidity  NTU  2024‐03‐20  0.70  0.48 

Turbidity  NTU  2024‐03‐21  0.51  0.28 

Turbidity  NTU  2024‐03‐22  0.44  0.16 

Turbidity  NTU  2024‐03‐23  0.33  0.17 

Turbidity  NTU  2024‐03‐24  0.37  0.16 

Turbidity  NTU  2024‐03‐25  0.41  0.45 

Turbidity  NTU  2024‐03‐26  0.45  0.24 

Turbidity  NTU  2024‐03‐27  0.48  0.33 

Turbidity  NTU  2024‐03‐28  0.43  0.20 

Turbidity  NTU  2024‐03‐29  0.33  0.13 

Turbidity  NTU  2024‐03‐30  0.31  0.18 

Turbidity  NTU  2024‐03‐31  0.36  0.20 

Turbidity  NTU  2024‐04‐01  0.42  0.19 

Turbidity  NTU  2024‐04‐02  0.33  0.19 

Turbidity  NTU  2024‐04‐03  0.35  0.16 

Turbidity  NTU  2024‐04‐04  0.33  0.15 

Turbidity  NTU  2024‐04‐05  0.43  0.28 

Turbidity  NTU  2024‐04‐06  0.34  0.17 

Turbidity  NTU  2024‐04‐07  0.30  0.17 

Turbidity  NTU  2024‐04‐08  0.35  0.13 

Turbidity  NTU  2024‐04‐09  0.54  0.25 

Turbidity  NTU  2024‐04‐10  0.44  0.27 

Turbidity  NTU  2024‐04‐11  0.37  0.19 

Turbidity  NTU  2024‐04‐12  0.33  0.16 

Turbidity  NTU  2024‐04‐13  0.29  0.10 

Turbidity  NTU  2024‐04‐14  0.29  0.12 

Turbidity  NTU  2024‐04‐15  0.46  0.11 

Turbidity  NTU  2024‐04‐16  0.32  0.14 

Turbidity  NTU  2024‐04‐17  0.31  0.14 

Turbidity  NTU  2024‐04‐18  0.34  0.14 

Turbidity  NTU  2024‐04‐19  0.28  0.17 

Turbidity  NTU  2024‐04‐20  0.29  0.19 

Turbidity  NTU  2024‐04‐21  0.27  0.10 

Turbidity  NTU  2024‐04‐22  0.37  0.15 

Turbidity  NTU  2024‐04‐23  0.30  0.15 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 204 

Seymour Source 

Parameter Units Date Sampled Source Treated 

Turbidity  NTU  2024‐04‐24  0.36  0.14 

Turbidity  NTU  2024‐04‐25  0.27  0.13 

Turbidity  NTU  2024‐04‐26  1.1  0.18 

Turbidity  NTU  2024‐04‐27  0.38  0.15 

Turbidity  NTU  2024‐04‐28  0.27  0.12 

Turbidity  NTU  2024‐04‐29  0.27  0.14 

Turbidity  NTU  2024‐04‐30  0.27  0.12 

Turbidity  NTU  2024‐05‐01  0.37  0.20 

Turbidity  NTU  2024‐05‐02  0.26  0.18 

Turbidity  NTU  2024‐05‐03  0.28  0.18 

Turbidity  NTU  2024‐05‐04  0.27  0.14 

Turbidity  NTU  2024‐05‐05  0.26  0.10 

Turbidity  NTU  2024‐05‐06  0.26  0.10 

Turbidity  NTU  2024‐05‐07  0.24  0.15 

Turbidity  NTU  2024‐05‐08  0.27  0.15 

Turbidity  NTU  2024‐05‐09  0.23  0.12 

Turbidity  NTU  2024‐05‐10  0.26  0.14 

Turbidity  NTU  2024‐05‐11  0.28  0.28 

Turbidity  NTU  2024‐05‐12  0.24  0.16 

Turbidity  NTU  2024‐05‐13  0.27  0.15 

Turbidity  NTU  2024‐05‐14  0.26  0.14 

Turbidity  NTU  2024‐05‐15  0.26  0.15 

Turbidity  NTU  2024‐05‐16  0.38  0.18 

Turbidity  NTU  2024‐05‐17  0.31  0.25 

Turbidity  NTU  2024‐05‐18  0.29  0.18 

Turbidity  NTU  2024‐05‐19  0.26  0.14 

Turbidity  NTU  2024‐05‐20  0.32  0.14 

Turbidity  NTU  2024‐05‐21  0.23  0.14 

Turbidity  NTU  2024‐05‐22  0.27  0.13 

Turbidity  NTU  2024‐05‐23  0.25  0.17 

Turbidity  NTU  2024‐05‐24  0.30  0.24 

Turbidity  NTU  2024‐05‐25  0.27  0.16 

Turbidity  NTU  2024‐05‐26  0.22  0.17 

Turbidity  NTU  2024‐05‐27  0.23  0.18 

Turbidity  NTU  2024‐05‐28  0.24  0.16 

Turbidity  NTU  2024‐05‐29  0.25  0.14 

Turbidity  NTU  2024‐05‐30  0.23  0.20 

Turbidity  NTU  2024‐05‐31  0.25  0.21 

Turbidity  NTU  2024‐06‐01  0.23  0.17 

Turbidity  NTU  2024‐06‐02  0.22  0.13 

Turbidity  NTU  2024‐06‐03  0.29  0.15 

Turbidity  NTU  2024‐06‐04  0.42  0.19 
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Turbidity  NTU  2024‐06‐05  0.36  0.14 

Turbidity  NTU  2024‐06‐06  0.33  0.12 

Turbidity  NTU  2024‐06‐07  0.39  0.20 

Turbidity  NTU  2024‐06‐08  0.42  0.13 

Turbidity  NTU  2024‐06‐09  0.40  0.13 

Turbidity  NTU  2024‐06‐10  0.38  0.10 

Turbidity  NTU  2024‐06‐11  0.42  0.15 

Turbidity  NTU  2024‐06‐12  0.40  0.17 

Turbidity  NTU  2024‐06‐13  0.40  0.12 

Turbidity  NTU  2024‐06‐14  0.40  0.25 

Turbidity  NTU  2024‐06‐15  0.41  0.15 

Turbidity  NTU  2024‐06‐16  0.38  0.14 

Turbidity  NTU  2024‐06‐17  0.35  0.14 

Turbidity  NTU  2024‐06‐18  0.33  0.15 

Turbidity  NTU  2024‐06‐19  0.36  0.11 

Turbidity  NTU  2024‐06‐20  0.36  0.13 

Turbidity  NTU  2024‐06‐21  0.37  0.12 

Turbidity  NTU  2024‐06‐22  0.33  0.18 

Turbidity  NTU  2024‐06‐23  0.33  0.13 

Turbidity  NTU  2024‐06‐24  0.34  0.14 

Turbidity  NTU  2024‐06‐25  0.29  0.15 

Turbidity  NTU  2024‐06‐26  0.33  0.15 

Turbidity  NTU  2024‐06‐27  0.29  0.16 

Turbidity  NTU  2024‐06‐28  0.29  0.16 

Turbidity  NTU  2024‐06‐29  0.28  0.15 

Turbidity  NTU  2024‐06‐30  0.27  0.13 

Turbidity  NTU  2024‐07‐01  0.27  0.13 

Turbidity  NTU  2024‐07‐02  0.29  0.25 

Turbidity  NTU  2024‐07‐03  0.27  0.15 

Turbidity  NTU  2024‐07‐04  0.34  0.15 

Turbidity  NTU  2024‐07‐05  0.29  0.17 

Turbidity  NTU  2024‐07‐06  0.37  0.13 

Turbidity  NTU  2024‐07‐07  0.29  0.13 

Turbidity  NTU  2024‐07‐08  0.42  0.21 

Turbidity  NTU  2024‐07‐09  0.33  0.11 

Turbidity  NTU  2024‐07‐10  0.34  0.19 

Turbidity  NTU  2024‐07‐11  0.31  0.13 

Turbidity  NTU  2024‐07‐12  0.30  0.13 

Turbidity  NTU  2024‐07‐13  0.32  0.11 

Turbidity  NTU  2024‐07‐14  0.33  0.09 

Turbidity  NTU  2024‐07‐15  0.34  0.12 

Turbidity  NTU  2024‐07‐16  0.33  0.12 
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Turbidity  NTU  2024‐07‐17  0.31  0.11 

Turbidity  NTU  2024‐07‐18  0.33  0.12 

Turbidity  NTU  2024‐07‐19  0.36  0.17 

Turbidity  NTU  2024‐07‐20  0.34  0.11 

Turbidity  NTU  2024‐07‐21  0.31  0.09 

Turbidity  NTU  2024‐07‐22  0.35  0.14 

Turbidity  NTU  2024‐07‐23  0.37  0.16 

Turbidity  NTU  2024‐07‐24  0.34  0.15 

Turbidity  NTU  2024‐07‐25  0.38  0.13 

Turbidity  NTU  2024‐07‐26  0.34  0.12 

Turbidity  NTU  2024‐07‐27  0.38  0.21 

Turbidity  NTU  2024‐07‐28  0.34  0.12 

Turbidity  NTU  2024‐07‐29  0.37  0.15 

Turbidity  NTU  2024‐07‐30  0.39  0.12 

Turbidity  NTU  2024‐07‐31  0.44  0.15 

Turbidity  NTU  2024‐08‐01  0.39  0.21 

Turbidity  NTU  2024‐08‐02  0.39  0.15 

Turbidity  NTU  2024‐08‐03  0.41  0.13 

Turbidity  NTU  2024‐08‐04  0.40  0.12 

Turbidity  NTU  2024‐08‐05  0.42  0.12 

Turbidity  NTU  2024‐08‐06  0.43  0.12 

Turbidity  NTU  2024‐08‐07  0.47  0.12 

Turbidity  NTU  2024‐08‐08  0.44  0.14 

Turbidity  NTU  2024‐08‐09  0.52  0.16 

Turbidity  NTU  2024‐08‐10  0.48  0.21 

Turbidity  NTU  2024‐08‐11  0.49  0.10 

Turbidity  NTU  2024‐08‐12  0.49  0.12 

Turbidity  NTU  2024‐08‐13  0.49  0.17 

Turbidity  NTU  2024‐08‐14  0.46  0.16 

Turbidity  NTU  2024‐08‐15  0.44  0.12 

Turbidity  NTU  2024‐08‐16  0.49  0.12 

Turbidity  NTU  2024‐08‐17  0.53  0.13 

Turbidity  NTU  2024‐08‐18  0.48  0.11 

Turbidity  NTU  2024‐08‐19  0.48  0.14 

Turbidity  NTU  2024‐08‐20  0.46  0.18 

Turbidity  NTU  2024‐08‐21  0.46  0.12 

Turbidity  NTU  2024‐08‐22  0.41  0.11 

Turbidity  NTU  2024‐08‐23  0.49  0.12 

Turbidity  NTU  2024‐08‐24  0.50  0.11 

Turbidity  NTU  2024‐08‐25  0.47  0.11 

Turbidity  NTU  2024‐08‐26  0.41  0.13 

Turbidity  NTU  2024‐08‐27  0.50  0.14 
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Turbidity  NTU  2024‐08‐28  0.46  0.18 

Turbidity  NTU  2024‐08‐29  0.45  0.15 

Turbidity  NTU  2024‐08‐30  0.48  0.23 

Turbidity  NTU  2024‐08‐31  0.45  0.12 

Turbidity  NTU  2024‐09‐01  0.48  0.11 

Turbidity  NTU  2024‐09‐02  0.48  0.18 

Turbidity  NTU  2024‐09‐03  0.54  0.14 

Turbidity  NTU  2024‐09‐04  0.54  0.14 

Turbidity  NTU  2024‐09‐05  0.44  0.14 

Turbidity  NTU  2024‐09‐06  0.45  0.13 

Turbidity  NTU  2024‐09‐07  0.47  0.16 

Turbidity  NTU  2024‐09‐08  0.43  0.10 

Turbidity  NTU  2024‐09‐09  0.51  0.17 

Turbidity  NTU  2024‐09‐10  0.45  0.13 

Turbidity  NTU  2024‐09‐11  0.43  0.14 

Turbidity  NTU  2024‐09‐12  0.39  0.16 

Turbidity  NTU  2024‐09‐13  0.38  0.12 

Turbidity  NTU  2024‐09‐14  0.44  0.19 

Turbidity  NTU  2024‐09‐15  0.36  0.11 

Turbidity  NTU  2024‐09‐16  0.37  0.11 

Turbidity  NTU  2024‐09‐17  0.40  0.15 

Turbidity  NTU  2024‐09‐18  0.58  0.15 

Turbidity  NTU  2024‐09‐19  0.40  0.15 

Turbidity  NTU  2024‐09‐20  0.40  0.16 

Turbidity  NTU  2024‐09‐21  0.35  0.14 

Turbidity  NTU  2024‐09‐22  0.36  0.11 

Turbidity  NTU  2024‐09‐23  0.34  0.11 

Turbidity  NTU  2024‐09‐24  0.40  0.14 

Turbidity  NTU  2024‐09‐25  0.39  0.14 

Turbidity  NTU  2024‐09‐26  0.50  0.14 

Turbidity  NTU  2024‐09‐27  0.40  0.16 

Turbidity  NTU  2024‐09‐28  0.35  0.14 

Turbidity  NTU  2024‐09‐29  0.45  0.11 

Turbidity  NTU  2024‐09‐30  0.42  0.13 

Turbidity  NTU  2024‐10‐01  0.40  0.15 

Turbidity  NTU  2024‐10‐02  0.65  0.19 

Turbidity  NTU  2024‐10‐03  0.35  0.15 

Turbidity  NTU  2024‐10‐04  0.37  0.16 

Turbidity  NTU  2024‐10‐05  0.35  0.27 

Turbidity  NTU  2024‐10‐06  0.33  0.19 

Turbidity  NTU  2024‐10‐07  0.33  0.22 

Turbidity  NTU  2024‐10‐08  0.38  0.19 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 208 

Seymour Source 

Parameter Units Date Sampled Source Treated 

Turbidity  NTU  2024‐10‐09  0.40  0.19 

Turbidity  NTU  2024‐10‐10  0.35  0.16 

Turbidity  NTU  2024‐10‐11  0.33  0.13 

Turbidity  NTU  2024‐10‐12  0.34  0.15 

Turbidity  NTU  2024‐10‐13  0.34  0.16 

Turbidity  NTU  2024‐10‐14  0.35  0.17 

Turbidity  NTU  2024‐10‐15  0.35  0.20 

Turbidity  NTU  2024‐10‐16  0.34  0.21 

Turbidity  NTU  2024‐10‐17  0.36  0.18 

Turbidity  NTU  2024‐10‐18  0.32  0.18 

Turbidity  NTU  2024‐10‐19  0.31  0.14 

Turbidity  NTU  2024‐10‐20  0.67  0.13 

Turbidity  NTU  2024‐10‐21  1.5  0.28 

Turbidity  NTU  2024‐10‐22  1.8  0.31 

Turbidity  NTU  2024‐10‐23  1.6  0.29 

Turbidity  NTU  2024‐10‐24  1.3  0.18 

Turbidity  NTU  2024‐10‐25  1.5  0.18 

Turbidity  NTU  2024‐10‐26  1.4  0.13 

Turbidity  NTU  2024‐10‐27  1.9  0.17 

Turbidity  NTU  2024‐10‐28  1.4  0.24 

Turbidity  NTU  2024‐10‐29  1.5  0.21 

Turbidity  NTU  2024‐10‐30  1.6  0.25 

Turbidity  NTU  2024‐10‐31  1.2  0.25 

Turbidity  NTU  2024‐11‐01  1.2  0.28 

Turbidity  NTU  2024‐11‐02  1.1  0.30 

Turbidity  NTU  2024‐11‐03  0.92  0.14 

Turbidity  NTU  2024‐11‐04  0.84  0.20 

Turbidity  NTU  2024‐11‐05  0.92  0.23 

Turbidity  NTU  2024‐11‐06  0.95  0.24 

Turbidity  NTU  2024‐11‐07  0.70  0.19 

Turbidity  NTU  2024‐11‐08  0.76  0.19 

Turbidity  NTU  2024‐11‐09  0.68  0.33 

Turbidity  NTU  2024‐11‐10  0.59  0.19 

Turbidity  NTU  2024‐11‐11  0.54  0.13 

Turbidity  NTU  2024‐11‐12  0.42  0.16 

Turbidity  NTU  2024‐11‐13  0.54  0.25 

Turbidity  NTU  2024‐11‐14  0.87  0.17 

Turbidity  NTU  2024‐11‐15  0.78  0.19 

Turbidity  NTU  2024‐11‐16  0.72  0.19 

Turbidity  NTU  2024‐11‐17  0.79  0.12 

Turbidity  NTU  2024‐11‐18  0.94  0.15 

Turbidity  NTU  2024‐11‐19  0.76  0.14 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 209 

Seymour Source 

Parameter Units Date Sampled Source Treated 

Turbidity  NTU  2024‐11‐20  0.69  0.17 

Turbidity  NTU  2024‐11‐21  0.70  0.15 

Turbidity  NTU  2024‐11‐22  0.70  0.18 

Turbidity  NTU  2024‐11‐23  0.76  0.16 

Turbidity  NTU  2024‐11‐24  0.79  0.17 

Turbidity  NTU  2024‐11‐25  0.68  0.18 

Turbidity  NTU  2024‐11‐26  0.66  0.20 

Turbidity  NTU  2024‐11‐27  0.59  0.19 

Turbidity  NTU  2024‐11‐28  0.61  0.32 

Turbidity  NTU  2024‐11‐29  0.56  0.19 

Turbidity  NTU  2024‐11‐30  0.54  0.20 

Turbidity  NTU  2024‐12‐01  0.49  0.15 

Turbidity  NTU  2024‐12‐02  0.49  0.19 

Turbidity  NTU  2024‐12‐03  0.46  0.25 

Turbidity  NTU  2024‐12‐04  0.47  0.26 

Turbidity  NTU  2024‐12‐05  0.45  0.20 

Turbidity  NTU  2024‐12‐06  0.48  0.19 

Turbidity  NTU  2024‐12‐07  0.48  0.17 

Turbidity  NTU  2024‐12‐08  0.42  0.13 

Turbidity  NTU  2024‐12‐09  0.60  0.40 

Turbidity  NTU  2024‐12‐10  0.44  0.21 

Turbidity  NTU  2024‐12‐11  0.34  0.19 

Turbidity  NTU  2024‐12‐12  0.34  0.16 

Turbidity  NTU  2024‐12‐13  0.54  0.31 

Turbidity  NTU  2024‐12‐14  0.41  0.18 

Turbidity  NTU  2024‐12‐15  0.36  0.21 

Turbidity  NTU  2024‐12‐16  0.50  0.14 

Turbidity  NTU  2024‐12‐17  0.35  0.20 

Turbidity  NTU  2024‐12‐18  0.40  0.17 

Turbidity  NTU  2024‐12‐19  0.57  0.15 

Turbidity  NTU  2024‐12‐20  0.45  0.15 

Turbidity  NTU  2024‐12‐21  0.79  0.24 

Turbidity  NTU  2024‐12‐22  0.86  0.15 

Turbidity  NTU  2024‐12‐23  0.88  0.19 

Turbidity  NTU  2024‐12‐24  1.0  0.23 

Turbidity  NTU  2024‐12‐26  0.75  0.22 

Turbidity  NTU  2024‐12‐27  0.60  0.25 

Turbidity  NTU  2024‐12‐28  0.55  0.28 

Turbidity  NTU  2024‐12‐29  0.56  0.16 

Turbidity  NTU  2024‐12‐30  0.48  0.21 

Turbidity  NTU  2024‐12‐31  0.51  0.18 

UV Absorbance 254 nm  Abs/cm  2024‐01‐01  0.078  0.011 
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UV Absorbance 254 nm  Abs/cm  2024‐01‐08  0.084  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐01‐15  0.071  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐01‐22  0.069  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐01‐29  0.075  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐02‐05  0.095  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐02‐12  0.089  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐02‐20  0.082  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐02‐26  0.067  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐03‐06  0.062  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐03‐11  0.060  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐03‐18  0.055  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐03‐25  0.052  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐04‐02  0.055  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐04‐08  0.053  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐04‐15  0.053  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐04‐22  0.053  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐04‐29  0.051  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐05‐06  0.054  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐05‐13  0.054  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐05‐21  0.054  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐05‐27  0.053  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐06‐17  0.067  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐06‐24  0.060  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐07‐02  0.053  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐07‐08  0.048  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐07‐15  0.045  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐07‐22  0.047  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐07‐29  0.042  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐08‐05  0.050  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐08‐12  0.046  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐08‐19  0.046  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐08‐26  0.042  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐09‐03  0.036  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐09‐09  0.036  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐09‐16  0.035  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐09‐23  0.042  0.009 

UV Absorbance 254 nm  Abs/cm  2024‐10‐01  0.035  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐10‐07  0.047  0.010 

UV Absorbance 254 nm  Abs/cm  2024‐10‐15  0.041  0.011 

UV Absorbance 254 nm  Abs/cm  2024‐10‐22  0.088  0.015 

UV Absorbance 254 nm  Abs/cm  2024‐10‐28  0.101  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐11‐04  0.104  0.016 
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Seymour Source 

Parameter Units Date Sampled Source Treated 

UV Absorbance 254 nm  Abs/cm  2024‐11‐12  0.084  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐11‐18  0.092  0.013 

UV Absorbance 254 nm  Abs/cm  2024‐11‐25  0.091  0.014 

UV Absorbance 254 nm  Abs/cm  2024‐12‐02  0.087  0.014 

UV Absorbance 254 nm  Abs/cm  2024‐12‐09  0.079  0.014 

UV Absorbance 254 nm  Abs/cm  2024‐12‐16  0.078  0.012 

UV Absorbance 254 nm  Abs/cm  2024‐12‐30  0.088  0.012 

Zinc Total  µg/L  2024‐04‐02  <3.0  <3.0 

Zinc Total  µg/L  2024‐04‐16  <3.0  ‐ 

Zinc Total  µg/L  2024‐04‐18  ‐  <3.0 

Zinc Total  µg/L  2024‐10‐07  3.5  <3.0 

Zinc Total  µg/L  2024‐10‐15  <3.0  <3.0 
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Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Alkalinity as CaCO3  mg/L  2024‐01‐01  2.0  ‐ 

Alkalinity as CaCO3  mg/L  2024‐01‐02  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐01‐03  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐01‐04  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐01‐05  1.6  19 

Alkalinity as CaCO3  mg/L  2024‐01‐08  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐01‐09  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐01‐10  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐01‐11  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐01‐12  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐01‐15  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐01‐16  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐01‐17  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐01‐18  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐01‐19  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐01‐22  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐01‐23  1.6  19 

Alkalinity as CaCO3  mg/L  2024‐01‐24  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐01‐25  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐01‐26  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐01‐29  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐01‐30  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐01‐31  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐02‐01  1.6  19 

Alkalinity as CaCO3  mg/L  2024‐02‐02  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐02‐05  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐02‐06  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐02‐07  1.5  19 

Alkalinity as CaCO3  mg/L  2024‐02‐08  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐02‐09  1.5  21 

Alkalinity as CaCO3  mg/L  2024‐02‐12  1.9  22 

Alkalinity as CaCO3  mg/L  2024‐02‐13  1.5  22 

Alkalinity as CaCO3  mg/L  2024‐02‐14  1.5  22 

Alkalinity as CaCO3  mg/L  2024‐02‐15  1.6  22 

Alkalinity as CaCO3  mg/L  2024‐02‐16  1.6  22 

Alkalinity as CaCO3  mg/L  2024‐02‐20  2.0  22 

Alkalinity as CaCO3  mg/L  2024‐02‐21  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐02‐22  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐02‐23  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐02‐26  1.6  22 

Alkalinity as CaCO3  mg/L  2024‐02‐27  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐02‐29  1.6  22 
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Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Alkalinity as CaCO3  mg/L  2024‐03‐01  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐03‐04  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐03‐05  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐03‐06  1.9  22 

Alkalinity as CaCO3  mg/L  2024‐03‐07  1.5  21 

Alkalinity as CaCO3  mg/L  2024‐03‐08  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐03‐11  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐03‐12  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐03‐13  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐03‐14  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐03‐15  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐03‐18  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐03‐19  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐03‐20  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐03‐21  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐03‐22  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐03‐25  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐03‐26  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐03‐27  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐03‐28  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐04‐02  1.8  19 

Alkalinity as CaCO3  mg/L  2024‐04‐03  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐04‐04  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐04‐05  1.8  19 

Alkalinity as CaCO3  mg/L  2024‐04‐08  1.9  19 

Alkalinity as CaCO3  mg/L  2024‐04‐09  1.5  20 

Alkalinity as CaCO3  mg/L  2024‐04‐10  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐04‐11  1.5  19 

Alkalinity as CaCO3  mg/L  2024‐04‐12  1.6  19 

Alkalinity as CaCO3  mg/L  2024‐04‐15  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐04‐16  1.6  19 

Alkalinity as CaCO3  mg/L  2024‐04‐17  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐04‐18  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐04‐19  1.7  19 

Alkalinity as CaCO3  mg/L  2024‐04‐22  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐04‐23  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐04‐24  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐04‐26  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐04‐29  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐04‐30  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐05‐01  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐05‐02  1.7  21 
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Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Alkalinity as CaCO3  mg/L  2024‐05‐03  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐05‐06  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐05‐07  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐05‐08  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐05‐10  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐05‐13  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐05‐14  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐05‐16  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐05‐17  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐05‐21  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐05‐22  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐05‐24  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐05‐27  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐05‐28  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐05‐29  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐05‐30  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐05‐31  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐06‐03  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐06‐04  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐06‐05  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐06‐06  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐06‐07  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐06‐10  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐06‐11  2.0  21 

Alkalinity as CaCO3  mg/L  2024‐06‐12  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐06‐13  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐06‐14  1.6  22 

Alkalinity as CaCO3  mg/L  2024‐06‐17  2.0  21 

Alkalinity as CaCO3  mg/L  2024‐06‐18  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐06‐19  1.6  21 

Alkalinity as CaCO3  mg/L  2024‐06‐20  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐06‐21  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐06‐24  2.0  21 

Alkalinity as CaCO3  mg/L  2024‐06‐25  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐06‐26  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐06‐27  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐07‐02  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐07‐03  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐07‐04  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐07‐05  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐07‐08  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐07‐10  1.8  21 
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Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Alkalinity as CaCO3  mg/L  2024‐07‐11  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐07‐12  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐07‐15  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐07‐16  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐07‐17  1.9  22 

Alkalinity as CaCO3  mg/L  2024‐07‐18  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐07‐19  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐07‐22  2.0  21 

Alkalinity as CaCO3  mg/L  2024‐07‐23  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐07‐24  1.7  23 

Alkalinity as CaCO3  mg/L  2024‐07‐25  1.9  22 

Alkalinity as CaCO3  mg/L  2024‐07‐29  1.9  22 

Alkalinity as CaCO3  mg/L  2024‐07‐30  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐07‐31  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐08‐01  1.9  23 

Alkalinity as CaCO3  mg/L  2024‐08‐02  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐08‐05  2.0  22 

Alkalinity as CaCO3  mg/L  2024‐08‐06  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐08‐07  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐08‐08  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐08‐09  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐08‐12  2.0  21 

Alkalinity as CaCO3  mg/L  2024‐08‐13  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐08‐15  2.0  22 

Alkalinity as CaCO3  mg/L  2024‐08‐16  1.8  22 

Alkalinity as CaCO3  mg/L  2024‐08‐19  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐08‐20  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐08‐21  1.9  23 

Alkalinity as CaCO3  mg/L  2024‐08‐22  1.9  22 

Alkalinity as CaCO3  mg/L  2024‐08‐23  1.9  20 

Alkalinity as CaCO3  mg/L  2024‐08‐26  2.1  20 

Alkalinity as CaCO3  mg/L  2024‐08‐27  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐08‐28  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐08‐29  1.9  20 

Alkalinity as CaCO3  mg/L  2024‐08‐30  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐09‐03  2.2  22 

Alkalinity as CaCO3  mg/L  2024‐09‐04  2.0  22 

Alkalinity as CaCO3  mg/L  2024‐09‐05  2.0  22 

Alkalinity as CaCO3  mg/L  2024‐09‐06  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐09‐09  2.0  20 

Alkalinity as CaCO3  mg/L  2024‐09‐11  2.0  20 

Alkalinity as CaCO3  mg/L  2024‐09‐13  2.0  22 
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Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Alkalinity as CaCO3  mg/L  2024‐09‐16  2.3  22 

Alkalinity as CaCO3  mg/L  2024‐09‐18  2.1  21 

Alkalinity as CaCO3  mg/L  2024‐09‐20  2.0  21 

Alkalinity as CaCO3  mg/L  2024‐09‐23  2.2  21 

Alkalinity as CaCO3  mg/L  2024‐09‐27  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐10‐01  2.4  20 

Alkalinity as CaCO3  mg/L  2024‐10‐02  2.1  22 

Alkalinity as CaCO3  mg/L  2024‐10‐04  2.1  22 

Alkalinity as CaCO3  mg/L  2024‐10‐07  2.3  19 

Alkalinity as CaCO3  mg/L  2024‐10‐11  2.1  21 

Alkalinity as CaCO3  mg/L  2024‐10‐15  2.5  22 

Alkalinity as CaCO3  mg/L  2024‐10‐16  2.1  22 

Alkalinity as CaCO3  mg/L  2024‐10‐18  2.1  21 

Alkalinity as CaCO3  mg/L  2024‐10‐21  1.6  20 

Alkalinity as CaCO3  mg/L  2024‐10‐22  1.8  19 

Alkalinity as CaCO3  mg/L  2024‐10‐23  1.8  19 

Alkalinity as CaCO3  mg/L  2024‐10‐25  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐10‐28  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐10‐29  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐10‐30  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐10‐31  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐11‐01  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐11‐04  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐11‐05  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐11‐06  1.8  21 

Alkalinity as CaCO3  mg/L  2024‐11‐07  1.7  21 

Alkalinity as CaCO3  mg/L  2024‐11‐08  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐11‐12  1.9  21 

Alkalinity as CaCO3  mg/L  2024‐11‐13  1.7  19 

Alkalinity as CaCO3  mg/L  2024‐11‐14  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐11‐18  2.0  19 

Alkalinity as CaCO3  mg/L  2024‐11‐20  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐11‐21  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐11‐22  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐11‐25  2.0  20 

Alkalinity as CaCO3  mg/L  2024‐11‐26  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐11‐27  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐11‐28  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐11‐29  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐12‐02  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐12‐03  1.9  20 

Alkalinity as CaCO3  mg/L  2024‐12‐04  1.6  20 
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Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Alkalinity as CaCO3  mg/L  2024‐12‐05  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐12‐09  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐12‐10  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐12‐11  1.7  19 

Alkalinity as CaCO3  mg/L  2024‐12‐13  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐12‐16  2.0  19 

Alkalinity as CaCO3  mg/L  2024‐12‐17  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐12‐18  1.7  19 

Alkalinity as CaCO3  mg/L  2024‐12‐19  1.7  19 

Alkalinity as CaCO3  mg/L  2024‐12‐20  1.6  19 

Alkalinity as CaCO3  mg/L  2024‐12‐23  1.7  19 

Alkalinity as CaCO3  mg/L  2024‐12‐24  1.7  20 

Alkalinity as CaCO3  mg/L  2024‐12‐27  1.8  20 

Alkalinity as CaCO3  mg/L  2024‐12‐30  1.6  19 

Alkalinity as CaCO3  mg/L  2024‐12‐31  1.6  19 

Aluminum Dissolved  µg/L  2024‐02‐05  65  71 

Aluminum Dissolved  µg/L  2024‐04‐02  59  60 

Aluminum Dissolved  µg/L  2024‐06‐03  59  62 

Aluminum Dissolved  µg/L  2024‐08‐06  55  57 

Aluminum Dissolved  µg/L  2024‐10‐15  35  43 

Aluminum Dissolved  µg/L  2024‐12‐02  67  73 

Aluminum Total  µg/L  2024‐02‐05  98  105 

Aluminum Total  µg/L  2024‐04‐02  83  80 

Aluminum Total  µg/L  2024‐04‐16  82  ‐ 

Aluminum Total  µg/L  2024‐04‐18  ‐  80 

Aluminum Total  µg/L  2024‐06‐03  78  81 

Aluminum Total  µg/L  2024‐08‐06  67  67 

Aluminum Total  µg/L  2024‐10‐07  56  56 

Aluminum Total  µg/L  2024‐10‐15  52  51 

Aluminum Total  µg/L  2024‐12‐02  98  93 

Antimony Total  µg/L  2024‐04‐02  <0.5  <0.5 

Antimony Total  µg/L  2024‐04‐16  <0.5  ‐ 

Antimony Total  µg/L  2024‐04‐18  ‐  <0.5 

Antimony Total  µg/L  2024‐10‐07  <0.5  <0.5 

Antimony Total  µg/L  2024‐10‐15  <0.5  <0.5 

Arsenic Total  µg/L  2024‐04‐02  <0.5  <0.5 

Arsenic Total  µg/L  2024‐04‐16  <0.5  ‐ 

Arsenic Total  µg/L  2024‐04‐18  ‐  <0.5 

Arsenic Total  µg/L  2024‐10‐07  <0.5  <0.5 

Arsenic Total  µg/L  2024‐10‐15  <0.5  <0.5 

Barium Total  µg/L  2024‐04‐02  1.9  2.0 

Barium Total  µg/L  2024‐04‐16  2.1  ‐ 
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Barium Total  µg/L  2024‐04‐18  ‐  2.0 

Barium Total  µg/L  2024‐10‐07  2.2  2.2 

Barium Total  µg/L  2024‐10‐15  2.5  2.5 

Boron Total  µg/L  2024‐04‐02  <10  <10 

Boron Total  µg/L  2024‐04‐16  <10  ‐ 

Boron Total  µg/L  2024‐04‐18  ‐  <10 

Boron Total  µg/L  2024‐10‐07  <10  <10 

Boron Total  µg/L  2024‐10‐15  <10  <10 

Bromate  µg/L  2024‐01‐30  <10  <10 

Bromate  µg/L  2024‐04‐25  <10  <10 

Bromate  µg/L  2024‐09‐10  <10  <10 

Bromate  µg/L  2024‐10‐16  <10  ‐ 

Bromate  µg/L  2024‐10‐23  ‐  <10 

Bromate  µg/L  2024‐11‐25  <10  <10 

Bromide  µg/L  2024‐01‐30  <10  <10 

Bromide  µg/L  2024‐04‐25  <10  <10 

Bromide  µg/L  2024‐09‐10  <10  <10 

Bromide  µg/L  2024‐10‐16  <10  ‐ 

Bromide  µg/L  2024‐10‐23  ‐  <10 

Bromide  µg/L  2024‐11‐25  <10  <10 

Bromodichloromethane  ppb  2024‐01‐30  <1  <1 

Bromodichloromethane  ppb  2024‐04‐24  <1  <1 

Bromodichloromethane  ppb  2024‐09‐10  <1  <1 

Bromodichloromethane  ppb  2024‐10‐16  <1  ‐ 

Bromodichloromethane  ppb  2024‐10‐23  ‐  <1 

Bromodichloromethane  ppb  2024‐11‐25  <1  <1 

Bromoform  ppb  2024‐01‐30  <1  <1 

Bromoform  ppb  2024‐04‐24  <1  <1 

Bromoform  ppb  2024‐09‐10  <1  <1 

Bromoform  ppb  2024‐10‐16  <1  ‐ 

Bromoform  ppb  2024‐10‐23  ‐  <1 

Bromoform  ppb  2024‐11‐25  <1  <1 

Cadmium Total  µg/L  2024‐04‐02  <0.2  <0.2 

Cadmium Total  µg/L  2024‐04‐16  <0.2  ‐ 

Cadmium Total  µg/L  2024‐04‐18  ‐  <0.2 

Cadmium Total  µg/L  2024‐10‐07  <0.2  <0.2 

Cadmium Total  µg/L  2024‐10‐15  <0.2  <0.2 

Calcium Total  µg/L  2024‐01‐08  848  823 

Calcium Total  µg/L  2024‐02‐05  829  838 

Calcium Total  µg/L  2024‐03‐06  809  804 

Calcium Total  µg/L  2024‐04‐02  816  819 

Calcium Total  µg/L  2024‐04‐16  815  ‐ 
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Calcium Total  µg/L  2024‐04‐18  ‐  806 

Calcium Total  µg/L  2024‐05‐06  840  858 

Calcium Total  µg/L  2024‐06‐03  819  832 

Calcium Total  µg/L  2024‐07‐02  821  816 

Calcium Total  µg/L  2024‐08‐06  787  799 

Calcium Total  µg/L  2024‐09‐03  878  881 

Calcium Total  µg/L  2024‐10‐07  872  880 

Calcium Total  µg/L  2024‐10‐15  923  919 

Calcium Total  µg/L  2024‐11‐04  882  798 

Calcium Total  µg/L  2024‐12‐02  882  817 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐01  1.7  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐08  1.9  1.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐15  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐22  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐01‐29  1.8  1.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐05  1.6  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐12  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐20  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐02‐26  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐05  1.7  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐06  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐11  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐13  1.7  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐18  1.7  1.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐19  1.7  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐25  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐03‐26  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐02  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐08  1.4  1.4 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐09  2.0  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐15  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐16  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐22  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐23  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐29  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐04‐30  1.8  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐06  1.4  1.4 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐07  1.7  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐13  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐14  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐21  1.3  1.3 

Carbon Organic ‐ Dissolved  mg/L  2024‐05‐27  1.4  1.4 
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Carbon Organic ‐ Dissolved  mg/L  2024‐05‐28  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐03  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐04  1.8  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐10  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐11  1.8  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐17  1.7  1.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐18  1.7  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐06‐24  1.4  1.4 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐02  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐08  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐15  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐16  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐22  1.6  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐23  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐29  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐07‐30  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐05  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐06  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐12  1.6  1.4 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐13  1.6  ‐ 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐19  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐08‐26  1.4  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐03  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐09  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐16  1.3  1.3 

Carbon Organic ‐ Dissolved  mg/L  2024‐09‐23  1.3  1.3 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐01  1.3  1.3 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐07  1.3  1.3 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐15  1.3  1.4 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐22  2.1  2.1 

Carbon Organic ‐ Dissolved  mg/L  2024‐10‐28  1.7  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐04  1.8  1.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐12  1.5  1.5 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐18  2.0  1.9 

Carbon Organic ‐ Dissolved  mg/L  2024‐11‐25  1.9  1.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐02  1.8  1.8 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐09  1.8  1.7 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐16  1.6  1.6 

Carbon Organic ‐ Dissolved  mg/L  2024‐12‐30  1.8  1.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐01  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐02  1.91  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐03  1.97  ‐ 
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Carbon Organic ‐ Total  mg/L  2024‐01‐04  1.87  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐05  2.29  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐08  2.13  1.8 

Carbon Organic ‐ Total  mg/L  2024‐01‐09  2.07  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐10  1.79  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐11  1.70  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐12  1.77  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐15  1.75  1.5 

Carbon Organic ‐ Total  mg/L  2024‐01‐16  1.64  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐17  1.65  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐18  1.68  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐19  1.68  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐22  1.5  1.5 

Carbon Organic ‐ Total  mg/L  2024‐01‐23  1.76  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐24  2.02  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐25  1.67  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐26  1.77  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐01‐29  2.06  1.7 

Carbon Organic ‐ Total  mg/L  2024‐01‐31  1.57  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐02  1.56  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐05  1.5  1.5 

Carbon Organic ‐ Total  mg/L  2024‐02‐07  1.59  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐09  1.68  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐12  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐02‐14  1.80  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐16  1.57  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐20  1.7  1.6 

Carbon Organic ‐ Total  mg/L  2024‐02‐21  1.55  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐22  1.64  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐23  1.65  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐02‐26  1.65  1.5 

Carbon Organic ‐ Total  mg/L  2024‐02‐27  1.79  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐01  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐04  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐05  1.80  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐06  1.5  1.5 

Carbon Organic ‐ Total  mg/L  2024‐03‐08  1.5  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐11  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐03‐13  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐15  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐18  1.8  1.8 

Carbon Organic ‐ Total  mg/L  2024‐03‐19  1.7  ‐ 
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Carbon Organic ‐ Total  mg/L  2024‐03‐20  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐22  1.5  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐25  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐03‐26  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐27  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐03‐28  1.5  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐02  1.6  1.5 

Carbon Organic ‐ Total  mg/L  2024‐04‐03  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐04  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐05  1.5  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐08  1.4  1.4 

Carbon Organic ‐ Total  mg/L  2024‐04‐09  2.0  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐10  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐12  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐15  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐04‐16  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐17  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐19  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐22  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐04‐23  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐24  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐26  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐04‐29  1.7  1.5 

Carbon Organic ‐ Total  mg/L  2024‐04‐30  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐01  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐02  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐06  1.6  1.4 

Carbon Organic ‐ Total  mg/L  2024‐05‐07  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐08  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐13  1.7  1.7 

Carbon Organic ‐ Total  mg/L  2024‐05‐14  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐16  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐21  1.4  1.4 

Carbon Organic ‐ Total  mg/L  2024‐05‐22  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐27  1.4  1.4 

Carbon Organic ‐ Total  mg/L  2024‐05‐28  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐29  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐05‐30  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐03  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐06‐04  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐05  1.9  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐06  1.8  ‐ 
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Carbon Organic ‐ Total  mg/L  2024‐06‐10  1.7  1.6 

Carbon Organic ‐ Total  mg/L  2024‐06‐11  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐12  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐13  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐17  1.7  1.6 

Carbon Organic ‐ Total  mg/L  2024‐06‐18  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐19  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐20  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐24  1.5  1.4 

Carbon Organic ‐ Total  mg/L  2024‐06‐26  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐06‐27  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐02  1.7  1.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐03  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐04  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐08  1.7  1.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐10  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐11  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐15  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐16  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐17  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐18  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐22  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐23  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐24  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐25  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐29  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐07‐30  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐07‐31  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐01  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐05  1.6  1.6 

Carbon Organic ‐ Total  mg/L  2024‐08‐06  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐07  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐08  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐12  1.7  1.5 

Carbon Organic ‐ Total  mg/L  2024‐08‐13  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐15  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐19  1.6  1.5 

Carbon Organic ‐ Total  mg/L  2024‐08‐21  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐22  2.0  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐26  1.6  1.5 

Carbon Organic ‐ Total  mg/L  2024‐08‐28  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐08‐29  1.7  ‐ 
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Carbon Organic ‐ Total  mg/L  2024‐09‐03  1.5  1.5 

Carbon Organic ‐ Total  mg/L  2024‐09‐04  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐09‐05  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐09‐09  1.5  1.5 

Carbon Organic ‐ Total  mg/L  2024‐09‐11  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐09‐13  1.7  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐09‐16  1.5  1.3 

Carbon Organic ‐ Total  mg/L  2024‐09‐18  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐09‐20  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐09‐23  1.4  1.4 

Carbon Organic ‐ Total  mg/L  2024‐09‐27  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐01  1.4  1.4 

Carbon Organic ‐ Total  mg/L  2024‐10‐02  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐04  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐07  1.3  1.3 

Carbon Organic ‐ Total  mg/L  2024‐10‐11  1.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐15  1.4  1.4 

Carbon Organic ‐ Total  mg/L  2024‐10‐16  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐18  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐21  2.5  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐22  2.7  2.3 

Carbon Organic ‐ Total  mg/L  2024‐10‐23  2.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐25  2.2  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐28  1.8  1.7 

Carbon Organic ‐ Total  mg/L  2024‐10‐29  2.3  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐30  2.4  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐10‐31  2.4  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐11‐04  2.0  1.9 

Carbon Organic ‐ Total  mg/L  2024‐11‐06  2.4  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐11‐07  2.4  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐11‐12  2.0  1.5 

Carbon Organic ‐ Total  mg/L  2024‐11‐13  2.6  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐11‐14  1.9  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐11‐18  2.0  1.9 

Carbon Organic ‐ Total  mg/L  2024‐11‐20  2.2  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐11‐21  2.2  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐11‐25  1.9  1.9 

Carbon Organic ‐ Total  mg/L  2024‐11‐27  2.2  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐11‐28  2.2  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐12‐02  1.8  1.8 

Carbon Organic ‐ Total  mg/L  2024‐12‐04  1.8  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐12‐05  2.1  ‐ 
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Carbon Organic ‐ Total  mg/L  2024‐12‐09  1.9  1.8 

Carbon Organic ‐ Total  mg/L  2024‐12‐11  2.2  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐12‐16  1.7  1.6 

Carbon Organic ‐ Total  mg/L  2024‐12‐17  1.9  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐12‐18  1.9  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐12‐19  2.2  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐12‐23  2.0  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐12‐24  2.0  ‐ 

Carbon Organic ‐ Total  mg/L  2024‐12‐30  1.9  1.7 

Carbon Organic ‐ Total  mg/L  2024‐12‐31  1.8  ‐ 

Chlorate  µg/L  2024‐01‐30  <10  30 

Chlorate  µg/L  2024‐04‐25  <10  19 

Chlorate  µg/L  2024‐09‐10  <10  370 

Chlorate  µg/L  2024‐10‐16  <10  ‐ 

Chlorate  µg/L  2024‐10‐23  ‐  294 

Chlorate  µg/L  2024‐11‐25  <10  60 

Chloride  mg/L  2024‐01‐08  0.5  2.8 

Chloride  mg/L  2024‐01‐30  0.6  2.3 

Chloride  mg/L  2024‐02‐05  <0.5  2.3 

Chloride  mg/L  2024‐03‐06  0.5  2.1 

Chloride  mg/L  2024‐04‐02  0.5  2.1 

Chloride  mg/L  2024‐04‐25  0.5  1.9 

Chloride  mg/L  2024‐05‐06  <0.5  2.0 

Chloride  mg/L  2024‐06‐03  <0.5  2.4 

Chloride  mg/L  2024‐07‐02  <0.5  2.5 

Chloride  mg/L  2024‐08‐06  <0.5  2.9 

Chloride  mg/L  2024‐09‐03  <0.5  2.7 

Chloride  mg/L  2024‐09‐10  <0.5  3.3 

Chloride  mg/L  2024‐10‐15  <0.5  3.0 

Chloride  mg/L  2024‐11‐04  <0.5  2.7 

Chloride  mg/L  2024‐11‐25  <0.5  2.2 

Chloride  mg/L  2024‐12‐02  <0.5  2.1 

Chlorine Free  mg/L  2024‐01‐01  ‐  1.58 

Chlorine Free  mg/L  2024‐01‐02  ‐  1.60 

Chlorine Free  mg/L  2024‐01‐03  ‐  1.35 

Chlorine Free  mg/L  2024‐01‐04  ‐  1.53 

Chlorine Free  mg/L  2024‐01‐05  ‐  1.40 

Chlorine Free  mg/L  2024‐01‐06  ‐  1.61 

Chlorine Free  mg/L  2024‐01‐07  ‐  1.68 

Chlorine Free  mg/L  2024‐01‐08  ‐  1.60 

Chlorine Free  mg/L  2024‐01‐09  ‐  1.90 

Chlorine Free  mg/L  2024‐01‐10  ‐  1.53 
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Chlorine Free  mg/L  2024‐01‐11  ‐  1.48 

Chlorine Free  mg/L  2024‐01‐12  ‐  1.50 

Chlorine Free  mg/L  2024‐01‐13  ‐  1.47 

Chlorine Free  mg/L  2024‐01‐14  ‐  1.44 

Chlorine Free  mg/L  2024‐01‐15  ‐  1.53 

Chlorine Free  mg/L  2024‐01‐16  ‐  1.76 

Chlorine Free  mg/L  2024‐01‐17  ‐  1.44 

Chlorine Free  mg/L  2024‐01‐18  ‐  1.60 

Chlorine Free  mg/L  2024‐01‐19  ‐  1.20 

Chlorine Free  mg/L  2024‐01‐20  ‐  1.27 

Chlorine Free  mg/L  2024‐01‐21  ‐  1.46 

Chlorine Free  mg/L  2024‐01‐22  ‐  1.20 

Chlorine Free  mg/L  2024‐01‐23  ‐  1.23 

Chlorine Free  mg/L  2024‐01‐24  ‐  1.50 

Chlorine Free  mg/L  2024‐01‐25  ‐  1.40 

Chlorine Free  mg/L  2024‐01‐26  ‐  1.40 

Chlorine Free  mg/L  2024‐01‐27  ‐  1.49 

Chlorine Free  mg/L  2024‐01‐28  ‐  1.43 

Chlorine Free  mg/L  2024‐01‐29  ‐  1.40 

Chlorine Free  mg/L  2024‐01‐30  ‐  1.35 

Chlorine Free  mg/L  2024‐01‐31  ‐  1.40 

Chlorine Free  mg/L  2024‐02‐01  ‐  1.30 

Chlorine Free  mg/L  2024‐02‐02  ‐  1.40 

Chlorine Free  mg/L  2024‐02‐03  ‐  1.51 

Chlorine Free  mg/L  2024‐02‐04  ‐  1.55 

Chlorine Free  mg/L  2024‐02‐05  ‐  1.40 

Chlorine Free  mg/L  2024‐02‐06  ‐  1.40 

Chlorine Free  mg/L  2024‐02‐07  ‐  1.13 

Chlorine Free  mg/L  2024‐02‐08  ‐  1.20 

Chlorine Free  mg/L  2024‐02‐09  ‐  1.25 

Chlorine Free  mg/L  2024‐02‐10  ‐  1.12 

Chlorine Free  mg/L  2024‐02‐11  ‐  1.38 

Chlorine Free  mg/L  2024‐02‐12  ‐  1.20 

Chlorine Free  mg/L  2024‐02‐13  ‐  1.20 

Chlorine Free  mg/L  2024‐02‐14  ‐  1.28 

Chlorine Free  mg/L  2024‐02‐15  ‐  1.22 

Chlorine Free  mg/L  2024‐02‐16  ‐  1.20 

Chlorine Free  mg/L  2024‐02‐17  ‐  1.20 

Chlorine Free  mg/L  2024‐02‐18  ‐  1.26 

Chlorine Free  mg/L  2024‐02‐19  ‐  1.21 

Chlorine Free  mg/L  2024‐02‐20  ‐  1.47 

Chlorine Free  mg/L  2024‐02‐21  ‐  1.40 
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Chlorine Free  mg/L  2024‐02‐22  ‐  1.20 

Chlorine Free  mg/L  2024‐02‐23  ‐  1.30 

Chlorine Free  mg/L  2024‐02‐24  ‐  1.40 

Chlorine Free  mg/L  2024‐02‐25  ‐  1.24 

Chlorine Free  mg/L  2024‐02‐26  ‐  1.20 

Chlorine Free  mg/L  2024‐02‐27  ‐  1.28 

Chlorine Free  mg/L  2024‐02‐28  ‐  1.36 

Chlorine Free  mg/L  2024‐02‐29  ‐  1.33 

Chlorine Free  mg/L  2024‐03‐01  ‐  1.30 

Chlorine Free  mg/L  2024‐03‐02  ‐  1.33 

Chlorine Free  mg/L  2024‐03‐03  ‐  1.15 

Chlorine Free  mg/L  2024‐03‐04  ‐  1.30 

Chlorine Free  mg/L  2024‐03‐05  ‐  1.30 

Chlorine Free  mg/L  2024‐03‐06  ‐  1.27 

Chlorine Free  mg/L  2024‐03‐07  ‐  1.50 

Chlorine Free  mg/L  2024‐03‐08  ‐  1.44 

Chlorine Free  mg/L  2024‐03‐09  ‐  1.56 

Chlorine Free  mg/L  2024‐03‐10  ‐  1.37 

Chlorine Free  mg/L  2024‐03‐11  ‐  1.45 

Chlorine Free  mg/L  2024‐03‐12  ‐  1.32 

Chlorine Free  mg/L  2024‐03‐13  ‐  1.24 

Chlorine Free  mg/L  2024‐03‐14  ‐  1.37 

Chlorine Free  mg/L  2024‐03‐15  ‐  1.40 

Chlorine Free  mg/L  2024‐03‐16  ‐  1.16 

Chlorine Free  mg/L  2024‐03‐17  ‐  1.27 

Chlorine Free  mg/L  2024‐03‐18  ‐  1.30 

Chlorine Free  mg/L  2024‐03‐19  ‐  1.30 

Chlorine Free  mg/L  2024‐03‐20  ‐  1.40 

Chlorine Free  mg/L  2024‐03‐21  ‐  1.44 

Chlorine Free  mg/L  2024‐03‐22  ‐  1.40 

Chlorine Free  mg/L  2024‐03‐23  ‐  1.34 

Chlorine Free  mg/L  2024‐03‐24  ‐  1.15 

Chlorine Free  mg/L  2024‐03‐25  ‐  1.50 

Chlorine Free  mg/L  2024‐03‐26  ‐  1.26 

Chlorine Free  mg/L  2024‐03‐27  ‐  1.20 

Chlorine Free  mg/L  2024‐03‐28  ‐  1.30 

Chlorine Free  mg/L  2024‐03‐29  ‐  1.26 

Chlorine Free  mg/L  2024‐03‐30  ‐  1.35 

Chlorine Free  mg/L  2024‐03‐31  ‐  1.47 

Chlorine Free  mg/L  2024‐04‐01  ‐  1.28 

Chlorine Free  mg/L  2024‐04‐02  ‐  1.29 

Chlorine Free  mg/L  2024‐04‐03  ‐  1.19 
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Chlorine Free  mg/L  2024‐04‐04  ‐  1.20 

Chlorine Free  mg/L  2024‐04‐05  ‐  1.20 

Chlorine Free  mg/L  2024‐04‐06  ‐  1.44 

Chlorine Free  mg/L  2024‐04‐07  ‐  1.24 

Chlorine Free  mg/L  2024‐04‐08  ‐  1.33 

Chlorine Free  mg/L  2024‐04‐09  ‐  1.28 

Chlorine Free  mg/L  2024‐04‐10  ‐  1.20 

Chlorine Free  mg/L  2024‐04‐11  ‐  1.33 

Chlorine Free  mg/L  2024‐04‐12  ‐  1.39 

Chlorine Free  mg/L  2024‐04‐13  ‐  1.44 

Chlorine Free  mg/L  2024‐04‐14  ‐  1.24 

Chlorine Free  mg/L  2024‐04‐15  ‐  1.30 

Chlorine Free  mg/L  2024‐04‐16  ‐  1.36 

Chlorine Free  mg/L  2024‐04‐17  ‐  1.35 

Chlorine Free  mg/L  2024‐04‐18  ‐  1.37 

Chlorine Free  mg/L  2024‐04‐19  ‐  1.33 

Chlorine Free  mg/L  2024‐04‐20  ‐  1.23 

Chlorine Free  mg/L  2024‐04‐21  ‐  1.31 

Chlorine Free  mg/L  2024‐04‐22  ‐  1.20 

Chlorine Free  mg/L  2024‐04‐23  ‐  1.36 

Chlorine Free  mg/L  2024‐04‐24  ‐  1.20 

Chlorine Free  mg/L  2024‐04‐25  ‐  1.24 

Chlorine Free  mg/L  2024‐04‐26  ‐  1.40 

Chlorine Free  mg/L  2024‐04‐27  ‐  1.27 

Chlorine Free  mg/L  2024‐04‐28  ‐  1.20 

Chlorine Free  mg/L  2024‐04‐29  ‐  1.50 

Chlorine Free  mg/L  2024‐04‐30  ‐  1.33 

Chlorine Free  mg/L  2024‐05‐01  ‐  1.13 

Chlorine Free  mg/L  2024‐05‐02  ‐  1.15 

Chlorine Free  mg/L  2024‐05‐03  ‐  1.48 

Chlorine Free  mg/L  2024‐05‐04  ‐  1.26 

Chlorine Free  mg/L  2024‐05‐05  ‐  1.30 

Chlorine Free  mg/L  2024‐05‐06  ‐  1.30 

Chlorine Free  mg/L  2024‐05‐07  ‐  1.28 

Chlorine Free  mg/L  2024‐05‐08  ‐  1.30 

Chlorine Free  mg/L  2024‐05‐09  ‐  1.28 

Chlorine Free  mg/L  2024‐05‐10  ‐  1.28 

Chlorine Free  mg/L  2024‐05‐11  ‐  1.23 

Chlorine Free  mg/L  2024‐05‐12  ‐  1.20 

Chlorine Free  mg/L  2024‐05‐13  ‐  1.30 

Chlorine Free  mg/L  2024‐05‐14  ‐  1.24 

Chlorine Free  mg/L  2024‐05‐15  ‐  1.20 
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Chlorine Free  mg/L  2024‐05‐16  ‐  1.20 

Chlorine Free  mg/L  2024‐05‐17  ‐  1.38 

Chlorine Free  mg/L  2024‐05‐18  ‐  1.25 

Chlorine Free  mg/L  2024‐05‐19  ‐  1.23 

Chlorine Free  mg/L  2024‐05‐20  ‐  1.25 

Chlorine Free  mg/L  2024‐05‐21  ‐  1.21 

Chlorine Free  mg/L  2024‐05‐22  ‐  1.20 

Chlorine Free  mg/L  2024‐05‐23  ‐  1.26 

Chlorine Free  mg/L  2024‐05‐24  ‐  1.20 

Chlorine Free  mg/L  2024‐05‐25  ‐  1.18 

Chlorine Free  mg/L  2024‐05‐26  ‐  1.20 

Chlorine Free  mg/L  2024‐05‐27  ‐  1.20 

Chlorine Free  mg/L  2024‐05‐28  ‐  1.25 

Chlorine Free  mg/L  2024‐05‐29  ‐  1.30 

Chlorine Free  mg/L  2024‐05‐30  ‐  1.32 

Chlorine Free  mg/L  2024‐05‐31  ‐  1.20 

Chlorine Free  mg/L  2024‐06‐01  ‐  1.35 

Chlorine Free  mg/L  2024‐06‐02  ‐  1.22 

Chlorine Free  mg/L  2024‐06‐03  ‐  1.27 

Chlorine Free  mg/L  2024‐06‐04  ‐  1.25 

Chlorine Free  mg/L  2024‐06‐05  ‐  1.20 

Chlorine Free  mg/L  2024‐06‐06  ‐  1.30 

Chlorine Free  mg/L  2024‐06‐07  ‐  1.20 

Chlorine Free  mg/L  2024‐06‐08  ‐  1.07 

Chlorine Free  mg/L  2024‐06‐09  ‐  1.35 

Chlorine Free  mg/L  2024‐06‐10  ‐  1.07 

Chlorine Free  mg/L  2024‐06‐11  ‐  1.30 

Chlorine Free  mg/L  2024‐06‐12  ‐  1.30 

Chlorine Free  mg/L  2024‐06‐13  ‐  1.15 

Chlorine Free  mg/L  2024‐06‐14  ‐  1.24 

Chlorine Free  mg/L  2024‐06‐15  ‐  0.98 

Chlorine Free  mg/L  2024‐06‐16  ‐  1.28 

Chlorine Free  mg/L  2024‐06‐17  ‐  1.16 

Chlorine Free  mg/L  2024‐06‐18  ‐  1.20 

Chlorine Free  mg/L  2024‐06‐19  ‐  1.41 

Chlorine Free  mg/L  2024‐06‐20  ‐  1.20 

Chlorine Free  mg/L  2024‐06‐21  ‐  1.28 

Chlorine Free  mg/L  2024‐06‐22  ‐  1.27 

Chlorine Free  mg/L  2024‐06‐23  ‐  1.20 

Chlorine Free  mg/L  2024‐06‐24  ‐  1.10 

Chlorine Free  mg/L  2024‐06‐25  ‐  1.20 

Chlorine Free  mg/L  2024‐06‐26  ‐  1.19 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 233 

Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Chlorine Free  mg/L  2024‐06‐27  ‐  1.27 

Chlorine Free  mg/L  2024‐06‐28  ‐  1.32 

Chlorine Free  mg/L  2024‐06‐29  ‐  1.36 

Chlorine Free  mg/L  2024‐06‐30  ‐  1.25 

Chlorine Free  mg/L  2024‐07‐01  ‐  1.28 

Chlorine Free  mg/L  2024‐07‐02  ‐  1.20 

Chlorine Free  mg/L  2024‐07‐03  ‐  1.50 

Chlorine Free  mg/L  2024‐07‐04  ‐  1.33 

Chlorine Free  mg/L  2024‐07‐05  ‐  1.19 

Chlorine Free  mg/L  2024‐07‐06  ‐  1.30 

Chlorine Free  mg/L  2024‐07‐07  ‐  1.21 

Chlorine Free  mg/L  2024‐07‐08  ‐  1.22 

Chlorine Free  mg/L  2024‐07‐09  ‐  1.25 

Chlorine Free  mg/L  2024‐07‐10  ‐  1.10 

Chlorine Free  mg/L  2024‐07‐11  ‐  1.17 

Chlorine Free  mg/L  2024‐07‐12  ‐  1.20 

Chlorine Free  mg/L  2024‐07‐13  ‐  1.15 

Chlorine Free  mg/L  2024‐07‐14  ‐  1.15 

Chlorine Free  mg/L  2024‐07‐15  ‐  1.14 

Chlorine Free  mg/L  2024‐07‐16  ‐  1.30 

Chlorine Free  mg/L  2024‐07‐17  ‐  1.30 

Chlorine Free  mg/L  2024‐07‐18  ‐  1.20 

Chlorine Free  mg/L  2024‐07‐19  ‐  1.18 

Chlorine Free  mg/L  2024‐07‐20  ‐  1.15 

Chlorine Free  mg/L  2024‐07‐21  ‐  1.23 

Chlorine Free  mg/L  2024‐07‐22  ‐  1.20 

Chlorine Free  mg/L  2024‐07‐23  ‐  1.22 

Chlorine Free  mg/L  2024‐07‐24  ‐  1.20 

Chlorine Free  mg/L  2024‐07‐25  ‐  1.31 

Chlorine Free  mg/L  2024‐07‐26  ‐  1.22 

Chlorine Free  mg/L  2024‐07‐27  ‐  1.14 

Chlorine Free  mg/L  2024‐07‐28  ‐  1.23 

Chlorine Free  mg/L  2024‐07‐29  ‐  1.20 

Chlorine Free  mg/L  2024‐07‐30  ‐  1.19 

Chlorine Free  mg/L  2024‐07‐31  ‐  1.20 

Chlorine Free  mg/L  2024‐08‐01  ‐  1.29 

Chlorine Free  mg/L  2024‐08‐02  ‐  1.40 

Chlorine Free  mg/L  2024‐08‐03  ‐  1.23 

Chlorine Free  mg/L  2024‐08‐04  ‐  1.29 

Chlorine Free  mg/L  2024‐08‐05  ‐  1.35 

Chlorine Free  mg/L  2024‐08‐06  ‐  1.30 

Chlorine Free  mg/L  2024‐08‐07  ‐  1.34 
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Chlorine Free  mg/L  2024‐08‐08  ‐  1.29 

Chlorine Free  mg/L  2024‐08‐09  ‐  1.15 

Chlorine Free  mg/L  2024‐08‐10  ‐  1.28 

Chlorine Free  mg/L  2024‐08‐11  ‐  1.24 

Chlorine Free  mg/L  2024‐08‐12  ‐  1.30 

Chlorine Free  mg/L  2024‐08‐13  ‐  1.20 

Chlorine Free  mg/L  2024‐08‐14  ‐  1.31 

Chlorine Free  mg/L  2024‐08‐15  ‐  1.19 

Chlorine Free  mg/L  2024‐08‐16  ‐  1.30 

Chlorine Free  mg/L  2024‐08‐17  ‐  1.20 

Chlorine Free  mg/L  2024‐08‐18  ‐  1.20 

Chlorine Free  mg/L  2024‐08‐19  ‐  1.34 

Chlorine Free  mg/L  2024‐08‐20  ‐  1.33 

Chlorine Free  mg/L  2024‐08‐21  ‐  1.40 

Chlorine Free  mg/L  2024‐08‐22  ‐  1.31 

Chlorine Free  mg/L  2024‐08‐23  ‐  1.30 

Chlorine Free  mg/L  2024‐08‐24  ‐  1.23 

Chlorine Free  mg/L  2024‐08‐25  ‐  1.12 

Chlorine Free  mg/L  2024‐08‐26  ‐  1.30 

Chlorine Free  mg/L  2024‐08‐27  ‐  1.28 

Chlorine Free  mg/L  2024‐08‐28  ‐  1.27 

Chlorine Free  mg/L  2024‐08‐29  ‐  1.30 

Chlorine Free  mg/L  2024‐08‐30  ‐  1.20 

Chlorine Free  mg/L  2024‐08‐31  ‐  0.76 

Chlorine Free  mg/L  2024‐09‐01  ‐  1.26 

Chlorine Free  mg/L  2024‐09‐02  ‐  1.16 

Chlorine Free  mg/L  2024‐09‐03  ‐  1.30 

Chlorine Free  mg/L  2024‐09‐04  ‐  1.18 

Chlorine Free  mg/L  2024‐09‐05  ‐  1.43 

Chlorine Free  mg/L  2024‐09‐06  ‐  1.30 

Chlorine Free  mg/L  2024‐09‐07  ‐  1.15 

Chlorine Free  mg/L  2024‐09‐08  ‐  1.07 

Chlorine Free  mg/L  2024‐09‐09  ‐  1.23 

Chlorine Free  mg/L  2024‐09‐10  ‐  1.30 

Chlorine Free  mg/L  2024‐09‐11  ‐  1.20 

Chlorine Free  mg/L  2024‐09‐12  ‐  1.32 

Chlorine Free  mg/L  2024‐09‐13  ‐  1.16 

Chlorine Free  mg/L  2024‐09‐14  ‐  1.13 

Chlorine Free  mg/L  2024‐09‐15  ‐  1.17 

Chlorine Free  mg/L  2024‐09‐16  ‐  1.29 

Chlorine Free  mg/L  2024‐09‐17  ‐  1.39 

Chlorine Free  mg/L  2024‐09‐18  ‐  1.30 
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Chlorine Free  mg/L  2024‐09‐19  ‐  1.24 

Chlorine Free  mg/L  2024‐09‐20  ‐  1.30 

Chlorine Free  mg/L  2024‐09‐21  ‐  1.25 

Chlorine Free  mg/L  2024‐09‐22  ‐  1.19 

Chlorine Free  mg/L  2024‐09‐23  ‐  1.16 

Chlorine Free  mg/L  2024‐09‐24  ‐  1.19 

Chlorine Free  mg/L  2024‐09‐25  ‐  1.17 

Chlorine Free  mg/L  2024‐09‐26  ‐  1.22 

Chlorine Free  mg/L  2024‐09‐27  ‐  1.24 

Chlorine Free  mg/L  2024‐09‐28  ‐  1.15 

Chlorine Free  mg/L  2024‐09‐29  ‐  1.12 

Chlorine Free  mg/L  2024‐09‐30  ‐  1.22 

Chlorine Free  mg/L  2024‐10‐01  ‐  1.34 

Chlorine Free  mg/L  2024‐10‐02  ‐  1.20 

Chlorine Free  mg/L  2024‐10‐03  ‐  1.28 

Chlorine Free  mg/L  2024‐10‐04  ‐  1.17 

Chlorine Free  mg/L  2024‐10‐05  ‐  1.22 

Chlorine Free  mg/L  2024‐10‐06  ‐  1.38 

Chlorine Free  mg/L  2024‐10‐07  ‐  1.32 

Chlorine Free  mg/L  2024‐10‐08  ‐  1.39 

Chlorine Free  mg/L  2024‐10‐09  ‐  1.45 

Chlorine Free  mg/L  2024‐10‐10  ‐  0.99 

Chlorine Free  mg/L  2024‐10‐11  ‐  1.30 

Chlorine Free  mg/L  2024‐10‐12  ‐  1.22 

Chlorine Free  mg/L  2024‐10‐13  ‐  1.23 

Chlorine Free  mg/L  2024‐10‐14  ‐  1.15 

Chlorine Free  mg/L  2024‐10‐15  ‐  1.09 

Chlorine Free  mg/L  2024‐10‐16  ‐  1.20 

Chlorine Free  mg/L  2024‐10‐17  ‐  1.23 

Chlorine Free  mg/L  2024‐10‐18  ‐  1.30 

Chlorine Free  mg/L  2024‐10‐19  ‐  1.23 

Chlorine Free  mg/L  2024‐10‐20  ‐  2.11 

Chlorine Free  mg/L  2024‐10‐21  ‐  1.90 

Chlorine Free  mg/L  2024‐10‐22  ‐  1.90 

Chlorine Free  mg/L  2024‐10‐23  ‐  2.00 

Chlorine Free  mg/L  2024‐10‐24  ‐  1.87 

Chlorine Free  mg/L  2024‐10‐25  ‐  1.90 

Chlorine Free  mg/L  2024‐10‐26  ‐  1.82 

Chlorine Free  mg/L  2024‐10‐27  ‐  1.72 

Chlorine Free  mg/L  2024‐10‐28  ‐  1.65 

Chlorine Free  mg/L  2024‐10‐29  ‐  1.32 

Chlorine Free  mg/L  2024‐10‐30  ‐  1.59 
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Chlorine Free  mg/L  2024‐10‐31  ‐  1.60 

Chlorine Free  mg/L  2024‐11‐01  ‐  1.60 

Chlorine Free  mg/L  2024‐11‐02  ‐  1.52 

Chlorine Free  mg/L  2024‐11‐03  ‐  0.84 

Chlorine Free  mg/L  2024‐11‐04  ‐  1.37 

Chlorine Free  mg/L  2024‐11‐05  ‐  1.70 

Chlorine Free  mg/L  2024‐11‐06  ‐  1.60 

Chlorine Free  mg/L  2024‐11‐07  ‐  1.70 

Chlorine Free  mg/L  2024‐11‐08  ‐  1.53 

Chlorine Free  mg/L  2024‐11‐09  ‐  1.73 

Chlorine Free  mg/L  2024‐11‐10  ‐  1.65 

Chlorine Free  mg/L  2024‐11‐11  ‐  1.70 

Chlorine Free  mg/L  2024‐11‐12  ‐  1.60 

Chlorine Free  mg/L  2024‐11‐13  ‐  1.70 

Chlorine Free  mg/L  2024‐11‐14  ‐  1.53 

Chlorine Free  mg/L  2024‐11‐15  ‐  1.57 

Chlorine Free  mg/L  2024‐11‐16  ‐  1.72 

Chlorine Free  mg/L  2024‐11‐17  ‐  1.67 

Chlorine Free  mg/L  2024‐11‐18  ‐  1.48 

Chlorine Free  mg/L  2024‐11‐19  ‐  1.66 

Chlorine Free  mg/L  2024‐11‐20  ‐  1.50 

Chlorine Free  mg/L  2024‐11‐21  ‐  1.35 

Chlorine Free  mg/L  2024‐11‐22  ‐  1.20 

Chlorine Free  mg/L  2024‐11‐23  ‐  1.26 

Chlorine Free  mg/L  2024‐11‐24  ‐  1.51 

Chlorine Free  mg/L  2024‐11‐25  ‐  1.35 

Chlorine Free  mg/L  2024‐11‐26  ‐  1.23 

Chlorine Free  mg/L  2024‐11‐27  ‐  1.30 

Chlorine Free  mg/L  2024‐11‐28  ‐  1.30 

Chlorine Free  mg/L  2024‐11‐29  ‐  1.40 

Chlorine Free  mg/L  2024‐11‐30  ‐  1.38 

Chlorine Free  mg/L  2024‐12‐01  ‐  1.40 

Chlorine Free  mg/L  2024‐12‐02  ‐  1.40 

Chlorine Free  mg/L  2024‐12‐03  ‐  1.36 

Chlorine Free  mg/L  2024‐12‐04  ‐  1.20 

Chlorine Free  mg/L  2024‐12‐05  ‐  2.08 

Chlorine Free  mg/L  2024‐12‐06  ‐  1.41 

Chlorine Free  mg/L  2024‐12‐07  ‐  1.22 

Chlorine Free  mg/L  2024‐12‐08  ‐  1.40 

Chlorine Free  mg/L  2024‐12‐09  ‐  1.32 

Chlorine Free  mg/L  2024‐12‐10  ‐  1.30 

Chlorine Free  mg/L  2024‐12‐11  ‐  1.20 
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Chlorine Free  mg/L  2024‐12‐12  ‐  1.47 

Chlorine Free  mg/L  2024‐12‐13  ‐  1.30 

Chlorine Free  mg/L  2024‐12‐14  ‐  1.40 

Chlorine Free  mg/L  2024‐12‐15  ‐  1.46 

Chlorine Free  mg/L  2024‐12‐16  ‐  1.07 

Chlorine Free  mg/L  2024‐12‐17  ‐  1.34 

Chlorine Free  mg/L  2024‐12‐18  ‐  1.10 

Chlorine Free  mg/L  2024‐12‐19  ‐  1.80 

Chlorine Free  mg/L  2024‐12‐20  ‐  1.17 

Chlorine Free  mg/L  2024‐12‐21  ‐  1.54 

Chlorine Free  mg/L  2024‐12‐22  ‐  1.60 

Chlorine Free  mg/L  2024‐12‐23  ‐  1.52 

Chlorine Free  mg/L  2024‐12‐24  ‐  1.70 

Chlorine Free  mg/L  2024‐12‐26  ‐  1.55 

Chlorine Free  mg/L  2024‐12‐27  ‐  1.74 

Chlorine Free  mg/L  2024‐12‐28  ‐  1.21 

Chlorine Free  mg/L  2024‐12‐29  ‐  1.17 

Chlorine Free  mg/L  2024‐12‐30  ‐  1.30 

Chlorine Free  mg/L  2024‐12‐31  ‐  1.30 

Chlorine Total  mg/L  2024‐01‐01  ‐  1.58 

Chlorine Total  mg/L  2024‐01‐02  ‐  1.55 

Chlorine Total  mg/L  2024‐01‐03  ‐  1.38 

Chlorine Total  mg/L  2024‐01‐04  ‐  1.58 

Chlorine Total  mg/L  2024‐01‐05  ‐  1.62 

Chlorine Total  mg/L  2024‐01‐06  ‐  1.61 

Chlorine Total  mg/L  2024‐01‐07  ‐  1.78 

Chlorine Total  mg/L  2024‐01‐08  ‐  1.69 

Chlorine Total  mg/L  2024‐01‐09  ‐  2.04 

Chlorine Total  mg/L  2024‐01‐10  ‐  1.66 

Chlorine Total  mg/L  2024‐01‐11  ‐  1.48 

Chlorine Total  mg/L  2024‐01‐12  ‐  1.63 

Chlorine Total  mg/L  2024‐01‐13  ‐  1.56 

Chlorine Total  mg/L  2024‐01‐14  ‐  1.44 

Chlorine Total  mg/L  2024‐01‐15  ‐  1.53 

Chlorine Total  mg/L  2024‐01‐16  ‐  1.79 

Chlorine Total  mg/L  2024‐01‐17  ‐  1.50 

Chlorine Total  mg/L  2024‐01‐18  ‐  1.27 

Chlorine Total  mg/L  2024‐01‐19  ‐  1.31 

Chlorine Total  mg/L  2024‐01‐20  ‐  1.27 

Chlorine Total  mg/L  2024‐01‐21  ‐  1.48 

Chlorine Total  mg/L  2024‐01‐22  ‐  1.27 

Chlorine Total  mg/L  2024‐01‐23  ‐  1.25 
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Chlorine Total  mg/L  2024‐01‐24  ‐  1.58 

Chlorine Total  mg/L  2024‐01‐25  ‐  1.55 

Chlorine Total  mg/L  2024‐01‐26  ‐  1.46 

Chlorine Total  mg/L  2024‐01‐27  ‐  1.51 

Chlorine Total  mg/L  2024‐01‐28  ‐  1.43 

Chlorine Total  mg/L  2024‐01‐29  ‐  1.64 

Chlorine Total  mg/L  2024‐01‐30  ‐  1.43 

Chlorine Total  mg/L  2024‐01‐31  ‐  1.68 

Chlorine Total  mg/L  2024‐02‐01  ‐  1.54 

Chlorine Total  mg/L  2024‐02‐02  ‐  1.70 

Chlorine Total  mg/L  2024‐02‐03  ‐  1.52 

Chlorine Total  mg/L  2024‐02‐04  ‐  1.55 

Chlorine Total  mg/L  2024‐02‐05  ‐  1.44 

Chlorine Total  mg/L  2024‐02‐06  ‐  1.59 

Chlorine Total  mg/L  2024‐02‐07  ‐  1.25 

Chlorine Total  mg/L  2024‐02‐08  ‐  1.30 

Chlorine Total  mg/L  2024‐02‐09  ‐  1.28 

Chlorine Total  mg/L  2024‐02‐10  ‐  1.20 

Chlorine Total  mg/L  2024‐02‐11  ‐  1.40 

Chlorine Total  mg/L  2024‐02‐12  ‐  1.21 

Chlorine Total  mg/L  2024‐02‐13  ‐  1.38 

Chlorine Total  mg/L  2024‐02‐14  ‐  1.34 

Chlorine Total  mg/L  2024‐02‐15  ‐  1.23 

Chlorine Total  mg/L  2024‐02‐16  ‐  1.28 

Chlorine Total  mg/L  2024‐02‐17  ‐  1.20 

Chlorine Total  mg/L  2024‐02‐18  ‐  1.33 

Chlorine Total  mg/L  2024‐02‐19  ‐  1.21 

Chlorine Total  mg/L  2024‐02‐20  ‐  1.47 

Chlorine Total  mg/L  2024‐02‐21  ‐  1.42 

Chlorine Total  mg/L  2024‐02‐22  ‐  1.37 

Chlorine Total  mg/L  2024‐02‐23  ‐  1.46 

Chlorine Total  mg/L  2024‐02‐24  ‐  1.44 

Chlorine Total  mg/L  2024‐02‐25  ‐  1.30 

Chlorine Total  mg/L  2024‐02‐26  ‐  1.18 

Chlorine Total  mg/L  2024‐02‐27  ‐  1.35 

Chlorine Total  mg/L  2024‐02‐28  ‐  1.36 

Chlorine Total  mg/L  2024‐02‐29  ‐  1.34 

Chlorine Total  mg/L  2024‐03‐01  ‐  1.39 

Chlorine Total  mg/L  2024‐03‐02  ‐  1.43 

Chlorine Total  mg/L  2024‐03‐03  ‐  1.15 

Chlorine Total  mg/L  2024‐03‐04  ‐  1.30 

Chlorine Total  mg/L  2024‐03‐05  ‐  1.40 
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Chlorine Total  mg/L  2024‐03‐06  ‐  1.29 

Chlorine Total  mg/L  2024‐03‐07  ‐  1.55 

Chlorine Total  mg/L  2024‐03‐08  ‐  1.55 

Chlorine Total  mg/L  2024‐03‐09  ‐  1.56 

Chlorine Total  mg/L  2024‐03‐10  ‐  1.37 

Chlorine Total  mg/L  2024‐03‐11  ‐  1.47 

Chlorine Total  mg/L  2024‐03‐12  ‐  1.35 

Chlorine Total  mg/L  2024‐03‐13  ‐  1.33 

Chlorine Total  mg/L  2024‐03‐14  ‐  1.37 

Chlorine Total  mg/L  2024‐03‐15  ‐  1.35 

Chlorine Total  mg/L  2024‐03‐16  ‐  1.16 

Chlorine Total  mg/L  2024‐03‐17  ‐  1.33 

Chlorine Total  mg/L  2024‐03‐18  ‐  1.33 

Chlorine Total  mg/L  2024‐03‐19  ‐  1.38 

Chlorine Total  mg/L  2024‐03‐20  ‐  1.47 

Chlorine Total  mg/L  2024‐03‐21  ‐  1.48 

Chlorine Total  mg/L  2024‐03‐22  ‐  1.40 

Chlorine Total  mg/L  2024‐03‐23  ‐  1.37 

Chlorine Total  mg/L  2024‐03‐24  ‐  1.15 

Chlorine Total  mg/L  2024‐03‐25  ‐  1.50 

Chlorine Total  mg/L  2024‐03‐26  ‐  1.30 

Chlorine Total  mg/L  2024‐03‐27  ‐  1.33 

Chlorine Total  mg/L  2024‐03‐28  ‐  1.18 

Chlorine Total  mg/L  2024‐03‐29  ‐  1.28 

Chlorine Total  mg/L  2024‐03‐30  ‐  1.40 

Chlorine Total  mg/L  2024‐03‐31  ‐  1.47 

Chlorine Total  mg/L  2024‐04‐01  ‐  1.29 

Chlorine Total  mg/L  2024‐04‐02  ‐  1.33 

Chlorine Total  mg/L  2024‐04‐03  ‐  1.25 

Chlorine Total  mg/L  2024‐04‐04  ‐  1.40 

Chlorine Total  mg/L  2024‐04‐05  ‐  1.30 

Chlorine Total  mg/L  2024‐04‐06  ‐  1.44 

Chlorine Total  mg/L  2024‐04‐07  ‐  1.30 

Chlorine Total  mg/L  2024‐04‐08  ‐  1.35 

Chlorine Total  mg/L  2024‐04‐09  ‐  1.29 

Chlorine Total  mg/L  2024‐04‐10  ‐  1.47 

Chlorine Total  mg/L  2024‐04‐11  ‐  1.37 

Chlorine Total  mg/L  2024‐04‐12  ‐  1.44 

Chlorine Total  mg/L  2024‐04‐13  ‐  1.44 

Chlorine Total  mg/L  2024‐04‐14  ‐  1.25 

Chlorine Total  mg/L  2024‐04‐15  ‐  1.61 

Chlorine Total  mg/L  2024‐04‐16  ‐  1.36 
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Chlorine Total  mg/L  2024‐04‐17  ‐  1.35 

Chlorine Total  mg/L  2024‐04‐18  ‐  1.42 

Chlorine Total  mg/L  2024‐04‐19  ‐  1.37 

Chlorine Total  mg/L  2024‐04‐20  ‐  1.23 

Chlorine Total  mg/L  2024‐04‐21  ‐  1.31 

Chlorine Total  mg/L  2024‐04‐22  ‐  1.22 

Chlorine Total  mg/L  2024‐04‐23  ‐  1.38 

Chlorine Total  mg/L  2024‐04‐24  ‐  1.33 

Chlorine Total  mg/L  2024‐04‐25  ‐  1.35 

Chlorine Total  mg/L  2024‐04‐26  ‐  1.50 

Chlorine Total  mg/L  2024‐04‐27  ‐  1.27 

Chlorine Total  mg/L  2024‐04‐28  ‐  1.20 

Chlorine Total  mg/L  2024‐04‐29  ‐  1.53 

Chlorine Total  mg/L  2024‐04‐30  ‐  1.36 

Chlorine Total  mg/L  2024‐05‐01  ‐  1.13 

Chlorine Total  mg/L  2024‐05‐02  ‐  1.16 

Chlorine Total  mg/L  2024‐05‐03  ‐  1.50 

Chlorine Total  mg/L  2024‐05‐04  ‐  1.31 

Chlorine Total  mg/L  2024‐05‐05  ‐  1.30 

Chlorine Total  mg/L  2024‐05‐06  ‐  1.46 

Chlorine Total  mg/L  2024‐05‐07  ‐  1.30 

Chlorine Total  mg/L  2024‐05‐08  ‐  1.35 

Chlorine Total  mg/L  2024‐05‐09  ‐  1.35 

Chlorine Total  mg/L  2024‐05‐10  ‐  1.30 

Chlorine Total  mg/L  2024‐05‐11  ‐  1.25 

Chlorine Total  mg/L  2024‐05‐12  ‐  1.20 

Chlorine Total  mg/L  2024‐05‐13  ‐  1.31 

Chlorine Total  mg/L  2024‐05‐14  ‐  1.37 

Chlorine Total  mg/L  2024‐05‐15  ‐  1.20 

Chlorine Total  mg/L  2024‐05‐16  ‐  1.38 

Chlorine Total  mg/L  2024‐05‐17  ‐  1.42 

Chlorine Total  mg/L  2024‐05‐18  ‐  1.25 

Chlorine Total  mg/L  2024‐05‐19  ‐  1.25 

Chlorine Total  mg/L  2024‐05‐20  ‐  1.25 

Chlorine Total  mg/L  2024‐05‐21  ‐  1.21 

Chlorine Total  mg/L  2024‐05‐22  ‐  1.06 

Chlorine Total  mg/L  2024‐05‐23  ‐  1.31 

Chlorine Total  mg/L  2024‐05‐24  ‐  1.57 

Chlorine Total  mg/L  2024‐05‐25  ‐  1.18 

Chlorine Total  mg/L  2024‐05‐26  ‐  1.21 

Chlorine Total  mg/L  2024‐05‐27  ‐  1.19 

Chlorine Total  mg/L  2024‐05‐28  ‐  1.37 
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Chlorine Total  mg/L  2024‐05‐29  ‐  1.44 

Chlorine Total  mg/L  2024‐05‐30  ‐  1.32 

Chlorine Total  mg/L  2024‐05‐31  ‐  1.34 

Chlorine Total  mg/L  2024‐06‐01  ‐  1.35 

Chlorine Total  mg/L  2024‐06‐02  ‐  1.22 

Chlorine Total  mg/L  2024‐06‐03  ‐  1.29 

Chlorine Total  mg/L  2024‐06‐04  ‐  1.25 

Chlorine Total  mg/L  2024‐06‐05  ‐  1.08 

Chlorine Total  mg/L  2024‐06‐06  ‐  1.32 

Chlorine Total  mg/L  2024‐06‐07  ‐  1.21 

Chlorine Total  mg/L  2024‐06‐08  ‐  1.07 

Chlorine Total  mg/L  2024‐06‐09  ‐  1.36 

Chlorine Total  mg/L  2024‐06‐10  ‐  1.14 

Chlorine Total  mg/L  2024‐06‐11  ‐  1.30 

Chlorine Total  mg/L  2024‐06‐12  ‐  1.30 

Chlorine Total  mg/L  2024‐06‐13  ‐  1.15 

Chlorine Total  mg/L  2024‐06‐14  ‐  1.36 

Chlorine Total  mg/L  2024‐06‐15  ‐  1.15 

Chlorine Total  mg/L  2024‐06‐16  ‐  1.28 

Chlorine Total  mg/L  2024‐06‐17  ‐  1.19 

Chlorine Total  mg/L  2024‐06‐18  ‐  1.27 

Chlorine Total  mg/L  2024‐06‐19  ‐  1.42 

Chlorine Total  mg/L  2024‐06‐20  ‐  1.29 

Chlorine Total  mg/L  2024‐06‐21  ‐  1.33 

Chlorine Total  mg/L  2024‐06‐22  ‐  1.33 

Chlorine Total  mg/L  2024‐06‐23  ‐  1.25 

Chlorine Total  mg/L  2024‐06‐24  ‐  1.16 

Chlorine Total  mg/L  2024‐06‐25  ‐  1.16 

Chlorine Total  mg/L  2024‐06‐26  ‐  1.19 

Chlorine Total  mg/L  2024‐06‐27  ‐  1.30 

Chlorine Total  mg/L  2024‐06‐28  ‐  1.45 

Chlorine Total  mg/L  2024‐06‐29  ‐  1.40 

Chlorine Total  mg/L  2024‐06‐30  ‐  1.28 

Chlorine Total  mg/L  2024‐07‐01  ‐  1.28 

Chlorine Total  mg/L  2024‐07‐02  ‐  1.29 

Chlorine Total  mg/L  2024‐07‐03  ‐  1.23 

Chlorine Total  mg/L  2024‐07‐04  ‐  1.35 

Chlorine Total  mg/L  2024‐07‐05  ‐  1.19 

Chlorine Total  mg/L  2024‐07‐06  ‐  1.30 

Chlorine Total  mg/L  2024‐07‐07  ‐  1.23 

Chlorine Total  mg/L  2024‐07‐08  ‐  1.25 

Chlorine Total  mg/L  2024‐07‐09  ‐  1.25 
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Chlorine Total  mg/L  2024‐07‐10  ‐  1.10 

Chlorine Total  mg/L  2024‐07‐11  ‐  1.18 

Chlorine Total  mg/L  2024‐07‐12  ‐  1.16 

Chlorine Total  mg/L  2024‐07‐13  ‐  1.19 

Chlorine Total  mg/L  2024‐07‐14  ‐  1.15 

Chlorine Total  mg/L  2024‐07‐15  ‐  1.16 

Chlorine Total  mg/L  2024‐07‐16  ‐  1.15 

Chlorine Total  mg/L  2024‐07‐17  ‐  1.24 

Chlorine Total  mg/L  2024‐07‐18  ‐  1.32 

Chlorine Total  mg/L  2024‐07‐19  ‐  1.19 

Chlorine Total  mg/L  2024‐07‐20  ‐  1.15 

Chlorine Total  mg/L  2024‐07‐21  ‐  1.23 

Chlorine Total  mg/L  2024‐07‐22  ‐  1.08 

Chlorine Total  mg/L  2024‐07‐23  ‐  1.26 

Chlorine Total  mg/L  2024‐07‐24  ‐  1.17 

Chlorine Total  mg/L  2024‐07‐25  ‐  1.39 

Chlorine Total  mg/L  2024‐07‐26  ‐  1.22 

Chlorine Total  mg/L  2024‐07‐27  ‐  1.17 

Chlorine Total  mg/L  2024‐07‐28  ‐  1.23 

Chlorine Total  mg/L  2024‐07‐29  ‐  1.21 

Chlorine Total  mg/L  2024‐07‐30  ‐  1.24 

Chlorine Total  mg/L  2024‐07‐31  ‐  1.44 

Chlorine Total  mg/L  2024‐08‐01  ‐  1.33 

Chlorine Total  mg/L  2024‐08‐02  ‐  1.36 

Chlorine Total  mg/L  2024‐08‐03  ‐  1.23 

Chlorine Total  mg/L  2024‐08‐04  ‐  1.31 

Chlorine Total  mg/L  2024‐08‐05  ‐  1.38 

Chlorine Total  mg/L  2024‐08‐06  ‐  1.19 

Chlorine Total  mg/L  2024‐08‐07  ‐  1.37 

Chlorine Total  mg/L  2024‐08‐08  ‐  1.29 

Chlorine Total  mg/L  2024‐08‐09  ‐  1.17 

Chlorine Total  mg/L  2024‐08‐10  ‐  1.31 

Chlorine Total  mg/L  2024‐08‐11  ‐  1.30 

Chlorine Total  mg/L  2024‐08‐12  ‐  1.36 

Chlorine Total  mg/L  2024‐08‐13  ‐  1.31 

Chlorine Total  mg/L  2024‐08‐14  ‐  1.31 

Chlorine Total  mg/L  2024‐08‐15  ‐  1.19 

Chlorine Total  mg/L  2024‐08‐16  ‐  1.31 

Chlorine Total  mg/L  2024‐08‐17  ‐  1.24 

Chlorine Total  mg/L  2024‐08‐18  ‐  1.2 

Chlorine Total  mg/L  2024‐08‐19  ‐  1.37 

Chlorine Total  mg/L  2024‐08‐20  ‐  1.38 
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Chlorine Total  mg/L  2024‐08‐21  ‐  1.38 

Chlorine Total  mg/L  2024‐08‐22  ‐  1.38 

Chlorine Total  mg/L  2024‐08‐23  ‐  1.40 

Chlorine Total  mg/L  2024‐08‐24  ‐  1.28 

Chlorine Total  mg/L  2024‐08‐25  ‐  1.23 

Chlorine Total  mg/L  2024‐08‐26  ‐  1.32 

Chlorine Total  mg/L  2024‐08‐27  ‐  1.30 

Chlorine Total  mg/L  2024‐08‐28  ‐  1.27 

Chlorine Total  mg/L  2024‐08‐29  ‐  1.28 

Chlorine Total  mg/L  2024‐08‐30  ‐  1.17 

Chlorine Total  mg/L  2024‐08‐31  ‐  0.76 

Chlorine Total  mg/L  2024‐09‐01  ‐  1.26 

Chlorine Total  mg/L  2024‐09‐02  ‐  1.19 

Chlorine Total  mg/L  2024‐09‐03  ‐  1.17 

Chlorine Total  mg/L  2024‐09‐04  ‐  1.18 

Chlorine Total  mg/L  2024‐09‐05  ‐  1.43 

Chlorine Total  mg/L  2024‐09‐06  ‐  1.27 

Chlorine Total  mg/L  2024‐09‐07  ‐  1.15 

Chlorine Total  mg/L  2024‐09‐08  ‐  1.11 

Chlorine Total  mg/L  2024‐09‐09  ‐  1.25 

Chlorine Total  mg/L  2024‐09‐10  ‐  1.30 

Chlorine Total  mg/L  2024‐09‐11  ‐  1.23 

Chlorine Total  mg/L  2024‐09‐12  ‐  1.35 

Chlorine Total  mg/L  2024‐09‐13  ‐  1.20 

Chlorine Total  mg/L  2024‐09‐14  ‐  1.23 

Chlorine Total  mg/L  2024‐09‐15  ‐  1.17 

Chlorine Total  mg/L  2024‐09‐16  ‐  1.29 

Chlorine Total  mg/L  2024‐09‐17  ‐  1.40 

Chlorine Total  mg/L  2024‐09‐18  ‐  1.21 

Chlorine Total  mg/L  2024‐09‐19  ‐  1.27 

Chlorine Total  mg/L  2024‐09‐20  ‐  1.30 

Chlorine Total  mg/L  2024‐09‐21  ‐  1.26 

Chlorine Total  mg/L  2024‐09‐22  ‐  1.22 

Chlorine Total  mg/L  2024‐09‐23  ‐  1.16 

Chlorine Total  mg/L  2024‐09‐24  ‐  1.22 

Chlorine Total  mg/L  2024‐09‐25  ‐  1.19 

Chlorine Total  mg/L  2024‐09‐26  ‐  1.34 

Chlorine Total  mg/L  2024‐09‐27  ‐  1.27 

Chlorine Total  mg/L  2024‐09‐28  ‐  1.16 

Chlorine Total  mg/L  2024‐09‐29  ‐  1.12 

Chlorine Total  mg/L  2024‐09‐30  ‐  1.25 

Chlorine Total  mg/L  2024‐10‐01  ‐  1.41 
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Chlorine Total  mg/L  2024‐10‐02  ‐  1.18 

Chlorine Total  mg/L  2024‐10‐03  ‐  1.42 

Chlorine Total  mg/L  2024‐10‐04  ‐  1.23 

Chlorine Total  mg/L  2024‐10‐05  ‐  1.25 

Chlorine Total  mg/L  2024‐10‐06  ‐  1.38 

Chlorine Total  mg/L  2024‐10‐07  ‐  1.32 

Chlorine Total  mg/L  2024‐10‐08  ‐  1.40 

Chlorine Total  mg/L  2024‐10‐09  ‐  1.45 

Chlorine Total  mg/L  2024‐10‐10  ‐  1.12 

Chlorine Total  mg/L  2024‐10‐11  ‐  1.41 

Chlorine Total  mg/L  2024‐10‐12  ‐  1.26 

Chlorine Total  mg/L  2024‐10‐13  ‐  1.34 

Chlorine Total  mg/L  2024‐10‐14  ‐  1.17 

Chlorine Total  mg/L  2024‐10‐15  ‐  1.09 

Chlorine Total  mg/L  2024‐10‐16  ‐  1.69 

Chlorine Total  mg/L  2024‐10‐17  ‐  1.35 

Chlorine Total  mg/L  2024‐10‐18  ‐  1.06 

Chlorine Total  mg/L  2024‐10‐19  ‐  1.25 

Chlorine Total  mg/L  2024‐10‐20  ‐  2.20 

Chlorine Total  mg/L  2024‐10‐21  ‐  1.97 

Chlorine Total  mg/L  2024‐10‐22  ‐  1.93 

Chlorine Total  mg/L  2024‐10‐23  ‐  1.89 

Chlorine Total  mg/L  2024‐10‐24  ‐  1.92 

Chlorine Total  mg/L  2024‐10‐25  ‐  1.59 

Chlorine Total  mg/L  2024‐10‐26  ‐  1.82 

Chlorine Total  mg/L  2024‐10‐27  ‐  1.83 

Chlorine Total  mg/L  2024‐10‐28  ‐  1.78 

Chlorine Total  mg/L  2024‐10‐29  ‐  1.32 

Chlorine Total  mg/L  2024‐10‐30  ‐  1.61 

Chlorine Total  mg/L  2024‐10‐31  ‐  1.64 

Chlorine Total  mg/L  2024‐11‐01  ‐  1.62 

Chlorine Total  mg/L  2024‐11‐02  ‐  1.57 

Chlorine Total  mg/L  2024‐11‐03  ‐  0.89 

Chlorine Total  mg/L  2024‐11‐04  ‐  1.48 

Chlorine Total  mg/L  2024‐11‐05  ‐  1.63 

Chlorine Total  mg/L  2024‐11‐06  ‐  1.88 

Chlorine Total  mg/L  2024‐11‐07  ‐  1.85 

Chlorine Total  mg/L  2024‐11‐08  ‐  1.59 

Chlorine Total  mg/L  2024‐11‐09  ‐  1.77 

Chlorine Total  mg/L  2024‐11‐10  ‐  1.65 

Chlorine Total  mg/L  2024‐11‐11  ‐  1.73 

Chlorine Total  mg/L  2024‐11‐12  ‐  1.69 
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Chlorine Total  mg/L  2024‐11‐13  ‐  1.69 

Chlorine Total  mg/L  2024‐11‐14  ‐  1.55 

Chlorine Total  mg/L  2024‐11‐15  ‐  1.57 

Chlorine Total  mg/L  2024‐11‐16  ‐  1.72 

Chlorine Total  mg/L  2024‐11‐17  ‐  1.71 

Chlorine Total  mg/L  2024‐11‐18  ‐  1.59 

Chlorine Total  mg/L  2024‐11‐19  ‐  1.69 

Chlorine Total  mg/L  2024‐11‐20  ‐  1.55 

Chlorine Total  mg/L  2024‐11‐21  ‐  1.35 

Chlorine Total  mg/L  2024‐11‐22  ‐  1.29 

Chlorine Total  mg/L  2024‐11‐23  ‐  1.39 

Chlorine Total  mg/L  2024‐11‐24  ‐  1.51 

Chlorine Total  mg/L  2024‐11‐25  ‐  1.35 

Chlorine Total  mg/L  2024‐11‐26  ‐  1.23 

Chlorine Total  mg/L  2024‐11‐27  ‐  1.69 

Chlorine Total  mg/L  2024‐11‐28  ‐  1.40 

Chlorine Total  mg/L  2024‐11‐29  ‐  1.56 

Chlorine Total  mg/L  2024‐11‐30  ‐  1.38 

Chlorine Total  mg/L  2024‐12‐01  ‐  1.40 

Chlorine Total  mg/L  2024‐12‐02  ‐  1.37 

Chlorine Total  mg/L  2024‐12‐03  ‐  1.48 

Chlorine Total  mg/L  2024‐12‐04  ‐  1.77 

Chlorine Total  mg/L  2024‐12‐05  ‐  2.08 

Chlorine Total  mg/L  2024‐12‐06  ‐  1.48 

Chlorine Total  mg/L  2024‐12‐07  ‐  1.31 

Chlorine Total  mg/L  2024‐12‐08  ‐  1.40 

Chlorine Total  mg/L  2024‐12‐09  ‐  1.41 

Chlorine Total  mg/L  2024‐12‐10  ‐  1.26 

Chlorine Total  mg/L  2024‐12‐11  ‐  1.14 

Chlorine Total  mg/L  2024‐12‐12  ‐  1.47 

Chlorine Total  mg/L  2024‐12‐13  ‐  1.61 

Chlorine Total  mg/L  2024‐12‐14  ‐  1.45 

Chlorine Total  mg/L  2024‐12‐15  ‐  1.46 

Chlorine Total  mg/L  2024‐12‐16  ‐  1.07 

Chlorine Total  mg/L  2024‐12‐17  ‐  1.34 

Chlorine Total  mg/L  2024‐12‐18  ‐  1.19 

Chlorine Total  mg/L  2024‐12‐19  ‐  1.91 

Chlorine Total  mg/L  2024‐12‐20  ‐  1.20 

Chlorine Total  mg/L  2024‐12‐21  ‐  1.66 

Chlorine Total  mg/L  2024‐12‐22  ‐  1.60 

Chlorine Total  mg/L  2024‐12‐23  ‐  1.68 

Chlorine Total  mg/L  2024‐12‐24  ‐  1.77 
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Chlorine Total  mg/L  2024‐12‐26  ‐  1.65 

Chlorine Total  mg/L  2024‐12‐27  ‐  1.78 

Chlorine Total  mg/L  2024‐12‐28  ‐  1.24 

Chlorine Total  mg/L  2024‐12‐29  ‐  1.47 

Chlorine Total  mg/L  2024‐12‐30  ‐  1.43 

Chlorine Total  mg/L  2024‐12‐31  ‐  1.09 

Chlorodibromomethane  ppb  2024‐01‐30  <1  <1 

Chlorodibromomethane  ppb  2024‐04‐24  <1  <1 

Chlorodibromomethane  ppb  2024‐09‐10  <1  <1 

Chlorodibromomethane  ppb  2024‐10‐16  <1  ‐ 

Chlorodibromomethane  ppb  2024‐10‐23  ‐  <1 

Chlorodibromomethane  ppb  2024‐11‐25  <1  <1 

Chloroform  ppb  2024‐01‐30  <1  4 

Chloroform  ppb  2024‐04‐24  <1  5 

Chloroform  ppb  2024‐09‐10  <1  7 

Chloroform  ppb  2024‐10‐16  <1  ‐ 

Chloroform  ppb  2024‐10‐23  ‐  13 

Chloroform  ppb  2024‐11‐25  <1  6 

Chromium Total  µg/L  2024‐04‐02  <0.05  <0.05 

Chromium Total  µg/L  2024‐04‐16  <0.05  ‐ 

Chromium Total  µg/L  2024‐04‐18  ‐  <0.05 

Chromium Total  µg/L  2024‐10‐07  <0.05  <0.05 

Chromium Total  µg/L  2024‐10‐15  <0.05  <0.05 

Cobalt Total  µg/L  2024‐04‐16  <0.5  ‐ 

Cobalt Total  µg/L  2024‐04‐18  ‐  <0.5 

Cobalt Total  µg/L  2024‐10‐07  <0.5  <0.5 

Color ‐ Apparent  ACU  2024‐01‐01  11  ‐ 

Color ‐ Apparent  ACU  2024‐01‐08  18  5 

Color ‐ Apparent  ACU  2024‐01‐15  12  2 

Color ‐ Apparent  ACU  2024‐01‐22  12  2 

Color ‐ Apparent  ACU  2024‐01‐29  16  3 

Color ‐ Apparent  ACU  2024‐02‐05  12  <2 

Color ‐ Apparent  ACU  2024‐02‐12  14  7 

Color ‐ Apparent  ACU  2024‐02‐20  10  2 

Color ‐ Apparent  ACU  2024‐02‐26  13  2 

Color ‐ Apparent  ACU  2024‐03‐06  13  3 

Color ‐ Apparent  ACU  2024‐03‐11  13  3 

Color ‐ Apparent  ACU  2024‐03‐18  11  2 

Color ‐ Apparent  ACU  2024‐03‐25  12  3 

Color ‐ Apparent  ACU  2024‐04‐02  13  5 

Color ‐ Apparent  ACU  2024‐04‐08  11  2 

Color ‐ Apparent  ACU  2024‐04‐15  12  4 
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Color ‐ Apparent  ACU  2024‐04‐22  10  2 

Color ‐ Apparent  ACU  2024‐04‐29  10  <2 

Color ‐ Apparent  ACU  2024‐05‐06  12  3 

Color ‐ Apparent  ACU  2024‐05‐13  12  2 

Color ‐ Apparent  ACU  2024‐05‐21  11  3 

Color ‐ Apparent  ACU  2024‐05‐27  12  <2 

Color ‐ Apparent  ACU  2024‐06‐03  13  2 

Color ‐ Apparent  ACU  2024‐06‐10  12  2 

Color ‐ Apparent  ACU  2024‐06‐17  12  <2 

Color ‐ Apparent  ACU  2024‐06‐24  12  2 

Color ‐ Apparent  ACU  2024‐07‐02  11  2 

Color ‐ Apparent  ACU  2024‐07‐08  10  2 

Color ‐ Apparent  ACU  2024‐07‐15  11  <2 

Color ‐ Apparent  ACU  2024‐07‐22  10  <2 

Color ‐ Apparent  ACU  2024‐07‐29  12  <2 

Color ‐ Apparent  ACU  2024‐08‐05  10  <2 

Color ‐ Apparent  ACU  2024‐08‐12  9  <2 

Color ‐ Apparent  ACU  2024‐08‐19  10  <2 

Color ‐ Apparent  ACU  2024‐08‐26  10  <2 

Color ‐ Apparent  ACU  2024‐09‐03  10  <2 

Color ‐ Apparent  ACU  2024‐09‐09  10  <2 

Color ‐ Apparent  ACU  2024‐09‐16  9  3 

Color ‐ Apparent  ACU  2024‐09‐23  7  2 

Color ‐ Apparent  ACU  2024‐10‐01  8  <2 

Color ‐ Apparent  ACU  2024‐10‐07  9  3 

Color ‐ Apparent  ACU  2024‐10‐15  10  2 

Color ‐ Apparent  ACU  2024‐10‐22  18  4 

Color ‐ Apparent  ACU  2024‐10‐28  13  <2 

Color ‐ Apparent  ACU  2024‐11‐04  15  <2 

Color ‐ Apparent  ACU  2024‐11‐12  13  2 

Color ‐ Apparent  ACU  2024‐11‐18  13  <2 

Color ‐ Apparent  ACU  2024‐11‐25  12  <2 

Color ‐ Apparent  ACU  2024‐12‐02  12  2 

Color ‐ Apparent  ACU  2024‐12‐09  15  2 

Color ‐ Apparent  ACU  2024‐12‐16  12  <2 

Color ‐ Apparent  ACU  2024‐12‐30  15  2 

Color ‐ True  TCU  2024‐01‐01  10  ‐ 

Color ‐ True  TCU  2024‐01‐08  11  <1 

Color ‐ True  TCU  2024‐01‐15  9  <1 

Color ‐ True  TCU  2024‐01‐22  8  <1 

Color ‐ True  TCU  2024‐01‐29  12  <1 

Color ‐ True  TCU  2024‐02‐05  8  <1 
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Color ‐ True  TCU  2024‐02‐12  9  4 

Color ‐ True  TCU  2024‐02‐20  9  <1 

Color ‐ True  TCU  2024‐02‐26  9  <1 

Color ‐ True  TCU  2024‐03‐06  10  1 

Color ‐ True  TCU  2024‐03‐11  9  <1 

Color ‐ True  TCU  2024‐03‐18  9  <1 

Color ‐ True  TCU  2024‐03‐25  8  1 

Color ‐ True  TCU  2024‐04‐02  10  1 

Color ‐ True  TCU  2024‐04‐08  8  <1 

Color ‐ True  TCU  2024‐04‐15  8  <1 

Color ‐ True  TCU  2024‐04‐22  9  <1 

Color ‐ True  TCU  2024‐04‐29  7  <1 

Color ‐ True  TCU  2024‐05‐06  8  <1 

Color ‐ True  TCU  2024‐05‐13  9  <1 

Color ‐ True  TCU  2024‐05‐21  8  <1 

Color ‐ True  TCU  2024‐05‐27  9  <1 

Color ‐ True  TCU  2024‐06‐03  8  <1 

Color ‐ True  TCU  2024‐06‐10  9  <1 

Color ‐ True  TCU  2024‐06‐17  9  <1 

Color ‐ True  TCU  2024‐06‐24  8  <1 

Color ‐ True  TCU  2024‐07‐02  8  <1 

Color ‐ True  TCU  2024‐07‐08  8  <1 

Color ‐ True  TCU  2024‐07‐15  8  <1 

Color ‐ True  TCU  2024‐07‐22  8  <1 

Color ‐ True  TCU  2024‐07‐29  7  <1 

Color ‐ True  TCU  2024‐08‐05  7  <1 

Color ‐ True  TCU  2024‐08‐12  7  <1 

Color ‐ True  TCU  2024‐08‐19  7  <1 

Color ‐ True  TCU  2024‐08‐26  7  <1 

Color ‐ True  TCU  2024‐09‐03  7  <1 

Color ‐ True  TCU  2024‐09‐09  7  <1 

Color ‐ True  TCU  2024‐09‐16  6  3 

Color ‐ True  TCU  2024‐09‐23  6  <1 

Color ‐ True  TCU  2024‐10‐01  7  <1 

Color ‐ True  TCU  2024‐10‐07  7  <1 

Color ‐ True  TCU  2024‐10‐15  7  <1 

Color ‐ True  TCU  2024‐10‐22  14  <1 

Color ‐ True  TCU  2024‐10‐28  10  <1 

Color ‐ True  TCU  2024‐11‐04  12  1 

Color ‐ True  TCU  2024‐11‐12  10  <1 

Color ‐ True  TCU  2024‐11‐18  11  <1 

Color ‐ True  TCU  2024‐11‐25  11  <1 
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Color ‐ True  TCU  2024‐12‐02  10  <1 

Color ‐ True  TCU  2024‐12‐09  12  <1 

Color ‐ True  TCU  2024‐12‐16  11  <1 

Color ‐ True  TCU  2024‐12‐30  12  <1 

Conductivity  µmhos/cm  2024‐01‐01  9  ‐ 

Conductivity  µmhos/cm  2024‐01‐08  8  50 

Conductivity  µmhos/cm  2024‐01‐15  8  48 

Conductivity  µmhos/cm  2024‐01‐22  8  47 

Conductivity  µmhos/cm  2024‐01‐29  8  49 

Conductivity  µmhos/cm  2024‐02‐05  8  47 

Conductivity  µmhos/cm  2024‐02‐12  8  52 

Conductivity  µmhos/cm  2024‐02‐20  8  52 

Conductivity  µmhos/cm  2024‐02‐26  8  50 

Conductivity  µmhos/cm  2024‐03‐06  8  53 

Conductivity  µmhos/cm  2024‐03‐11  8  51 

Conductivity  µmhos/cm  2024‐03‐18  8  50 

Conductivity  µmhos/cm  2024‐03‐25  8  50 

Conductivity  µmhos/cm  2024‐04‐02  8  48 

Conductivity  µmhos/cm  2024‐04‐08  8  47 

Conductivity  µmhos/cm  2024‐04‐15  8  48 

Conductivity  µmhos/cm  2024‐04‐22  8  52 

Conductivity  µmhos/cm  2024‐04‐29  8  50 

Conductivity  µmhos/cm  2024‐05‐06  8  49 

Conductivity  µmhos/cm  2024‐05‐13  8  48 

Conductivity  µmhos/cm  2024‐05‐21  8  51 

Conductivity  µmhos/cm  2024‐05‐27  8  49 

Conductivity  µmhos/cm  2024‐06‐03  8  50 

Conductivity  µmhos/cm  2024‐06‐10  8  49 

Conductivity  µmhos/cm  2024‐06‐17  8  50 

Conductivity  µmhos/cm  2024‐06‐24  8  50 

Conductivity  µmhos/cm  2024‐07‐02  8  50 

Conductivity  µmhos/cm  2024‐07‐08  8  51 

Conductivity  µmhos/cm  2024‐07‐15  8  51 

Conductivity  µmhos/cm  2024‐07‐22  8  51 

Conductivity  µmhos/cm  2024‐07‐29  8  53 

Conductivity  µmhos/cm  2024‐08‐05  8  54 

Conductivity  µmhos/cm  2024‐08‐12  8  54 

Conductivity  µmhos/cm  2024‐08‐19  8  54 

Conductivity  µmhos/cm  2024‐08‐26  8  52 

Conductivity  µmhos/cm  2024‐09‐03  8  54 

Conductivity  µmhos/cm  2024‐09‐09  8  54 

Conductivity  µmhos/cm  2024‐09‐16  8  54 
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Conductivity  µmhos/cm  2024‐09‐23  8  53 

Conductivity  µmhos/cm  2024‐10‐01  9  53 

Conductivity  µmhos/cm  2024‐10‐07  8  51 

Conductivity  µmhos/cm  2024‐10‐15  9  55 

Conductivity  µmhos/cm  2024‐10‐22  8  55 

Conductivity  µmhos/cm  2024‐10‐28  8  52 

Conductivity  µmhos/cm  2024‐11‐04  8  50 

Conductivity  µmhos/cm  2024‐11‐12  8  52 

Conductivity  µmhos/cm  2024‐11‐18  8  48 

Conductivity  µmhos/cm  2024‐11‐25  8  50 

Conductivity  µmhos/cm  2024‐12‐02  8  49 

Conductivity  µmhos/cm  2024‐12‐09  8  53 

Conductivity  µmhos/cm  2024‐12‐16  8  46 

Conductivity  µmhos/cm  2024‐12‐30  8  47 

Copper Total  µg/L  2024‐04‐02  <0.5  <0.5 

Copper Total  µg/L  2024‐04‐16  <0.5  ‐ 

Copper Total  µg/L  2024‐04‐18  ‐  <0.5 

Copper Total  µg/L  2024‐10‐07  <0.5  <0.5 

Copper Total  µg/L  2024‐10‐15  <0.5  <0.5 

Cyanide Total  mg/L  2024‐04‐02  <0.02  <0.02 

Cyanide Total  mg/L  2024‐10‐15  <0.02  <0.02 

Dibromoacetic Acid  µg/L  2024‐01‐30  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐04‐24  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Dibromoacetic Acid  µg/L  2024‐10‐16  <0.5  ‐ 

Dibromoacetic Acid  µg/L  2024‐10‐23  ‐  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐25  <0.5  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐30  <0.5  6.6 

Dichloroacetic Acid  µg/L  2024‐04‐24  <0.5  4.6 

Dichloroacetic Acid  µg/L  2024‐09‐10  <0.5  4.7 

Dichloroacetic Acid  µg/L  2024‐10‐16  <0.5  ‐ 

Dichloroacetic Acid  µg/L  2024‐10‐23  ‐  13 

Dichloroacetic Acid  µg/L  2024‐11‐25  <0.5  4.2 

E. coli  MPN/100mLs  2024‐01‐01  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐05  <1  ‐ 
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E. coli  CFU/100mLs  2024‐01‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐06  2  ‐ 

E. coli  MPN/100mLs  2024‐01‐07  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐08  3  ‐ 

E. coli  CFU/100mLs  2024‐01‐08  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐09  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐10  3  ‐ 

E. coli  CFU/100mLs  2024‐01‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐11  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐12  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐15  1  ‐ 

E. coli  MPN/100mLs  2024‐01‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐18  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐19  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐19  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐20  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐21  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐21  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐22  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐24  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐25  <1  ‐ 

E. coli  MPN/100mLs  2024‐01‐26  3  ‐ 
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E. coli  CFU/100mLs  2024‐01‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐27  1  ‐ 

E. coli  CFU/100mLs  2024‐01‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐28  2  ‐ 

E. coli  MPN/100mLs  2024‐01‐29  2  ‐ 

E. coli  CFU/100mLs  2024‐01‐29  ‐  <0.2 

E. coli  CFU/100mLs  2024‐01‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐01‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐01‐31  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐01  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐14  2  ‐ 

E. coli  CFU/100mLs  2024‐02‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐16  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐02‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐18  1  ‐ 

E. coli  CFU/100mLs  2024‐02‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐02‐27  1  ‐ 

E. coli  CFU/100mLs  2024‐02‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐02‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐02‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐02‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐01  2  ‐ 

E. coli  CFU/100mLs  2024‐03‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐02  1  ‐ 

E. coli  CFU/100mLs  2024‐03‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐05  1  ‐ 

E. coli  MPN/100mLs  2024‐03‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐08  <1  ‐ 
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E. coli  CFU/100mLs  2024‐03‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐13  1  ‐ 

E. coli  MPN/100mLs  2024‐03‐14  2  ‐ 

E. coli  CFU/100mLs  2024‐03‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐29  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐03‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐03‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐03‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐03‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐03‐31  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐03  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐04  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐05  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐06  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐09  3  ‐ 

E. coli  CFU/100mLs  2024‐04‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐14  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐17  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐19  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐04‐19  1  ‐ 

E. coli  MPN/100mLs  2024‐04‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐24  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐26  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐27  <1  ‐ 

E. coli  MPN/100mLs  2024‐04‐28  2  ‐ 

E. coli  CFU/100mLs  2024‐04‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐04‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐04‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐04‐30  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐01  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐10  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐05‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐13  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐23  1  ‐ 

E. coli  MPN/100mLs  2024‐05‐24  2  ‐ 

E. coli  CFU/100mLs  2024‐05‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐25  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐26  3  ‐ 

E. coli  MPN/100mLs  2024‐05‐27  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐05‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐05‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐05‐30  1  ‐ 

E. coli  CFU/100mLs  2024‐05‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐05‐31  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐05‐31  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐01  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐04  4  ‐ 

E. coli  CFU/100mLs  2024‐06‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐05  1  ‐ 

E. coli  MPN/100mLs  2024‐06‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐14  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐17  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐21  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐06‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐23  1  ‐ 

E. coli  CFU/100mLs  2024‐06‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐24  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐25  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐26  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐27  <1  ‐ 

E. coli  MPN/100mLs  2024‐06‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐06‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐06‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐06‐30  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐01  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐01  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐02  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐06  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐07  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐07  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐08  1  ‐ 

E. coli  CFU/100mLs  2024‐07‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐10  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐11  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐12  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐07‐12  2  ‐ 

E. coli  CFU/100mLs  2024‐07‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐13  2  ‐ 

E. coli  MPN/100mLs  2024‐07‐14  2  ‐ 

E. coli  CFU/100mLs  2024‐07‐14  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐16  1  ‐ 

E. coli  MPN/100mLs  2024‐07‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐18  1  ‐ 

E. coli  MPN/100mLs  2024‐07‐19  1  ‐ 

E. coli  CFU/100mLs  2024‐07‐19  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐20  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐21  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐23  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐24  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐25  1  ‐ 

E. coli  CFU/100mLs  2024‐07‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐26  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐27  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐29  <1  ‐ 

E. coli  MPN/100mLs  2024‐07‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐07‐30  ‐  <0.2 

E. coli  CFU/100mLs  2024‐07‐31  ‐  <0.2 

E. coli  MPN/100mLs  2024‐07‐31  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐02  <1  ‐ 
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E. coli  CFU/100mLs  2024‐08‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐05  1  ‐ 

E. coli  MPN/100mLs  2024‐08‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐09  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐14  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐17  1  ‐ 

E. coli  MPN/100mLs  2024‐08‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐21  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐23  <1  ‐ 
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E. coli  CFU/100mLs  2024‐08‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐24  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐25  6  ‐ 

E. coli  CFU/100mLs  2024‐08‐25  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐26  1  ‐ 

E. coli  CFU/100mLs  2024‐08‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐27  <1  ‐ 

E. coli  MPN/100mLs  2024‐08‐28  12  ‐ 

E. coli  CFU/100mLs  2024‐08‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐08‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐29  5  ‐ 

E. coli  CFU/100mLs  2024‐08‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐08‐30  2  ‐ 

E. coli  MPN/100mLs  2024‐08‐31  <1  ‐ 

E. coli  CFU/100mLs  2024‐08‐31  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐02  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐05  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐06  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐07  1  ‐ 

E. coli  CFU/100mLs  2024‐09‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐08  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐09  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐11  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐12  1  ‐ 

E. coli  MPN/100mLs  2024‐09‐13  <1  ‐ 
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E. coli  CFU/100mLs  2024‐09‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐15  1  ‐ 

E. coli  MPN/100mLs  2024‐09‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐17  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐20  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐21  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐21  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐22  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐25  <1  ‐ 

E. coli  MPN/100mLs  2024‐09‐26  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐27  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐28  1  ‐ 

E. coli  MPN/100mLs  2024‐09‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐09‐29  ‐  <0.2 

E. coli  CFU/100mLs  2024‐09‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐09‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐10‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐10‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐10‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐03  3  ‐ 

E. coli  MPN/100mLs  2024‐10‐04  <1  ‐ 
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E. coli  CFU/100mLs  2024‐10‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐05  6  ‐ 

E. coli  MPN/100mLs  2024‐10‐06  2  ‐ 

E. coli  CFU/100mLs  2024‐10‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐07  3  ‐ 

E. coli  CFU/100mLs  2024‐10‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐10‐09  2  ‐ 

E. coli  CFU/100mLs  2024‐10‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐10  3  ‐ 

E. coli  CFU/100mLs  2024‐10‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐10‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐10‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐13  <1  ‐ 

E. coli  CFU/100mLs  2024‐10‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐14  <1  ‐ 

E. coli  MPN/100mLs  2024‐10‐15  <1  ‐ 

E. coli  CFU/100mLs  2024‐10‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐10‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐17  1  ‐ 

E. coli  MPN/100mLs  2024‐10‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐10‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐19  15  ‐ 

E. coli  MPN/100mLs  2024‐10‐20  33  <1 

E. coli  CFU/100mLs  2024‐10‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐21  8  ‐ 

E. coli  MPN/100mLs  2024‐10‐22  15  ‐ 

E. coli  CFU/100mLs  2024‐10‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐23  15  ‐ 

E. coli  CFU/100mLs  2024‐10‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐24  8  ‐ 

E. coli  MPN/100mLs  2024‐10‐25  8  ‐ 

E. coli  CFU/100mLs  2024‐10‐25  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐10‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐26  9  ‐ 

E. coli  CFU/100mLs  2024‐10‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐27  2  ‐ 

E. coli  MPN/100mLs  2024‐10‐28  2  ‐ 

E. coli  CFU/100mLs  2024‐10‐28  ‐  <0.2 

E. coli  CFU/100mLs  2024‐10‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐29  3  ‐ 

E. coli  CFU/100mLs  2024‐10‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐10‐30  3  ‐ 

E. coli  MPN/100mLs  2024‐10‐31  2  ‐ 

E. coli  CFU/100mLs  2024‐10‐31  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐01  3  ‐ 

E. coli  MPN/100mLs  2024‐11‐02  4  ‐ 

E. coli  CFU/100mLs  2024‐11‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐03  5  ‐ 

E. coli  MPN/100mLs  2024‐11‐04  3  ‐ 

E. coli  CFU/100mLs  2024‐11‐04  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐05  2  ‐ 

E. coli  CFU/100mLs  2024‐11‐05  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐06  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐06  3  ‐ 

E. coli  MPN/100mLs  2024‐11‐07  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐08  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐09  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐09  <1  ‐ 

E. coli  MPN/100mLs  2024‐11‐10  3  ‐ 

E. coli  CFU/100mLs  2024‐11‐10  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐11  2  ‐ 

E. coli  CFU/100mLs  2024‐11‐12  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐12  1  ‐ 

E. coli  MPN/100mLs  2024‐11‐13  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐13  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐14  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐15  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐15  1  ‐ 
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E. coli  MPN/100mLs  2024‐11‐16  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐16  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐17  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐17  <1  ‐ 

E. coli  MPN/100mLs  2024‐11‐18  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐18  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐19  <1  ‐ 

E. coli  MPN/100mLs  2024‐11‐20  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐20  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐21  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐21  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐22  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐22  <1  ‐ 

E. coli  MPN/100mLs  2024‐11‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐23  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐24  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐25  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐25  <1  ‐ 

E. coli  MPN/100mLs  2024‐11‐26  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐26  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐27  1  ‐ 

E. coli  CFU/100mLs  2024‐11‐28  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐28  <1  ‐ 

E. coli  MPN/100mLs  2024‐11‐29  <1  ‐ 

E. coli  CFU/100mLs  2024‐11‐29  ‐  <0.2 

E. coli  CFU/100mLs  2024‐11‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐11‐30  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐01  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐01  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐02  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐02  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐03  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐03  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐04  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐04  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐05  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐05  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐06  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐06  ‐  <0.2 
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E. coli  MPN/100mLs  2024‐12‐07  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐07  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐08  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐08  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐09  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐09  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐10  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐10  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐11  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐11  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐12  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐12  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐13  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐13  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐14  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐14  1  ‐ 

E. coli  MPN/100mLs  2024‐12‐15  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐15  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐16  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐16  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐17  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐17  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐18  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐18  <1  ‐ 

E. coli  MPN/100mLs  2024‐12‐19  5  ‐ 

E. coli  CFU/100mLs  2024‐12‐19  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐20  2  ‐ 

E. coli  CFU/100mLs  2024‐12‐20  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐21  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐21  3  ‐ 

E. coli  MPN/100mLs  2024‐12‐22  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐22  ‐  <0.2 

E. coli  CFU/100mLs  2024‐12‐23  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐23  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐24  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐24  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐26  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐26  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐27  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐27  1  ‐ 

E. coli  MPN/100mLs  2024‐12‐28  <1  ‐ 

E. coli  CFU/100mLs  2024‐12‐28  ‐  <0.2 
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E. coli  CFU/100mLs  2024‐12‐29  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐29  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐30  ‐  <0.2 

E. coli  MPN/100mLs  2024‐12‐30  2  ‐ 

E. coli  MPN/100mLs  2024‐12‐31  1  ‐ 

E. coli  CFU/100mLs  2024‐12‐31  ‐  <0.2 

Fluoride  mg/L  2024‐01‐08  <0.05  <0.05 

Fluoride  mg/L  2024‐02‐05  <0.05  <0.05 

Fluoride  mg/L  2024‐03‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐04‐02  <0.05  <0.05 

Fluoride  mg/L  2024‐05‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐06‐03  <0.05  <0.05 

Fluoride  mg/L  2024‐07‐02  <0.05  <0.05 

Fluoride  mg/L  2024‐08‐06  <0.05  <0.05 

Fluoride  mg/L  2024‐09‐03  <0.05  <0.05 

Fluoride  mg/L  2024‐10‐15  <0.05  <0.05 

Fluoride  mg/L  2024‐11‐04  <0.05  <0.05 

Fluoride  mg/L  2024‐12‐02  <0.05  <0.05 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐30  <1.1  7.3 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐24  <1.1  5.3 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐10  <1.1  5.6 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐16  <1.1  ‐ 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐23  ‐  16 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐25  <1.1  5.0 

Hardness as CaCO3  mg/L  2024‐01‐08  2.5  2.5 

Hardness as CaCO3  mg/L  2024‐02‐05  2.5  2.5 

Hardness as CaCO3  mg/L  2024‐03‐06  2.4  2.4 

Hardness as CaCO3  mg/L  2024‐04‐02  2.4  2.4 

Hardness as CaCO3  mg/L  2024‐05‐06  2.5  2.5 

Hardness as CaCO3  mg/L  2024‐06‐03  2.4  2.5 

Hardness as CaCO3  mg/L  2024‐07‐02  2.4  2.4 

Hardness as CaCO3  mg/L  2024‐08‐06  2.3  2.3 

Hardness as CaCO3  mg/L  2024‐09‐03  2.6  2.6 

Hardness as CaCO3  mg/L  2024‐10‐15  2.7  2.7 

Hardness as CaCO3  mg/L  2024‐11‐04  2.6  2.4 

Hardness as CaCO3  mg/L  2024‐12‐02  2.6  2.4 

Iron Dissolved  µg/L  2024‐01‐01  13  ‐ 

Iron Dissolved  µg/L  2024‐01‐08  14  16 

Iron Dissolved  µg/L  2024‐01‐15  14  15 

Iron Dissolved  µg/L  2024‐01‐22  15  16 

Iron Dissolved  µg/L  2024‐01‐29  15  17 

Iron Dissolved  µg/L  2024‐02‐05  13  15 
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Iron Dissolved  µg/L  2024‐02‐12  13  16 

Iron Dissolved  µg/L  2024‐02‐20  14  15 

Iron Dissolved  µg/L  2024‐02‐26  17  20 

Iron Dissolved  µg/L  2024‐03‐06  21  23 

Iron Dissolved  µg/L  2024‐03‐11  19  20 

Iron Dissolved  µg/L  2024‐03‐18  20  20 

Iron Dissolved  µg/L  2024‐03‐25  17  18 

Iron Dissolved  µg/L  2024‐04‐02  17  18 

Iron Dissolved  µg/L  2024‐04‐08  14  15 

Iron Dissolved  µg/L  2024‐04‐15  14  16 

Iron Dissolved  µg/L  2024‐04‐22  15  16 

Iron Dissolved  µg/L  2024‐04‐29  13  14 

Iron Dissolved  µg/L  2024‐05‐06  15  17 

Iron Dissolved  µg/L  2024‐05‐13  15  16 

Iron Dissolved  µg/L  2024‐05‐21  14  15 

Iron Dissolved  µg/L  2024‐05‐27  ‐  18 

Iron Dissolved  µg/L  2024‐05‐30  13  ‐ 

Iron Dissolved  µg/L  2024‐06‐03  14  16 

Iron Dissolved  µg/L  2024‐06‐10  12  13 

Iron Dissolved  µg/L  2024‐06‐17  11  12 

Iron Dissolved  µg/L  2024‐06‐24  9  10 

Iron Dissolved  µg/L  2024‐07‐02  11  12 

Iron Dissolved  µg/L  2024‐07‐08  8  12 

Iron Dissolved  µg/L  2024‐07‐15  9  10 

Iron Dissolved  µg/L  2024‐07‐22  8  9 

Iron Dissolved  µg/L  2024‐07‐29  10  12 

Iron Dissolved  µg/L  2024‐08‐05  10  10 

Iron Dissolved  µg/L  2024‐08‐12  12  13 

Iron Dissolved  µg/L  2024‐08‐19  12  13 

Iron Dissolved  µg/L  2024‐08‐26  13  14 

Iron Dissolved  µg/L  2024‐09‐03  14  14 

Iron Dissolved  µg/L  2024‐09‐09  14  14 

Iron Dissolved  µg/L  2024‐09‐16  13  11 

Iron Dissolved  µg/L  2024‐09‐23  14  14 

Iron Dissolved  µg/L  2024‐10‐01  13  13 

Iron Dissolved  µg/L  2024‐10‐07  15  14 

Iron Dissolved  µg/L  2024‐10‐15  14  15 

Iron Dissolved  µg/L  2024‐10‐22  22  26 

Iron Dissolved  µg/L  2024‐10‐28  18  19 

Iron Dissolved  µg/L  2024‐11‐04  19  19 

Iron Dissolved  µg/L  2024‐11‐12  17  18 

Iron Dissolved  µg/L  2024‐11‐18  13  17 
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Iron Dissolved  µg/L  2024‐11‐25  15  16 

Iron Dissolved  µg/L  2024‐12‐02  15  16 

Iron Dissolved  µg/L  2024‐12‐09  17  17 

Iron Dissolved  µg/L  2024‐12‐16  16  17 

Iron Dissolved  µg/L  2024‐12‐30  12  15 

Iron Total  µg/L  2024‐01‐01  42  ‐ 

Iron Total  µg/L  2024‐01‐08  46  41 

Iron Total  µg/L  2024‐01‐15  40  37 

Iron Total  µg/L  2024‐01‐22  38  38 

Iron Total  µg/L  2024‐01‐29  86  89 

Iron Total  µg/L  2024‐02‐05  41  42 

Iron Total  µg/L  2024‐02‐12  40  41 

Iron Total  µg/L  2024‐02‐20  38  37 

Iron Total  µg/L  2024‐02‐26  46  46 

Iron Total  µg/L  2024‐03‐06  51  51 

Iron Total  µg/L  2024‐03‐11  45  46 

Iron Total  µg/L  2024‐03‐18  50  44 

Iron Total  µg/L  2024‐03‐25  55  42 

Iron Total  µg/L  2024‐04‐02  44  47 

Iron Total  µg/L  2024‐04‐08  34  37 

Iron Total  µg/L  2024‐04‐15  37  40 

Iron Total  µg/L  2024‐04‐16  45  ‐ 

Iron Total  µg/L  2024‐04‐18  ‐  37 

Iron Total  µg/L  2024‐04‐22  42  41 

Iron Total  µg/L  2024‐04‐29  37  38 

Iron Total  µg/L  2024‐05‐06  43  43 

Iron Total  µg/L  2024‐05‐13  46  42 

Iron Total  µg/L  2024‐05‐21  41  41 

Iron Total  µg/L  2024‐05‐27  ‐  56 

Iron Total  µg/L  2024‐05‐30  39  ‐ 

Iron Total  µg/L  2024‐06‐03  44  44 

Iron Total  µg/L  2024‐06‐10  37  38 

Iron Total  µg/L  2024‐06‐17  35  33 

Iron Total  µg/L  2024‐06‐24  30  29 

Iron Total  µg/L  2024‐07‐02  33  32 

Iron Total  µg/L  2024‐07‐08  31  31 

Iron Total  µg/L  2024‐07‐15  30  30 

Iron Total  µg/L  2024‐07‐22  28  26 

Iron Total  µg/L  2024‐07‐29  28  28 

Iron Total  µg/L  2024‐08‐05  26  26 

Iron Total  µg/L  2024‐08‐12  31  31 

Iron Total  µg/L  2024‐08‐19  31  31 
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Iron Total  µg/L  2024‐08‐26  34  33 

Iron Total  µg/L  2024‐09‐03  39  36 

Iron Total  µg/L  2024‐09‐09  37  35 

Iron Total  µg/L  2024‐09‐16  38  36 

Iron Total  µg/L  2024‐09‐23  41  45 

Iron Total  µg/L  2024‐10‐01  38  38 

Iron Total  µg/L  2024‐10‐07  40  41 

Iron Total  µg/L  2024‐10‐15  49  45 

Iron Total  µg/L  2024‐10‐22  299  276 

Iron Total  µg/L  2024‐10‐28  87  90 

Iron Total  µg/L  2024‐11‐04  73  59 

Iron Total  µg/L  2024‐11‐12  62  54 

Iron Total  µg/L  2024‐11‐18  53  54 

Iron Total  µg/L  2024‐11‐25  47  41 

Iron Total  µg/L  2024‐12‐02  51  41 

Iron Total  µg/L  2024‐12‐09  45  48 

Iron Total  µg/L  2024‐12‐16  46  41 

Iron Total  µg/L  2024‐12‐30  45  34 

Lead Total  µg/L  2024‐04‐02  <0.5  <0.5 

Lead Total  µg/L  2024‐04‐16  <0.5  ‐ 

Lead Total  µg/L  2024‐04‐18  ‐  <0.5 

Lead Total  µg/L  2024‐10‐07  <0.5  <0.5 

Lead Total  µg/L  2024‐10‐15  <0.5  <0.5 

Magnesium Total  µg/L  2024‐01‐08  103  100 

Magnesium Total  µg/L  2024‐02‐05  103  103 

Magnesium Total  µg/L  2024‐03‐06  102  102 

Magnesium Total  µg/L  2024‐04‐02  92  94 

Magnesium Total  µg/L  2024‐04‐16  95  ‐ 

Magnesium Total  µg/L  2024‐04‐18  ‐  99 

Magnesium Total  µg/L  2024‐05‐06  93  95 

Magnesium Total  µg/L  2024‐06‐03  93  99 

Magnesium Total  µg/L  2024‐07‐02  85  85 

Magnesium Total  µg/L  2024‐08‐06  83  82 

Magnesium Total  µg/L  2024‐09‐03  89  90 

Magnesium Total  µg/L  2024‐10‐07  93  93 

Magnesium Total  µg/L  2024‐10‐15  96  95 

Magnesium Total  µg/L  2024‐11‐04  104  100 

Magnesium Total  µg/L  2024‐12‐02  101  94 

Manganese Dissolved  µg/L  2024‐01‐08  2.9  2.1 

Manganese Dissolved  µg/L  2024‐02‐05  3.2  2.4 

Manganese Dissolved  µg/L  2024‐03‐06  4.4  3.4 

Manganese Dissolved  µg/L  2024‐04‐02  4.6  3.3 
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Manganese Dissolved  µg/L  2024‐05‐06  4.6  3.5 

Manganese Dissolved  µg/L  2024‐06‐03  3.9  2.7 

Manganese Dissolved  µg/L  2024‐07‐02  2.8  1.9 

Manganese Dissolved  µg/L  2024‐08‐06  2.7  1.7 

Manganese Dissolved  µg/L  2024‐09‐03  3.0  1.8 

Manganese Dissolved  µg/L  2024‐10‐15  3.6  2.2 

Manganese Dissolved  µg/L  2024‐11‐04  3.1  2.4 

Manganese Dissolved  µg/L  2024‐12‐02  3.2  2.4 

Manganese Total  µg/L  2024‐01‐08  3.6  3.0 

Manganese Total  µg/L  2024‐02‐05  3.9  3.1 

Manganese Total  µg/L  2024‐03‐06  4.9  4.3 

Manganese Total  µg/L  2024‐04‐02  5.0  3.8 

Manganese Total  µg/L  2024‐04‐16  4.7  ‐ 

Manganese Total  µg/L  2024‐04‐18  ‐  3.5 

Manganese Total  µg/L  2024‐05‐06  5.0  4.0 

Manganese Total  µg/L  2024‐06‐03  4.2  3.5 

Manganese Total  µg/L  2024‐07‐02  3.1  3.2 

Manganese Total  µg/L  2024‐08‐06  3.0  2.5 

Manganese Total  µg/L  2024‐09‐03  3.6  2.3 

Manganese Total  µg/L  2024‐10‐07  3.5  2.7 

Manganese Total  µg/L  2024‐10‐15  3.9  3.0 

Manganese Total  µg/L  2024‐11‐04  4.5  3.3 

Manganese Total  µg/L  2024‐12‐02  4.0  3.3 

Mercury Total  µg/L  2024‐04‐02  <0.05  <0.05 

Mercury Total  µg/L  2024‐04‐16  <0.05  ‐ 

Mercury Total  µg/L  2024‐04‐18  ‐  <0.05 

Mercury Total  µg/L  2024‐10‐07  <0.05  <0.05 

Mercury Total  µg/L  2024‐10‐15  <0.05  <0.05 

Microcystin ‐ LR  µg/L  2024‐06‐19  <0.20  ‐ 

Microcystin ‐ LR  µg/L  2024‐07‐17  <0.20  ‐ 

Microcystin ‐ LR  µg/L  2024‐08‐21  <0.20  ‐ 

Microcystin ‐ LR  µg/L  2024‐09‐18  <0.20  ‐ 

Microcystin ‐ LR  µg/L  2024‐10‐23  <0.20  ‐ 

Molybdenum Total  µg/L  2024‐04‐16  <0.5  ‐ 

Molybdenum Total  µg/L  2024‐04‐18  ‐  <0.5 

Molybdenum Total  µg/L  2024‐10‐07  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐01‐30  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐24  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐16  <0.5  ‐ 

Monobromoacetic Acid  µg/L  2024‐10‐23  ‐  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐25  <0.5  <0.5 
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Monochloroacetic Acid  µg/L  2024‐01‐30  <0.5  <5.0 

Monochloroacetic Acid  µg/L  2024‐04‐24  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐09‐10  <0.5  <0.5 

Monochloroacetic Acid  µg/L  2024‐10‐16  <0.5  ‐ 

Monochloroacetic Acid  µg/L  2024‐10‐23  ‐  0.5 

Monochloroacetic Acid  µg/L  2024‐11‐25  <0.5  <0.5 

Nickel Total  µg/L  2024‐04‐02  <0.5  <0.5 

Nickel Total  µg/L  2024‐04‐16  <0.5  ‐ 

Nickel Total  µg/L  2024‐04‐18  ‐  <0.5 

Nickel Total  µg/L  2024‐10‐07  <0.5  <0.5 

Nickel Total  µg/L  2024‐10‐15  <0.5  <0.5 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐01  <0.02  ‐ 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐01‐29  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐05  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐12  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐20  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐02‐26  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐06  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐11  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐18  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐03‐25  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐04‐29  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐06  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐13  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐21  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐05‐27  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐03  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐10  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐17  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐06‐24  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐08  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐07‐29  <0.02  <0.02 
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Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐05  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐12  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐19  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐08‐26  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐03  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐09  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐16  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐09‐23  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐01  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐07  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐15  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐22  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐10‐28  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐04  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐12  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐18  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐11‐25  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐02  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐09  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐16  <0.02  <0.02 

Nitrogen ‐ Ammonia as N  mg/L  2024‐12‐30  <0.02  <0.02 

Nitrogen ‐ Nitrate as N  mg/L  2024‐01‐08  0.07  0.07 

Nitrogen ‐ Nitrate as N  mg/L  2024‐02‐05  0.07  0.07 

Nitrogen ‐ Nitrate as N  mg/L  2024‐03‐06  0.09  0.09 

Nitrogen ‐ Nitrate as N  mg/L  2024‐04‐02  0.09  0.09 

Nitrogen ‐ Nitrate as N  mg/L  2024‐05‐06  0.08  0.09 

Nitrogen ‐ Nitrate as N  mg/L  2024‐06‐03  0.07  0.06 

Nitrogen ‐ Nitrate as N  mg/L  2024‐07‐02  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐08‐06  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐09‐03  0.05  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐10‐15  0.04  0.05 

Nitrogen ‐ Nitrate as N  mg/L  2024‐11‐04  0.06  0.06 

Nitrogen ‐ Nitrate as N  mg/L  2024‐12‐02  0.07  0.07 

Nitrogen ‐ Nitrite as N  mg/L  2024‐01‐08  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐02‐05  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐03‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐04‐02  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐05‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐06‐03  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐07‐02  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐08‐06  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐09‐03  <0.01  <0.01 
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Nitrogen ‐ Nitrite as N  mg/L  2024‐10‐15  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐11‐04  <0.01  <0.01 

Nitrogen ‐ Nitrite as N  mg/L  2024‐12‐02  <0.01  <0.01 

pH  pH units  2024‐01‐01  6.3  8.5 

pH  pH units  2024‐01‐02  6.4  8.4 

pH  pH units  2024‐01‐03  6.8  8.4 

pH  pH units  2024‐01‐04  6.4  8.5 

pH  pH units  2024‐01‐05  6.8  8.4 

pH  pH units  2024‐01‐06  6.9  8.2 

pH  pH units  2024‐01‐07  6.8  8.4 

pH  pH units  2024‐01‐08  6.2  8.3 

pH  pH units  2024‐01‐09  6.8  8.5 

pH  pH units  2024‐01‐10  6.5  8.4 

pH  pH units  2024‐01‐11  6.8  8.2 

pH  pH units  2024‐01‐12  6.3  8.4 

pH  pH units  2024‐01‐13  7.0  8.3 

pH  pH units  2024‐01‐14  6.7  8.3 

pH  pH units  2024‐01‐15  6.3  8.4 

pH  pH units  2024‐01‐16  6.3  8.3 

pH  pH units  2024‐01‐17  6.7  8.2 

pH  pH units  2024‐01‐18  6.3  8.4 

pH  pH units  2024‐01‐19  6.7  8.2 

pH  pH units  2024‐01‐20  6.9  8.7 

pH  pH units  2024‐01‐21  7.0  8.7 

pH  pH units  2024‐01‐22  6.3  7.8 

pH  pH units  2024‐01‐23  6.6  8.7 

pH  pH units  2024‐01‐24  6.3  8.3 

pH  pH units  2024‐01‐25  6.8  8.4 

pH  pH units  2024‐01‐26  6.8  8.5 

pH  pH units  2024‐01‐27  7.1  8.7 

pH  pH units  2024‐01‐28  6.9  8.6 

pH  pH units  2024‐01‐29  6.2  7.8 

pH  pH units  2024‐01‐30  6.3  8.4 

pH  pH units  2024‐01‐31  6.7  8.5 

pH  pH units  2024‐02‐01  6.8  8.4 

pH  pH units  2024‐02‐02  6.8  8.6 

pH  pH units  2024‐02‐03  6.9  8.8 

pH  pH units  2024‐02‐04  7.1  8.7 

pH  pH units  2024‐02‐05  6.3  7.9 

pH  pH units  2024‐02‐06  6.8  8.4 

pH  pH units  2024‐02‐07  6.3  8.2 

pH  pH units  2024‐02‐08  6.2  8.5 
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pH  pH units  2024‐02‐09  6.8  8.5 

pH  pH units  2024‐02‐10  6.9  8.7 

pH  pH units  2024‐02‐11  6.5  8.7 

pH  pH units  2024‐02‐12  6.2  8.6 

pH  pH units  2024‐02‐13  6.3  8.3 

pH  pH units  2024‐02‐14  6.3  8.7 

pH  pH units  2024‐02‐15  6.4  8.5 

pH  pH units  2024‐02‐16  6.7  8.4 

pH  pH units  2024‐02‐17  6.9  8.7 

pH  pH units  2024‐02‐19  7.2  8.8 

pH  pH units  2024‐02‐20  6.9  7.9 

pH  pH units  2024‐02‐21  6.4  8.6 

pH  pH units  2024‐02‐22  6.8  8.4 

pH  pH units  2024‐02‐23  6.3  8.5 

pH  pH units  2024‐02‐24  6.9  8.5 

pH  pH units  2024‐02‐25  6.5  8.1 

pH  pH units  2024‐02‐26  6.3  7.9 

pH  pH units  2024‐02‐27  6.8  8.4 

pH  pH units  2024‐02‐28  6.8  8.6 

pH  pH units  2024‐02‐29  6.8  8.4 

pH  pH units  2024‐03‐01  6.3  8.3 

pH  pH units  2024‐03‐02  7.1  8.7 

pH  pH units  2024‐03‐03  7.1  8.7 

pH  pH units  2024‐03‐04  6.8  8.3 

pH  pH units  2024‐03‐05  6.7  8.3 

pH  pH units  2024‐03‐06  6.8  8.4 

pH  pH units  2024‐03‐07  6.3  8.6 

pH  pH units  2024‐03‐08  6.8  8.3 

pH  pH units  2024‐03‐09  7.0  8.7 

pH  pH units  2024‐03‐10  6.9  8.7 

pH  pH units  2024‐03‐11  6.2  7.9 

pH  pH units  2024‐03‐12  6.3  8.4 

pH  pH units  2024‐03‐13  6.3  8.4 

pH  pH units  2024‐03‐14  6.8  8.3 

pH  pH units  2024‐03‐15  6.9  8.3 

pH  pH units  2024‐03‐16  7.1  8.6 

pH  pH units  2024‐03‐17  7.1  8.5 

pH  pH units  2024‐03‐18  6.2  8.4 

pH  pH units  2024‐03‐19  6.9  8.4 

pH  pH units  2024‐03‐20  7.0  8.3 

pH  pH units  2024‐03‐21  6.3  8.3 

pH  pH units  2024‐03‐22  6.9  8.5 
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pH  pH units  2024‐03‐23  6.8  8.5 

pH  pH units  2024‐03‐24  7.1  8.6 

pH  pH units  2024‐03‐25  6.2  8.4 

pH  pH units  2024‐03‐26  6.8  8.3 

pH  pH units  2024‐03‐27  6.9  8.4 

pH  pH units  2024‐03‐28  6.3  8.4 

pH  pH units  2024‐03‐29  7.0  8.7 

pH  pH units  2024‐03‐30  7.1  8.7 

pH  pH units  2024‐03‐31  7.0  8.4 

pH  pH units  2024‐04‐01  7.0  8.5 

pH  pH units  2024‐04‐02  6.3  8.1 

pH  pH units  2024‐04‐03  6.3  8.1 

pH  pH units  2024‐04‐04  6.9  8.4 

pH  pH units  2024‐04‐05  6.8  8.5 

pH  pH units  2024‐04‐06  7.1  8.5 

pH  pH units  2024‐04‐07  6.5  8.2 

pH  pH units  2024‐04‐08  6.3  8.5 

pH  pH units  2024‐04‐09  7.0  8.4 

pH  pH units  2024‐04‐10  6.3  8.4 

pH  pH units  2024‐04‐11  6.2  8.3 

pH  pH units  2024‐04‐12  6.7  8.3 

pH  pH units  2024‐04‐13  7.3  8.1 

pH  pH units  2024‐04‐14  7.1  8.6 

pH  pH units  2024‐04‐15  6.2  7.7 

pH  pH units  2024‐04‐16  6.2  8.3 

pH  pH units  2024‐04‐17  6.8  8.3 

pH  pH units  2024‐04‐18  6.5  8.4 

pH  pH units  2024‐04‐19  6.4  8.4 

pH  pH units  2024‐04‐20  7.1  8.7 

pH  pH units  2024‐04‐21  6.9  8.6 

pH  pH units  2024‐04‐22  6.4  8.1 

pH  pH units  2024‐04‐23  6.2  8.4 

pH  pH units  2024‐04‐24  6.3  8.3 

pH  pH units  2024‐04‐25  6.3  8.5 

pH  pH units  2024‐04‐26  6.3  8.6 

pH  pH units  2024‐04‐27  7.1  8.5 

pH  pH units  2024‐04‐28  7.1  8.5 

pH  pH units  2024‐04‐29  6.3  8.3 

pH  pH units  2024‐04‐30  6.9  8.3 

pH  pH units  2024‐05‐01  6.6  8.3 

pH  pH units  2024‐05‐02  6.7  8.4 

pH  pH units  2024‐05‐03  6.3  8.4 
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pH  pH units  2024‐05‐04  7.0  8.3 

pH  pH units  2024‐05‐05  7.0  8.6 

pH  pH units  2024‐05‐06  6.2  8.3 

pH  pH units  2024‐05‐07  6.4  8.4 

pH  pH units  2024‐05‐08  6.3  8.4 

pH  pH units  2024‐05‐09  6.6  8.4 

pH  pH units  2024‐05‐10  7.0  8.7 

pH  pH units  2024‐05‐11  7.0  8.5 

pH  pH units  2024‐05‐12  7.1  8.4 

pH  pH units  2024‐05‐13  6.8  7.8 

pH  pH units  2024‐05‐14  6.4  8.3 

pH  pH units  2024‐05‐15  6.6  8.3 

pH  pH units  2024‐05‐16  6.3  8.3 

pH  pH units  2024‐05‐17  6.8  8.4 

pH  pH units  2024‐05‐18  7.1  8.4 

pH  pH units  2024‐05‐19  7.0  8.4 

pH  pH units  2024‐05‐20  6.8  8.4 

pH  pH units  2024‐05‐21  6.3  8.4 

pH  pH units  2024‐05‐22  6.8  8.3 

pH  pH units  2024‐05‐23  6.8  8.4 

pH  pH units  2024‐05‐24  6.2  8.3 

pH  pH units  2024‐05‐25  6.8  8.4 

pH  pH units  2024‐05‐26  6.9  8.5 

pH  pH units  2024‐05‐27  6.2  7.8 

pH  pH units  2024‐05‐28  6.8  8.3 

pH  pH units  2024‐05‐29  6.3  8.2 

pH  pH units  2024‐05‐30  6.3  8.5 

pH  pH units  2024‐05‐31  6.3  8.4 

pH  pH units  2024‐06‐01  7.3  8.5 

pH  pH units  2024‐06‐02  7.2  8.5 

pH  pH units  2024‐06‐03  6.2  7.9 

pH  pH units  2024‐06‐04  6.6  8.3 

pH  pH units  2024‐06‐05  6.7  8.6 

pH  pH units  2024‐06‐06  6.2  8.4 

pH  pH units  2024‐06‐07  6.8  8.4 

pH  pH units  2024‐06‐08  7.2  8.2 

pH  pH units  2024‐06‐09  6.7  8.1 

pH  pH units  2024‐06‐10  6.3  7.8 

pH  pH units  2024‐06‐11  6.4  8.2 

pH  pH units  2024‐06‐12  6.3  8.4 

pH  pH units  2024‐06‐13  6.9  8.2 

pH  pH units  2024‐06‐14  6.8  8.3 
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pH  pH units  2024‐06‐15  7.3  8.3 

pH  pH units  2024‐06‐16  7.1  8.4 

pH  pH units  2024‐06‐17  6.3  7.7 

pH  pH units  2024‐06‐18  6.9  8.4 

pH  pH units  2024‐06‐19  6.8  8.1 

pH  pH units  2024‐06‐20  6.8  8.4 

pH  pH units  2024‐06‐21  6.9  8.3 

pH  pH units  2024‐06‐22  7.1  8.4 

pH  pH units  2024‐06‐23  6.7  8.3 

pH  pH units  2024‐06‐24  6.3  8.4 

pH  pH units  2024‐06‐25  6.8  8.4 

pH  pH units  2024‐06‐26  6.8  8.4 

pH  pH units  2024‐06‐27  6.3  8.4 

pH  pH units  2024‐06‐28  6.8  8.4 

pH  pH units  2024‐06‐29  7.0  8.5 

pH  pH units  2024‐06‐30  7.2  8.5 

pH  pH units  2024‐07‐01  7.2  8.6 

pH  pH units  2024‐07‐02  6.3  7.9 

pH  pH units  2024‐07‐03  6.3  8.5 

pH  pH units  2024‐07‐04  7.0  8.4 

pH  pH units  2024‐07‐05  7.3  8.3 

pH  pH units  2024‐07‐06  6.8  8.3 

pH  pH units  2024‐07‐07  6.8  8.4 

pH  pH units  2024‐07‐08  6.3  8.3 

pH  pH units  2024‐07‐09  7.2  8.3 

pH  pH units  2024‐07‐10  6.3  8.1 

pH  pH units  2024‐07‐11  6.4  8.4 

pH  pH units  2024‐07‐12  6.3  8.2 

pH  pH units  2024‐07‐13  7.2  8.3 

pH  pH units  2024‐07‐14  7.4  8.3 

pH  pH units  2024‐07‐15  6.4  7.9 

pH  pH units  2024‐07‐16  7.0  8.3 

pH  pH units  2024‐07‐17  6.3  8.4 

pH  pH units  2024‐07‐18  6.4  8.5 

pH  pH units  2024‐07‐19  6.4  8.4 

pH  pH units  2024‐07‐20  7.3  8.3 

pH  pH units  2024‐07‐21  7.1  8.3 

pH  pH units  2024‐07‐22  6.3  8.5 

pH  pH units  2024‐07‐23  6.3  8.5 

pH  pH units  2024‐07‐24  6.2  8.6 

pH  pH units  2024‐07‐25  6.3  8.4 

pH  pH units  2024‐07‐26  7.3  8.2 
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pH  pH units  2024‐07‐27  7.2  8.3 

pH  pH units  2024‐07‐28  7.2  8.2 

pH  pH units  2024‐07‐29  6.7  8.5 

pH  pH units  2024‐07‐30  6.7  8.4 

pH  pH units  2024‐07‐31  6.7  8.4 

pH  pH units  2024‐08‐01  6.3  8.3 

pH  pH units  2024‐08‐02  6.8  8.3 

pH  pH units  2024‐08‐03  6.7  8.4 

pH  pH units  2024‐08‐04  6.8  8.2 

pH  pH units  2024‐08‐05  6.3  8.3 

pH  pH units  2024‐08‐06  6.3  8.4 

pH  pH units  2024‐08‐07  6.3  8.2 

pH  pH units  2024‐08‐08  6.9  8.3 

pH  pH units  2024‐08‐09  6.6  8.3 

pH  pH units  2024‐08‐10  6.6  8.2 

pH  pH units  2024‐08‐11  6.7  8.3 

pH  pH units  2024‐08‐12  6.8  7.9 

pH  pH units  2024‐08‐13  6.3  8.4 

pH  pH units  2024‐08‐14  6.7  8.4 

pH  pH units  2024‐08‐15  6.6  8.4 

pH  pH units  2024‐08‐16  6.3  8.4 

pH  pH units  2024‐08‐17  7.0  8.2 

pH  pH units  2024‐08‐18  7.2  8.5 

pH  pH units  2024‐08‐19  6.8  8.5 

pH  pH units  2024‐08‐20  6.3  8.4 

pH  pH units  2024‐08‐21  6.3  8.5 

pH  pH units  2024‐08‐22  6.8  8.4 

pH  pH units  2024‐08‐23  6.8  8.4 

pH  pH units  2024‐08‐24  6.9  8.4 

pH  pH units  2024‐08‐25  6.9  8.4 

pH  pH units  2024‐08‐26  6.7  8.2 

pH  pH units  2024‐08‐27  6.8  8.4 

pH  pH units  2024‐08‐28  7.1  8.3 

pH  pH units  2024‐08‐29  7.2  8.2 

pH  pH units  2024‐08‐30  6.3  8.3 

pH  pH units  2024‐08‐31  7.1  8.4 

pH  pH units  2024‐09‐01  7.2  8.4 

pH  pH units  2024‐09‐02  7.1  8.4 

pH  pH units  2024‐09‐03  6.3  8.4 

pH  pH units  2024‐09‐04  6.7  8.4 

pH  pH units  2024‐09‐05  6.7  8.3 

pH  pH units  2024‐09‐06  6.3  8.2 
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pH  pH units  2024‐09‐07  7.1  8.3 

pH  pH units  2024‐09‐08  7.2  8.3 

pH  pH units  2024‐09‐09  6.3  8.3 

pH  pH units  2024‐09‐10  6.7  7.9 

pH  pH units  2024‐09‐11  6.4  8.5 

pH  pH units  2024‐09‐12  6.7  8.3 

pH  pH units  2024‐09‐13  6.8  8.3 

pH  pH units  2024‐09‐14  7.0  8.3 

pH  pH units  2024‐09‐15  6.9  8.4 

pH  pH units  2024‐09‐16  6.4  8.2 

pH  pH units  2024‐09‐17  6.7  8.5 

pH  pH units  2024‐09‐18  6.4  8.5 

pH  pH units  2024‐09‐19  6.8  8.5 

pH  pH units  2024‐09‐20  6.4  8.4 

pH  pH units  2024‐09‐21  6.7  8.3 

pH  pH units  2024‐09‐22  7.1  8.3 

pH  pH units  2024‐09‐23  6.7  7.8 

pH  pH units  2024‐09‐24  6.7  8.4 

pH  pH units  2024‐09‐25  6.7  8.4 

pH  pH units  2024‐09‐26  6.7  8.3 

pH  pH units  2024‐09‐27  6.8  8.3 

pH  pH units  2024‐09‐28  7.1  8.3 

pH  pH units  2024‐09‐29  7.1  8.0 

pH  pH units  2024‐09‐30  7.1  8.4 

pH  pH units  2024‐10‐01  6.4  8.3 

pH  pH units  2024‐10‐02  6.4  8.3 

pH  pH units  2024‐10‐03  6.6  8.4 

pH  pH units  2024‐10‐04  6.5  8.5 

pH  pH units  2024‐10‐05  7.0  8.5 

pH  pH units  2024‐10‐06  6.6  8.4 

pH  pH units  2024‐10‐07  6.5  7.8 

pH  pH units  2024‐10‐08  6.8  8.3 

pH  pH units  2024‐10‐09  6.7  8.5 

pH  pH units  2024‐10‐10  6.7  8.4 

pH  pH units  2024‐10‐11  6.5  8.5 

pH  pH units  2024‐10‐12  7.0  8.5 

pH  pH units  2024‐10‐13  7.0  8.6 

pH  pH units  2024‐10‐14  7.2  8.5 

pH  pH units  2024‐10‐15  6.4  7.8 

pH  pH units  2024‐10‐16  6.3  8.3 

pH  pH units  2024‐10‐17  6.7  8.3 

pH  pH units  2024‐10‐18  6.7  8.3 
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pH  pH units  2024‐10‐19  6.8  8.4 

pH  pH units  2024‐10‐20  7.1  8.3 

pH  pH units  2024‐10‐21  6.2  8.4 

pH  pH units  2024‐10‐22  6.2  7.7 

pH  pH units  2024‐10‐23  6.4  8.6 

pH  pH units  2024‐10‐24  6.8  8.4 

pH  pH units  2024‐10‐25  6.3  8.5 

pH  pH units  2024‐10‐26  7.1  9.3 

pH  pH units  2024‐10‐27  7.2  8.4 

pH  pH units  2024‐10‐28  6.2  7.9 

pH  pH units  2024‐10‐29  6.7  8.4 

pH  pH units  2024‐10‐30  6.8  8.4 

pH  pH units  2024‐10‐31  6.5  8.5 

pH  pH units  2024‐11‐01  6.3  8.5 

pH  pH units  2024‐11‐02  7.0  8.4 

pH  pH units  2024‐11‐03  7.0  8.4 

pH  pH units  2024‐11‐04  6.6  8.5 

pH  pH units  2024‐11‐05  6.3  8.5 

pH  pH units  2024‐11‐06  6.6  8.4 

pH  pH units  2024‐11‐07  6.4  8.5 

pH  pH units  2024‐11‐08  6.4  8.4 

pH  pH units  2024‐11‐09  7.0  8.6 

pH  pH units  2024‐11‐10  7.0  8.5 

pH  pH units  2024‐11‐11  7.2  8.5 

pH  pH units  2024‐11‐12  6.2  7.7 

pH  pH units  2024‐11‐13  6.7  8.5 

pH  pH units  2024‐11‐14  6.3  8.3 

pH  pH units  2024‐11‐15  6.7  8.5 

pH  pH units  2024‐11‐16  7.0  8.5 

pH  pH units  2024‐11‐17  7.1  8.5 

pH  pH units  2024‐11‐18  6.3  8.5 

pH  pH units  2024‐11‐19  6.8  8.6 

pH  pH units  2024‐11‐20  6.7  8.7 

pH  pH units  2024‐11‐21  6.7  8.4 

pH  pH units  2024‐11‐22  6.7  8.6 

pH  pH units  2024‐11‐23  7.1  8.5 

pH  pH units  2024‐11‐24  7.2  8.5 

pH  pH units  2024‐11‐25  6.3  8.4 

pH  pH units  2024‐11‐26  6.6  8.5 

pH  pH units  2024‐11‐27  6.5  8.6 

pH  pH units  2024‐11‐28  6.4  8.5 

pH  pH units  2024‐11‐29  6.6  8.5 
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pH  pH units  2024‐11‐30  7.1  8.5 

pH  pH units  2024‐12‐01  6.7  8.4 

pH  pH units  2024‐12‐02  6.3  8.4 

pH  pH units  2024‐12‐03  6.4  8.3 

pH  pH units  2024‐12‐04  6.5  8.4 

pH  pH units  2024‐12‐05  6.3  8.6 

pH  pH units  2024‐12‐07  7  8.5 

pH  pH units  2024‐12‐08  6.5  8.2 

pH  pH units  2024‐12‐09  6.4  8.3 

pH  pH units  2024‐12‐10  6.4  8.5 

pH  pH units  2024‐12‐11  6.3  8.5 

pH  pH units  2024‐12‐12  6.6  8.2 

pH  pH units  2024‐12‐13  6.8  8.5 

pH  pH units  2024‐12‐14  7.2  8.5 

pH  pH units  2024‐12‐15  6.8  7.9 

pH  pH units  2024‐12‐16  6.2  7.8 

pH  pH units  2024‐12‐17  6.5  8.3 

pH  pH units  2024‐12‐18  6.3  8.3 

pH  pH units  2024‐12‐19  6.2  8.3 

pH  pH units  2024‐12‐20  6.3  8.4 

pH  pH units  2024‐12‐21  7.0  8.5 

pH  pH units  2024‐12‐22  7.1  8.3 

pH  pH units  2024‐12‐23  7.2  8.4 

pH  pH units  2024‐12‐24  6.3  8.3 

pH  pH units  2024‐12‐26  ‐  8.5 

pH  pH units  2024‐12‐27  6.3  8.6 

pH  pH units  2024‐12‐28  ‐  8.5 

pH  pH units  2024‐12‐29  6.6  8.3 

pH  pH units  2024‐12‐30  6.3  7.9 

pH  pH units  2024‐12‐31  6.6  8.2 

Phenol  mg/L  2024‐04‐02  <0.005  <0.005 

Phenol  mg/L  2024‐10‐15  <0.005  <0.005 

Phosphorus Dissolved  µg/L  2024‐01‐08  <10  <10 

Phosphorus Dissolved  µg/L  2024‐02‐05  <10  <10 

Phosphorus Dissolved  µg/L  2024‐03‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐04‐02  <10  <10 

Phosphorus Dissolved  µg/L  2024‐05‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐06‐03  <10  <10 

Phosphorus Dissolved  µg/L  2024‐07‐02  <10  <10 

Phosphorus Dissolved  µg/L  2024‐08‐06  <10  <10 

Phosphorus Dissolved  µg/L  2024‐09‐03  <10  <10 

Phosphorus Dissolved  µg/L  2024‐10‐15  <10  <10 
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Phosphorus Dissolved  µg/L  2024‐11‐04  <10  <10 

Phosphorus Dissolved  µg/L  2024‐12‐02  <10  <10 

Phosphorus Total  µg/L  2024‐01‐08  <10  <10 

Phosphorus Total  µg/L  2024‐02‐05  <10  <10 

Phosphorus Total  µg/L  2024‐03‐06  <10  <10 

Phosphorus Total  µg/L  2024‐04‐02  <10  <10 

Phosphorus Total  µg/L  2024‐05‐06  <10  <10 

Phosphorus Total  µg/L  2024‐06‐03  <10  <10 

Phosphorus Total  µg/L  2024‐07‐02  <10  <10 

Phosphorus Total  µg/L  2024‐08‐06  <10  <10 

Phosphorus Total  µg/L  2024‐09‐03  <10  <10 

Phosphorus Total  µg/L  2024‐10‐15  <10  <10 

Phosphorus Total  µg/L  2024‐11‐04  <10  <10 

Phosphorus Total  µg/L  2024‐12‐02  <10  <10 

Potassium Total  µg/L  2024‐04‐02  113  116 

Potassium Total  µg/L  2024‐04‐16  114  ‐ 

Potassium Total  µg/L  2024‐04‐18  ‐  114 

Potassium Total  µg/L  2024‐10‐07  122  123 

Potassium Total  µg/L  2024‐10‐15  133  132 

Residue Total  mg/L  2024‐02‐05  14  34 

Residue Total  mg/L  2024‐04‐02  12  34 

Residue Total  mg/L  2024‐06‐03  12  33 

Residue Total  mg/L  2024‐08‐06  13  44 

Residue Total  mg/L  2024‐10‐15  13  37 

Residue Total  mg/L  2024‐12‐02  15  39 

Residue Total Dissolved  mg/L  2024‐02‐05  9  30 

Residue Total Dissolved  mg/L  2024‐04‐02  10  33 

Residue Total Dissolved  mg/L  2024‐06‐03  9  32 

Residue Total Dissolved  mg/L  2024‐08‐06  11  43 

Residue Total Dissolved  mg/L  2024‐10‐15  12  37 

Residue Total Dissolved  mg/L  2024‐12‐02  13  35 

Residue Total Fixed  mg/L  2024‐02‐05  6  21 

Residue Total Fixed  mg/L  2024‐04‐02  8  24 

Residue Total Fixed  mg/L  2024‐06‐03  8  23 

Residue Total Fixed  mg/L  2024‐08‐06  7  27 

Residue Total Fixed  mg/L  2024‐10‐15  5  27 

Residue Total Fixed  mg/L  2024‐12‐02  7  27 

Residue Total Volatile  mg/L  2024‐02‐05  9  12 

Residue Total Volatile  mg/L  2024‐04‐02  5  10 

Residue Total Volatile  mg/L  2024‐06‐03  4  10 

Residue Total Volatile  mg/L  2024‐08‐06  6  17 

Residue Total Volatile  mg/L  2024‐10‐15  8  10 
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Residue Total Volatile  mg/L  2024‐12‐02  7  12 

Selenium Total  µg/L  2024‐04‐02  <0.5  <0.5 

Selenium Total  µg/L  2024‐04‐16  <0.5  ‐ 

Selenium Total  µg/L  2024‐04‐18  ‐  <0.5 

Selenium Total  µg/L  2024‐10‐07  <0.5  <0.5 

Selenium Total  µg/L  2024‐10‐15  <0.5  <0.5 

Silica as SiO2  mg/L  2024‐02‐05  2.5  2.5 

Silica as SiO2  mg/L  2024‐04‐02  2.5  2.5 

Silica as SiO2  mg/L  2024‐06‐03  2.5  2.5 

Silica as SiO2  mg/L  2024‐08‐06  2.4  2.4 

Silica as SiO2  mg/L  2024‐10‐15  2.7  2.7 

Silica as SiO2  mg/L  2024‐12‐02  2.8  2.8 

Silver Total  µg/L  2024‐04‐02  <0.5  <0.5 

Silver Total  µg/L  2024‐04‐16  <0.5  ‐ 

Silver Total  µg/L  2024‐04‐18  ‐  <0.5 

Silver Total  µg/L  2024‐10‐07  <0.5  <0.5 

Silver Total  µg/L  2024‐10‐15  <0.5  <0.5 

Sodium Total  µg/L  2024‐01‐30  474  10700 

Sodium Total  µg/L  2024‐02‐05  469  10400 

Sodium Total  µg/L  2024‐04‐02  450  10400 

Sodium Total  µg/L  2024‐04‐16  427  ‐ 

Sodium Total  µg/L  2024‐04‐18  ‐  10200 

Sodium Total  µg/L  2024‐04‐25  457  11100 

Sodium Total  µg/L  2024‐06‐03  460  11300 

Sodium Total  µg/L  2024‐08‐06  422  10900 

Sodium Total  µg/L  2024‐09‐10  450  10500 

Sodium Total  µg/L  2024‐10‐07  464  10300 

Sodium Total  µg/L  2024‐10‐15  499  11000 

Sodium Total  µg/L  2024‐11‐25  468  9850 

Sodium Total  µg/L  2024‐12‐02  492  9500 

Strontium Total  µg/L  2024‐04‐02  3.3  ‐ 

Strontium Total  µg/L  2024‐10‐15  4.0  ‐ 

Sulphate  mg/L  2024‐01‐08  0.6  0.6 

Sulphate  mg/L  2024‐02‐05  0.6  0.6 

Sulphate  mg/L  2024‐03‐06  0.6  0.6 

Sulphate  mg/L  2024‐04‐02  0.5  0.5 

Sulphate  mg/L  2024‐05‐06  0.5  0.6 

Sulphate  mg/L  2024‐06‐03  0.5  0.5 

Sulphate  mg/L  2024‐07‐02  0.6  0.6 

Sulphate  mg/L  2024‐08‐06  0.5  0.5 

Sulphate  mg/L  2024‐09‐03  <0.5  0.5 

Sulphate  mg/L  2024‐10‐15  0.6  0.6 
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Sulphate  mg/L  2024‐11‐04  0.5  0.6 

Sulphate  mg/L  2024‐12‐02  0.6  0.6 

Temperature  °C  2024‐01‐01  5.5  5.9 

Temperature  °C  2024‐01‐02  6.2  6.8 

Temperature  °C  2024‐01‐03  6.2  6.5 

Temperature  °C  2024‐01‐04  6.3  6.6 

Temperature  °C  2024‐01‐05  6.2  6.5 

Temperature  °C  2024‐01‐06  5.5  5.7 

Temperature  °C  2024‐01‐07  5.5  5.7 

Temperature  °C  2024‐01‐08  5.8  5.9 

Temperature  °C  2024‐01‐09  5.8  5.8 

Temperature  °C  2024‐01‐10  5.7  5.7 

Temperature  °C  2024‐01‐11  5.0  5.4 

Temperature  °C  2024‐01‐12  4.5  4.6 

Temperature  °C  2024‐01‐13  4.0  3.8 

Temperature  °C  2024‐01‐14  3.7  3.5 

Temperature  °C  2024‐01‐15  4.0  3.7 

Temperature  °C  2024‐01‐16  3.8  3.6 

Temperature  °C  2024‐01‐17  4.0  3.8 

Temperature  °C  2024‐01‐18  3.9  3.7 

Temperature  °C  2024‐01‐19  3.8  3.8 

Temperature  °C  2024‐01‐20  4.0  3.8 

Temperature  °C  2024‐01‐21  4.3  4.2 

Temperature  °C  2024‐01‐22  4.4  4.2 

Temperature  °C  2024‐01‐23  4.4  4.5 

Temperature  °C  2024‐01‐24  4.8  4.4 

Temperature  °C  2024‐01‐25  4.6  4.5 

Temperature  °C  2024‐01‐26  4.7  5.3 

Temperature  °C  2024‐01‐27  4.9  5.1 

Temperature  °C  2024‐01‐28  4.8  5.2 

Temperature  °C  2024‐01‐29  4.9  5.3 

Temperature  °C  2024‐01‐30  5.3  6.0 

Temperature  °C  2024‐01‐31  5.0  5.8 

Temperature  °C  2024‐02‐01  5.0  5.8 

Temperature  °C  2024‐02‐02  5.2  5.9 

Temperature  °C  2024‐02‐03  9.0  9.9 

Temperature  °C  2024‐02‐04  7.5  8.3 

Temperature  °C  2024‐02‐05  6.0  5.5 

Temperature  °C  2024‐02‐06  5.1  5.5 

Temperature  °C  2024‐02‐07  5.3  5.5 

Temperature  °C  2024‐02‐08  4.9  5.5 

Temperature  °C  2024‐02‐09  4.8  4.9 
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Temperature  °C  2024‐02‐10  4.5  4.9 

Temperature  °C  2024‐02‐11  5.0  5.5 

Temperature  °C  2024‐02‐12  5.0  5.5 

Temperature  °C  2024‐02‐13  5.3  5.5 

Temperature  °C  2024‐02‐14  4.7  5.3 

Temperature  °C  2024‐02‐15  4.7  5.1 

Temperature  °C  2024‐02‐16  3.5  4.1 

Temperature  °C  2024‐02‐17  4.3  4.5 

Temperature  °C  2024‐02‐18  4.9  5.0 

Temperature  °C  2024‐02‐19  4.5  4.8 

Temperature  °C  2024‐02‐20  4.9  5.5 

Temperature  °C  2024‐02‐21  4.9  5.3 

Temperature  °C  2024‐02‐22  5.3  5.6 

Temperature  °C  2024‐02‐23  5.5  6.2 

Temperature  °C  2024‐02‐24  5.4  5.8 

Temperature  °C  2024‐02‐25  4.9  5.5 

Temperature  °C  2024‐02‐26  4.8  5.0 

Temperature  °C  2024‐02‐27  4.7  4.9 

Temperature  °C  2024‐02‐28  4.2  4.4 

Temperature  °C  2024‐02‐29  4.0  4.5 

Temperature  °C  2024‐03‐01  4.1  4.3 

Temperature  °C  2024‐03‐02  4.0  4.2 

Temperature  °C  2024‐03‐03  3.9  4.2 

Temperature  °C  2024‐03‐04  3.7  4.2 

Temperature  °C  2024‐03‐05  4.5  4.0 

Temperature  °C  2024‐03‐06  4.2  4.3 

Temperature  °C  2024‐03‐07  4.2  4.2 

Temperature  °C  2024‐03‐08  4.2  4.4 

Temperature  °C  2024‐03‐09  4.4  4.7 

Temperature  °C  2024‐03‐10  4.3  4.6 

Temperature  °C  2024‐03‐11  4.2  4.4 

Temperature  °C  2024‐03‐12  4.2  4.5 

Temperature  °C  2024‐03‐13  4.6  4.8 

Temperature  °C  2024‐03‐14  4.8  4.9 

Temperature  °C  2024‐03‐15  4.6  4.8 

Temperature  °C  2024‐03‐16  4.9  5.1 

Temperature  °C  2024‐03‐17  5.1  5.5 

Temperature  °C  2024‐03‐18  4.8  5.3 

Temperature  °C  2024‐03‐19  5.0  5.3 

Temperature  °C  2024‐03‐20  4.8  5.3 

Temperature  °C  2024‐03‐21  5.2  5.7 

Temperature  °C  2024‐03‐22  4.9  5.5 
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Temperature  °C  2024‐03‐23  5.4  6.1 

Temperature  °C  2024‐03‐24  4.9  5.4 

Temperature  °C  2024‐03‐25  4.7  5.3 

Temperature  °C  2024‐03‐26  4.6  5.2 

Temperature  °C  2024‐03‐27  4.6  5.3 

Temperature  °C  2024‐03‐28  5.8  6.3 

Temperature  °C  2024‐03‐29  5.5  5.9 

Temperature  °C  2024‐03‐30  5.5  5.8 

Temperature  °C  2024‐03‐31  4.8  5.3 

Temperature  °C  2024‐04‐01  4.6  5.2 

Temperature  °C  2024‐04‐02  5.3  5.4 

Temperature  °C  2024‐04‐03  4.8  5.5 

Temperature  °C  2024‐04‐04  5.3  5.8 

Temperature  °C  2024‐04‐05  5.8  6.1 

Temperature  °C  2024‐04‐06  4.7  5.4 

Temperature  °C  2024‐04‐07  5.1  5.8 

Temperature  °C  2024‐04‐08  5.8  6.0 

Temperature  °C  2024‐04‐09  6.3  6.7 

Temperature  °C  2024‐04‐10  6.3  6.5 

Temperature  °C  2024‐04‐11  5.5  6.0 

Temperature  °C  2024‐04‐12  6.8  7.2 

Temperature  °C  2024‐04‐13  5.5  6.3 

Temperature  °C  2024‐04‐14  4.7  5.5 

Temperature  °C  2024‐04‐15  5.0  5.5 

Temperature  °C  2024‐04‐16  4.9  5.5 

Temperature  °C  2024‐04‐17  5.7  6.1 

Temperature  °C  2024‐04‐18  6.4  7.0 

Temperature  °C  2024‐04‐19  7.1  7.7 

Temperature  °C  2024‐04‐20  7.2  7.5 

Temperature  °C  2024‐04‐21  5.0  6.2 

Temperature  °C  2024‐04‐22  6.2  6.9 

Temperature  °C  2024‐04‐23  6.5  7.3 

Temperature  °C  2024‐04‐24  6.0  6.8 

Temperature  °C  2024‐04‐25  5.8  6.7 

Temperature  °C  2024‐04‐26  6.8  7.5 

Temperature  °C  2024‐04‐27  5.4  6.6 

Temperature  °C  2024‐04‐28  6.1  6.5 

Temperature  °C  2024‐04‐29  6.3  7.0 

Temperature  °C  2024‐04‐30  7.5  7.6 

Temperature  °C  2024‐05‐01  6.1  6.6 

Temperature  °C  2024‐05‐02  5.9  6.8 

Temperature  °C  2024‐05‐03  6.5  7.1 
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Temperature  °C  2024‐05‐04  6.5  7.5 

Temperature  °C  2024‐05‐05  6.0  7.1 

Temperature  °C  2024‐05‐06  5.3  6.4 

Temperature  °C  2024‐05‐07  8.0  7.8 

Temperature  °C  2024‐05‐08  6.0  7.0 

Temperature  °C  2024‐05‐09  6.3  7.3 

Temperature  °C  2024‐05‐10  6.9  8.0 

Temperature  °C  2024‐05‐11  6.2  7.8 

Temperature  °C  2024‐05‐12  6.0  7.7 

Temperature  °C  2024‐05‐13  6.7  8.5 

Temperature  °C  2024‐05‐14  7.6  8.8 

Temperature  °C  2024‐05‐15  5.7  7.6 

Temperature  °C  2024‐05‐16  6.5  8.2 

Temperature  °C  2024‐05‐17  7.2  8.3 

Temperature  °C  2024‐05‐18  5.6  7.3 

Temperature  °C  2024‐05‐19  6.8  8.0 

Temperature  °C  2024‐05‐20  7.7  8.2 

Temperature  °C  2024‐05‐21  6.9  8.2 

Temperature  °C  2024‐05‐22  6.3  7.4 

Temperature  °C  2024‐05‐23  8.0  8.9 

Temperature  °C  2024‐05‐24  6.8  8.5 

Temperature  °C  2024‐05‐25  6.1  7.7 

Temperature  °C  2024‐05‐26  7.1  8.1 

Temperature  °C  2024‐05‐27  6.3  7.8 

Temperature  °C  2024‐05‐28  6.8  8.3 

Temperature  °C  2024‐05‐29  6.8  8.0 

Temperature  °C  2024‐05‐30  7.9  8.7 

Temperature  °C  2024‐05‐31  7.8  8.5 

Temperature  °C  2024‐06‐01  7.0  8.0 

Temperature  °C  2024‐06‐02  7.8  8.9 

Temperature  °C  2024‐06‐03  6.9  8.4 

Temperature  °C  2024‐06‐04  8.0  9.1 

Temperature  °C  2024‐06‐05  7.8  8.6 

Temperature  °C  2024‐06‐06  7.6  8.6 

Temperature  °C  2024‐06‐07  9.1  10.0 

Temperature  °C  2024‐06‐08  8.7  10.0 

Temperature  °C  2024‐06‐09  8.4  9.7 

Temperature  °C  2024‐06‐10  8.8  10.0 

Temperature  °C  2024‐06‐11  9.9  11.0 

Temperature  °C  2024‐06‐12  8.4  10.0 

Temperature  °C  2024‐06‐13  9.2  10.8 

Temperature  °C  2024‐06‐14  9.6  11.1 
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Temperature  °C  2024‐06‐15  9.4  10.9 

Temperature  °C  2024‐06‐16  7.7  9.8 

Temperature  °C  2024‐06‐17  8.8  10.1 

Temperature  °C  2024‐06‐18  8.5  10.1 

Temperature  °C  2024‐06‐19  8.7  10.0 

Temperature  °C  2024‐06‐20  10.0  11.0 

Temperature  °C  2024‐06‐21  8.8  11.3 

Temperature  °C  2024‐06‐22  9.6  11.4 

Temperature  °C  2024‐06‐23  8.3  10.7 

Temperature  °C  2024‐06‐24  10.6  11.8 

Temperature  °C  2024‐06‐25  9.1  10.9 

Temperature  °C  2024‐06‐26  9.1  10.9 

Temperature  °C  2024‐06‐27  10.4  11.9 

Temperature  °C  2024‐06‐28  8.4  10.8 

Temperature  °C  2024‐06‐29  9.0  11.0 

Temperature  °C  2024‐06‐30  8.7  11.0 

Temperature  °C  2024‐07‐01  10.0  11.6 

Temperature  °C  2024‐07‐02  10.4  11.7 

Temperature  °C  2024‐07‐03  11.5  13.0 

Temperature  °C  2024‐07‐04  9.5  12.0 

Temperature  °C  2024‐07‐05  9.8  12.1 

Temperature  °C  2024‐07‐06  10.0  12.4 

Temperature  °C  2024‐07‐07  8.7  11.7 

Temperature  °C  2024‐07‐08  9.6  12.3 

Temperature  °C  2024‐07‐09  10.0  13.2 

Temperature  °C  2024‐07‐10  10.5  12.9 

Temperature  °C  2024‐07‐11  11.5  13.2 

Temperature  °C  2024‐07‐12  10.8  13.2 

Temperature  °C  2024‐07‐13  10.6  13.3 

Temperature  °C  2024‐07‐14  11.0  13.5 

Temperature  °C  2024‐07‐15  11.5  13.5 

Temperature  °C  2024‐07‐16  12.3  12.7 

Temperature  °C  2024‐07‐17  10.2  12.9 

Temperature  °C  2024‐07‐18  11.3  13.5 

Temperature  °C  2024‐07‐19  12.0  14.1 

Temperature  °C  2024‐07‐20  11.3  13.9 

Temperature  °C  2024‐07‐21  10.8  13.5 

Temperature  °C  2024‐07‐22  11.9  13.8 

Temperature  °C  2024‐07‐23  11.9  13.1 

Temperature  °C  2024‐07‐24  9.7  12.3 

Temperature  °C  2024‐07‐25  10.7  12.7 

Temperature  °C  2024‐07‐26  10.5  12.7 
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Temperature  °C  2024‐07‐27  10.9  12.7 

Temperature  °C  2024‐07‐28  11.4  13.1 

Temperature  °C  2024‐07‐29  10.5  12.4 

Temperature  °C  2024‐07‐30  9.8  12.3 

Temperature  °C  2024‐07‐31  10.3  12.9 

Temperature  °C  2024‐08‐01  11.0  12.9 

Temperature  °C  2024‐08‐02  10.9  13.1 

Temperature  °C  2024‐08‐03  11.0  12.9 

Temperature  °C  2024‐08‐04  11.2  13.5 

Temperature  °C  2024‐08‐05  11.0  13.0 

Temperature  °C  2024‐08‐06  11.0  13.0 

Temperature  °C  2024‐08‐07  12.1  13.7 

Temperature  °C  2024‐08‐08  10.5  13.0 

Temperature  °C  2024‐08‐09  11.0  13.3 

Temperature  °C  2024‐08‐10  12.1  15.0 

Temperature  °C  2024‐08‐11  11.0  14.4 

Temperature  °C  2024‐08‐12  11.8  14.4 

Temperature  °C  2024‐08‐13  10.5  13.7 

Temperature  °C  2024‐08‐14  11.7  13.7 

Temperature  °C  2024‐08‐15  11.4  13.3 

Temperature  °C  2024‐08‐16  13.5  14.5 

Temperature  °C  2024‐08‐17  11.3  13.3 

Temperature  °C  2024‐08‐18  13.1  13.1 

Temperature  °C  2024‐08‐19  12.0  13.5 

Temperature  °C  2024‐08‐20  11.2  13.4 

Temperature  °C  2024‐08‐21  11.6  13.4 

Temperature  °C  2024‐08‐22  12.2  13.6 

Temperature  °C  2024‐08‐23  11.9  13.2 

Temperature  °C  2024‐08‐24  11.6  13.1 

Temperature  °C  2024‐08‐25  11.0  12.9 

Temperature  °C  2024‐08‐26  12.1  13.5 

Temperature  °C  2024‐08‐27  9.3  11.2 

Temperature  °C  2024‐08‐28  11.5  12.7 

Temperature  °C  2024‐08‐29  12.3  13.1 

Temperature  °C  2024‐08‐30  11.8  13.1 

Temperature  °C  2024‐08‐31  12.2  14.7 

Temperature  °C  2024‐09‐01  12.0  13.4 

Temperature  °C  2024‐09‐02  12.3  13.9 

Temperature  °C  2024‐09‐03  13.5  14.4 

Temperature  °C  2024‐09‐04  12.1  13.9 

Temperature  °C  2024‐09‐05  12.4  14.0 

Temperature  °C  2024‐09‐06  13.0  14.2 
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Temperature  °C  2024‐09‐07  12.9  14.1 

Temperature  °C  2024‐09‐08  12.4  14.0 

Temperature  °C  2024‐09‐09  12.2  14.1 

Temperature  °C  2024‐09‐10  12.0  13.5 

Temperature  °C  2024‐09‐11  13.2  14.0 

Temperature  °C  2024‐09‐12  12.1  13.9 

Temperature  °C  2024‐09‐13  13.2  14.0 

Temperature  °C  2024‐09‐14  12.8  13.6 

Temperature  °C  2024‐09‐15  11.8  13.2 

Temperature  °C  2024‐09‐16  13.0  13.8 

Temperature  °C  2024‐09‐17  12.4  13.7 

Temperature  °C  2024‐09‐18  12.9  14.0 

Temperature  °C  2024‐09‐19  12.9  14.2 

Temperature  °C  2024‐09‐20  11.5  13.4 

Temperature  °C  2024‐09‐21  12.7  13.4 

Temperature  °C  2024‐09‐22  13.1  13.7 

Temperature  °C  2024‐09‐23  13.2  14.0 

Temperature  °C  2024‐09‐24  14.0  14.2 

Temperature  °C  2024‐09‐25  13.5  14.2 

Temperature  °C  2024‐09‐26  12.0  13.2 

Temperature  °C  2024‐09‐27  11.0  11.1 

Temperature  °C  2024‐09‐28  13.5  13.5 

Temperature  °C  2024‐09‐29  11.1  11.9 

Temperature  °C  2024‐09‐30  12.4  13.0 

Temperature  °C  2024‐10‐01  12.8  13.2 

Temperature  °C  2024‐10‐02  12.9  13.0 

Temperature  °C  2024‐10‐03  12.7  13.1 

Temperature  °C  2024‐10‐04  13.0  12.9 

Temperature  °C  2024‐10‐05  12.3  12.6 

Temperature  °C  2024‐10‐06  12.0  12.5 

Temperature  °C  2024‐10‐07  12.9  12.9 

Temperature  °C  2024‐10‐08  13.0  13.2 

Temperature  °C  2024‐10‐09  12.5  12.9 

Temperature  °C  2024‐10‐10  13.7  13.7 

Temperature  °C  2024‐10‐11  12.7  12.9 

Temperature  °C  2024‐10‐12  12.0  12.1 

Temperature  °C  2024‐10‐13  12.3  12.3 

Temperature  °C  2024‐10‐14  12.7  12.8 

Temperature  °C  2024‐10‐15  13.6  13.2 

Temperature  °C  2024‐10‐16  12.0  12.7 

Temperature  °C  2024‐10‐17  12.9  13.0 

Temperature  °C  2024‐10‐18  12.1  12.7 
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Temperature  °C  2024‐10‐19  12.9  12.7 

Temperature  °C  2024‐10‐20  11.0  11.4 

Temperature  °C  2024‐10‐21  9.6  10.5 

Temperature  °C  2024‐10‐22  10.9  10.8 

Temperature  °C  2024‐10‐23  11.2  11.0 

Temperature  °C  2024‐10‐24  10.6  10.4 

Temperature  °C  2024‐10‐25  10.4  10.1 

Temperature  °C  2024‐10‐26  11.0  10.8 

Temperature  °C  2024‐10‐27  10.1  10.5 

Temperature  °C  2024‐10‐28  8.6  9.3 

Temperature  °C  2024‐10‐29  10.5  10.5 

Temperature  °C  2024‐10‐30  10.4  10.3 

Temperature  °C  2024‐10‐31  10.6  10.5 

Temperature  °C  2024‐11‐01  10.4  10.4 

Temperature  °C  2024‐11‐02  10.0  10.0 

Temperature  °C  2024‐11‐03  10.0  8.6 

Temperature  °C  2024‐11‐04  9.6  9.8 

Temperature  °C  2024‐11‐05  10.0  10.0 

Temperature  °C  2024‐11‐06  9.4  9.4 

Temperature  °C  2024‐11‐07  9.9  9.7 

Temperature  °C  2024‐11‐08  9.6  9.8 

Temperature  °C  2024‐11‐09  9.7  9.8 

Temperature  °C  2024‐11‐10  9.4  9.6 

Temperature  °C  2024‐11‐11  9.8  9.9 

Temperature  °C  2024‐11‐12  7.6  8.2 

Temperature  °C  2024‐11‐13  8.8  9.2 

Temperature  °C  2024‐11‐14  7.5  8.3 

Temperature  °C  2024‐11‐15  8.5  8.8 

Temperature  °C  2024‐11‐16  8.4  8.4 

Temperature  °C  2024‐11‐17  8.1  8.2 

Temperature  °C  2024‐11‐18  8.0  8.5 

Temperature  °C  2024‐11‐19  8.3  8.1 

Temperature  °C  2024‐11‐20  8.0  8.1 

Temperature  °C  2024‐11‐21  8.0  8.1 

Temperature  °C  2024‐11‐22  8.0  8.1 

Temperature  °C  2024‐11‐23  7.9  8.0 

Temperature  °C  2024‐11‐24  7.5  7.6 

Temperature  °C  2024‐11‐25  7.8  7.9 

Temperature  °C  2024‐11‐26  7.3  7.5 

Temperature  °C  2024‐11‐27  7.6  7.7 

Temperature  °C  2024‐11‐28  7.2  7.2 

Temperature  °C  2024‐11‐29  7.5  7.5 
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Temperature  °C  2024‐11‐30  7.4  7.4 

Temperature  °C  2024‐12‐01  6.9  6.8 

Temperature  °C  2024‐12‐02  6.8  6.8 

Temperature  °C  2024‐12‐03  6.7  6.7 

Temperature  °C  2024‐12‐04  6.7  6.6 

Temperature  °C  2024‐12‐05  6.1  6.5 

Temperature  °C  2024‐12‐06  6.9  6.8 

Temperature  °C  2024‐12‐07  ‐  7.5 

Temperature  °C  2024‐12‐08  6.0  6.3 

Temperature  °C  2024‐12‐09  6.5  6.6 

Temperature  °C  2024‐12‐10  6.4  6.5 

Temperature  °C  2024‐12‐11  6.8  6.8 

Temperature  °C  2024‐12‐12  6.3  6.3 

Temperature  °C  2024‐12‐13  6.5  6.5 

Temperature  °C  2024‐12‐14  6.5  6.6 

Temperature  °C  2024‐12‐15  5.0  5.5 

Temperature  °C  2024‐12‐16  5.3  5.5 

Temperature  °C  2024‐12‐17  5.5  5.8 

Temperature  °C  2024‐12‐18  5.7  6.0 

Temperature  °C  2024‐12‐19  5.7  6.0 

Temperature  °C  2024‐12‐20  6.0  6.5 

Temperature  °C  2024‐12‐21  6.1  6.8 

Temperature  °C  2024‐12‐22  6.0  6.5 

Temperature  °C  2024‐12‐23  6.3  6.5 

Temperature  °C  2024‐12‐24  6.2  6.6 

Temperature  °C  2024‐12‐26  6.0  6.3 

Temperature  °C  2024‐12‐27  5.9  6.3 

Temperature  °C  2024‐12‐28  6.0  6.3 

Temperature  °C  2024‐12‐29  5.7  5.9 

Temperature  °C  2024‐12‐30  5.6  5.9 

Temperature  °C  2024‐12‐31  5.5  5.8 

THM‐Total Trihalomethanes  ppb  2024‐01‐30  <4  4 

THM‐Total Trihalomethanes  ppb  2024‐04‐24  <4  6 

THM‐Total Trihalomethanes  ppb  2024‐09‐10  <4  7 

THM‐Total Trihalomethanes  ppb  2024‐10‐16  <4  ‐ 

THM‐Total Trihalomethanes  ppb  2024‐10‐23  ‐  14 

THM‐Total Trihalomethanes  ppb  2024‐11‐25  <4  6 

Total Coliform  MPN/100mLs  2024‐01‐01  25  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐02  9  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐03  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐01‐03  26  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐04  24  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐05  57  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐06  62  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐07  86  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐08  50  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐09  49  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐10  36  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐11  25  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐12  26  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐13  37  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐13  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐14  12  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐15  24  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐16  13  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐17  26  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐18  13  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐19  15  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐20  10  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐20  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐21  17  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐22  12  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐23  22  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐24  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐01‐24  39  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐25  22  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐26  25  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐27  31  ‐ 

Total Coliform  MPN/100mLs  2024‐01‐28  65  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐29  38  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐29  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐01‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐30  18  ‐ 

Total Coliform  CFU/100mLs  2024‐01‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐01‐31  12  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐01  15  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐02  9  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐03  22  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐04  30  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐05  8  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐06  19  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐07  16  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐08  2  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐09  12  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐10  24  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐11  14  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐12  24  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐13  50  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐14  54  ‐ 
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Total Coliform  CFU/100mLs  2024‐02‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐15  19  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐16  12  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐17  21  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐18  6  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐19  5  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐20  8  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐21  5  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐22  8  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐23  9  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐24  17  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐25  8  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐26  17  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐27  15  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐02‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐02‐28  42  ‐ 

Total Coliform  MPN/100mLs  2024‐02‐29  31  ‐ 

Total Coliform  CFU/100mLs  2024‐02‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐01  63  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐02  61  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐03  27  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐04  30  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐05  36  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐06  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐03‐06  20  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐07  14  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐08  11  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐09  7  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐10  16  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐10  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐11  14  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐12  18  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐13  19  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐14  30  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐15  19  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐16  17  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐17  14  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐18  12  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐19  12  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐20  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐21  4  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐22  8  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐23  11  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐24  6  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐25  24  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐26  2  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐27  5  ‐ 
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Total Coliform  CFU/100mLs  2024‐03‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐28  13  ‐ 

Total Coliform  MPN/100mLs  2024‐03‐29  16  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐30  12  ‐ 

Total Coliform  CFU/100mLs  2024‐03‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐03‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐03‐31  8  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐01  11  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐02  2  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐03  2  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐04  3  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐05  3  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐06  4  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐07  4  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐08  <1  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐09  62  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐10  20  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐11  17  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐12  6  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐13  17  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐14  11  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐15  6  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐15  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐16  4  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐17  ‐  <0.2 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 300 

Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Total Coliform  MPN/100mLs  2024‐04‐17  6  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐18  8  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐19  4  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐20  6  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐21  4  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐22  9  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐22  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐23  <1  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐24  4  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐24  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐25  5  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐26  5  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐27  9  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐28  32  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐04‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐04‐29  9  ‐ 

Total Coliform  MPN/100mLs  2024‐04‐30  16  ‐ 

Total Coliform  CFU/100mLs  2024‐04‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐01  8  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐02  8  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐03  9  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐04  11  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐05  9  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐06  4  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐07  22  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐08  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐05‐08  6  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐09  15  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐10  12  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐11  12  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐12  8  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐13  15  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐14  10  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐15  10  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐16  19  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐17  15  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐18  8  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐19  20  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐20  24  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐21  21  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐22  12  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐23  56  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐24  40  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐25  23  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐26  54  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐27  20  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐28  24  ‐ 

Total Coliform  MPN/100mLs  2024‐05‐29  26  ‐ 
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Total Coliform  CFU/100mLs  2024‐05‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐30  57  ‐ 

Total Coliform  CFU/100mLs  2024‐05‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐05‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐05‐31  36  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐01  32  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐02  39  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐03  20  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐04  43  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐05  40  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐06  16  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐07  36  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐08  30  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐08  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐09  20  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐10  24  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐11  15  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐12  21  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐13  20  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐14  22  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐15  31  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐15  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐16  14  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐17  20  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐18  11  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐19  17  ‐ 
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Total Coliform  CFU/100mLs  2024‐06‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐20  23  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐21  13  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐22  22  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐23  18  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐24  13  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐25  10  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐25  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐26  13  ‐ 

Total Coliform  MPN/100mLs  2024‐06‐27  15  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐28  11  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐06‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐29  20  ‐ 

Total Coliform  CFU/100mLs  2024‐06‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐06‐30  26  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐01  14  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐02  12  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐02  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐03  19  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐04  16  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐05  14  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐06  19  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐07  11  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐07  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐08  15  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐09  11  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐10  12  ‐ 
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Total Coliform  CFU/100mLs  2024‐07‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐11  12  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐11  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐12  26  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐13  30  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐14  20  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐15  29  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐16  30  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐17  19  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐18  26  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐18  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐19  34  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐20  57  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐21  31  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐22  34  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐23  43  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐24  37  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐25  47  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐26  40  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐27  38  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐27  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐28  53  ‐ 

Total Coliform  MPN/100mLs  2024‐07‐29  31  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐07‐30  48  ‐ 

Total Coliform  CFU/100mLs  2024‐07‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐07‐31  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐07‐31  35  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐01  58  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐02  61  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐03  155  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐04  60  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐05  102  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐06  77  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐07  81  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐08  66  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐09  72  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐10  122  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐11  105  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐12  96  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐13  105  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐14  326  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐15  82  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐16  99  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐17  74  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐18  93  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐19  75  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐20  118  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐21  91  ‐ 
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Total Coliform  CFU/100mLs  2024‐08‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐22  93  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐23  86  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐24  78  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐25  165  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐25  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐26  82  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐27  57  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐28  109  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐08‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐29  81  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐08‐30  65  ‐ 

Total Coliform  MPN/100mLs  2024‐08‐31  77  ‐ 

Total Coliform  CFU/100mLs  2024‐08‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐01  70  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐02  68  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐03  70  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐04  41  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐04  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐05  59  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐06  53  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐07  75  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐08  31  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐09  41  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐10  49  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐10  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐11  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐09‐11  55  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐12  50  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐13  70  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐13  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐14  49  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐15  40  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐16  57  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐17  50  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐17  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐18  36  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐19  46  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐20  50  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐20  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐21  51  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐22  49  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐22  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐23  25  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐24  31  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐25  35  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐26  79  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐09‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐27  93  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐28  135  ‐ 

Total Coliform  MPN/100mLs  2024‐09‐29  89  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐09‐30  172  ‐ 

Total Coliform  CFU/100mLs  2024‐09‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐01  35  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐02  71  ‐ 
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Total Coliform  CFU/100mLs  2024‐10‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐03  62  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐04  28  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐05  >2420  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐06  133  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐07  58  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐08  91  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐09  80  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐10  102  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐11  52  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐12  49  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐13  70  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐14  44  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐15  65  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐16  101  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐17  69  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐18  54  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐19  1300  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐19  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐20  1553  <1 

Total Coliform  MPN/100mLs  2024‐10‐21  517  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐22  461  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐23  548  ‐ 
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Total Coliform  MPN/100mLs  2024‐10‐24  387  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐25  345  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐25  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐26  345  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐27  548  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐28  179  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐28  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐10‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐29  179  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐10‐30  326  ‐ 

Total Coliform  MPN/100mLs  2024‐10‐31  186  ‐ 

Total Coliform  CFU/100mLs  2024‐10‐31  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐01  160  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐01  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐02  276  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐03  248  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐03  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐04  108  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐04  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐05  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐05  411  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐06  179  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐06  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐07  96  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐08  104  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐09  93  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐09  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐10  185  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐10  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐11  84  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐12  42  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐12  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐13  179  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐13  ‐  <0.2 
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Total Coliform  MPN/100mLs  2024‐11‐14  48  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐14  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐15  131  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐16  152  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐16  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐17  130  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐17  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐18  88  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐19  68  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐20  70  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐21  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐21  73  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐22  47  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐23  50  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐23  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐24  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐24  46  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐25  32  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐25  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐26  44  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐26  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐11‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐27  29  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐28  40  ‐ 

Total Coliform  MPN/100mLs  2024‐11‐29  29  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐29  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐11‐30  55  ‐ 

Total Coliform  CFU/100mLs  2024‐11‐30  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐01  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐01  26  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐02  28  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐02  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐03  23  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐03  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐04  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐04  19  ‐ 
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Total Coliform  MPN/100mLs  2024‐12‐05  17  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐05  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐06  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐06  10  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐07  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐07  18  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐08  17  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐08  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐09  77  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐09  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐10  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐10  69  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐11  62  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐11  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐12  44  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐12  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐13  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐13  50  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐14  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐14  40  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐15  10  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐15  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐16  29  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐16  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐17  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐17  19  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐18  22  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐18  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐19  142  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐19  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐20  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐20  50  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐21  54  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐21  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐22  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐22  28  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐23  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐23  56  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐24  52  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐24  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐26  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐26  41  ‐ 
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Total Coliform  MPN/100mLs  2024‐12‐27  61  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐27  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐28  55  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐28  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐29  47  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐29  ‐  <0.2 

Total Coliform  CFU/100mLs  2024‐12‐30  ‐  <0.2 

Total Coliform  MPN/100mLs  2024‐12‐30  52  ‐ 

Total Coliform  MPN/100mLs  2024‐12‐31  26  ‐ 

Total Coliform  CFU/100mLs  2024‐12‐31  ‐  <0.2 

Trichloroacetic Acid  µg/L  2024‐01‐30  <0.5  0.6 

Trichloroacetic Acid  µg/L  2024‐04‐24  <0.5  0.7 

Trichloroacetic Acid  µg/L  2024‐09‐10  <0.5  0.8 

Trichloroacetic Acid  µg/L  2024‐10‐16  <0.5  ‐ 

Trichloroacetic Acid  µg/L  2024‐10‐23  ‐  2.6 

Trichloroacetic Acid  µg/L  2024‐11‐25  <0.5  0.8 

Turbidity  NTU  2024‐01‐01  0.56  0.50 

Turbidity  NTU  2024‐01‐02  0.55  0.48 

Turbidity  NTU  2024‐01‐03  0.56  0.47 

Turbidity  NTU  2024‐01‐04  0.76  0.52 

Turbidity  NTU  2024‐01‐05  0.57  0.52 

Turbidity  NTU  2024‐01‐06  0.78  0.48 

Turbidity  NTU  2024‐01‐07  0.94  0.71 

Turbidity  NTU  2024‐01‐08  0.84  0.66 

Turbidity  NTU  2024‐01‐09  0.68  0.56 

Turbidity  NTU  2024‐01‐10  0.63  0.51 

Turbidity  NTU  2024‐01‐11  0.56  0.49 

Turbidity  NTU  2024‐01‐12  0.73  0.54 

Turbidity  NTU  2024‐01‐13  0.61  0.51 

Turbidity  NTU  2024‐01‐14  0.60  0.46 

Turbidity  NTU  2024‐01‐15  0.53  0.49 

Turbidity  NTU  2024‐01‐16  0.50  0.63 

Turbidity  NTU  2024‐01‐17  0.52  0.40 

Turbidity  NTU  2024‐01‐18  0.41  0.42 

Turbidity  NTU  2024‐01‐19  0.59  0.42 

Turbidity  NTU  2024‐01‐20  0.46  0.41 

Turbidity  NTU  2024‐01‐21  0.52  0.36 

Turbidity  NTU  2024‐01‐22  0.77  0.40 

Turbidity  NTU  2024‐01‐23  0.67  0.71 

Turbidity  NTU  2024‐01‐24  1.2  0.88 

Turbidity  NTU  2024‐01‐25  0.67  0.65 

Turbidity  NTU  2024‐01‐26  0.60  0.55 
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Turbidity  NTU  2024‐01‐27  0.64  0.51 

Turbidity  NTU  2024‐01‐28  1.1  0.83 

Turbidity  NTU  2024‐01‐29  1.4  1.2 

Turbidity  NTU  2024‐01‐30  0.90  0.79 

Turbidity  NTU  2024‐01‐31  0.48  0.43 

Turbidity  NTU  2024‐02‐01  0.55  0.57 

Turbidity  NTU  2024‐02‐02  0.50  0.52 

Turbidity  NTU  2024‐02‐03  0.52  0.47 

Turbidity  NTU  2024‐02‐04  0.60  0.51 

Turbidity  NTU  2024‐02‐05  0.51  0.43 

Turbidity  NTU  2024‐02‐06  0.63  0.53 

Turbidity  NTU  2024‐02‐07  0.53  0.52 

Turbidity  NTU  2024‐02‐08  0.63  0.55 

Turbidity  NTU  2024‐02‐09  0.71  0.62 

Turbidity  NTU  2024‐02‐10  0.65  0.59 

Turbidity  NTU  2024‐02‐11  0.60  0.57 

Turbidity  NTU  2024‐02‐12  0.57  0.55 

Turbidity  NTU  2024‐02‐13  0.91  0.54 

Turbidity  NTU  2024‐02‐14  0.51  0.61 

Turbidity  NTU  2024‐02‐15  0.86  0.62 

Turbidity  NTU  2024‐02‐16  0.51  0.49 

Turbidity  NTU  2024‐02‐17  0.60  0.51 

Turbidity  NTU  2024‐02‐18  0.40  0.42 

Turbidity  NTU  2024‐02‐19  0.45  0.43 

Turbidity  NTU  2024‐02‐20  0.43  0.31 

Turbidity  NTU  2024‐02‐21  0.41  0.40 

Turbidity  NTU  2024‐02‐22  0.42  0.43 

Turbidity  NTU  2024‐02‐23  0.43  0.36 

Turbidity  NTU  2024‐02‐24  0.49  0.39 

Turbidity  NTU  2024‐02‐25  0.47  0.42 

Turbidity  NTU  2024‐02‐26  0.54  0.53 

Turbidity  NTU  2024‐02‐27  0.54  0.48 

Turbidity  NTU  2024‐02‐28  0.70  0.64 

Turbidity  NTU  2024‐02‐29  0.74  0.56 

Turbidity  NTU  2024‐03‐01  0.66  0.53 

Turbidity  NTU  2024‐03‐02  0.54  0.47 

Turbidity  NTU  2024‐03‐03  0.51  0.50 

Turbidity  NTU  2024‐03‐04  0.52  0.65 

Turbidity  NTU  2024‐03‐05  0.44  0.45 

Turbidity  NTU  2024‐03‐06  0.62  0.63 

Turbidity  NTU  2024‐03‐07  0.44  0.43 

Turbidity  NTU  2024‐03‐08  0.50  0.35 
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Turbidity  NTU  2024‐03‐09  0.38  0.32 

Turbidity  NTU  2024‐03‐10  0.40  0.34 

Turbidity  NTU  2024‐03‐11  0.40  0.38 

Turbidity  NTU  2024‐03‐12  0.44  0.37 

Turbidity  NTU  2024‐03‐13  0.44  0.38 

Turbidity  NTU  2024‐03‐14  0.43  0.39 

Turbidity  NTU  2024‐03‐15  0.72  0.46 

Turbidity  NTU  2024‐03‐16  0.45  0.33 

Turbidity  NTU  2024‐03‐17  1.1  0.40 

Turbidity  NTU  2024‐03‐18  0.44  0.38 

Turbidity  NTU  2024‐03‐19  0.42  0.42 

Turbidity  NTU  2024‐03‐20  0.72  0.40 

Turbidity  NTU  2024‐03‐21  0.37  0.43 

Turbidity  NTU  2024‐03‐22  0.40  0.33 

Turbidity  NTU  2024‐03‐23  0.40  0.32 

Turbidity  NTU  2024‐03‐24  0.39  0.25 

Turbidity  NTU  2024‐03‐25  0.37  0.41 

Turbidity  NTU  2024‐03‐26  0.37  0.38 

Turbidity  NTU  2024‐03‐27  0.37  0.37 

Turbidity  NTU  2024‐03‐28  0.37  0.31 

Turbidity  NTU  2024‐03‐29  0.37  0.30 

Turbidity  NTU  2024‐03‐30  0.37  0.33 

Turbidity  NTU  2024‐03‐31  0.37  0.30 

Turbidity  NTU  2024‐04‐01  0.43  0.30 

Turbidity  NTU  2024‐04‐02  0.43  0.34 

Turbidity  NTU  2024‐04‐03  0.43  0.34 

Turbidity  NTU  2024‐04‐04  0.33  0.29 

Turbidity  NTU  2024‐04‐05  0.77  0.46 

Turbidity  NTU  2024‐04‐06  0.44  0.31 

Turbidity  NTU  2024‐04‐07  0.37  0.28 

Turbidity  NTU  2024‐04‐08  0.34  0.32 

Turbidity  NTU  2024‐04‐09  0.52  0.44 

Turbidity  NTU  2024‐04‐10  0.54  0.35 

Turbidity  NTU  2024‐04‐11  0.36  0.34 

Turbidity  NTU  2024‐04‐12  0.38  0.30 

Turbidity  NTU  2024‐04‐13  0.32  0.26 

Turbidity  NTU  2024‐04‐14  0.30  0.26 

Turbidity  NTU  2024‐04‐15  0.33  0.25 

Turbidity  NTU  2024‐04‐16  0.34  0.24 

Turbidity  NTU  2024‐04‐17  0.37  0.31 

Turbidity  NTU  2024‐04‐18  0.30  0.32 

Turbidity  NTU  2024‐04‐19  0.35  0.26 
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Turbidity  NTU  2024‐04‐20  0.37  0.36 

Turbidity  NTU  2024‐04‐21  0.33  0.25 

Turbidity  NTU  2024‐04‐22  0.36  0.31 

Turbidity  NTU  2024‐04‐23  0.34  0.33 

Turbidity  NTU  2024‐04‐24  0.33  0.40 

Turbidity  NTU  2024‐04‐25  0.33  0.29 

Turbidity  NTU  2024‐04‐26  0.36  0.30 

Turbidity  NTU  2024‐04‐27  0.36  0.26 

Turbidity  NTU  2024‐04‐28  0.36  0.25 

Turbidity  NTU  2024‐04‐29  0.30  0.30 

Turbidity  NTU  2024‐04‐30  0.35  0.33 

Turbidity  NTU  2024‐05‐01  0.40  0.41 

Turbidity  NTU  2024‐05‐02  0.36  0.33 

Turbidity  NTU  2024‐05‐03  0.37  0.28 

Turbidity  NTU  2024‐05‐04  0.33  0.26 

Turbidity  NTU  2024‐05‐05  0.34  0.26 

Turbidity  NTU  2024‐05‐06  0.37  0.27 

Turbidity  NTU  2024‐05‐07  0.40  0.36 

Turbidity  NTU  2024‐05‐08  0.37  0.32 

Turbidity  NTU  2024‐05‐09  0.33  0.24 

Turbidity  NTU  2024‐05‐10  0.31  0.28 

Turbidity  NTU  2024‐05‐11  0.38  0.30 

Turbidity  NTU  2024‐05‐12  0.41  0.34 

Turbidity  NTU  2024‐05‐13  0.47  0.42 

Turbidity  NTU  2024‐05‐14  0.43  0.30 

Turbidity  NTU  2024‐05‐15  0.32  0.34 

Turbidity  NTU  2024‐05‐16  0.43  0.30 

Turbidity  NTU  2024‐05‐17  0.41  0.37 

Turbidity  NTU  2024‐05‐18  0.37  0.32 

Turbidity  NTU  2024‐05‐19  0.42  0.31 

Turbidity  NTU  2024‐05‐20  0.35  0.29 

Turbidity  NTU  2024‐05‐21  0.37  0.26 

Turbidity  NTU  2024‐05‐22  0.44  0.38 

Turbidity  NTU  2024‐05‐23  0.43  0.35 

Turbidity  NTU  2024‐05‐24  0.49  0.41 

Turbidity  NTU  2024‐05‐25  0.40  0.36 

Turbidity  NTU  2024‐05‐26  0.41  0.27 

Turbidity  NTU  2024‐05‐27  0.50  0.45 

Turbidity  NTU  2024‐05‐28  0.46  0.42 

Turbidity  NTU  2024‐05‐29  0.46  0.41 

Turbidity  NTU  2024‐05‐30  0.36  0.34 

Turbidity  NTU  2024‐05‐31  0.36  0.37 
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Turbidity  NTU  2024‐06‐01  0.39  0.32 

Turbidity  NTU  2024‐06‐02  0.35  0.26 

Turbidity  NTU  2024‐06‐03  0.40  0.39 

Turbidity  NTU  2024‐06‐04  0.47  0.37 

Turbidity  NTU  2024‐06‐05  0.41  0.40 

Turbidity  NTU  2024‐06‐06  0.47  0.42 

Turbidity  NTU  2024‐06‐07  0.36  0.39 

Turbidity  NTU  2024‐06‐08  0.35  0.28 

Turbidity  NTU  2024‐06‐09  0.37  0.31 

Turbidity  NTU  2024‐06‐10  0.32  0.27 

Turbidity  NTU  2024‐06‐11  0.38  0.32 

Turbidity  NTU  2024‐06‐12  0.39  0.34 

Turbidity  NTU  2024‐06‐13  0.30  0.25 

Turbidity  NTU  2024‐06‐14  0.36  0.37 

Turbidity  NTU  2024‐06‐15  0.40  0.25 

Turbidity  NTU  2024‐06‐16  0.44  0.33 

Turbidity  NTU  2024‐06‐17  0.30  0.25 

Turbidity  NTU  2024‐06‐18  0.36  0.33 

Turbidity  NTU  2024‐06‐19  0.43  0.37 

Turbidity  NTU  2024‐06‐20  0.33  0.24 

Turbidity  NTU  2024‐06‐21  0.38  0.32 

Turbidity  NTU  2024‐06‐22  0.39  0.29 

Turbidity  NTU  2024‐06‐23  0.36  0.28 

Turbidity  NTU  2024‐06‐24  0.37  0.31 

Turbidity  NTU  2024‐06‐25  0.35  0.22 

Turbidity  NTU  2024‐06‐26  0.34  0.27 

Turbidity  NTU  2024‐06‐27  0.37  0.28 

Turbidity  NTU  2024‐06‐28  0.30  0.23 

Turbidity  NTU  2024‐06‐29  0.38  0.23 

Turbidity  NTU  2024‐06‐30  0.28  0.19 

Turbidity  NTU  2024‐07‐01  0.29  0.19 

Turbidity  NTU  2024‐07‐02  0.37  0.27 

Turbidity  NTU  2024‐07‐03  0.34  0.23 

Turbidity  NTU  2024‐07‐04  0.33  0.21 

Turbidity  NTU  2024‐07‐05  0.33  0.27 

Turbidity  NTU  2024‐07‐06  0.30  0.31 

Turbidity  NTU  2024‐07‐07  0.27  0.17 

Turbidity  NTU  2024‐07‐08  0.39  0.26 

Turbidity  NTU  2024‐07‐09  0.33  0.22 

Turbidity  NTU  2024‐07‐10  0.30  0.29 

Turbidity  NTU  2024‐07‐11  0.30  0.21 

Turbidity  NTU  2024‐07‐12  0.35  0.27 
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Turbidity  NTU  2024‐07‐13  0.30  0.20 

Turbidity  NTU  2024‐07‐14  0.32  0.20 

Turbidity  NTU  2024‐07‐15  0.35  0.27 

Turbidity  NTU  2024‐07‐16  0.38  0.27 

Turbidity  NTU  2024‐07‐17  0.28  0.18 

Turbidity  NTU  2024‐07‐18  0.28  0.27 

Turbidity  NTU  2024‐07‐19  0.28  0.22 

Turbidity  NTU  2024‐07‐20  0.28  0.18 

Turbidity  NTU  2024‐07‐21  0.26  0.16 

Turbidity  NTU  2024‐07‐22  0.33  0.24 

Turbidity  NTU  2024‐07‐23  0.31  0.23 

Turbidity  NTU  2024‐07‐24  0.29  0.20 

Turbidity  NTU  2024‐07‐25  0.33  0.22 

Turbidity  NTU  2024‐07‐26  0.23  0.17 

Turbidity  NTU  2024‐07‐27  0.25  0.18 

Turbidity  NTU  2024‐07‐28  0.24  0.18 

Turbidity  NTU  2024‐07‐29  0.27  0.26 

Turbidity  NTU  2024‐07‐30  0.24  0.23 

Turbidity  NTU  2024‐07‐31  0.27  0.23 

Turbidity  NTU  2024‐08‐01  0.22  0.23 

Turbidity  NTU  2024‐08‐02  0.29  0.20 

Turbidity  NTU  2024‐08‐03  0.23  0.16 

Turbidity  NTU  2024‐08‐04  0.21  0.15 

Turbidity  NTU  2024‐08‐05  0.23  0.16 

Turbidity  NTU  2024‐08‐06  0.27  0.23 

Turbidity  NTU  2024‐08‐07  0.25  0.13 

Turbidity  NTU  2024‐08‐08  0.24  0.16 

Turbidity  NTU  2024‐08‐09  0.28  0.19 

Turbidity  NTU  2024‐08‐10  0.28  0.18 

Turbidity  NTU  2024‐08‐11  0.24  0.15 

Turbidity  NTU  2024‐08‐12  0.30  0.22 

Turbidity  NTU  2024‐08‐13  0.22  0.22 

Turbidity  NTU  2024‐08‐14  0.27  0.15 

Turbidity  NTU  2024‐08‐15  0.30  0.31 

Turbidity  NTU  2024‐08‐16  0.24  0.17 

Turbidity  NTU  2024‐08‐17  0.25  0.19 

Turbidity  NTU  2024‐08‐18  0.25  0.16 

Turbidity  NTU  2024‐08‐19  0.25  0.24 

Turbidity  NTU  2024‐08‐20  0.31  0.25 

Turbidity  NTU  2024‐08‐21  0.29  0.24 

Turbidity  NTU  2024‐08‐22  0.28  0.17 

Turbidity  NTU  2024‐08‐23  0.24  0.24 
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Turbidity  NTU  2024‐08‐24  0.23  0.16 

Turbidity  NTU  2024‐08‐25  0.24  0.16 

Turbidity  NTU  2024‐08‐26  0.27  0.20 

Turbidity  NTU  2024‐08‐27  0.32  0.27 

Turbidity  NTU  2024‐08‐28  0.28  0.24 

Turbidity  NTU  2024‐08‐29  0.26  0.27 

Turbidity  NTU  2024‐08‐30  0.32  0.26 

Turbidity  NTU  2024‐08‐31  0.26  0.17 

Turbidity  NTU  2024‐09‐01  0.24  0.17 

Turbidity  NTU  2024‐09‐02  0.27  0.17 

Turbidity  NTU  2024‐09‐03  0.34  0.25 

Turbidity  NTU  2024‐09‐04  0.31  0.25 

Turbidity  NTU  2024‐09‐05  0.22  0.25 

Turbidity  NTU  2024‐09‐06  0.31  0.17 

Turbidity  NTU  2024‐09‐07  0.27  0.18 

Turbidity  NTU  2024‐09‐08  0.22  0.16 

Turbidity  NTU  2024‐09‐09  0.28  0.25 

Turbidity  NTU  2024‐09‐10  0.27  0.17 

Turbidity  NTU  2024‐09‐11  0.26  0.27 

Turbidity  NTU  2024‐09‐12  0.27  0.26 

Turbidity  NTU  2024‐09‐13  0.33  0.30 

Turbidity  NTU  2024‐09‐14  0.31  0.24 

Turbidity  NTU  2024‐09‐15  0.26  0.16 

Turbidity  NTU  2024‐09‐16  0.24  0.31 

Turbidity  NTU  2024‐09‐17  0.43  0.26 

Turbidity  NTU  2024‐09‐18  0.32  0.29 

Turbidity  NTU  2024‐09‐19  0.31  0.26 

Turbidity  NTU  2024‐09‐20  0.33  0.32 

Turbidity  NTU  2024‐09‐21  0.29  0.24 

Turbidity  NTU  2024‐09‐22  0.25  0.21 

Turbidity  NTU  2024‐09‐23  0.26  0.26 

Turbidity  NTU  2024‐09‐24  0.14  0.23 

Turbidity  NTU  2024‐09‐25  0.27  0.19 

Turbidity  NTU  2024‐09‐26  0.31  0.24 

Turbidity  NTU  2024‐09‐27  0.34  0.28 

Turbidity  NTU  2024‐09‐28  0.33  0.24 

Turbidity  NTU  2024‐09‐29  0.26  0.18 

Turbidity  NTU  2024‐09‐30  0.29  0.22 

Turbidity  NTU  2024‐10‐01  0.30  0.23 

Turbidity  NTU  2024‐10‐02  0.35  0.23 

Turbidity  NTU  2024‐10‐03  0.31  0.28 

Turbidity  NTU  2024‐10‐04  0.30  0.24 
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Turbidity  NTU  2024‐10‐05  0.33  0.23 

Turbidity  NTU  2024‐10‐06  0.27  0.20 

Turbidity  NTU  2024‐10‐07  0.32  0.27 

Turbidity  NTU  2024‐10‐08  0.32  0.25 

Turbidity  NTU  2024‐10‐09  0.35  0.28 

Turbidity  NTU  2024‐10‐10  0.30  0.21 

Turbidity  NTU  2024‐10‐11  0.34  0.23 

Turbidity  NTU  2024‐10‐12  0.30  0.26 

Turbidity  NTU  2024‐10‐13  0.33  0.31 

Turbidity  NTU  2024‐10‐14  0.27  0.25 

Turbidity  NTU  2024‐10‐15  0.39  0.31 

Turbidity  NTU  2024‐10‐16  0.45  0.35 

Turbidity  NTU  2024‐10‐17  0.48  0.23 

Turbidity  NTU  2024‐10‐18  0.30  0.32 

Turbidity  NTU  2024‐10‐19  0.75  0.45 

Turbidity  NTU  2024‐10‐20  11  10 

Turbidity  NTU  2024‐10‐21  7.5  7.2 

Turbidity  NTU  2024‐10‐22  6.6  6.5 

Turbidity  NTU  2024‐10‐23  4.0  4.2 

Turbidity  NTU  2024‐10‐24  2.3  3.5 

Turbidity  NTU  2024‐10‐25  2.7  2.8 

Turbidity  NTU  2024‐10‐26  2.7  2.7 

Turbidity  NTU  2024‐10‐27  2.1  2.1 

Turbidity  NTU  2024‐10‐28  1.5  1.9 

Turbidity  NTU  2024‐10‐29  1.8  1.7 

Turbidity  NTU  2024‐10‐30  1.6  1.4 

Turbidity  NTU  2024‐10‐31  1.7  1.5 

Turbidity  NTU  2024‐11‐01  1.5  1.3 

Turbidity  NTU  2024‐11‐02  1.6  1.4 

Turbidity  NTU  2024‐11‐03  1.2  1.1 

Turbidity  NTU  2024‐11‐04  1.4  1.1 

Turbidity  NTU  2024‐11‐05  2.5  2.3 

Turbidity  NTU  2024‐11‐06  1.9  1.8 

Turbidity  NTU  2024‐11‐07  1.4  1.4 

Turbidity  NTU  2024‐11‐08  0.98  0.81 

Turbidity  NTU  2024‐11‐09  1.4  1.1 

Turbidity  NTU  2024‐11‐10  1.3  1.2 

Turbidity  NTU  2024‐11‐11  0.81  0.76 

Turbidity  NTU  2024‐11‐12  0.93  0.81 

Turbidity  NTU  2024‐11‐13  1.5  1.2 

Turbidity  NTU  2024‐11‐14  0.89  0.56 

Turbidity  NTU  2024‐11‐15  1.4  1.2 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 320 

Coquitlam Source 

Parameter Units Date Sampled Source Treated 

Turbidity  NTU  2024‐11‐16  1.2  1.1 

Turbidity  NTU  2024‐11‐17  0.97  0.74 

Turbidity  NTU  2024‐11‐18  0.66  0.66 

Turbidity  NTU  2024‐11‐19  0.59  0.52 

Turbidity  NTU  2024‐11‐20  0.59  0.50 

Turbidity  NTU  2024‐11‐21  0.66  0.55 

Turbidity  NTU  2024‐11‐22  0.61  0.60 

Turbidity  NTU  2024‐11‐23  0.60  0.57 

Turbidity  NTU  2024‐11‐24  0.63  0.52 

Turbidity  NTU  2024‐11‐25  0.65  0.54 

Turbidity  NTU  2024‐11‐26  0.61  0.53 

Turbidity  NTU  2024‐11‐27  0.60  0.51 

Turbidity  NTU  2024‐11‐28  0.56  0.52 

Turbidity  NTU  2024‐11‐29  0.55  0.49 

Turbidity  NTU  2024‐11‐30  0.51  0.43 

Turbidity  NTU  2024‐12‐01  0.45  0.44 

Turbidity  NTU  2024‐12‐02  0.51  0.44 

Turbidity  NTU  2024‐12‐03  0.49  0.44 

Turbidity  NTU  2024‐12‐04  0.50  0.53 

Turbidity  NTU  2024‐12‐05  0.46  0.42 

Turbidity  NTU  2024‐12‐06  0.44  0.39 

Turbidity  NTU  2024‐12‐07  0.41  0.40 

Turbidity  NTU  2024‐12‐08  0.42  0.34 

Turbidity  NTU  2024‐12‐09  0.53  0.75 

Turbidity  NTU  2024‐12‐10  0.56  0.47 

Turbidity  NTU  2024‐12‐11  0.45  0.40 

Turbidity  NTU  2024‐12‐12  0.40  0.45 

Turbidity  NTU  2024‐12‐13  0.47  0.44 

Turbidity  NTU  2024‐12‐14  0.46  0.37 

Turbidity  NTU  2024‐12‐15  0.38  0.30 

Turbidity  NTU  2024‐12‐16  0.39  0.41 

Turbidity  NTU  2024‐12‐17  0.41  0.36 

Turbidity  NTU  2024‐12‐18  0.46  0.41 

Turbidity  NTU  2024‐12‐19  1.3  1.6 

Turbidity  NTU  2024‐12‐20  0.95  0.71 

Turbidity  NTU  2024‐12‐21  0.69  0.76 

Turbidity  NTU  2024‐12‐22  0.60  0.52 

Turbidity  NTU  2024‐12‐23  0.55  0.52 

Turbidity  NTU  2024‐12‐24  0.54  0.47 

Turbidity  NTU  2024‐12‐26  0.48  0.49 

Turbidity  NTU  2024‐12‐27  0.56  0.47 

Turbidity  NTU  2024‐12‐28  0.51  0.46 
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Turbidity  NTU  2024‐12‐29  0.64  0.51 

Turbidity  NTU  2024‐12‐30  0.52  0.47 

Turbidity  NTU  2024‐12‐31  0.46  0.42 

Uranium Total  µg/L  2024‐04‐02  <0.5  <0.5 

Uranium Total  µg/L  2024‐10‐15  <0.5  <0.5 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐01  0.072  ‐ 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐02  0.074  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐03  0.077  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐04  0.074  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐05  0.093  0.027 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐08  0.088  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐09  0.086  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐10  0.073  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐11  0.073  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐12  0.073  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐15  0.071  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐16  0.071  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐17  0.070  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐18  0.072  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐19  0.070  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐22  0.068  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐23  0.074  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐24  0.083  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐25  0.073  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐26  0.075  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐29  0.084  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐30  0.076  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐01‐31  0.069  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐01  0.070  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐02  0.070  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐05  0.068  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐06  0.070  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐07  0.069  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐08  0.070  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐09  0.071  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐12  0.070  0.064 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐13  0.087  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐14  0.076  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐15  0.070  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐16  0.070  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐20  0.067  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐21  0.068  0.025 
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UV 254 ‐ Apparent  Abs/cm  2024‐02‐22  0.069  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐23  0.073  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐26  0.068  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐27  0.073  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐02‐29  0.074  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐01  0.086  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐04  0.074  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐05  0.072  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐06  0.072  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐07  0.073  0.066 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐08  0.068  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐11  0.069  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐12  0.069  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐13  0.072  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐14  0.076  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐15  0.075  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐18  0.070  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐19  0.069  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐20  0.067  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐21  0.067  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐22  0.068  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐25  0.065  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐26  0.066  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐27  0.066  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐03‐28  0.065  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐02  0.066  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐03  0.066  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐04  0.067  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐05  0.066  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐08  0.064  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐09  0.085  0.036 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐10  0.071  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐11  0.070  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐12  0.069  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐15  0.065  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐16  0.065  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐17  0.066  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐18  0.067  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐19  0.065  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐22  0.066  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐23  0.066  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐24  0.066  0.024 
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UV 254 ‐ Apparent  Abs/cm  2024‐04‐26  0.066  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐29  0.067  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐04‐30  0.071  0.058 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐01  0.066  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐02  0.067  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐03  0.067  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐06  0.062  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐07  0.067  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐08  0.068  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐10  0.067  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐13  0.067  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐14  0.067  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐16  0.067  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐17  0.066  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐21  0.065  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐22  0.067  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐24  0.068  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐27  0.066  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐28  0.069  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐29  0.069  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐30  0.072  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐05‐31  0.070  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐03  0.067  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐04  0.071  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐05  0.073  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐06  0.072  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐07  0.070  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐10  0.071  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐11  0.067  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐12  0.070  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐13  0.069  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐14  0.067  0.056 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐17  0.069  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐18  0.068  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐19  0.069  0.055 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐20  0.069  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐21  0.069  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐24  0.068  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐25  0.067  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐26  0.068  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐06‐27  0.068  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐02  0.068  0.023 
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UV 254 ‐ Apparent  Abs/cm  2024‐07‐03  0.066  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐04  0.066  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐05  0.065  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐08  0.067  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐10  0.067  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐11  0.066  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐12  0.066  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐15  0.064  0.018 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐16  0.066  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐17  0.065  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐18  0.067  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐19  0.065  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐22  0.064  0.019 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐23  0.063  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐24  0.064  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐25  0.064  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐29  0.063  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐30  0.063  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐07‐31  0.064  0.019 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐01  0.064  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐02  0.063  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐05  0.063  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐06  0.063  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐07  0.062  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐08  0.063  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐09  0.063  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐12  0.061  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐13  0.061  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐15  0.061  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐16  0.060  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐19  0.059  0.019 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐20  0.061  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐21  0.061  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐22  0.062  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐23  0.061  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐26  0.061  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐27  0.064  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐28  0.063  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐29  0.060  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐08‐30  0.059  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐03  0.060  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐04  0.058  0.023 
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UV 254 ‐ Apparent  Abs/cm  2024‐09‐05  0.059  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐06  0.058  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐09  0.060  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐11  0.059  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐13  0.057  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐16  0.055  0.043 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐18  0.057  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐20  0.057  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐23  0.055  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐09‐27  0.063  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐01  0.058  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐02  0.059  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐04  0.055  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐07  0.057  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐11  0.059  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐15  0.057  0.019 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐16  0.067  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐18  0.064  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐21  0.118  0.051 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐22  0.122  0.043 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐23  0.111  0.039 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐25  0.104  0.032 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐28  0.085  0.028 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐29  0.091  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐30  0.094  0.028 

UV 254 ‐ Apparent  Abs/cm  2024‐10‐31  0.093  0.029 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐01  0.089  0.027 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐04  0.092  0.027 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐05  0.113  0.038 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐06  0.098  0.030 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐07  0.092  0.028 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐08  0.088  0.027 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐12  0.082  0.020 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐13  0.107  0.032 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐14  0.077  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐15  0.106  0.035 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐18  0.074  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐20  0.088  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐21  0.088  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐22  0.088  0.026 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐25  0.087  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐26  0.086  0.028 
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UV 254 ‐ Apparent  Abs/cm  2024‐11‐27  0.087  0.028 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐28  0.085  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐11‐29  0.085  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐02  0.070  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐03  0.083  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐04  0.084  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐05  0.082  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐09  0.086  0.027 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐10  0.091  0.025 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐11  0.086  0.027 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐13  0.083  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐16  0.070  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐17  0.076  0.021 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐18  0.079  0.024 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐19  0.094  0.030 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐20  0.084  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐23  0.081  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐24  0.080  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐27  0.083  0.023 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐30  0.084  0.022 

UV 254 ‐ Apparent  Abs/cm  2024‐12‐31  0.079  0.021 

UV 254 ‐ Transmittance  %  2024‐01‐02  84.3  94.7 

UV 254 ‐ Transmittance  %  2024‐01‐03  83.8  94.6 

UV 254 ‐ Transmittance  %  2024‐01‐04  84.2  95.0 

UV 254 ‐ Transmittance  %  2024‐01‐05  80.7  94.0 

UV 254 ‐ Transmittance  %  2024‐01‐08  81.7  94.3 

UV 254 ‐ Transmittance  %  2024‐01‐09  82.0  94.2 

UV 254 ‐ Transmittance  %  2024‐01‐10  84.5  95.5 

UV 254 ‐ Transmittance  %  2024‐01‐11  84.6  94.4 

UV 254 ‐ Transmittance  %  2024‐01‐12  84.5  94.5 

UV 254 ‐ Transmittance  %  2024‐01‐15  85.2  94.8 

UV 254 ‐ Transmittance  %  2024‐01‐16  85.0  94.8 

UV 254 ‐ Transmittance  %  2024‐01‐17  85.2  94.9 

UV 254 ‐ Transmittance  %  2024‐01‐18  84.8  94.2 

UV 254 ‐ Transmittance  %  2024‐01‐19  85.1  94.4 

UV 254 ‐ Transmittance  %  2024‐01‐22  85.4  94.5 

UV 254 ‐ Transmittance  %  2024‐01‐23  84.3  94.1 

UV 254 ‐ Transmittance  %  2024‐01‐24  82.6  94.2 

UV 254 ‐ Transmittance  %  2024‐01‐25  84.6  94.9 

UV 254 ‐ Transmittance  %  2024‐01‐26  84.1  94.6 

UV 254 ‐ Transmittance  %  2024‐01‐29  82.5  95.0 

UV 254 ‐ Transmittance  %  2024‐01‐30  83.9  94.2 
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UV 254 ‐ Transmittance  %  2024‐01‐31  85.3  95.2 

UV 254 ‐ Transmittance  %  2024‐02‐01  85.2  94.9 

UV 254 ‐ Transmittance  %  2024‐02‐02  85.2  94.7 

UV 254 ‐ Transmittance  %  2024‐02‐05  85.0  94.3 

UV 254 ‐ Transmittance  %  2024‐02‐06  85.1  94.7 

UV 254 ‐ Transmittance  %  2024‐02‐07  85.3  94.8 

UV 254 ‐ Transmittance  %  2024‐02‐08  85.2  94.6 

UV 254 ‐ Transmittance  %  2024‐02‐09  84.9  94.6 

UV 254 ‐ Transmittance  %  2024‐02‐12  84.6  86.4 

UV 254 ‐ Transmittance  %  2024‐02‐13  81.8  94.7 

UV 254 ‐ Transmittance  %  2024‐02‐14  84.0  94.3 

UV 254 ‐ Transmittance  %  2024‐02‐15  85.1  94.4 

UV 254 ‐ Transmittance  %  2024‐02‐16  85.1  94.3 

UV 254 ‐ Transmittance  %  2024‐02‐21  85.5  94.5 

UV 254 ‐ Transmittance  %  2024‐02‐22  85.3  94.5 

UV 254 ‐ Transmittance  %  2024‐02‐23  84.6  94.5 

UV 254 ‐ Transmittance  %  2024‐02‐26  85.3  94.2 

UV 254 ‐ Transmittance  %  2024‐02‐27  84.6  94.5 

UV 254 ‐ Transmittance  %  2024‐02‐29  84.3  94.6 

UV 254 ‐ Transmittance  %  2024‐03‐01  82.0  94.3 

UV 254 ‐ Transmittance  %  2024‐03‐04  84.3  94.5 

UV 254 ‐ Transmittance  %  2024‐03‐05  84.7  94.9 

UV 254 ‐ Transmittance  %  2024‐03‐07  84.6  85.9 

UV 254 ‐ Transmittance  %  2024‐03‐08  85.5  94.9 

UV 254 ‐ Transmittance  %  2024‐03‐11  85.3  94.7 

UV 254 ‐ Transmittance  %  2024‐03‐12  85.3  95.1 

UV 254 ‐ Transmittance  %  2024‐03‐13  84.7  94.7 

UV 254 ‐ Transmittance  %  2024‐03‐14  84.0  94.6 

UV 254 ‐ Transmittance  %  2024‐03‐15  84.2  94.5 

UV 254 ‐ Transmittance  %  2024‐03‐18  85.1  94.9 

UV 254 ‐ Transmittance  %  2024‐03‐19  85.3  94.9 

UV 254 ‐ Transmittance  %  2024‐03‐20  85.7  94.4 

UV 254 ‐ Transmittance  %  2024‐03‐21  85.7  94.4 

UV 254 ‐ Transmittance  %  2024‐03‐22  85.6  94.4 

UV 254 ‐ Transmittance  %  2024‐03‐25  85.8  94.6 

UV 254 ‐ Transmittance  %  2024‐03‐26  85.9  94.8 

UV 254 ‐ Transmittance  %  2024‐03‐27  85.8  94.4 

UV 254 ‐ Transmittance  %  2024‐03‐28  86.0  94.7 

UV 254 ‐ Transmittance  %  2024‐04‐02  85.8  94.8 

UV 254 ‐ Transmittance  %  2024‐04‐03  86.0  94.5 

UV 254 ‐ Transmittance  %  2024‐04‐04  85.8  94.7 

UV 254 ‐ Transmittance  %  2024‐04‐05  85.9  94.7 
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UV 254 ‐ Transmittance  %  2024‐04‐08  85.9  94.5 

UV 254 ‐ Transmittance  %  2024‐04‐09  82.3  92.1 

UV 254 ‐ Transmittance  %  2024‐04‐10  84.8  94.6 

UV 254 ‐ Transmittance  %  2024‐04‐11  85.0  94.7 

UV 254 ‐ Transmittance  %  2024‐04‐12  85.4  94.4 

UV 254 ‐ Transmittance  %  2024‐04‐15  86.0  94.7 

UV 254 ‐ Transmittance  %  2024‐04‐16  86.0  94.8 

UV 254 ‐ Transmittance  %  2024‐04‐17  85.9  94.6 

UV 254 ‐ Transmittance  %  2024‐04‐18  85.6  94.7 

UV 254 ‐ Transmittance  %  2024‐04‐19  86.1  94.5 

UV 254 ‐ Transmittance  %  2024‐04‐22  85.9  95.0 

UV 254 ‐ Transmittance  %  2024‐04‐23  86.0  95.1 

UV 254 ‐ Transmittance  %  2024‐04‐24  85.9  94.7 

UV 254 ‐ Transmittance  %  2024‐04‐26  85.9  94.7 

UV 254 ‐ Transmittance  %  2024‐04‐29  85.8  94.8 

UV 254 ‐ Transmittance  %  2024‐04‐30  84.9  87.5 

UV 254 ‐ Transmittance  %  2024‐05‐01  86.0  94.7 

UV 254 ‐ Transmittance  %  2024‐05‐02  85.7  94.5 

UV 254 ‐ Transmittance  %  2024‐05‐03  85.7  94.5 

UV 254 ‐ Transmittance  %  2024‐05‐06  86.0  94.5 

UV 254 ‐ Transmittance  %  2024‐05‐07  85.7  94.8 

UV 254 ‐ Transmittance  %  2024‐05‐08  85.5  94.6 

UV 254 ‐ Transmittance  %  2024‐05‐10  85.6  94.9 

UV 254 ‐ Transmittance  %  2024‐05‐13  85.8  94.7 

UV 254 ‐ Transmittance  %  2024‐05‐14  85.6  94.6 

UV 254 ‐ Transmittance  %  2024‐05‐16  85.7  94.8 

UV 254 ‐ Transmittance  %  2024‐05‐17  85.8  94.9 

UV 254 ‐ Transmittance  %  2024‐05‐22  85.8  94.5 

UV 254 ‐ Transmittance  %  2024‐05‐24  85.4  95.2 

UV 254 ‐ Transmittance  %  2024‐05‐27  85.5  94.6 

UV 254 ‐ Transmittance  %  2024‐05‐28  85.2  94.9 

UV 254 ‐ Transmittance  %  2024‐05‐29  85.3  95.1 

UV 254 ‐ Transmittance  %  2024‐05‐30  84.7  94.9 

UV 254 ‐ Transmittance  %  2024‐05‐31  85.1  94.8 

UV 254 ‐ Transmittance  %  2024‐06‐03  85.7  94.6 

UV 254 ‐ Transmittance  %  2024‐06‐04  84.9  94.9 

UV 254 ‐ Transmittance  %  2024‐06‐05  84.6  94.6 

UV 254 ‐ Transmittance  %  2024‐06‐06  84.8  95.1 

UV 254 ‐ Transmittance  %  2024‐06‐07  85.0  95.1 

UV 254 ‐ Transmittance  %  2024‐06‐10  84.9  94.6 

UV 254 ‐ Transmittance  %  2024‐06‐11  85.2  95.5 

UV 254 ‐ Transmittance  %  2024‐06‐12  85.1  94.9 
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UV 254 ‐ Transmittance  %  2024‐06‐13  85.3  94.7 

UV 254 ‐ Transmittance  %  2024‐06‐14  85.6  87.9 

UV 254 ‐ Transmittance  %  2024‐06‐18  85.5  94.8 

UV 254 ‐ Transmittance  %  2024‐06‐19  85.4  88.0 

UV 254 ‐ Transmittance  %  2024‐06‐20  85.3  94.7 

UV 254 ‐ Transmittance  %  2024‐06‐21  85.3  94.6 

UV 254 ‐ Transmittance  %  2024‐06‐24  85.5  94.9 

UV 254 ‐ Transmittance  %  2024‐06‐25  85.6  94.9 

UV 254 ‐ Transmittance  %  2024‐06‐26  85.6  94.9 

UV 254 ‐ Transmittance  %  2024‐06‐27  85.5  94.8 

UV 254 ‐ Transmittance  %  2024‐07‐02  86.0  94.9 

UV 254 ‐ Transmittance  %  2024‐07‐03  85.9  95.3 

UV 254 ‐ Transmittance  %  2024‐07‐04  85.9  95.1 

UV 254 ‐ Transmittance  %  2024‐07‐05  86.0  95.1 

UV 254 ‐ Transmittance  %  2024‐07‐08  85.8  94.9 

UV 254 ‐ Transmittance  %  2024‐07‐10  85.8  95.0 

UV 254 ‐ Transmittance  %  2024‐07‐11  86.0  95.2 

UV 254 ‐ Transmittance  %  2024‐07‐12  85.9  95.2 

UV 254 ‐ Transmittance  %  2024‐07‐15  86.2  95.4 

UV 254 ‐ Transmittance  %  2024‐07‐16  86.0  95.5 

UV 254 ‐ Transmittance  %  2024‐07‐17  86.0  94.7 

UV 254 ‐ Transmittance  %  2024‐07‐18  85.8  94.7 

UV 254 ‐ Transmittance  %  2024‐07‐19  86.1  94.9 

UV 254 ‐ Transmittance  %  2024‐07‐22  86.4  94.8 

UV 254 ‐ Transmittance  %  2024‐07‐23  86.4  95.3 

UV 254 ‐ Transmittance  %  2024‐07‐24  86.3  94.9 

UV 254 ‐ Transmittance  %  2024‐07‐25  86.2  95.1 

UV 254 ‐ Transmittance  %  2024‐07‐29  86.4  95.3 

UV 254 ‐ Transmittance  %  2024‐07‐30  86.4  95.6 

UV 254 ‐ Transmittance  %  2024‐07‐31  86.3  95.7 

UV 254 ‐ Transmittance  %  2024‐08‐01  86.3  95.2 

UV 254 ‐ Transmittance  %  2024‐08‐02  86.5  95.0 

UV 254 ‐ Transmittance  %  2024‐08‐06  86.5  94.9 

UV 254 ‐ Transmittance  %  2024‐08‐07  86.8  94.8 

UV 254 ‐ Transmittance  %  2024‐08‐08  86.5  94.8 

UV 254 ‐ Transmittance  %  2024‐08‐09  86.5  94.7 

UV 254 ‐ Transmittance  %  2024‐08‐12  86.8  94.9 

UV 254 ‐ Transmittance  %  2024‐08‐13  86.8  95.0 

UV 254 ‐ Transmittance  %  2024‐08‐15  86.9  95.0 

UV 254 ‐ Transmittance  %  2024‐08‐16  87.1  95.0 

UV 254 ‐ Transmittance  %  2024‐08‐19  87.2  95.2 

UV 254 ‐ Transmittance  %  2024‐08‐20  86.8  95.0 
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UV 254 ‐ Transmittance  %  2024‐08‐21  86.8  95.0 

UV 254 ‐ Transmittance  %  2024‐08‐22  86.8  95.2 

UV 254 ‐ Transmittance  %  2024‐08‐23  87.0  95.1 

UV 254 ‐ Transmittance  %  2024‐08‐26  86.9  95.3 

UV 254 ‐ Transmittance  %  2024‐08‐27  86.3  94.8 

UV 254 ‐ Transmittance  %  2024‐08‐28  86.4  94.9 

UV 254 ‐ Transmittance  %  2024‐08‐29  87.1  95.0 

UV 254 ‐ Transmittance  %  2024‐08‐30  87.3  94.7 

UV 254 ‐ Transmittance  %  2024‐09‐03  87.0  95.2 

UV 254 ‐ Transmittance  %  2024‐09‐04  87.4  94.9 

UV 254 ‐ Transmittance  %  2024‐09‐05  87.4  95.2 

UV 254 ‐ Transmittance  %  2024‐09‐06  87.5  95.0 

UV 254 ‐ Transmittance  %  2024‐09‐09  87.0  95.0 

UV 254 ‐ Transmittance  %  2024‐09‐11  87.4  95.2 

UV 254 ‐ Transmittance  %  2024‐09‐13  87.7  95.2 

UV 254 ‐ Transmittance  %  2024‐09‐16  88.2  90.3 

UV 254 ‐ Transmittance  %  2024‐09‐18  87.8  94.9 

UV 254 ‐ Transmittance  %  2024‐09‐20  87.8  95.5 

UV 254 ‐ Transmittance  %  2024‐09‐23  88.1  95.4 

UV 254 ‐ Transmittance  %  2024‐09‐27  86.5  94.9 

UV 254 ‐ Transmittance  %  2024‐10‐02  87.3  95.2 

UV 254 ‐ Transmittance  %  2024‐10‐04  88.0  95.6 

UV 254 ‐ Transmittance  %  2024‐10‐07  87.6  95.3 

UV 254 ‐ Transmittance  %  2024‐10‐11  87.3  95.3 

UV 254 ‐ Transmittance  %  2024‐10‐16  85.7  95.5 

UV 254 ‐ Transmittance  %  2024‐10‐18  86.4  95.6 

UV 254 ‐ Transmittance  %  2024‐10‐21  76.1  88.9 

UV 254 ‐ Transmittance  %  2024‐10‐23  77.5  91.4 

UV 254 ‐ Transmittance  %  2024‐10‐25  78.6  92.6 

UV 254 ‐ Transmittance  %  2024‐10‐29  81.1  94.3 

UV 254 ‐ Transmittance  %  2024‐10‐30  80.5  93.7 

UV 254 ‐ Transmittance  %  2024‐10‐31  80.7  93.6 

UV 254 ‐ Transmittance  %  2024‐11‐01  81.4  94.0 

UV 254 ‐ Transmittance  %  2024‐11‐04  81.0  94.0 

UV 254 ‐ Transmittance  %  2024‐11‐05  77.1  91.7 

UV 254 ‐ Transmittance  %  2024‐11‐06  79.9  93.3 

UV 254 ‐ Transmittance  %  2024‐11‐07  81.0  93.8 

UV 254 ‐ Transmittance  %  2024‐11‐08  81.7  93.9 

UV 254 ‐ Transmittance  %  2024‐11‐12  82.8  94.9 

UV 254 ‐ Transmittance  %  2024‐11‐13  78.2  92.8 

UV 254 ‐ Transmittance  %  2024‐11‐14  83.8  94.5 

UV 254 ‐ Transmittance  %  2024‐11‐15  78.3  92.3 
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UV 254 ‐ Transmittance  %  2024‐11‐18  81.0  94.4 

UV 254 ‐ Transmittance  %  2024‐11‐20  81.6  94.4 

UV 254 ‐ Transmittance  %  2024‐11‐21  81.7  94.8 

UV 254 ‐ Transmittance  %  2024‐11‐22  81.7  94.3 

UV 254 ‐ Transmittance  %  2024‐11‐25  81.9  93.9 

UV 254 ‐ Transmittance  %  2024‐11‐26  82.0  93.8 

UV 254 ‐ Transmittance  %  2024‐11‐27  81.8  93.9 

UV 254 ‐ Transmittance  %  2024‐11‐28  82.3  94.7 

UV 254 ‐ Transmittance  %  2024‐11‐29  82.2  94.3 

UV 254 ‐ Transmittance  %  2024‐12‐02  82.5  94.7 

UV 254 ‐ Transmittance  %  2024‐12‐03  82.6  94.7 

UV 254 ‐ Transmittance  %  2024‐12‐04  82.5  94.9 

UV 254 ‐ Transmittance  %  2024‐12‐05  82.7  94.9 

UV 254 ‐ Transmittance  %  2024‐12‐09  81.7  94.1 

UV 254 ‐ Transmittance  %  2024‐12‐10  81.2  94.4 

UV 254 ‐ Transmittance  %  2024‐12‐11  82.1  94.8 

UV 254 ‐ Transmittance  %  2024‐12‐13  82.6  94.8 

UV 254 ‐ Transmittance  %  2024‐12‐17  83.9  95.2 

UV 254 ‐ Transmittance  %  2024‐12‐18  83.3  94.6 

UV 254 ‐ Transmittance  %  2024‐12‐19  80.5  93.4 

UV 254 ‐ Transmittance  %  2024‐12‐20  82.4  94.8 

UV 254 ‐ Transmittance  %  2024‐12‐23  83.0  94.8 

UV 254 ‐ Transmittance  %  2024‐12‐24  83.1  95.0 

UV 254 ‐ Transmittance  %  2024‐12‐27  82.5  94.9 

UV 254 ‐ Transmittance  %  2024‐12‐30  82.3  95.1 

UV 254 ‐ Transmittance  %  2024‐12‐31  83.4  95.2 

UV Absorbance 254 nm  Abs/cm  2024‐01‐01  0.067  ‐ 

UV Absorbance 254 nm  Abs/cm  2024‐01‐08  0.080  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐01‐15  0.065  0.018 

UV Absorbance 254 nm  Abs/cm  2024‐01‐22  0.063  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐01‐29  0.078  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐02‐05  0.064  0.018 

UV Absorbance 254 nm  Abs/cm  2024‐02‐12  0.065  0.048 

UV Absorbance 254 nm  Abs/cm  2024‐02‐20  0.063  0.018 

UV Absorbance 254 nm  Abs/cm  2024‐02‐26  0.063  0.021 

UV Absorbance 254 nm  Abs/cm  2024‐03‐06  0.067  0.020 

UV Absorbance 254 nm  Abs/cm  2024‐03‐11  0.063  0.018 

UV Absorbance 254 nm  Abs/cm  2024‐03‐18  0.064  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐03‐25  0.060  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐04‐02  0.061  0.020 

UV Absorbance 254 nm  Abs/cm  2024‐04‐08  0.060  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐04‐15  0.060  0.018 
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UV Absorbance 254 nm  Abs/cm  2024‐04‐22  0.061  0.021 

UV Absorbance 254 nm  Abs/cm  2024‐04‐29  0.057  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐05‐06  0.060  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐05‐13  0.062  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐05‐21  0.060  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐05‐27  0.061  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐06‐17  0.063  0.019 

UV Absorbance 254 nm  Abs/cm  2024‐06‐24  0.062  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐07‐02  0.058  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐07‐08  0.057  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐07‐15  0.060  0.016 

UV Absorbance 254 nm  Abs/cm  2024‐07‐22  0.059  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐07‐29  0.058  0.016 

UV Absorbance 254 nm  Abs/cm  2024‐08‐05  0.059  0.020 

UV Absorbance 254 nm  Abs/cm  2024‐08‐12  0.058  0.018 

UV Absorbance 254 nm  Abs/cm  2024‐08‐19  0.057  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐08‐26  0.057  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐09‐03  0.053  0.018 

UV Absorbance 254 nm  Abs/cm  2024‐09‐09  0.055  0.016 

UV Absorbance 254 nm  Abs/cm  2024‐09‐16  0.050  0.038 

UV Absorbance 254 nm  Abs/cm  2024‐09‐23  0.049  0.015 

UV Absorbance 254 nm  Abs/cm  2024‐10‐01  0.053  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐10‐07  0.051  0.016 

UV Absorbance 254 nm  Abs/cm  2024‐10‐15  0.052  0.016 

UV Absorbance 254 nm  Abs/cm  2024‐10‐22  0.095  0.023 

UV Absorbance 254 nm  Abs/cm  2024‐10‐28  0.074  0.020 

UV Absorbance 254 nm  Abs/cm  2024‐11‐04  0.083  0.021 

UV Absorbance 254 nm  Abs/cm  2024‐11‐12  0.068  0.015 

UV Absorbance 254 nm  Abs/cm  2024‐11‐18  0.069  0.017 

UV Absorbance 254 nm  Abs/cm  2024‐11‐25  0.068  0.018 

UV Absorbance 254 nm  Abs/cm  2024‐12‐02  0.069  0.020 

UV Absorbance 254 nm  Abs/cm  2024‐12‐09  0.080  0.024 

UV Absorbance 254 nm  Abs/cm  2024‐12‐16  0.068  0.021 

UV Absorbance 254 nm  Abs/cm  2024‐12‐30  0.079  0.018 

Zinc Total  µg/L  2024‐04‐02  <3.0  <3.0 

Zinc Total  µg/L  2024‐04‐16  <3.0  ‐ 

Zinc Total  µg/L  2024‐04‐18  ‐  <3.0 

Zinc Total  µg/L  2024‐10‐07  <3.0  <3.0 

Zinc Total  µg/L  2024‐10‐15  <3.0  <3.0 
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Point Roberts Supply Main GV‐029 

Parameter Units Date Sampled Treated 

Alkalinity as CaCO3  mg/L  2024‐01‐30  20 

Alkalinity as CaCO3  mg/L  2024‐04‐24  22 

Alkalinity as CaCO3  mg/L  2024‐09‐12  21 

Alkalinity as CaCO3  mg/L  2024‐11‐26  20 

Aluminum Total  µg/L  2024‐01‐30  38 

Aluminum Total  µg/L  2024‐04‐24  24 

Aluminum Total  µg/L  2024‐09‐12  27 

Aluminum Total  µg/L  2024‐11‐26  42 

Antimony Total  µg/L  2024‐01‐30  <0.5 

Antimony Total  µg/L  2024‐04‐24  <0.5 

Antimony Total  µg/L  2024‐09‐12  <0.5 

Antimony Total  µg/L  2024‐11‐26  <0.5 

Arsenic Total  µg/L  2024‐01‐30  <0.5 

Arsenic Total  µg/L  2024‐04‐24  <0.5 

Arsenic Total  µg/L  2024‐09‐12  <0.5 

Arsenic Total  µg/L  2024‐11‐26  <0.5 

Barium Total  µg/L  2024‐01‐30  2.5 

Barium Total  µg/L  2024‐04‐24  2.8 

Barium Total  µg/L  2024‐09‐12  3.3 

Barium Total  µg/L  2024‐11‐26  2.9 

Boron Total  µg/L  2024‐01‐30  <10 

Boron Total  µg/L  2024‐04‐24  <10 

Boron Total  µg/L  2024‐09‐12  <10 

Boron Total  µg/L  2024‐11‐26  <10 

Bromate  µg/L  2024‐01‐30  <10 

Bromate  µg/L  2024‐04‐24  <10 

Bromate  µg/L  2024‐09‐12  <10 

Bromate  µg/L  2024‐10‐10  <10 

Bromate  µg/L  2024‐11‐26  <10 

Bromide  µg/L  2024‐01‐30  <10 

Bromide  µg/L  2024‐04‐24  <10 

Bromide  µg/L  2024‐09‐12  <10 

Bromide  µg/L  2024‐10‐10  <10 

Bromide  µg/L  2024‐11‐26  <10 

Bromodichloromethane  ppb  2024‐01‐30  <1 

Bromodichloromethane  ppb  2024‐04‐24  <1 

Bromodichloromethane  ppb  2024‐09‐12  1 

Bromodichloromethane  ppb  2024‐10‐10  1 

Bromodichloromethane  ppb  2024‐11‐26  <1 

Bromoform  ppb  2024‐01‐30  <1 

Bromoform  ppb  2024‐04‐24  <1 
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Bromoform  ppb  2024‐09‐12  <1 

Bromoform  ppb  2024‐10‐10  <1 

Bromoform  ppb  2024‐11‐26  <1 

Cadmium Total  µg/L  2024‐01‐30  <0.2 

Cadmium Total  µg/L  2024‐04‐24  <0.2 

Cadmium Total  µg/L  2024‐09‐12  <0.2 

Cadmium Total  µg/L  2024‐11‐26  <0.2 

Calcium Total  µg/L  2024‐01‐30  8350 

Calcium Total  µg/L  2024‐04‐24  8580 

Calcium Total  µg/L  2024‐09‐12  7700 

Calcium Total  µg/L  2024‐11‐26  8040 

Chlorate  µg/L  2024‐01‐30  12 

Chlorate  µg/L  2024‐04‐24  23 

Chlorate  µg/L  2024‐09‐12  268 

Chlorate  µg/L  2024‐10‐10  254 

Chlorate  µg/L  2024‐11‐26  67 

Chloride  mg/L  2024‐01‐30  2.6 

Chloride  mg/L  2024‐04‐24  2.4 

Chloride  mg/L  2024‐11‐26  3.8 

Chlorodibromomethane  ppb  2024‐01‐30  <1 

Chlorodibromomethane  ppb  2024‐04‐24  <1 

Chlorodibromomethane  ppb  2024‐09‐12  <1 

Chlorodibromomethane  ppb  2024‐10‐10  <1 

Chlorodibromomethane  ppb  2024‐11‐26  <1 

Chloroform  ppb  2024‐01‐30  22 

Chloroform  ppb  2024‐04‐24  28 

Chloroform  ppb  2024‐09‐12  25 

Chloroform  ppb  2024‐10‐10  33 

Chloroform  ppb  2024‐11‐26  35 

Chromium Total  µg/L  2024‐01‐30  <0.05 

Chromium Total  µg/L  2024‐04‐24  <0.05 

Chromium Total  µg/L  2024‐09‐12  <0.05 

Chromium Total  µg/L  2024‐11‐26  <0.05 

Cobalt Total  µg/L  2024‐01‐30  <0.5 

Cobalt Total  µg/L  2024‐04‐24  <0.5 

Cobalt Total  µg/L  2024‐09‐12  <0.5 

Cobalt Total  µg/L  2024‐11‐26  <0.5 

Copper Total  µg/L  2024‐01‐30  0.90 

Copper Total  µg/L  2024‐04‐24  1.1 

Copper Total  µg/L  2024‐09‐12  1.8 

Copper Total  µg/L  2024‐11‐26  1.0 

Dibromoacetic Acid  µg/L  2024‐01‐30  <0.5 
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Dibromoacetic Acid  µg/L  2024‐04‐24  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐12  <0.5 

Dibromoacetic Acid  µg/L  2024‐10‐10  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐26  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐30  9.0 

Dichloroacetic Acid  µg/L  2024‐04‐24  13 

Dichloroacetic Acid  µg/L  2024‐09‐12  10 

Dichloroacetic Acid  µg/L  2024‐10‐10  8.4 

Dichloroacetic Acid  µg/L  2024‐11‐26  16 

E. coli  CFU/100mLs  2024‐01‐08  <1 

E. coli  CFU/100mLs  2024‐01‐23  <1 

E. coli  CFU/100mLs  2024‐01‐30  <1 

E. coli  CFU/100mLs  2024‐02‐07  <1 

E. coli  CFU/100mLs  2024‐02‐13  <1 

E. coli  CFU/100mLs  2024‐02‐22  <1 

E. coli  CFU/100mLs  2024‐02‐27  <1 

E. coli  CFU/100mLs  2024‐03‐07  <1 

E. coli  CFU/100mLs  2024‐03‐12  <1 

E. coli  CFU/100mLs  2024‐03‐19  <1 

E. coli  CFU/100mLs  2024‐03‐26  <1 

E. coli  CFU/100mLs  2024‐04‐02  <1 

E. coli  CFU/100mLs  2024‐04‐11  <1 

E. coli  CFU/100mLs  2024‐04‐18  <1 

E. coli  CFU/100mLs  2024‐04‐24  <1 

E. coli  CFU/100mLs  2024‐05‐02  <1 

E. coli  CFU/100mLs  2024‐05‐06  <1 

E. coli  CFU/100mLs  2024‐05‐15  <1 

E. coli  CFU/100mLs  2024‐05‐24  <1 

E. coli  CFU/100mLs  2024‐05‐31  <1 

E. coli  CFU/100mLs  2024‐06‐04  <1 

E. coli  CFU/100mLs  2024‐06‐11  <1 

E. coli  CFU/100mLs  2024‐06‐19  <1 

E. coli  CFU/100mLs  2024‐06‐25  <1 

E. coli  CFU/100mLs  2024‐07‐04  <1 

E. coli  CFU/100mLs  2024‐07‐09  <1 

E. coli  CFU/100mLs  2024‐07‐17  <1 

E. coli  CFU/100mLs  2024‐07‐24  <1 

E. coli  CFU/100mLs  2024‐08‐01  <1 

E. coli  CFU/100mLs  2024‐08‐07  <1 

E. coli  CFU/100mLs  2024‐08‐14  <1 

E. coli  CFU/100mLs  2024‐08‐22  <1 

E. coli  CFU/100mLs  2024‐08‐27  <1 
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E. coli  CFU/100mLs  2024‐09‐03  <1 

E. coli  CFU/100mLs  2024‐09‐12  <1 

E. coli  CFU/100mLs  2024‐09‐20  <1 

E. coli  CFU/100mLs  2024‐09‐25  <1 

E. coli  CFU/100mLs  2024‐10‐02  <1 

E. coli  CFU/100mLs  2024‐10‐10  <1 

E. coli  CFU/100mLs  2024‐10‐16  <1 

E. coli  CFU/100mLs  2024‐10‐23  <1 

E. coli  CFU/100mLs  2024‐10‐31  <1 

E. coli  CFU/100mLs  2024‐11‐22  <1 

E. coli  CFU/100mLs  2024‐11‐23  <1 

E. coli  CFU/100mLs  2024‐11‐26  <1 

E. coli  CFU/100mLs  2024‐12‐04  <1 

E. coli  CFU/100mLs  2024‐12‐11  <1 

E. coli  CFU/100mLs  2024‐12‐18  <1 

E. coli  CFU/100mLs  2024‐12‐31  <1 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐30  17 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐24  23 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐12  18 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐10  17 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐26  31 

Iron Total  µg/L  2024‐01‐30  5 

Iron Total  µg/L  2024‐04‐24  7 

Iron Total  µg/L  2024‐09‐12  <5 

Iron Total  µg/L  2024‐11‐26  6 

Lead Total  µg/L  2024‐01‐30  <0.5 

Lead Total  µg/L  2024‐04‐24  <0.5 

Lead Total  µg/L  2024‐09‐12  <0.5 

Lead Total  µg/L  2024‐11‐26  <0.5 

Magnesium Total  µg/L  2024‐01‐30  213 

Magnesium Total  µg/L  2024‐04‐24  214 

Magnesium Total  µg/L  2024‐09‐12  215 

Magnesium Total  µg/L  2024‐11‐26  193 

Manganese Total  µg/L  2024‐01‐30  1.7 

Manganese Total  µg/L  2024‐04‐24  7.8 

Manganese Total  µg/L  2024‐09‐12  6.8 

Manganese Total  µg/L  2024‐11‐26  1.7 

Mercury Total  µg/L  2024‐01‐30  <0.05 

Mercury Total  µg/L  2024‐04‐24  <0.05 

Mercury Total  µg/L  2024‐09‐12  <0.05 

Mercury Total  µg/L  2024‐11‐26  <0.05 

Molybdenum Total  µg/L  2024‐01‐30  <0.5 
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Molybdenum Total  µg/L  2024‐04‐24  <0.5 

Molybdenum Total  µg/L  2024‐09‐12  <0.5 

Molybdenum Total  µg/L  2024‐11‐26  <0.5 

Monobromoacetic Acid  µg/L  2024‐01‐30  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐24  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐12  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐10  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐26  <0.5 

Monochloroacetic Acid  µg/L  2024‐01‐30  <0.5 

Monochloroacetic Acid  µg/L  2024‐04‐24  1.0 

Monochloroacetic Acid  µg/L  2024‐09‐12  0.9 

Monochloroacetic Acid  µg/L  2024‐10‐10  <0.5 

Monochloroacetic Acid  µg/L  2024‐11‐26  <0.5 

Nickel Total  µg/L  2024‐01‐30  <0.5 

Nickel Total  µg/L  2024‐04‐24  <0.5 

Nickel Total  µg/L  2024‐09‐12  <0.5 

Nickel Total  µg/L  2024‐11‐26  <0.5 

pH  pH units  2024‐01‐30  7.8 

pH  pH units  2024‐04‐24  7.8 

pH  pH units  2024‐09‐12  7.9 

pH  pH units  2024‐11‐26  7.8 

Potassium Total  µg/L  2024‐01‐30  157 

Potassium Total  µg/L  2024‐04‐24  164 

Potassium Total  µg/L  2024‐09‐12  194 

Potassium Total  µg/L  2024‐11‐26  155 

Selenium Total  µg/L  2024‐01‐30  <0.5 

Selenium Total  µg/L  2024‐04‐24  <0.5 

Selenium Total  µg/L  2024‐09‐12  <0.5 

Selenium Total  µg/L  2024‐11‐26  <0.5 

Silver Total  µg/L  2024‐01‐30  <0.5 

Silver Total  µg/L  2024‐04‐24  <0.5 

Silver Total  µg/L  2024‐09‐12  <0.5 

Silver Total  µg/L  2024‐11‐26  <0.5 

Sodium Total  µg/L  2024‐01‐30  1700 

Sodium Total  µg/L  2024‐04‐24  1970 

Sodium Total  µg/L  2024‐09‐12  2500 

Sodium Total  µg/L  2024‐11‐26  1950 

THM‐Total Trihalomethanes  ppb  2024‐01‐30  23 

THM‐Total Trihalomethanes  ppb  2024‐04‐24  29 

THM‐Total Trihalomethanes  ppb  2024‐09‐12  26 

THM‐Total Trihalomethanes  ppb  2024‐10‐10  35 

THM‐Total Trihalomethanes  ppb  2024‐11‐26  36 
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Total Coliform  CFU/100mLs  2024‐01‐08  <1 

Total Coliform  CFU/100mLs  2024‐01‐23  <1 

Total Coliform  CFU/100mLs  2024‐01‐30  <1 

Total Coliform  CFU/100mLs  2024‐02‐07  <1 

Total Coliform  CFU/100mLs  2024‐02‐13  <1 

Total Coliform  CFU/100mLs  2024‐02‐22  <1 

Total Coliform  CFU/100mLs  2024‐02‐27  <1 

Total Coliform  CFU/100mLs  2024‐03‐07  <1 

Total Coliform  CFU/100mLs  2024‐03‐12  <1 

Total Coliform  CFU/100mLs  2024‐03‐19  <1 

Total Coliform  CFU/100mLs  2024‐03‐26  <1 

Total Coliform  CFU/100mLs  2024‐04‐02  <1 

Total Coliform  CFU/100mLs  2024‐04‐11  <1 

Total Coliform  CFU/100mLs  2024‐04‐18  <1 

Total Coliform  CFU/100mLs  2024‐04‐24  <1 

Total Coliform  CFU/100mLs  2024‐05‐02  <1 

Total Coliform  CFU/100mLs  2024‐05‐06  <1 

Total Coliform  CFU/100mLs  2024‐05‐15  <1 

Total Coliform  CFU/100mLs  2024‐05‐24  <1 

Total Coliform  CFU/100mLs  2024‐05‐31  <1 

Total Coliform  CFU/100mLs  2024‐06‐04  <1 

Total Coliform  CFU/100mLs  2024‐06‐11  <1 

Total Coliform  CFU/100mLs  2024‐06‐19  <1 

Total Coliform  CFU/100mLs  2024‐06‐25  <1 

Total Coliform  CFU/100mLs  2024‐07‐04  <1 

Total Coliform  CFU/100mLs  2024‐07‐09  <1 

Total Coliform  CFU/100mLs  2024‐07‐17  <1 

Total Coliform  CFU/100mLs  2024‐07‐24  <1 

Total Coliform  CFU/100mLs  2024‐08‐01  <1 

Total Coliform  CFU/100mLs  2024‐08‐07  <1 

Total Coliform  CFU/100mLs  2024‐08‐14  <1 

Total Coliform  CFU/100mLs  2024‐08‐22  <1 

Total Coliform  CFU/100mLs  2024‐08‐27  <1 

Total Coliform  CFU/100mLs  2024‐09‐03  <1 

Total Coliform  CFU/100mLs  2024‐09‐12  <1 

Total Coliform  CFU/100mLs  2024‐09‐20  <1 

Total Coliform  CFU/100mLs  2024‐09‐25  <1 

Total Coliform  CFU/100mLs  2024‐10‐02  <1 

Total Coliform  CFU/100mLs  2024‐10‐10  <1 

Total Coliform  CFU/100mLs  2024‐10‐16  <1 

Total Coliform  CFU/100mLs  2024‐10‐23  <1 

Total Coliform  CFU/100mLs  2024‐10‐31  <1 
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Total Coliform  CFU/100mLs  2024‐11‐22  <1 

Total Coliform  CFU/100mLs  2024‐11‐23  <1 

Total Coliform  CFU/100mLs  2024‐11‐26  <1 

Total Coliform  CFU/100mLs  2024‐12‐04  <1 

Total Coliform  CFU/100mLs  2024‐12‐11  <1 

Total Coliform  CFU/100mLs  2024‐12‐18  <1 

Total Coliform  CFU/100mLs  2024‐12‐31  <1 

Trichloroacetic Acid  µg/L  2024‐01‐30  8.2 

Trichloroacetic Acid  µg/L  2024‐04‐24  8.8 

Trichloroacetic Acid  µg/L  2024‐09‐12  7.3 

Trichloroacetic Acid  µg/L  2024‐10‐10  8.2 

Trichloroacetic Acid  µg/L  2024‐11‐26  15 

Turbidity  NTU  2024‐01‐08  0.13 

Turbidity  NTU  2024‐01‐23  0.14 

Turbidity  NTU  2024‐01‐30  0.19 

Turbidity  NTU  2024‐02‐07  0.14 

Turbidity  NTU  2024‐02‐13  0.12 

Turbidity  NTU  2024‐02‐22  0.13 

Turbidity  NTU  2024‐02‐27  0.17 

Turbidity  NTU  2024‐03‐07  0.31 

Turbidity  NTU  2024‐03‐12  0.18 

Turbidity  NTU  2024‐03‐19  0.32 

Turbidity  NTU  2024‐03‐26  0.11 

Turbidity  NTU  2024‐04‐02  0.10 

Turbidity  NTU  2024‐04‐11  0.11 

Turbidity  NTU  2024‐04‐18  0.15 

Turbidity  NTU  2024‐04‐24  0.19 

Turbidity  NTU  2024‐05‐02  0.18 

Turbidity  NTU  2024‐05‐06  0.13 

Turbidity  NTU  2024‐05‐15  0.09 

Turbidity  NTU  2024‐05‐24  0.10 

Turbidity  NTU  2024‐05‐31  0.09 

Turbidity  NTU  2024‐06‐04  0.14 

Turbidity  NTU  2024‐06‐11  0.15 

Turbidity  NTU  2024‐06‐19  0.10 

Turbidity  NTU  2024‐06‐25  0.22 

Turbidity  NTU  2024‐07‐04  0.16 

Turbidity  NTU  2024‐07‐09  0.14 

Turbidity  NTU  2024‐07‐17  0.15 

Turbidity  NTU  2024‐07‐24  0.12 

Turbidity  NTU  2024‐08‐01  0.11 

Turbidity  NTU  2024‐08‐07  0.09 
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Turbidity  NTU  2024‐08‐14  0.09 

Turbidity  NTU  2024‐08‐22  0.08 

Turbidity  NTU  2024‐08‐27  0.07 

Turbidity  NTU  2024‐09‐03  0.09 

Turbidity  NTU  2024‐09‐12  0.11 

Turbidity  NTU  2024‐09‐20  0.08 

Turbidity  NTU  2024‐09‐25  0.10 

Turbidity  NTU  2024‐10‐02  0.09 

Turbidity  NTU  2024‐10‐10  0.10 

Turbidity  NTU  2024‐10‐16  0.11 

Turbidity  NTU  2024‐10‐23  0.13 

Turbidity  NTU  2024‐10‐31  0.13 

Turbidity  NTU  2024‐11‐22  0.11 

Turbidity  NTU  2024‐11‐23  0.59 

Turbidity  NTU  2024‐11‐26  0.13 

Turbidity  NTU  2024‐12‐04  0.11 

Turbidity  NTU  2024‐12‐11  0.10 

Turbidity  NTU  2024‐12‐18  0.16 

Turbidity  NTU  2024‐12‐31  0.10 

Zinc Total  µg/L  2024‐01‐30  <3.0 

Zinc Total  µg/L  2024‐04‐24  <3.0 

Zinc Total  µg/L  2024‐09‐12  <3.0 

Zinc Total  µg/L  2024‐11‐26  <3.0 
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Bromate  µg/L  2024‐01‐30  <10 

Bromate  µg/L  2024‐04‐23  <10 

Bromate  µg/L  2024‐09‐11  <10 

Bromate  µg/L  2024‐10‐11  <10 

Bromate  µg/L  2024‐12‐10  <10 

Bromide  µg/L  2024‐01‐30  <10 

Bromide  µg/L  2024‐04‐23  <10 

Bromide  µg/L  2024‐09‐11  <10 

Bromide  µg/L  2024‐10‐11  <10 

Bromide  µg/L  2024‐12‐10  <10 

Bromodichloromethane  ppb  2024‐01‐30  <1 

Bromodichloromethane  ppb  2024‐04‐23  <1 

Bromodichloromethane  ppb  2024‐09‐11  1 

Bromodichloromethane  ppb  2024‐10‐11  <1 

Bromodichloromethane  ppb  2024‐12‐10  <1 

Bromoform  ppb  2024‐01‐30  <1 

Bromoform  ppb  2024‐04‐23  <1 

Bromoform  ppb  2024‐09‐11  <1 

Bromoform  ppb  2024‐10‐11  <1 

Bromoform  ppb  2024‐12‐10  <1 

Chlorate  µg/L  2024‐01‐30  47 

Chlorate  µg/L  2024‐04‐23  28 

Chlorate  µg/L  2024‐09‐11  465 

Chlorate  µg/L  2024‐10‐11  487 

Chlorate  µg/L  2024‐12‐10  97 

Chloride  mg/L  2024‐01‐30  3.6 

Chloride  mg/L  2024‐04‐23  2.2 

Chloride  mg/L  2024‐09‐11  4.8 

Chloride  mg/L  2024‐12‐10  3.5 

Chlorodibromomethane  ppb  2024‐01‐30  <1 

Chlorodibromomethane  ppb  2024‐04‐23  <1 

Chlorodibromomethane  ppb  2024‐09‐11  <1 

Chlorodibromomethane  ppb  2024‐10‐11  <1 

Chlorodibromomethane  ppb  2024‐12‐10  <1 

Chloroform  ppb  2024‐01‐30  34 

Chloroform  ppb  2024‐04‐23  27 

Chloroform  ppb  2024‐09‐11  40 

Chloroform  ppb  2024‐10‐11  36 

Chloroform  ppb  2024‐12‐10  31 

Dibromoacetic Acid  µg/L  2024‐01‐30  <0.5 

Dibromoacetic Acid  µg/L  2024‐04‐23  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐11  <0.5 
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Dibromoacetic Acid  µg/L  2024‐10‐11  <0.5 

Dibromoacetic Acid  µg/L  2024‐12‐10  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐30  18 

Dichloroacetic Acid  µg/L  2024‐04‐23  15 

Dichloroacetic Acid  µg/L  2024‐09‐11  24 

Dichloroacetic Acid  µg/L  2024‐10‐11  23 

Dichloroacetic Acid  µg/L  2024‐12‐10  17 

E. coli  CFU/100mLs  2024‐01‐06  <1 

E. coli  CFU/100mLs  2024‐01‐09  <1 

E. coli  CFU/100mLs  2024‐01‐16  <1 

E. coli  CFU/100mLs  2024‐01‐23  <1 

E. coli  CFU/100mLs  2024‐01‐30  <1 

E. coli  CFU/100mLs  2024‐02‐09  <1 

E. coli  CFU/100mLs  2024‐02‐13  <1 

E. coli  CFU/100mLs  2024‐02‐21  <1 

E. coli  CFU/100mLs  2024‐02‐27  <1 

E. coli  CFU/100mLs  2024‐03‐06  <1 

E. coli  CFU/100mLs  2024‐03‐15  <1 

E. coli  CFU/100mLs  2024‐03‐19  <1 

E. coli  CFU/100mLs  2024‐03‐20  <1 

E. coli  CFU/100mLs  2024‐03‐26  <1 

E. coli  CFU/100mLs  2024‐04‐04  <1 

E. coli  CFU/100mLs  2024‐04‐09  <1 

E. coli  CFU/100mLs  2024‐04‐20  <1 

E. coli  CFU/100mLs  2024‐04‐23  <1 

E. coli  CFU/100mLs  2024‐04‐30  <1 

E. coli  CFU/100mLs  2024‐05‐09  <1 

E. coli  CFU/100mLs  2024‐05‐15  <1 

E. coli  CFU/100mLs  2024‐05‐22  <1 

E. coli  CFU/100mLs  2024‐05‐28  <1 

E. coli  CFU/100mLs  2024‐06‐04  <1 

E. coli  CFU/100mLs  2024‐06‐14  <1 

E. coli  CFU/100mLs  2024‐06‐21  <1 

E. coli  CFU/100mLs  2024‐06‐28  <1 

E. coli  CFU/100mLs  2024‐07‐09  <1 

E. coli  CFU/100mLs  2024‐07‐19  <1 

E. coli  CFU/100mLs  2024‐07‐25  <1 

E. coli  CFU/100mLs  2024‐07‐31  <1 

E. coli  CFU/100mLs  2024‐08‐09  <1 

E. coli  CFU/100mLs  2024‐08‐13  <1 

E. coli  CFU/100mLs  2024‐08‐20  <1 

E. coli  CFU/100mLs  2024‐08‐27  <1 
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E. coli  CFU/100mLs  2024‐09‐04  <1 

E. coli  CFU/100mLs  2024‐09‐11  <1 

E. coli  CFU/100mLs  2024‐09‐17  <1 

E. coli  CFU/100mLs  2024‐09‐27  <1 

E. coli  CFU/100mLs  2024‐10‐01  <1 

E. coli  CFU/100mLs  2024‐10‐11  <1 

E. coli  CFU/100mLs  2024‐10‐20  <1 

E. coli  CFU/100mLs  2024‐10‐29  <1 

E. coli  CFU/100mLs  2024‐11‐05  <1 

E. coli  CFU/100mLs  2024‐11‐14  <1 

E. coli  CFU/100mLs  2024‐11‐21  <1 

E. coli  CFU/100mLs  2024‐12‐10  <1 

E. coli  CFU/100mLs  2024‐12‐13  <1 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐30  43 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐23  35 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐11  54 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐11  55 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐12‐10  43 

Monobromoacetic Acid  µg/L  2024‐01‐30  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐23  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐11  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐11  <0.5 

Monobromoacetic Acid  µg/L  2024‐12‐10  <0.5 

Monochloroacetic Acid  µg/L  2024‐01‐30  <0.5 

Monochloroacetic Acid  µg/L  2024‐04‐23  <0.5 

Monochloroacetic Acid  µg/L  2024‐09‐11  1.4 

Monochloroacetic Acid  µg/L  2024‐10‐11  0.8 

Monochloroacetic Acid  µg/L  2024‐12‐10  1.0 

pH  pH units  2024‐01‐30  7.8 

pH  pH units  2024‐04‐23  7.8 

pH  pH units  2024‐09‐11  7.8 

pH  pH units  2024‐12‐10  7.7 

Sodium Total  µg/L  2024‐01‐30  11900 

Sodium Total  µg/L  2024‐04‐23  10900 

Sodium Total  µg/L  2024‐09‐11  11400 

Sodium Total  µg/L  2024‐12‐10  10300 

THM‐Total Trihalomethanes  ppb  2024‐01‐30  34 

THM‐Total Trihalomethanes  ppb  2024‐04‐23  28 

THM‐Total Trihalomethanes  ppb  2024‐09‐11  42 

THM‐Total Trihalomethanes  ppb  2024‐10‐11  37 

THM‐Total Trihalomethanes  ppb  2024‐12‐10  32 

Total Coliform  CFU/100mLs  2024‐01‐06  <1 
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Total Coliform  CFU/100mLs  2024‐01‐09  <1 

Total Coliform  CFU/100mLs  2024‐01‐16  <1 

Total Coliform  CFU/100mLs  2024‐01‐23  <1 

Total Coliform  CFU/100mLs  2024‐01‐30  <1 

Total Coliform  CFU/100mLs  2024‐02‐09  <1 

Total Coliform  CFU/100mLs  2024‐02‐13  <1 

Total Coliform  CFU/100mLs  2024‐02‐21  <1 

Total Coliform  CFU/100mLs  2024‐02‐27  <1 

Total Coliform  CFU/100mLs  2024‐03‐06  <1 

Total Coliform  CFU/100mLs  2024‐03‐15  <1 

Total Coliform  CFU/100mLs  2024‐03‐19  <1 

Total Coliform  CFU/100mLs  2024‐03‐20  <1 

Total Coliform  CFU/100mLs  2024‐03‐26  <1 

Total Coliform  CFU/100mLs  2024‐04‐04  <1 

Total Coliform  CFU/100mLs  2024‐04‐09  <1 

Total Coliform  CFU/100mLs  2024‐04‐20  <1 

Total Coliform  CFU/100mLs  2024‐04‐23  <1 

Total Coliform  CFU/100mLs  2024‐04‐30  <1 

Total Coliform  CFU/100mLs  2024‐05‐09  <1 

Total Coliform  CFU/100mLs  2024‐05‐15  <1 

Total Coliform  CFU/100mLs  2024‐05‐22  <1 

Total Coliform  CFU/100mLs  2024‐05‐28  <1 

Total Coliform  CFU/100mLs  2024‐06‐04  <1 

Total Coliform  CFU/100mLs  2024‐06‐14  <1 

Total Coliform  CFU/100mLs  2024‐06‐21  <1 

Total Coliform  CFU/100mLs  2024‐06‐28  <1 

Total Coliform  CFU/100mLs  2024‐07‐09  <1 

Total Coliform  CFU/100mLs  2024‐07‐19  <1 

Total Coliform  CFU/100mLs  2024‐07‐25  <1 

Total Coliform  CFU/100mLs  2024‐07‐31  <1 

Total Coliform  CFU/100mLs  2024‐08‐09  <1 

Total Coliform  CFU/100mLs  2024‐08‐13  <1 

Total Coliform  CFU/100mLs  2024‐08‐20  <1 

Total Coliform  CFU/100mLs  2024‐08‐27  <1 

Total Coliform  CFU/100mLs  2024‐09‐04  <1 

Total Coliform  CFU/100mLs  2024‐09‐11  <1 

Total Coliform  CFU/100mLs  2024‐09‐17  <1 

Total Coliform  CFU/100mLs  2024‐09‐27  <1 

Total Coliform  CFU/100mLs  2024‐10‐01  <1 

Total Coliform  CFU/100mLs  2024‐10‐11  <1 

Total Coliform  CFU/100mLs  2024‐10‐20  <1 

Total Coliform  CFU/100mLs  2024‐10‐29  <1 
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Total Coliform  CFU/100mLs  2024‐11‐05  <1 

Total Coliform  CFU/100mLs  2024‐11‐14  <1 

Total Coliform  CFU/100mLs  2024‐11‐21  <1 

Total Coliform  CFU/100mLs  2024‐12‐10  <1 

Total Coliform  CFU/100mLs  2024‐12‐13  <1 

Trichloroacetic Acid  µg/L  2024‐01‐30  25 

Trichloroacetic Acid  µg/L  2024‐04‐23  20 

Trichloroacetic Acid  µg/L  2024‐09‐11  29 

Trichloroacetic Acid  µg/L  2024‐10‐11  30 

Trichloroacetic Acid  µg/L  2024‐12‐10  25 

Turbidity  NTU  2024‐01‐06  0.44 

Turbidity  NTU  2024‐01‐09  0.86 

Turbidity  NTU  2024‐01‐16  0.78 

Turbidity  NTU  2024‐01‐23  0.42 

Turbidity  NTU  2024‐01‐30  0.99 

Turbidity  NTU  2024‐02‐09  0.64 

Turbidity  NTU  2024‐02‐13  0.53 

Turbidity  NTU  2024‐02‐21  0.43 

Turbidity  NTU  2024‐02‐27  0.59 

Turbidity  NTU  2024‐03‐06  0.45 

Turbidity  NTU  2024‐03‐15  0.54 

Turbidity  NTU  2024‐03‐19  0.49 

Turbidity  NTU  2024‐03‐20  0.48 

Turbidity  NTU  2024‐03‐26  0.34 

Turbidity  NTU  2024‐04‐04  0.32 

Turbidity  NTU  2024‐04‐09  0.38 

Turbidity  NTU  2024‐04‐20  0.36 

Turbidity  NTU  2024‐04‐23  0.55 

Turbidity  NTU  2024‐04‐30  0.27 

Turbidity  NTU  2024‐05‐09  0.32 

Turbidity  NTU  2024‐05‐15  0.36 

Turbidity  NTU  2024‐05‐22  0.34 

Turbidity  NTU  2024‐05‐28  0.38 

Turbidity  NTU  2024‐06‐04  0.30 

Turbidity  NTU  2024‐06‐14  0.34 

Turbidity  NTU  2024‐06‐21  0.32 

Turbidity  NTU  2024‐06‐28  0.24 

Turbidity  NTU  2024‐07‐09  0.23 

Turbidity  NTU  2024‐07‐19  0.22 

Turbidity  NTU  2024‐07‐25  0.21 

Turbidity  NTU  2024‐07‐31  0.17 

Turbidity  NTU  2024‐08‐09  0.20 
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Turbidity  NTU  2024‐08‐13  0.21 

Turbidity  NTU  2024‐08‐20  0.24 

Turbidity  NTU  2024‐08‐27  0.21 

Turbidity  NTU  2024‐09‐04  0.26 

Turbidity  NTU  2024‐09‐11  0.36 

Turbidity  NTU  2024‐09‐17  0.20 

Turbidity  NTU  2024‐09‐27  0.24 

Turbidity  NTU  2024‐10‐01  0.20 

Turbidity  NTU  2024‐10‐11  0.26 

Turbidity  NTU  2024‐10‐20  0.40 

Turbidity  NTU  2024‐10‐29  1.9 

Turbidity  NTU  2024‐11‐05  1.4 

Turbidity  NTU  2024‐11‐14  1.3 

Turbidity  NTU  2024‐11‐21  0.65 

Turbidity  NTU  2024‐12‐10  0.59 

Turbidity  NTU  2024‐12‐13  0.42 
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Alkalinity as CaCO3  mg/L  2024‐02‐01  20 

Alkalinity as CaCO3  mg/L  2024‐04‐25  20 

Alkalinity as CaCO3  mg/L  2024‐09‐10  21 

Alkalinity as CaCO3  mg/L  2024‐11‐29  20 

Aluminum Total  µg/L  2024‐02‐01  58 

Aluminum Total  µg/L  2024‐04‐25  23 

Aluminum Total  µg/L  2024‐09‐10  24 

Aluminum Total  µg/L  2024‐11‐29  36 

Antimony Total  µg/L  2024‐02‐01  <0.5 

Antimony Total  µg/L  2024‐04‐25  <0.5 

Antimony Total  µg/L  2024‐09‐10  <0.5 

Antimony Total  µg/L  2024‐11‐29  <0.5 

Arsenic Total  µg/L  2024‐02‐01  <0.5 

Arsenic Total  µg/L  2024‐04‐25  <0.5 

Arsenic Total  µg/L  2024‐09‐10  <0.5 

Arsenic Total  µg/L  2024‐11‐29  <0.5 

Barium Total  µg/L  2024‐02‐01  2.0 

Barium Total  µg/L  2024‐04‐25  2.5 

Barium Total  µg/L  2024‐09‐10  3.2 

Barium Total  µg/L  2024‐11‐29  2.9 

Boron Total  µg/L  2024‐02‐01  <10 

Boron Total  µg/L  2024‐04‐25  <10 

Boron Total  µg/L  2024‐09‐10  <10 

Boron Total  µg/L  2024‐11‐29  <10 

Bromate  µg/L  2024‐02‐01  <10 

Bromate  µg/L  2024‐04‐25  <10 

Bromate  µg/L  2024‐09‐10  <10 

Bromate  µg/L  2024‐10‐16  <10 

Bromate  µg/L  2024‐11‐29  <10 

Bromide  µg/L  2024‐02‐01  <10 

Bromide  µg/L  2024‐04‐25  <10 

Bromide  µg/L  2024‐09‐10  <10 

Bromide  µg/L  2024‐10‐16  <10 

Bromide  µg/L  2024‐11‐29  <10 

Bromodichloromethane  ppb  2024‐02‐01  <1 

Bromodichloromethane  ppb  2024‐04‐25  <1 

Bromodichloromethane  ppb  2024‐09‐10  <1 

Bromodichloromethane  ppb  2024‐10‐16  1 

Bromodichloromethane  ppb  2024‐11‐29  <1 

Bromoform  ppb  2024‐02‐01  <1 

Bromoform  ppb  2024‐04‐25  <1 

Bromoform  ppb  2024‐09‐10  <1 
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Bromoform  ppb  2024‐10‐16  <1 

Bromoform  ppb  2024‐11‐29  <1 

Cadmium Total  µg/L  2024‐02‐01  <0.2 

Cadmium Total  µg/L  2024‐04‐25  <0.2 

Cadmium Total  µg/L  2024‐09‐10  <0.2 

Cadmium Total  µg/L  2024‐11‐29  <0.2 

Calcium Total  µg/L  2024‐02‐01  8140 

Calcium Total  µg/L  2024‐04‐25  7810 

Calcium Total  µg/L  2024‐09‐10  7890 

Calcium Total  µg/L  2024‐11‐29  7990 

Chlorate  µg/L  2024‐02‐01  14 

Chlorate  µg/L  2024‐04‐25  22 

Chlorate  µg/L  2024‐09‐10  244 

Chlorate  µg/L  2024‐10‐16  261 

Chlorate  µg/L  2024‐11‐29  16 

Chloride  mg/L  2024‐02‐01  2.8 

Chloride  mg/L  2024‐04‐25  2.3 

Chloride  mg/L  2024‐09‐10  3.2 

Chloride  mg/L  2024‐11‐29  2.9 

Chlorodibromomethane  ppb  2024‐02‐01  <1 

Chlorodibromomethane  ppb  2024‐04‐25  <1 

Chlorodibromomethane  ppb  2024‐09‐10  <1 

Chlorodibromomethane  ppb  2024‐10‐16  <1 

Chlorodibromomethane  ppb  2024‐11‐29  <1 

Chloroform  ppb  2024‐02‐01  22 

Chloroform  ppb  2024‐04‐25  23 

Chloroform  ppb  2024‐09‐10  24 

Chloroform  ppb  2024‐10‐16  26 

Chloroform  ppb  2024‐11‐29  26 

Chromium Total  µg/L  2024‐02‐01  <0.05 

Chromium Total  µg/L  2024‐04‐25  <0.05 

Chromium Total  µg/L  2024‐09‐10  <0.05 

Chromium Total  µg/L  2024‐11‐29  <0.05 

Cobalt Total  µg/L  2024‐02‐01  <0.5 

Cobalt Total  µg/L  2024‐04‐25  <0.5 

Cobalt Total  µg/L  2024‐09‐10  <0.5 

Cobalt Total  µg/L  2024‐11‐29  <0.5 

Copper Total  µg/L  2024‐02‐01  7.8 

Copper Total  µg/L  2024‐04‐25  9.9 

Copper Total  µg/L  2024‐09‐10  14.1 

Copper Total  µg/L  2024‐11‐29  7.9 

Dibromoacetic Acid  µg/L  2024‐02‐01  <0.5 
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Dibromoacetic Acid  µg/L  2024‐04‐25  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐10  <0.5 

Dibromoacetic Acid  µg/L  2024‐10‐16  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐29  <0.5 

Dichloroacetic Acid  µg/L  2024‐02‐01  10 

Dichloroacetic Acid  µg/L  2024‐04‐25  10 

Dichloroacetic Acid  µg/L  2024‐09‐10  8.8 

Dichloroacetic Acid  µg/L  2024‐10‐16  11 

Dichloroacetic Acid  µg/L  2024‐11‐29  9.7 

E. coli  CFU/100mLs  2024‐01‐03  <1 

E. coli  CFU/100mLs  2024‐01‐11  <1 

E. coli  CFU/100mLs  2024‐01‐15  <1 

E. coli  CFU/100mLs  2024‐01‐25  <1 

E. coli  CFU/100mLs  2024‐02‐01  <1 

E. coli  CFU/100mLs  2024‐02‐09  <1 

E. coli  CFU/100mLs  2024‐02‐12  <1 

E. coli  CFU/100mLs  2024‐02‐15  <1 

E. coli  CFU/100mLs  2024‐02‐23  <1 

E. coli  CFU/100mLs  2024‐02‐27  <1 

E. coli  CFU/100mLs  2024‐03‐08  <1 

E. coli  CFU/100mLs  2024‐03‐14  <1 

E. coli  CFU/100mLs  2024‐03‐18  <1 

E. coli  CFU/100mLs  2024‐03‐28  <1 

E. coli  CFU/100mLs  2024‐04‐07  <1 

E. coli  CFU/100mLs  2024‐04‐10  <1 

E. coli  CFU/100mLs  2024‐04‐17  <1 

E. coli  CFU/100mLs  2024‐04‐25  <1 

E. coli  CFU/100mLs  2024‐05‐01  <1 

E. coli  CFU/100mLs  2024‐05‐08  <1 

E. coli  CFU/100mLs  2024‐05‐13  <1 

E. coli  CFU/100mLs  2024‐05‐23  <1 

E. coli  CFU/100mLs  2024‐05‐27  <1 

E. coli  CFU/100mLs  2024‐06‐04  <1 

E. coli  CFU/100mLs  2024‐06‐11  <1 

E. coli  CFU/100mLs  2024‐06‐17  <1 

E. coli  CFU/100mLs  2024‐06‐26  <1 

E. coli  CFU/100mLs  2024‐07‐04  <1 

E. coli  CFU/100mLs  2024‐07‐11  <1 

E. coli  CFU/100mLs  2024‐07‐18  <1 

E. coli  CFU/100mLs  2024‐07‐25  <1 

E. coli  CFU/100mLs  2024‐08‐03  <1 

E. coli  CFU/100mLs  2024‐08‐06  <1 
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E. coli  CFU/100mLs  2024‐08‐14  <1 

E. coli  CFU/100mLs  2024‐08‐19  <1 

E. coli  CFU/100mLs  2024‐08‐29  <1 

E. coli  CFU/100mLs  2024‐09‐03  <1 

E. coli  CFU/100mLs  2024‐09‐10  <1 

E. coli  CFU/100mLs  2024‐09‐18  <1 

E. coli  CFU/100mLs  2024‐09‐24  <1 

E. coli  CFU/100mLs  2024‐10‐03  <1 

E. coli  CFU/100mLs  2024‐10‐09  <1 

E. coli  CFU/100mLs  2024‐10‐16  <1 

E. coli  CFU/100mLs  2024‐10‐25  <1 

E. coli  CFU/100mLs  2024‐11‐01  <1 

E. coli  CFU/100mLs  2024‐11‐06  <1 

E. coli  CFU/100mLs  2024‐11‐29  <1 

E. coli  CFU/100mLs  2024‐12‐03  <1 

E. coli  CFU/100mLs  2024‐12‐11  <1 

E. coli  CFU/100mLs  2024‐12‐18  <1 

E. coli  CFU/100mLs  2024‐12‐29  <1 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐02‐01  16 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐25  16 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐10  12 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐16  20 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐29  16 

Iron Total  µg/L  2024‐02‐01  9 

Iron Total  µg/L  2024‐04‐25  <5 

Iron Total  µg/L  2024‐09‐10  6 

Iron Total  µg/L  2024‐11‐29  8 

Lead Total  µg/L  2024‐02‐01  <0.5 

Lead Total  µg/L  2024‐04‐25  <0.5 

Lead Total  µg/L  2024‐09‐10  <0.5 

Lead Total  µg/L  2024‐11‐29  <0.5 

Magnesium Total  µg/L  2024‐02‐01  195 

Magnesium Total  µg/L  2024‐04‐25  208 

Magnesium Total  µg/L  2024‐09‐10  218 

Magnesium Total  µg/L  2024‐11‐29  203 

Manganese Total  µg/L  2024‐02‐01  2.8 

Manganese Total  µg/L  2024‐04‐25  3.4 

Manganese Total  µg/L  2024‐09‐10  10.6 

Manganese Total  µg/L  2024‐11‐29  3.7 

Mercury Total  µg/L  2024‐02‐01  <0.05 

Mercury Total  µg/L  2024‐04‐25  <0.05 

Mercury Total  µg/L  2024‐09‐10  <0.05 
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Mercury Total  µg/L  2024‐11‐29  <0.05 

Molybdenum Total  µg/L  2024‐02‐01  <0.5 

Molybdenum Total  µg/L  2024‐04‐25  <0.5 

Molybdenum Total  µg/L  2024‐09‐10  <0.5 

Molybdenum Total  µg/L  2024‐11‐29  <0.5 

Monobromoacetic Acid  µg/L  2024‐02‐01  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐25  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐10  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐16  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐29  <0.5 

Monochloroacetic Acid  µg/L  2024‐02‐01  0.7 

Monochloroacetic Acid  µg/L  2024‐04‐25  0.7 

Monochloroacetic Acid  µg/L  2024‐09‐10  <0.5 

Monochloroacetic Acid  µg/L  2024‐10‐16  <0.5 

Monochloroacetic Acid  µg/L  2024‐11‐29  <0.5 

Nickel Total  µg/L  2024‐02‐01  <0.5 

Nickel Total  µg/L  2024‐04‐25  <0.5 

Nickel Total  µg/L  2024‐09‐10  <0.5 

Nickel Total  µg/L  2024‐11‐29  <0.5 

pH  pH units  2024‐02‐01  7.9 

pH  pH units  2024‐04‐25  7.9 

pH  pH units  2024‐09‐10  7.9 

pH  pH units  2024‐11‐29  7.8 

Potassium Total  µg/L  2024‐02‐01  129 

Potassium Total  µg/L  2024‐04‐25  160 

Potassium Total  µg/L  2024‐09‐10  202 

Potassium Total  µg/L  2024‐11‐29  163 

Selenium Total  µg/L  2024‐02‐01  <0.5 

Selenium Total  µg/L  2024‐04‐25  <0.5 

Selenium Total  µg/L  2024‐09‐10  <0.5 

Selenium Total  µg/L  2024‐11‐29  <0.5 

Silver Total  µg/L  2024‐02‐01  <0.5 

Silver Total  µg/L  2024‐04‐25  <0.5 

Silver Total  µg/L  2024‐09‐10  <0.5 

Silver Total  µg/L  2024‐11‐29  <0.5 

Sodium Total  µg/L  2024‐02‐01  1500 

Sodium Total  µg/L  2024‐04‐25  1610 

Sodium Total  µg/L  2024‐09‐10  2070 

Sodium Total  µg/L  2024‐11‐29  1540 

THM‐Total Trihalomethanes  ppb  2024‐02‐01  23 

THM‐Total Trihalomethanes  ppb  2024‐04‐25  23 

THM‐Total Trihalomethanes  ppb  2024‐09‐10  25 
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THM‐Total Trihalomethanes  ppb  2024‐10‐16  28 

THM‐Total Trihalomethanes  ppb  2024‐11‐29  26 

Total Coliform  CFU/100mLs  2024‐01‐03  <1 

Total Coliform  CFU/100mLs  2024‐01‐11  <1 

Total Coliform  CFU/100mLs  2024‐01‐15  <1 

Total Coliform  CFU/100mLs  2024‐01‐25  <1 

Total Coliform  CFU/100mLs  2024‐02‐01  <1 

Total Coliform  CFU/100mLs  2024‐02‐09  <1 

Total Coliform  CFU/100mLs  2024‐02‐12  <1 

Total Coliform  CFU/100mLs  2024‐02‐15  <1 

Total Coliform  CFU/100mLs  2024‐02‐23  <1 

Total Coliform  CFU/100mLs  2024‐02‐27  <1 

Total Coliform  CFU/100mLs  2024‐03‐08  <1 

Total Coliform  CFU/100mLs  2024‐03‐14  <1 

Total Coliform  CFU/100mLs  2024‐03‐18  <1 

Total Coliform  CFU/100mLs  2024‐03‐28  <1 

Total Coliform  CFU/100mLs  2024‐04‐07  <1 

Total Coliform  CFU/100mLs  2024‐04‐10  <1 

Total Coliform  CFU/100mLs  2024‐04‐17  <1 

Total Coliform  CFU/100mLs  2024‐04‐25  <1 

Total Coliform  CFU/100mLs  2024‐05‐01  <1 

Total Coliform  CFU/100mLs  2024‐05‐08  <1 

Total Coliform  CFU/100mLs  2024‐05‐13  <1 

Total Coliform  CFU/100mLs  2024‐05‐23  <1 

Total Coliform  CFU/100mLs  2024‐05‐27  <1 

Total Coliform  CFU/100mLs  2024‐06‐04  <1 

Total Coliform  CFU/100mLs  2024‐06‐11  <1 

Total Coliform  CFU/100mLs  2024‐06‐17  <1 

Total Coliform  CFU/100mLs  2024‐06‐26  <1 

Total Coliform  CFU/100mLs  2024‐07‐04  <1 

Total Coliform  CFU/100mLs  2024‐07‐11  <1 

Total Coliform  CFU/100mLs  2024‐07‐18  <1 

Total Coliform  CFU/100mLs  2024‐07‐25  <1 

Total Coliform  CFU/100mLs  2024‐08‐03  <1 

Total Coliform  CFU/100mLs  2024‐08‐06  <1 

Total Coliform  CFU/100mLs  2024‐08‐14  <1 

Total Coliform  CFU/100mLs  2024‐08‐19  <1 

Total Coliform  CFU/100mLs  2024‐08‐29  <1 

Total Coliform  CFU/100mLs  2024‐09‐03  <1 

Total Coliform  CFU/100mLs  2024‐09‐10  <1 

Total Coliform  CFU/100mLs  2024‐09‐18  <1 

Total Coliform  CFU/100mLs  2024‐09‐24  <1 
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Total Coliform  CFU/100mLs  2024‐10‐03  <1 

Total Coliform  CFU/100mLs  2024‐10‐09  <1 

Total Coliform  CFU/100mLs  2024‐10‐16  <1 

Total Coliform  CFU/100mLs  2024‐10‐25  <1 

Total Coliform  CFU/100mLs  2024‐11‐01  <1 

Total Coliform  CFU/100mLs  2024‐11‐06  <1 

Total Coliform  CFU/100mLs  2024‐11‐29  <1 

Total Coliform  CFU/100mLs  2024‐12‐03  <1 

Total Coliform  CFU/100mLs  2024‐12‐11  <1 

Total Coliform  CFU/100mLs  2024‐12‐18  <1 

Total Coliform  CFU/100mLs  2024‐12‐29  <1 

Trichloroacetic Acid  µg/L  2024‐02‐01  5.5 

Trichloroacetic Acid  µg/L  2024‐04‐25  5.0 

Trichloroacetic Acid  µg/L  2024‐09‐10  3.7 

Trichloroacetic Acid  µg/L  2024‐10‐16  8.5 

Trichloroacetic Acid  µg/L  2024‐11‐29  6.2 

Turbidity  NTU  2024‐01‐03  0.15 

Turbidity  NTU  2024‐01‐11  0.23 

Turbidity  NTU  2024‐01‐15  0.25 

Turbidity  NTU  2024‐01‐25  0.18 

Turbidity  NTU  2024‐02‐01  0.26 

Turbidity  NTU  2024‐02‐09  0.22 

Turbidity  NTU  2024‐02‐12  0.21 

Turbidity  NTU  2024‐02‐15  0.17 

Turbidity  NTU  2024‐02‐23  0.46 

Turbidity  NTU  2024‐02‐27  0.59 

Turbidity  NTU  2024‐03‐08  0.41 

Turbidity  NTU  2024‐03‐14  0.18 

Turbidity  NTU  2024‐03‐18  0.18 

Turbidity  NTU  2024‐03‐28  0.21 

Turbidity  NTU  2024‐04‐07  0.14 

Turbidity  NTU  2024‐04‐10  0.28 

Turbidity  NTU  2024‐04‐17  0.14 

Turbidity  NTU  2024‐04‐25  0.12 

Turbidity  NTU  2024‐05‐01  0.17 

Turbidity  NTU  2024‐05‐08  0.19 

Turbidity  NTU  2024‐05‐13  0.13 

Turbidity  NTU  2024‐05‐23  0.13 

Turbidity  NTU  2024‐05‐27  0.11 

Turbidity  NTU  2024‐06‐04  0.13 

Turbidity  NTU  2024‐06‐11  0.28 

Turbidity  NTU  2024‐06‐17  0.30 
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Turbidity  NTU  2024‐06‐26  0.36 

Turbidity  NTU  2024‐07‐04  0.25 

Turbidity  NTU  2024‐07‐11  0.20 

Turbidity  NTU  2024‐07‐18  0.21 

Turbidity  NTU  2024‐07‐25  0.18 

Turbidity  NTU  2024‐08‐03  0.23 

Turbidity  NTU  2024‐08‐06  0.14 

Turbidity  NTU  2024‐08‐14  0.19 

Turbidity  NTU  2024‐08‐19  0.12 

Turbidity  NTU  2024‐08‐29  0.14 

Turbidity  NTU  2024‐09‐03  0.12 

Turbidity  NTU  2024‐09‐10  0.12 

Turbidity  NTU  2024‐09‐18  0.12 

Turbidity  NTU  2024‐09‐24  0.16 

Turbidity  NTU  2024‐10‐03  0.13 

Turbidity  NTU  2024‐10‐09  0.17 

Turbidity  NTU  2024‐10‐16  1.5 

Turbidity  NTU  2024‐10‐25  0.18 

Turbidity  NTU  2024‐11‐01  0.19 

Turbidity  NTU  2024‐11‐06  0.23 

Turbidity  NTU  2024‐11‐29  0.15 

Turbidity  NTU  2024‐12‐03  0.46 

Turbidity  NTU  2024‐12‐11  0.16 

Turbidity  NTU  2024‐12‐18  0.16 

Turbidity  NTU  2024‐12‐29  0.13 

Zinc Total  µg/L  2024‐02‐01  <3.0 

Zinc Total  µg/L  2024‐04‐25  <3.0 

Zinc Total  µg/L  2024‐09‐10  <3.0 

Zinc Total  µg/L  2024‐11‐29  3.7 
 

   



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 359 

Queensborough ‐ Annacis Main No. 4  GV‐053 

Parameter Units Date Sampled Result 

Alkalinity as CaCO3  mg/L  2024‐01‐30  20 

Alkalinity as CaCO3  mg/L  2024‐04‐24  21 

Alkalinity as CaCO3  mg/L  2024‐09‐13  21 

Alkalinity as CaCO3  mg/L  2024‐11‐26  20 

Aluminum Total  µg/L  2024‐01‐30  109 

Aluminum Total  µg/L  2024‐04‐24  76 

Aluminum Total  µg/L  2024‐09‐13  70 

Aluminum Total  µg/L  2024‐11‐26  104 

Antimony Total  µg/L  2024‐01‐30  <0.5 

Antimony Total  µg/L  2024‐04‐24  <0.5 

Antimony Total  µg/L  2024‐09‐13  <0.5 

Antimony Total  µg/L  2024‐11‐26  <0.5 

Arsenic Total  µg/L  2024‐01‐30  <0.5 

Arsenic Total  µg/L  2024‐04‐24  <0.5 

Arsenic Total  µg/L  2024‐09‐13  <0.5 

Arsenic Total  µg/L  2024‐11‐26  <0.5 

Barium Total  µg/L  2024‐01‐30  2.2 

Barium Total  µg/L  2024‐04‐24  2.0 

Barium Total  µg/L  2024‐09‐13  2.6 

Barium Total  µg/L  2024‐11‐26  2.3 

Boron Total  µg/L  2024‐01‐30  <10 

Boron Total  µg/L  2024‐04‐24  <10 

Boron Total  µg/L  2024‐09‐13  <10 

Boron Total  µg/L  2024‐11‐26  <10 

Cadmium Total  µg/L  2024‐01‐30  <0.2 

Cadmium Total  µg/L  2024‐04‐24  <0.2 

Cadmium Total  µg/L  2024‐09‐13  <0.2 

Cadmium Total  µg/L  2024‐11‐26  <0.2 

Calcium Total  µg/L  2024‐01‐30  809 

Calcium Total  µg/L  2024‐04‐24  831 

Calcium Total  µg/L  2024‐09‐13  860 

Calcium Total  µg/L  2024‐11‐26  830 

Chromium Total  µg/L  2024‐01‐30  <0.05 

Chromium Total  µg/L  2024‐04‐24  <0.05 

Chromium Total  µg/L  2024‐09‐13  <0.05 

Chromium Total  µg/L  2024‐11‐26  <0.05 

Cobalt Total  µg/L  2024‐01‐30  <0.5 

Cobalt Total  µg/L  2024‐04‐24  <0.5 

Cobalt Total  µg/L  2024‐09‐13  <0.5 

Cobalt Total  µg/L  2024‐11‐26  <0.5 

Copper Total  µg/L  2024‐01‐30  4.9 

Copper Total  µg/L  2024‐04‐24  4.7 
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Copper Total  µg/L  2024‐09‐13  10.0 

Copper Total  µg/L  2024‐11‐26  6.0 

E. coli  CFU/100mLs  2024‐01‐08  <1 

E. coli  CFU/100mLs  2024‐01‐11  <1 

E. coli  CFU/100mLs  2024‐01‐15  <1 

E. coli  CFU/100mLs  2024‐01‐23  <1 

E. coli  CFU/100mLs  2024‐01‐30  <1 

E. coli  CFU/100mLs  2024‐02‐07  <1 

E. coli  CFU/100mLs  2024‐02‐13  <1 

E. coli  CFU/100mLs  2024‐02‐22  <1 

E. coli  CFU/100mLs  2024‐02‐27  <1 

E. coli  CFU/100mLs  2024‐03‐04  <1 

E. coli  CFU/100mLs  2024‐03‐05  <1 

E. coli  CFU/100mLs  2024‐03‐12  <1 

E. coli  CFU/100mLs  2024‐03‐19  <1 

E. coli  CFU/100mLs  2024‐03‐26  <1 

E. coli  CFU/100mLs  2024‐04‐02  <1 

E. coli  CFU/100mLs  2024‐04‐11  <1 

E. coli  CFU/100mLs  2024‐04‐18  <1 

E. coli  CFU/100mLs  2024‐04‐24  <1 

E. coli  CFU/100mLs  2024‐05‐02  <1 

E. coli  CFU/100mLs  2024‐05‐06  <1 

E. coli  CFU/100mLs  2024‐05‐15  <1 

E. coli  CFU/100mLs  2024‐05‐24  <1 

E. coli  CFU/100mLs  2024‐05‐27  <1 

E. coli  CFU/100mLs  2024‐06‐04  <1 

E. coli  CFU/100mLs  2024‐06‐11  <1 

E. coli  CFU/100mLs  2024‐06‐19  <1 

E. coli  CFU/100mLs  2024‐06‐25  <1 

E. coli  CFU/100mLs  2024‐07‐09  <1 

E. coli  CFU/100mLs  2024‐07‐17  <1 

E. coli  CFU/100mLs  2024‐07‐24  <1 

E. coli  CFU/100mLs  2024‐08‐01  <1 

E. coli  CFU/100mLs  2024‐08‐07  <1 

E. coli  CFU/100mLs  2024‐08‐14  <1 

E. coli  CFU/100mLs  2024‐08‐22  <1 

E. coli  CFU/100mLs  2024‐08‐27  <1 

E. coli  CFU/100mLs  2024‐08‐29  <1 

E. coli  CFU/100mLs  2024‐09‐03  <1 

E. coli  CFU/100mLs  2024‐09‐12  <1 

E. coli  CFU/100mLs  2024‐09‐13  <1 

E. coli  CFU/100mLs  2024‐09‐19  <1 
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E. coli  CFU/100mLs  2024‐09‐25  <1 

E. coli  CFU/100mLs  2024‐10‐02  <1 

E. coli  CFU/100mLs  2024‐10‐10  <1 

E. coli  CFU/100mLs  2024‐10‐16  <1 

E. coli  CFU/100mLs  2024‐10‐23  <1 

E. coli  CFU/100mLs  2024‐10‐29  <1 

E. coli  CFU/100mLs  2024‐11‐05  <1 

E. coli  CFU/100mLs  2024‐11‐22  <1 

E. coli  CFU/100mLs  2024‐11‐26  <1 

E. coli  CFU/100mLs  2024‐12‐04  <1 

E. coli  CFU/100mLs  2024‐12‐11  <1 

E. coli  CFU/100mLs  2024‐12‐18  <1 

Iron Total  µg/L  2024‐01‐30  41 

Iron Total  µg/L  2024‐04‐24  31 

Iron Total  µg/L  2024‐09‐13  52 

Iron Total  µg/L  2024‐11‐26  49 

Lead Total  µg/L  2024‐01‐30  <0.5 

Lead Total  µg/L  2024‐04‐24  <0.5 

Lead Total  µg/L  2024‐09‐13  <0.5 

Lead Total  µg/L  2024‐11‐26  <0.5 

Magnesium Total  µg/L  2024‐01‐30  100 

Magnesium Total  µg/L  2024‐04‐24  90 

Magnesium Total  µg/L  2024‐09‐13  88 

Magnesium Total  µg/L  2024‐11‐26  91 

Manganese Total  µg/L  2024‐01‐30  1.7 

Manganese Total  µg/L  2024‐04‐24  1.5 

Manganese Total  µg/L  2024‐09‐13  7.9 

Manganese Total  µg/L  2024‐11‐26  2.7 

Mercury Total  µg/L  2024‐01‐30  <0.05 

Mercury Total  µg/L  2024‐04‐24  <0.05 

Mercury Total  µg/L  2024‐09‐13  <0.05 

Mercury Total  µg/L  2024‐11‐26  <0.05 

Molybdenum Total  µg/L  2024‐01‐30  <0.5 

Molybdenum Total  µg/L  2024‐04‐24  <0.5 

Molybdenum Total  µg/L  2024‐09‐13  <0.5 

Molybdenum Total  µg/L  2024‐11‐26  <0.5 

Nickel Total  µg/L  2024‐01‐30  <0.5 

Nickel Total  µg/L  2024‐04‐24  <0.5 

Nickel Total  µg/L  2024‐09‐13  <0.5 

Nickel Total  µg/L  2024‐11‐26  <0.5 

pH  pH units  2024‐01‐30  7.7 

pH  pH units  2024‐04‐24  7.9 
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pH  pH units  2024‐09‐13  7.8 

pH  pH units  2024‐11‐26  7.9 

Potassium Total  µg/L  2024‐01‐30  120 

Potassium Total  µg/L  2024‐04‐24  117 

Potassium Total  µg/L  2024‐09‐13  122 

Potassium Total  µg/L  2024‐11‐26  117 

Selenium Total  µg/L  2024‐01‐30  <0.5 

Selenium Total  µg/L  2024‐04‐24  <0.5 

Selenium Total  µg/L  2024‐09‐13  <0.5 

Selenium Total  µg/L  2024‐11‐26  <0.5 

Silver Total  µg/L  2024‐01‐30  <0.5 

Silver Total  µg/L  2024‐04‐24  <0.5 

Silver Total  µg/L  2024‐09‐13  <0.5 

Silver Total  µg/L  2024‐11‐26  <0.5 

Sodium Total  µg/L  2024‐01‐30  11100 

Sodium Total  µg/L  2024‐04‐24  11000 

Sodium Total  µg/L  2024‐09‐13  11200 

Sodium Total  µg/L  2024‐11‐26  9770 

Total Coliform  CFU/100mLs  2024‐01‐08  <1 

Total Coliform  CFU/100mLs  2024‐01‐11  <1 

Total Coliform  CFU/100mLs  2024‐01‐15  <1 

Total Coliform  CFU/100mLs  2024‐01‐23  <1 

Total Coliform  CFU/100mLs  2024‐01‐30  <1 

Total Coliform  CFU/100mLs  2024‐02‐07  <1 

Total Coliform  CFU/100mLs  2024‐02‐13  <1 

Total Coliform  CFU/100mLs  2024‐02‐22  <1 

Total Coliform  CFU/100mLs  2024‐02‐27  <1 

Total Coliform  CFU/100mLs  2024‐03‐04  <1 

Total Coliform  CFU/100mLs  2024‐03‐05  <1 

Total Coliform  CFU/100mLs  2024‐03‐12  <1 

Total Coliform  CFU/100mLs  2024‐03‐19  <1 

Total Coliform  CFU/100mLs  2024‐03‐26  <1 

Total Coliform  CFU/100mLs  2024‐04‐02  <1 

Total Coliform  CFU/100mLs  2024‐04‐11  <1 

Total Coliform  CFU/100mLs  2024‐04‐18  <1 

Total Coliform  CFU/100mLs  2024‐04‐24  <1 

Total Coliform  CFU/100mLs  2024‐05‐02  <1 

Total Coliform  CFU/100mLs  2024‐05‐06  <1 

Total Coliform  CFU/100mLs  2024‐05‐15  <1 

Total Coliform  CFU/100mLs  2024‐05‐24  <1 

Total Coliform  CFU/100mLs  2024‐05‐27  <1 

Total Coliform  CFU/100mLs  2024‐06‐04  <1 
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Total Coliform  CFU/100mLs  2024‐06‐11  <1 

Total Coliform  CFU/100mLs  2024‐06‐19  <1 

Total Coliform  CFU/100mLs  2024‐06‐25  <1 

Total Coliform  CFU/100mLs  2024‐07‐09  <1 

Total Coliform  CFU/100mLs  2024‐07‐17  <1 

Total Coliform  CFU/100mLs  2024‐07‐24  <1 

Total Coliform  CFU/100mLs  2024‐08‐01  <1 

Total Coliform  CFU/100mLs  2024‐08‐07  <1 

Total Coliform  CFU/100mLs  2024‐08‐14  <1 

Total Coliform  CFU/100mLs  2024‐08‐22  <1 

Total Coliform  CFU/100mLs  2024‐08‐27  <1 

Total Coliform  CFU/100mLs  2024‐08‐29  <1 

Total Coliform  CFU/100mLs  2024‐09‐03  <1 

Total Coliform  CFU/100mLs  2024‐09‐12  <1 

Total Coliform  CFU/100mLs  2024‐09‐13  <1 

Total Coliform  CFU/100mLs  2024‐09‐19  <1 

Total Coliform  CFU/100mLs  2024‐09‐25  <1 

Total Coliform  CFU/100mLs  2024‐10‐02  <1 

Total Coliform  CFU/100mLs  2024‐10‐10  <1 

Total Coliform  CFU/100mLs  2024‐10‐16  <1 

Total Coliform  CFU/100mLs  2024‐10‐23  <1 

Total Coliform  CFU/100mLs  2024‐10‐29  <1 

Total Coliform  CFU/100mLs  2024‐11‐05  <1 

Total Coliform  CFU/100mLs  2024‐11‐22  <1 

Total Coliform  CFU/100mLs  2024‐11‐26  <1 

Total Coliform  CFU/100mLs  2024‐12‐04  <1 

Total Coliform  CFU/100mLs  2024‐12‐11  <1 

Total Coliform  CFU/100mLs  2024‐12‐18  <1 

Turbidity  NTU  2024‐01‐08  0.76 

Turbidity  NTU  2024‐01‐11  0.43 

Turbidity  NTU  2024‐01‐15  0.52 

Turbidity  NTU  2024‐01‐23  0.42 

Turbidity  NTU  2024‐01‐30  0.78 

Turbidity  NTU  2024‐02‐07  0.44 

Turbidity  NTU  2024‐02‐13  0.44 

Turbidity  NTU  2024‐02‐22  0.45 

Turbidity  NTU  2024‐02‐27  0.43 

Turbidity  NTU  2024‐03‐04  0.50 

Turbidity  NTU  2024‐03‐05  0.43 

Turbidity  NTU  2024‐03‐12  0.43 

Turbidity  NTU  2024‐03‐19  0.46 

Turbidity  NTU  2024‐03‐26  0.29 
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Turbidity  NTU  2024‐04‐02  0.28 

Turbidity  NTU  2024‐04‐11  0.35 

Turbidity  NTU  2024‐04‐18  0.27 

Turbidity  NTU  2024‐04‐24  0.40 

Turbidity  NTU  2024‐05‐02  0.23 

Turbidity  NTU  2024‐05‐06  0.28 

Turbidity  NTU  2024‐05‐15  0.34 

Turbidity  NTU  2024‐05‐24  0.25 

Turbidity  NTU  2024‐05‐27  0.36 

Turbidity  NTU  2024‐06‐04  0.37 

Turbidity  NTU  2024‐06‐11  0.35 

Turbidity  NTU  2024‐06‐19  0.25 

Turbidity  NTU  2024‐06‐25  0.37 

Turbidity  NTU  2024‐07‐09  0.23 

Turbidity  NTU  2024‐07‐17  0.25 

Turbidity  NTU  2024‐07‐24  0.35 

Turbidity  NTU  2024‐08‐01  0.19 

Turbidity  NTU  2024‐08‐07  0.16 

Turbidity  NTU  2024‐08‐14  0.22 

Turbidity  NTU  2024‐08‐22  0.22 

Turbidity  NTU  2024‐08‐27  0.23 

Turbidity  NTU  2024‐08‐29  0.23 

Turbidity  NTU  2024‐09‐03  0.35 

Turbidity  NTU  2024‐09‐12  0.26 

Turbidity  NTU  2024‐09‐13  0.28 

Turbidity  NTU  2024‐09‐19  0.27 

Turbidity  NTU  2024‐09‐25  0.23 

Turbidity  NTU  2024‐10‐02  0.28 

Turbidity  NTU  2024‐10‐10  0.20 

Turbidity  NTU  2024‐10‐16  0.32 

Turbidity  NTU  2024‐10‐23  4.0 

Turbidity  NTU  2024‐10‐29  2.1 

Turbidity  NTU  2024‐11‐05  1.5 

Turbidity  NTU  2024‐11‐22  0.50 

Turbidity  NTU  2024‐11‐26  0.48 

Turbidity  NTU  2024‐12‐04  0.47 

Turbidity  NTU  2024‐12‐11  0.39 

Turbidity  NTU  2024‐12‐18  0.36 

Zinc Total  µg/L  2024‐01‐30  <3.0 

Zinc Total  µg/L  2024‐04‐24  <3.0 

Zinc Total  µg/L  2024‐09‐13  <3.0 

Zinc Total  µg/L  2024‐11‐26  <3.0 
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Westerman Main GV‐054 

Parameter Units Date Sampled Result 

Bromate  µg/L  2024‐01‐30  <10 

Bromate  µg/L  2024‐04‐24  <10 

Bromate  µg/L  2024‐09‐10  <10 

Bromate  µg/L  2024‐10‐17  <10 

Bromate  µg/L  2024‐11‐26  <10 

Bromide  µg/L  2024‐01‐30  <10 

Bromide  µg/L  2024‐04‐24  <10 

Bromide  µg/L  2024‐09‐10  <10 

Bromide  µg/L  2024‐10‐17  <10 

Bromide  µg/L  2024‐11‐26  <10 

Bromodichloromethane  ppb  2024‐01‐30  <1 

Bromodichloromethane  ppb  2024‐04‐24  <1 

Bromodichloromethane  ppb  2024‐09‐10  1 

Bromodichloromethane  ppb  2024‐10‐17  1 

Bromodichloromethane  ppb  2024‐11‐26  <1 

Bromoform  ppb  2024‐01‐30  <1 

Bromoform  ppb  2024‐04‐24  <1 

Bromoform  ppb  2024‐09‐10  <1 

Bromoform  ppb  2024‐10‐17  <1 

Bromoform  ppb  2024‐11‐26  <1 

Chlorate  µg/L  2024‐01‐30  12 

Chlorate  µg/L  2024‐04‐24  23 

Chlorate  µg/L  2024‐09‐10  317 

Chlorate  µg/L  2024‐10‐17  209 

Chlorate  µg/L  2024‐11‐26  41 

Chloride  mg/L  2024‐01‐30  2.6 

Chloride  mg/L  2024‐04‐24  2.3 

Chloride  mg/L  2024‐09‐10  3.8 

Chloride  mg/L  2024‐11‐26  3.3 

Chlorodibromomethane  ppb  2024‐01‐30  <1 

Chlorodibromomethane  ppb  2024‐04‐24  <1 

Chlorodibromomethane  ppb  2024‐09‐10  <1 

Chlorodibromomethane  ppb  2024‐10‐17  <1 

Chlorodibromomethane  ppb  2024‐11‐26  <1 

Chloroform  ppb  2024‐01‐30  22 

Chloroform  ppb  2024‐04‐24  26 

Chloroform  ppb  2024‐09‐10  32 

Chloroform  ppb  2024‐10‐17  26 

Chloroform  ppb  2024‐11‐26  26 

Dibromoacetic Acid  µg/L  2024‐01‐30  <0.5 

Dibromoacetic Acid  µg/L  2024‐04‐24  <0.5 
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Parameter Units Date Sampled Result 

Dibromoacetic Acid  µg/L  2024‐09‐10  <0.5 

Dibromoacetic Acid  µg/L  2024‐10‐17  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐26  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐30  8.2 

Dichloroacetic Acid  µg/L  2024‐04‐24  12 

Dichloroacetic Acid  µg/L  2024‐09‐10  16 

Dichloroacetic Acid  µg/L  2024‐10‐17  9.9 

Dichloroacetic Acid  µg/L  2024‐11‐26  13 

E. coli  CFU/100mLs  2024‐01‐03  <1 

E. coli  CFU/100mLs  2024‐01‐08  <1 

E. coli  CFU/100mLs  2024‐01‐25  <1 

E. coli  CFU/100mLs  2024‐01‐30  <1 

E. coli  CFU/100mLs  2024‐02‐01  <1 

E. coli  CFU/100mLs  2024‐02‐08  <1 

E. coli  CFU/100mLs  2024‐02‐16  <1 

E. coli  CFU/100mLs  2024‐02‐20  <1 

E. coli  CFU/100mLs  2024‐02‐26  <1 

E. coli  CFU/100mLs  2024‐03‐13  <1 

E. coli  CFU/100mLs  2024‐03‐18  <1 

E. coli  CFU/100mLs  2024‐03‐28  <1 

E. coli  CFU/100mLs  2024‐04‐04  <1 

E. coli  CFU/100mLs  2024‐04‐08  <1 

E. coli  CFU/100mLs  2024‐04‐15  <1 

E. coli  CFU/100mLs  2024‐04‐24  <1 

E. coli  CFU/100mLs  2024‐04‐30  <1 

E. coli  CFU/100mLs  2024‐05‐06  <1 

E. coli  CFU/100mLs  2024‐05‐16  <1 

E. coli  CFU/100mLs  2024‐05‐22  <1 

E. coli  CFU/100mLs  2024‐05‐29  <1 

E. coli  CFU/100mLs  2024‐06‐05  <1 

E. coli  CFU/100mLs  2024‐06‐14  <1 

E. coli  CFU/100mLs  2024‐06‐19  <1 

E. coli  CFU/100mLs  2024‐06‐26  <1 

E. coli  CFU/100mLs  2024‐07‐02  <1 

E. coli  CFU/100mLs  2024‐07‐11  <1 

E. coli  CFU/100mLs  2024‐07‐17  <1 

E. coli  CFU/100mLs  2024‐07‐23  <1 

E. coli  CFU/100mLs  2024‐07‐30  <1 

E. coli  CFU/100mLs  2024‐08‐07  <1 

E. coli  CFU/100mLs  2024‐08‐12  <1 

E. coli  CFU/100mLs  2024‐08‐20  <1 

E. coli  CFU/100mLs  2024‐08‐28  <1 
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Parameter Units Date Sampled Result 

E. coli  CFU/100mLs  2024‐09‐05  <1 

E. coli  CFU/100mLs  2024‐09‐10  <1 

E. coli  CFU/100mLs  2024‐09‐17  <1 

E. coli  CFU/100mLs  2024‐09‐23  <1 

E. coli  CFU/100mLs  2024‐10‐02  <1 

E. coli  CFU/100mLs  2024‐10‐08  <1 

E. coli  CFU/100mLs  2024‐10‐17  <1 

E. coli  CFU/100mLs  2024‐10‐23  <1 

E. coli  CFU/100mLs  2024‐10‐28  <1 

E. coli  CFU/100mLs  2024‐11‐04  <1 

E. coli  CFU/100mLs  2024‐11‐13  <1 

E. coli  CFU/100mLs  2024‐11‐21  <1 

E. coli  CFU/100mLs  2024‐11‐26  <1 

E. coli  CFU/100mLs  2024‐12‐09  <1 

E. coli  CFU/100mLs  2024‐12‐17  <1 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐30  13 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐24  22 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐10  31 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐17  18 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐26  24 

Monobromoacetic Acid  µg/L  2024‐01‐30  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐24  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐10  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐17  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐26  <0.5 

Monochloroacetic Acid  µg/L  2024‐01‐30  <0.5 

Monochloroacetic Acid  µg/L  2024‐04‐24  1.0 

Monochloroacetic Acid  µg/L  2024‐09‐10  1.5 

Monochloroacetic Acid  µg/L  2024‐10‐17  <0.5 

Monochloroacetic Acid  µg/L  2024‐11‐26  0.8 

pH  pH units  2024‐01‐30  8.1 

pH  pH units  2024‐04‐24  7.9 

pH  pH units  2024‐09‐10  7.7 

pH  pH units  2024‐11‐26  7.7 

Sodium Total  µg/L  2024‐01‐30  1600 

Sodium Total  µg/L  2024‐04‐24  5580 

Sodium Total  µg/L  2024‐09‐10  7030 

Sodium Total  µg/L  2024‐11‐26  2160 

THM‐Total Trihalomethanes  ppb  2024‐01‐30  22 

THM‐Total Trihalomethanes  ppb  2024‐04‐24  27 

THM‐Total Trihalomethanes  ppb  2024‐09‐10  34 

THM‐Total Trihalomethanes  ppb  2024‐10‐17  27 
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Parameter Units Date Sampled Result 

THM‐Total Trihalomethanes  ppb  2024‐11‐26  27 

Total Coliform  CFU/100mLs  2024‐01‐03  <1 

Total Coliform  CFU/100mLs  2024‐01‐08  <1 

Total Coliform  CFU/100mLs  2024‐01‐25  <1 

Total Coliform  CFU/100mLs  2024‐01‐30  <1 

Total Coliform  CFU/100mLs  2024‐02‐01  <1 

Total Coliform  CFU/100mLs  2024‐02‐08  <1 

Total Coliform  CFU/100mLs  2024‐02‐16  <1 

Total Coliform  CFU/100mLs  2024‐02‐20  <1 

Total Coliform  CFU/100mLs  2024‐02‐26  <1 

Total Coliform  CFU/100mLs  2024‐03‐13  <1 

Total Coliform  CFU/100mLs  2024‐03‐18  <1 

Total Coliform  CFU/100mLs  2024‐03‐28  <1 

Total Coliform  CFU/100mLs  2024‐04‐04  <1 

Total Coliform  CFU/100mLs  2024‐04‐08  <1 

Total Coliform  CFU/100mLs  2024‐04‐15  <1 

Total Coliform  CFU/100mLs  2024‐04‐24  <1 

Total Coliform  CFU/100mLs  2024‐04‐30  <1 

Total Coliform  CFU/100mLs  2024‐05‐06  <1 

Total Coliform  CFU/100mLs  2024‐05‐16  <1 

Total Coliform  CFU/100mLs  2024‐05‐22  <1 

Total Coliform  CFU/100mLs  2024‐05‐29  <1 

Total Coliform  CFU/100mLs  2024‐06‐05  <1 

Total Coliform  CFU/100mLs  2024‐06‐14  <1 

Total Coliform  CFU/100mLs  2024‐06‐19  <1 

Total Coliform  CFU/100mLs  2024‐06‐26  <1 

Total Coliform  CFU/100mLs  2024‐07‐02  <1 

Total Coliform  CFU/100mLs  2024‐07‐11  <1 

Total Coliform  CFU/100mLs  2024‐07‐17  <1 

Total Coliform  CFU/100mLs  2024‐07‐23  <1 

Total Coliform  CFU/100mLs  2024‐07‐30  <1 

Total Coliform  CFU/100mLs  2024‐08‐07  <1 

Total Coliform  CFU/100mLs  2024‐08‐12  <1 

Total Coliform  CFU/100mLs  2024‐08‐20  <1 

Total Coliform  CFU/100mLs  2024‐08‐28  <1 

Total Coliform  CFU/100mLs  2024‐09‐05  <1 

Total Coliform  CFU/100mLs  2024‐09‐10  <1 

Total Coliform  CFU/100mLs  2024‐09‐17  <1 

Total Coliform  CFU/100mLs  2024‐09‐23  <1 

Total Coliform  CFU/100mLs  2024‐10‐02  <1 

Total Coliform  CFU/100mLs  2024‐10‐08  <1 

Total Coliform  CFU/100mLs  2024‐10‐17  <1 
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Total Coliform  CFU/100mLs  2024‐10‐23  <1 

Total Coliform  CFU/100mLs  2024‐10‐28  <1 

Total Coliform  CFU/100mLs  2024‐11‐04  <1 

Total Coliform  CFU/100mLs  2024‐11‐13  <1 

Total Coliform  CFU/100mLs  2024‐11‐21  <1 

Total Coliform  CFU/100mLs  2024‐11‐26  <1 

Total Coliform  CFU/100mLs  2024‐12‐09  <1 

Total Coliform  CFU/100mLs  2024‐12‐17  <1 

Trichloroacetic Acid  µg/L  2024‐01‐30  5.0 

Trichloroacetic Acid  µg/L  2024‐04‐24  8.6 

Trichloroacetic Acid  µg/L  2024‐09‐10  14 

Trichloroacetic Acid  µg/L  2024‐10‐17  8.3 

Trichloroacetic Acid  µg/L  2024‐11‐26  9.6 

Turbidity  NTU  2024‐01‐03  0.53 

Turbidity  NTU  2024‐01‐08  0.22 

Turbidity  NTU  2024‐01‐25  0.26 

Turbidity  NTU  2024‐01‐30  0.33 

Turbidity  NTU  2024‐02‐01  0.37 

Turbidity  NTU  2024‐02‐08  0.36 

Turbidity  NTU  2024‐02‐16  0.25 

Turbidity  NTU  2024‐02‐20  0.93 

Turbidity  NTU  2024‐02‐26  0.15 

Turbidity  NTU  2024‐03‐13  0.25 

Turbidity  NTU  2024‐03‐18  0.27 

Turbidity  NTU  2024‐03‐28  0.28 

Turbidity  NTU  2024‐04‐04  0.51 

Turbidity  NTU  2024‐04‐08  0.21 

Turbidity  NTU  2024‐04‐15  0.27 

Turbidity  NTU  2024‐04‐24  0.44 

Turbidity  NTU  2024‐04‐30  0.35 

Turbidity  NTU  2024‐05‐06  0.20 

Turbidity  NTU  2024‐05‐16  0.45 

Turbidity  NTU  2024‐05‐22  0.30 

Turbidity  NTU  2024‐05‐29  0.39 

Turbidity  NTU  2024‐06‐05  0.14 

Turbidity  NTU  2024‐06‐14  0.36 

Turbidity  NTU  2024‐06‐19  0.19 

Turbidity  NTU  2024‐06‐26  0.25 

Turbidity  NTU  2024‐07‐02  0.24 

Turbidity  NTU  2024‐07‐11  0.45 

Turbidity  NTU  2024‐07‐17  0.41 

Turbidity  NTU  2024‐07‐23  0.30 
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Parameter Units Date Sampled Result 

Turbidity  NTU  2024‐07‐30  0.14 

Turbidity  NTU  2024‐08‐07  0.17 

Turbidity  NTU  2024‐08‐12  0.12 

Turbidity  NTU  2024‐08‐20  0.15 

Turbidity  NTU  2024‐08‐28  0.26 

Turbidity  NTU  2024‐09‐05  0.29 

Turbidity  NTU  2024‐09‐10  0.16 

Turbidity  NTU  2024‐09‐17  0.27 

Turbidity  NTU  2024‐09‐23  0.17 

Turbidity  NTU  2024‐10‐02  0.21 

Turbidity  NTU  2024‐10‐08  0.19 

Turbidity  NTU  2024‐10‐17  0.79 

Turbidity  NTU  2024‐10‐23  0.29 

Turbidity  NTU  2024‐10‐28  0.23 

Turbidity  NTU  2024‐11‐04  0.16 

Turbidity  NTU  2024‐11‐13  0.14 

Turbidity  NTU  2024‐11‐21  0.24 

Turbidity  NTU  2024‐11‐26  0.19 

Turbidity  NTU  2024‐12‐09  0.20 

Turbidity  NTU  2024‐12‐17  0.13 
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River Road Main West GV‐066 

Parameter Units Date Sampled Result 

Alkalinity as CaCO3  mg/L  2024‐01‐30  21 

Alkalinity as CaCO3  mg/L  2024‐04‐24  22 

Alkalinity as CaCO3  mg/L  2024‐09‐12  21 

Alkalinity as CaCO3  mg/L  2024‐11‐26  20 

Aluminum Total  µg/L  2024‐01‐30  40 

Aluminum Total  µg/L  2024‐04‐24  24 

Aluminum Total  µg/L  2024‐09‐12  23 

Aluminum Total  µg/L  2024‐11‐26  42 

Antimony Total  µg/L  2024‐01‐30  <0.5 

Antimony Total  µg/L  2024‐04‐24  <0.5 

Antimony Total  µg/L  2024‐09‐12  <0.5 

Antimony Total  µg/L  2024‐11‐26  <0.5 

Arsenic Total  µg/L  2024‐01‐30  <0.5 

Arsenic Total  µg/L  2024‐04‐24  <0.5 

Arsenic Total  µg/L  2024‐09‐12  <0.5 

Arsenic Total  µg/L  2024‐11‐26  <0.5 

Barium Total  µg/L  2024‐01‐30  2.4 

Barium Total  µg/L  2024‐04‐24  2.9 

Barium Total  µg/L  2024‐09‐12  3.3 

Barium Total  µg/L  2024‐11‐26  2.8 

Boron Total  µg/L  2024‐01‐30  <10 

Boron Total  µg/L  2024‐04‐24  <10 

Boron Total  µg/L  2024‐09‐12  <10 

Boron Total  µg/L  2024‐11‐26  <10 

Bromate  µg/L  2024‐01‐30  <10 

Bromate  µg/L  2024‐04‐24  <10 

Bromate  µg/L  2024‐09‐12  <10 

Bromate  µg/L  2024‐10‐10  <10 

Bromate  µg/L  2024‐11‐26  <10 

Bromide  µg/L  2024‐01‐30  <10 

Bromide  µg/L  2024‐04‐24  <10 

Bromide  µg/L  2024‐09‐12  <10 

Bromide  µg/L  2024‐10‐10  <10 

Bromide  µg/L  2024‐11‐26  <10 

Bromodichloromethane  ppb  2024‐01‐30  <1 

Bromodichloromethane  ppb  2024‐04‐24  <1 

Bromodichloromethane  ppb  2024‐09‐12  1 

Bromodichloromethane  ppb  2024‐10‐10  1 

Bromodichloromethane  ppb  2024‐11‐26  <1 

Bromoform  ppb  2024‐01‐30  <1 

Bromoform  ppb  2024‐04‐24  <1 
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Bromoform  ppb  2024‐09‐12  <1 

Bromoform  ppb  2024‐10‐10  <1 

Bromoform  ppb  2024‐11‐26  <1 

Cadmium Total  µg/L  2024‐01‐30  <0.2 

Cadmium Total  µg/L  2024‐04‐24  <0.2 

Cadmium Total  µg/L  2024‐09‐12  <0.2 

Cadmium Total  µg/L  2024‐11‐26  <0.2 

Calcium Total  µg/L  2024‐01‐30  8440 

Calcium Total  µg/L  2024‐04‐24  8810 

Calcium Total  µg/L  2024‐09‐12  7850 

Calcium Total  µg/L  2024‐11‐26  7880 

Chlorate  µg/L  2024‐01‐30  13 

Chlorate  µg/L  2024‐04‐24  25 

Chlorate  µg/L  2024‐09‐12  262 

Chlorate  µg/L  2024‐10‐10  261 

Chlorate  µg/L  2024‐11‐26  63 

Chloride  mg/L  2024‐01‐30  2.7 

Chloride  mg/L  2024‐04‐24  2.4 

Chloride  mg/L  2024‐11‐26  3.7 

Chlorodibromomethane  ppb  2024‐01‐30  <1 

Chlorodibromomethane  ppb  2024‐04‐24  <1 

Chlorodibromomethane  ppb  2024‐09‐12  <1 

Chlorodibromomethane  ppb  2024‐10‐10  <1 

Chlorodibromomethane  ppb  2024‐11‐26  <1 

Chloroform  ppb  2024‐01‐30  21 

Chloroform  ppb  2024‐04‐24  28 

Chloroform  ppb  2024‐09‐12  23 

Chloroform  ppb  2024‐10‐10  27 

Chloroform  ppb  2024‐11‐26  30 

Chromium Total  µg/L  2024‐01‐30  <0.05 

Chromium Total  µg/L  2024‐04‐24  <0.05 

Chromium Total  µg/L  2024‐09‐12  <0.05 

Chromium Total  µg/L  2024‐11‐26  <0.05 

Cobalt Total  µg/L  2024‐01‐30  <0.5 

Cobalt Total  µg/L  2024‐04‐24  <0.5 

Cobalt Total  µg/L  2024‐09‐12  <0.5 

Cobalt Total  µg/L  2024‐11‐26  <0.5 

Copper Total  µg/L  2024‐01‐30  0.8 

Copper Total  µg/L  2024‐04‐24  0.9 

Copper Total  µg/L  2024‐09‐12  1.1 

Copper Total  µg/L  2024‐11‐26  0.7 

Dibromoacetic Acid  µg/L  2024‐01‐30  <0.5 
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Dibromoacetic Acid  µg/L  2024‐04‐24  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐12  <0.5 

Dibromoacetic Acid  µg/L  2024‐10‐10  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐26  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐30  9.1 

Dichloroacetic Acid  µg/L  2024‐04‐24  13 

Dichloroacetic Acid  µg/L  2024‐09‐12  9.4 

Dichloroacetic Acid  µg/L  2024‐10‐10  11 

Dichloroacetic Acid  µg/L  2024‐11‐26  17 

E. coli  CFU/100mLs  2024‐01‐08  <1 

E. coli  CFU/100mLs  2024‐01‐15  <1 

E. coli  CFU/100mLs  2024‐01‐23  <1 

E. coli  CFU/100mLs  2024‐01‐30  <1 

E. coli  CFU/100mLs  2024‐02‐08  <1 

E. coli  CFU/100mLs  2024‐02‐13  <1 

E. coli  CFU/100mLs  2024‐02‐22  <1 

E. coli  CFU/100mLs  2024‐02‐27  <1 

E. coli  CFU/100mLs  2024‐03‐07  <1 

E. coli  CFU/100mLs  2024‐03‐12  <1 

E. coli  CFU/100mLs  2024‐03‐19  <1 

E. coli  CFU/100mLs  2024‐03‐26  <1 

E. coli  CFU/100mLs  2024‐04‐02  <1 

E. coli  CFU/100mLs  2024‐04‐11  <1 

E. coli  CFU/100mLs  2024‐04‐18  <1 

E. coli  CFU/100mLs  2024‐04‐24  <1 

E. coli  CFU/100mLs  2024‐05‐02  <1 

E. coli  CFU/100mLs  2024‐05‐06  <1 

E. coli  CFU/100mLs  2024‐05‐15  <1 

E. coli  CFU/100mLs  2024‐05‐24  <1 

E. coli  CFU/100mLs  2024‐05‐31  <1 

E. coli  CFU/100mLs  2024‐06‐04  <1 

E. coli  CFU/100mLs  2024‐06‐11  <1 

E. coli  CFU/100mLs  2024‐06‐19  <1 

E. coli  CFU/100mLs  2024‐06‐25  <1 

E. coli  CFU/100mLs  2024‐07‐04  <1 

E. coli  CFU/100mLs  2024‐07‐09  <1 

E. coli  CFU/100mLs  2024‐07‐17  <1 

E. coli  CFU/100mLs  2024‐07‐24  <1 

E. coli  CFU/100mLs  2024‐08‐01  <1 

E. coli  CFU/100mLs  2024‐08‐07  <1 

E. coli  CFU/100mLs  2024‐08‐14  <1 

E. coli  CFU/100mLs  2024‐08‐22  <1 
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E. coli  CFU/100mLs  2024‐08‐27  <1 

E. coli  CFU/100mLs  2024‐09‐03  <1 

E. coli  CFU/100mLs  2024‐09‐19  <1 

E. coli  CFU/100mLs  2024‐09‐25  <1 

E. coli  CFU/100mLs  2024‐10‐02  <1 

E. coli  CFU/100mLs  2024‐10‐10  <1 

E. coli  CFU/100mLs  2024‐10‐16  <1 

E. coli  CFU/100mLs  2024‐10‐23  <1 

E. coli  CFU/100mLs  2024‐10‐31  <1 

E. coli  CFU/100mLs  2024‐11‐05  <1 

E. coli  CFU/100mLs  2024‐11‐22  <1 

E. coli  CFU/100mLs  2024‐11‐26  <1 

E. coli  CFU/100mLs  2024‐12‐04  <1 

E. coli  CFU/100mLs  2024‐12‐11  <1 

E. coli  CFU/100mLs  2024‐12‐18  <1 

E. coli  CFU/100mLs  2024‐12‐31  <1 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐30  16 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐24  22 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐12  15 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐10  19 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐26  31 

Iron Total  µg/L  2024‐01‐30  6 

Iron Total  µg/L  2024‐04‐24  6 

Iron Total  µg/L  2024‐09‐12  <5 

Iron Total  µg/L  2024‐11‐26  6 

Lead Total  µg/L  2024‐01‐30  <0.5 

Lead Total  µg/L  2024‐04‐24  <0.5 

Lead Total  µg/L  2024‐09‐12  <0.5 

Lead Total  µg/L  2024‐11‐26  <0.5 

Magnesium Total  µg/L  2024‐01‐30  206 

Magnesium Total  µg/L  2024‐04‐24  220 

Magnesium Total  µg/L  2024‐09‐12  224 

Magnesium Total  µg/L  2024‐11‐26  195 

Manganese Total  µg/L  2024‐01‐30  2.5 

Manganese Total  µg/L  2024‐04‐24  5.1 

Manganese Total  µg/L  2024‐09‐12  7.1 

Manganese Total  µg/L  2024‐11‐26  2.5 

Mercury Total  µg/L  2024‐01‐30  <0.05 

Mercury Total  µg/L  2024‐04‐24  <0.05 

Mercury Total  µg/L  2024‐09‐12  <0.05 

Mercury Total  µg/L  2024‐11‐26  <0.05 

Molybdenum Total  µg/L  2024‐01‐30  <0.5 
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Molybdenum Total  µg/L  2024‐04‐24  <0.5 

Molybdenum Total  µg/L  2024‐09‐12  <0.5 

Molybdenum Total  µg/L  2024‐11‐26  <0.5 

Monobromoacetic Acid  µg/L  2024‐01‐30  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐24  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐12  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐10  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐26  <0.5 

Monochloroacetic Acid  µg/L  2024‐01‐30  <0.5 

Monochloroacetic Acid  µg/L  2024‐04‐24  0.9 

Monochloroacetic Acid  µg/L  2024‐09‐12  <0.5 

Monochloroacetic Acid  µg/L  2024‐10‐10  <0.5 

Monochloroacetic Acid  µg/L  2024‐11‐26  1.2 

Nickel Total  µg/L  2024‐01‐30  <0.5 

Nickel Total  µg/L  2024‐04‐24  <0.5 

Nickel Total  µg/L  2024‐09‐12  <0.5 

Nickel Total  µg/L  2024‐11‐26  <0.5 

pH  pH units  2024‐01‐30  7.9 

pH  pH units  2024‐04‐24  7.9 

pH  pH units  2024‐09‐12  7.9 

pH  pH units  2024‐11‐26  7.7 

Potassium Total  µg/L  2024‐01‐30  154 

Potassium Total  µg/L  2024‐04‐24  168 

Potassium Total  µg/L  2024‐09‐12  199 

Potassium Total  µg/L  2024‐11‐26  155 

Selenium Total  µg/L  2024‐01‐30  <0.5 

Selenium Total  µg/L  2024‐04‐24  <0.5 

Selenium Total  µg/L  2024‐09‐12  <0.5 

Selenium Total  µg/L  2024‐11‐26  <0.5 

Silver Total  µg/L  2024‐01‐30  <0.5 

Silver Total  µg/L  2024‐04‐24  <0.5 

Silver Total  µg/L  2024‐09‐12  <0.5 

Silver Total  µg/L  2024‐11‐26  <0.5 

Sodium Total  µg/L  2024‐01‐30  1700 

Sodium Total  µg/L  2024‐04‐24  1810 

Sodium Total  µg/L  2024‐09‐12  2360 

Sodium Total  µg/L  2024‐11‐26  1940 

THM‐Total Trihalomethanes  ppb  2024‐01‐30  22 

THM‐Total Trihalomethanes  ppb  2024‐04‐24  28 

THM‐Total Trihalomethanes  ppb  2024‐09‐12  25 

THM‐Total Trihalomethanes  ppb  2024‐10‐10  28 

THM‐Total Trihalomethanes  ppb  2024‐11‐26  31 
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Total Coliform  CFU/100mLs  2024‐01‐08  <1 

Total Coliform  CFU/100mLs  2024‐01‐15  <1 

Total Coliform  CFU/100mLs  2024‐01‐23  <1 

Total Coliform  CFU/100mLs  2024‐01‐30  <1 

Total Coliform  CFU/100mLs  2024‐02‐08  <1 

Total Coliform  CFU/100mLs  2024‐02‐13  <1 

Total Coliform  CFU/100mLs  2024‐02‐22  <1 

Total Coliform  CFU/100mLs  2024‐02‐27  <1 

Total Coliform  CFU/100mLs  2024‐03‐07  <1 

Total Coliform  CFU/100mLs  2024‐03‐12  <1 

Total Coliform  CFU/100mLs  2024‐03‐19  <1 

Total Coliform  CFU/100mLs  2024‐03‐26  <1 

Total Coliform  CFU/100mLs  2024‐04‐02  <1 

Total Coliform  CFU/100mLs  2024‐04‐11  <1 

Total Coliform  CFU/100mLs  2024‐04‐18  <1 

Total Coliform  CFU/100mLs  2024‐04‐24  <1 

Total Coliform  CFU/100mLs  2024‐05‐02  <1 

Total Coliform  CFU/100mLs  2024‐05‐06  <1 

Total Coliform  CFU/100mLs  2024‐05‐15  <1 

Total Coliform  CFU/100mLs  2024‐05‐24  <1 

Total Coliform  CFU/100mLs  2024‐05‐31  <1 

Total Coliform  CFU/100mLs  2024‐06‐04  <1 

Total Coliform  CFU/100mLs  2024‐06‐11  <1 

Total Coliform  CFU/100mLs  2024‐06‐19  <1 

Total Coliform  CFU/100mLs  2024‐06‐25  <1 

Total Coliform  CFU/100mLs  2024‐07‐04  <1 

Total Coliform  CFU/100mLs  2024‐07‐09  <1 

Total Coliform  CFU/100mLs  2024‐07‐17  <1 

Total Coliform  CFU/100mLs  2024‐07‐24  <1 

Total Coliform  CFU/100mLs  2024‐08‐01  <1 

Total Coliform  CFU/100mLs  2024‐08‐07  <1 

Total Coliform  CFU/100mLs  2024‐08‐14  <1 

Total Coliform  CFU/100mLs  2024‐08‐22  <1 

Total Coliform  CFU/100mLs  2024‐08‐27  <1 

Total Coliform  CFU/100mLs  2024‐09‐03  <1 

Total Coliform  CFU/100mLs  2024‐09‐19  <1 

Total Coliform  CFU/100mLs  2024‐09‐25  <1 

Total Coliform  CFU/100mLs  2024‐10‐02  <1 

Total Coliform  CFU/100mLs  2024‐10‐10  <1 

Total Coliform  CFU/100mLs  2024‐10‐16  <1 

Total Coliform  CFU/100mLs  2024‐10‐23  <1 

Total Coliform  CFU/100mLs  2024‐10‐31  <1 
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Total Coliform  CFU/100mLs  2024‐11‐05  <1 

Total Coliform  CFU/100mLs  2024‐11‐22  <1 

Total Coliform  CFU/100mLs  2024‐11‐26  <1 

Total Coliform  CFU/100mLs  2024‐12‐04  <1 

Total Coliform  CFU/100mLs  2024‐12‐11  <1 

Total Coliform  CFU/100mLs  2024‐12‐18  <1 

Total Coliform  CFU/100mLs  2024‐12‐31  <1 

Trichloroacetic Acid  µg/L  2024‐01‐30  6.7 

Trichloroacetic Acid  µg/L  2024‐04‐24  8.3 

Trichloroacetic Acid  µg/L  2024‐09‐12  5.7 

Trichloroacetic Acid  µg/L  2024‐10‐10  7.3 

Trichloroacetic Acid  µg/L  2024‐11‐26  14 

Turbidity  NTU  2024‐01‐08  0.67 

Turbidity  NTU  2024‐01‐15  0.15 

Turbidity  NTU  2024‐01‐23  0.17 

Turbidity  NTU  2024‐01‐30  0.27 

Turbidity  NTU  2024‐02‐08  0.15 

Turbidity  NTU  2024‐02‐13  0.13 

Turbidity  NTU  2024‐02‐22  0.13 

Turbidity  NTU  2024‐02‐27  0.14 

Turbidity  NTU  2024‐03‐07  0.23 

Turbidity  NTU  2024‐03‐12  0.12 

Turbidity  NTU  2024‐03‐19  0.37 

Turbidity  NTU  2024‐03‐26  0.15 

Turbidity  NTU  2024‐04‐02  0.12 

Turbidity  NTU  2024‐04‐11  0.15 

Turbidity  NTU  2024‐04‐18  0.11 

Turbidity  NTU  2024‐04‐24  0.19 

Turbidity  NTU  2024‐05‐02  0.13 

Turbidity  NTU  2024‐05‐06  0.21 

Turbidity  NTU  2024‐05‐15  0.25 

Turbidity  NTU  2024‐05‐24  0.13 

Turbidity  NTU  2024‐05‐31  0.13 

Turbidity  NTU  2024‐06‐04  0.14 

Turbidity  NTU  2024‐06‐11  0.19 

Turbidity  NTU  2024‐06‐19  0.16 

Turbidity  NTU  2024‐06‐25  0.17 

Turbidity  NTU  2024‐07‐04  0.25 

Turbidity  NTU  2024‐07‐09  0.13 

Turbidity  NTU  2024‐07‐17  0.15 

Turbidity  NTU  2024‐07‐24  0.13 

Turbidity  NTU  2024‐08‐01  0.11 
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Turbidity  NTU  2024‐08‐07  0.10 

Turbidity  NTU  2024‐08‐14  0.09 

Turbidity  NTU  2024‐08‐22  0.11 

Turbidity  NTU  2024‐08‐27  0.14 

Turbidity  NTU  2024‐09‐03  0.09 

Turbidity  NTU  2024‐09‐19  0.13 

Turbidity  NTU  2024‐09‐25  0.11 

Turbidity  NTU  2024‐10‐02  0.10 

Turbidity  NTU  2024‐10‐10  0.11 

Turbidity  NTU  2024‐10‐16  0.13 

Turbidity  NTU  2024‐10‐23  0.14 

Turbidity  NTU  2024‐10‐31  0.17 

Turbidity  NTU  2024‐11‐05  0.15 

Turbidity  NTU  2024‐11‐22  0.28 

Turbidity  NTU  2024‐11‐26  0.15 

Turbidity  NTU  2024‐12‐04  0.20 

Turbidity  NTU  2024‐12‐11  0.12 

Turbidity  NTU  2024‐12‐18  0.18 

Turbidity  NTU  2024‐12‐31  0.13 

Zinc Total  µg/L  2024‐01‐30  <3.0 

Zinc Total  µg/L  2024‐04‐24  <3.0 

Zinc Total  µg/L  2024‐09‐12  <3.0 

Zinc Total  µg/L  2024‐11‐26  <3.0 
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Aluminum Total  µg/L  2024‐04‐16  79 

Aluminum Total  µg/L  2024‐10‐10  61 

Antimony Total  µg/L  2024‐04‐16  <0.5 

Antimony Total  µg/L  2024‐10‐10  <0.5 

Arsenic Total  µg/L  2024‐04‐16  <0.5 

Arsenic Total  µg/L  2024‐10‐10  <0.5 

Barium Total  µg/L  2024‐04‐16  2.0 

Barium Total  µg/L  2024‐10‐10  2.4 

Boron Total  µg/L  2024‐04‐16  <10 

Boron Total  µg/L  2024‐10‐10  <10 

Cadmium Total  µg/L  2024‐04‐16  <0.2 

Cadmium Total  µg/L  2024‐10‐10  <0.2 

Calcium Total  µg/L  2024‐04‐16  822 

Calcium Total  µg/L  2024‐10‐10  911 

Chromium Total  µg/L  2024‐04‐16  <0.05 

Chromium Total  µg/L  2024‐10‐10  <0.05 

Cobalt Total  µg/L  2024‐04‐16  <0.5 

Cobalt Total  µg/L  2024‐10‐10  <0.5 

Copper Total  µg/L  2024‐04‐16  0.6 

Copper Total  µg/L  2024‐10‐10  0.8 

E. coli  CFU/100mLs  2024‐01‐04  <1 

E. coli  CFU/100mLs  2024‐01‐23  <1 

E. coli  CFU/100mLs  2024‐01‐30  <1 

E. coli  CFU/100mLs  2024‐02‐07  <1 

E. coli  CFU/100mLs  2024‐02‐08  <1 

E. coli  CFU/100mLs  2024‐02‐15  <1 

E. coli  CFU/100mLs  2024‐02‐22  <1 

E. coli  CFU/100mLs  2024‐02‐25  <1 

E. coli  CFU/100mLs  2024‐03‐07  <1 

E. coli  CFU/100mLs  2024‐03‐14  <1 

E. coli  CFU/100mLs  2024‐03‐21  <1 

E. coli  CFU/100mLs  2024‐03‐26  <1 

E. coli  CFU/100mLs  2024‐04‐03  <1 

E. coli  CFU/100mLs  2024‐04‐09  <1 

E. coli  CFU/100mLs  2024‐04‐12  <1 

E. coli  CFU/100mLs  2024‐04‐16  <1 

E. coli  CFU/100mLs  2024‐04‐19  <1 

E. coli  CFU/100mLs  2024‐04‐22  <1 

E. coli  CFU/100mLs  2024‐05‐02  <1 

E. coli  CFU/100mLs  2024‐05‐08  <1 

E. coli  CFU/100mLs  2024‐05‐17  <1 

E. coli  CFU/100mLs  2024‐05‐23  <1 
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E. coli  CFU/100mLs  2024‐05‐28  <1 

E. coli  CFU/100mLs  2024‐06‐05  <1 

E. coli  CFU/100mLs  2024‐06‐06  <1 

E. coli  CFU/100mLs  2024‐06‐12  <1 

E. coli  CFU/100mLs  2024‐06‐20  <1 

E. coli  CFU/100mLs  2024‐07‐04  <1 

E. coli  CFU/100mLs  2024‐07‐11  <1 

E. coli  CFU/100mLs  2024‐07‐18  <1 

E. coli  CFU/100mLs  2024‐07‐22  <1 

E. coli  CFU/100mLs  2024‐07‐31  <1 

E. coli  CFU/100mLs  2024‐08‐08  <1 

E. coli  CFU/100mLs  2024‐08‐13  <1 

E. coli  CFU/100mLs  2024‐08‐21  <1 

E. coli  CFU/100mLs  2024‐08‐28  <1 

E. coli  CFU/100mLs  2024‐09‐05  <1 

E. coli  CFU/100mLs  2024‐09‐11  <1 

E. coli  CFU/100mLs  2024‐09‐19  <1 

E. coli  CFU/100mLs  2024‐09‐23  <1 

E. coli  CFU/100mLs  2024‐10‐03  <1 

E. coli  CFU/100mLs  2024‐10‐10  <1 

E. coli  CFU/100mLs  2024‐10‐17  <1 

E. coli  CFU/100mLs  2024‐10‐24  <1 

E. coli  CFU/100mLs  2024‐11‐03  <1 

E. coli  CFU/100mLs  2024‐11‐13  <1 

E. coli  CFU/100mLs  2024‐11‐16  <1 

E. coli  CFU/100mLs  2024‐11‐23  <1 

E. coli  CFU/100mLs  2024‐11‐28  <1 

E. coli  CFU/100mLs  2024‐12‐05  <1 

E. coli  CFU/100mLs  2024‐12‐11  <1 

E. coli  CFU/100mLs  2024‐12‐20  <1 

Iron Total  µg/L  2024‐04‐16  45 

Iron Total  µg/L  2024‐10‐10  50 

Lead Total  µg/L  2024‐04‐16  <0.5 

Lead Total  µg/L  2024‐10‐10  <0.5 

Magnesium Total  µg/L  2024‐04‐16  95 

Magnesium Total  µg/L  2024‐10‐10  95 

Manganese Total  µg/L  2024‐04‐16  3.2 

Manganese Total  µg/L  2024‐10‐10  2.3 

Mercury Total  µg/L  2024‐04‐16  <0.05 

Mercury Total  µg/L  2024‐10‐10  <0.05 

Molybdenum Total  µg/L  2024‐04‐16  <0.5 

Molybdenum Total  µg/L  2024‐10‐10  <0.5 
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Nickel Total  µg/L  2024‐04‐16  <0.5 

Nickel Total  µg/L  2024‐10‐10  <0.5 

Potassium Total  µg/L  2024‐04‐16  115 

Potassium Total  µg/L  2024‐10‐10  130 

Selenium Total  µg/L  2024‐04‐16  <0.5 

Selenium Total  µg/L  2024‐10‐10  <0.5 

Silver Total  µg/L  2024‐04‐16  <0.5 

Silver Total  µg/L  2024‐10‐10  <0.5 

Sodium Total  µg/L  2024‐04‐16  10200 

Sodium Total  µg/L  2024‐10‐10  10900 

Total Coliform  CFU/100mLs  2024‐01‐04  <1 

Total Coliform  CFU/100mLs  2024‐01‐23  <1 

Total Coliform  CFU/100mLs  2024‐01‐30  <1 

Total Coliform  CFU/100mLs  2024‐02‐07  <1 

Total Coliform  CFU/100mLs  2024‐02‐08  <1 

Total Coliform  CFU/100mLs  2024‐02‐15  <1 

Total Coliform  CFU/100mLs  2024‐02‐22  <1 

Total Coliform  CFU/100mLs  2024‐02‐25  <1 

Total Coliform  CFU/100mLs  2024‐03‐07  <1 

Total Coliform  CFU/100mLs  2024‐03‐14  <1 

Total Coliform  CFU/100mLs  2024‐03‐21  <1 

Total Coliform  CFU/100mLs  2024‐03‐26  <1 

Total Coliform  CFU/100mLs  2024‐04‐03  <1 

Total Coliform  CFU/100mLs  2024‐04‐09  <1 

Total Coliform  CFU/100mLs  2024‐04‐12  <1 

Total Coliform  CFU/100mLs  2024‐04‐16  <1 

Total Coliform  CFU/100mLs  2024‐04‐19  <1 

Total Coliform  CFU/100mLs  2024‐04‐22  <1 

Total Coliform  CFU/100mLs  2024‐05‐02  <1 

Total Coliform  CFU/100mLs  2024‐05‐08  <1 

Total Coliform  CFU/100mLs  2024‐05‐17  <1 

Total Coliform  CFU/100mLs  2024‐05‐23  <1 

Total Coliform  CFU/100mLs  2024‐05‐28  <1 

Total Coliform  CFU/100mLs  2024‐06‐05  <1 

Total Coliform  CFU/100mLs  2024‐06‐06  <1 

Total Coliform  CFU/100mLs  2024‐06‐12  <1 

Total Coliform  CFU/100mLs  2024‐06‐20  <1 

Total Coliform  CFU/100mLs  2024‐07‐04  <1 

Total Coliform  CFU/100mLs  2024‐07‐11  <1 

Total Coliform  CFU/100mLs  2024‐07‐18  <1 

Total Coliform  CFU/100mLs  2024‐07‐22  <1 

Total Coliform  CFU/100mLs  2024‐07‐31  <1 
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Total Coliform  CFU/100mLs  2024‐08‐08  <1 

Total Coliform  CFU/100mLs  2024‐08‐13  <1 

Total Coliform  CFU/100mLs  2024‐08‐21  <1 

Total Coliform  CFU/100mLs  2024‐08‐28  <1 

Total Coliform  CFU/100mLs  2024‐09‐05  <1 

Total Coliform  CFU/100mLs  2024‐09‐11  <1 

Total Coliform  CFU/100mLs  2024‐09‐19  <1 

Total Coliform  CFU/100mLs  2024‐09‐23  <1 

Total Coliform  CFU/100mLs  2024‐10‐03  <1 

Total Coliform  CFU/100mLs  2024‐10‐10  <1 

Total Coliform  CFU/100mLs  2024‐10‐17  <1 

Total Coliform  CFU/100mLs  2024‐10‐24  <1 

Total Coliform  CFU/100mLs  2024‐11‐03  <1 

Total Coliform  CFU/100mLs  2024‐11‐13  <1 

Total Coliform  CFU/100mLs  2024‐11‐16  <1 

Total Coliform  CFU/100mLs  2024‐11‐23  <1 

Total Coliform  CFU/100mLs  2024‐11‐28  <1 

Total Coliform  CFU/100mLs  2024‐12‐05  <1 

Total Coliform  CFU/100mLs  2024‐12‐11  <1 

Total Coliform  CFU/100mLs  2024‐12‐20  <1 

Turbidity  NTU  2024‐01‐04  0.69 

Turbidity  NTU  2024‐01‐23  0.59 

Turbidity  NTU  2024‐01‐30  0.55 

Turbidity  NTU  2024‐02‐07  0.52 

Turbidity  NTU  2024‐02‐08  0.52 

Turbidity  NTU  2024‐02‐15  0.63 

Turbidity  NTU  2024‐02‐22  0.33 

Turbidity  NTU  2024‐02‐25  0.39 

Turbidity  NTU  2024‐03‐07  0.39 

Turbidity  NTU  2024‐03‐14  0.38 

Turbidity  NTU  2024‐03‐21  0.33 

Turbidity  NTU  2024‐03‐26  0.35 

Turbidity  NTU  2024‐04‐03  0.36 

Turbidity  NTU  2024‐04‐09  0.38 

Turbidity  NTU  2024‐04‐12  0.52 

Turbidity  NTU  2024‐04‐16  0.27 

Turbidity  NTU  2024‐04‐19  0.22 

Turbidity  NTU  2024‐04‐22  0.28 

Turbidity  NTU  2024‐05‐02  0.33 

Turbidity  NTU  2024‐05‐08  0.25 

Turbidity  NTU  2024‐05‐17  0.38 

Turbidity  NTU  2024‐05‐23  0.36 
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Turbidity  NTU  2024‐05‐28  0.38 

Turbidity  NTU  2024‐06‐05  0.31 

Turbidity  NTU  2024‐06‐06  0.33 

Turbidity  NTU  2024‐06‐12  0.28 

Turbidity  NTU  2024‐06‐20  0.27 

Turbidity  NTU  2024‐07‐04  0.20 

Turbidity  NTU  2024‐07‐11  0.37 

Turbidity  NTU  2024‐07‐18  0.18 

Turbidity  NTU  2024‐07‐22  0.16 

Turbidity  NTU  2024‐07‐31  0.14 

Turbidity  NTU  2024‐08‐08  0.15 

Turbidity  NTU  2024‐08‐13  0.17 

Turbidity  NTU  2024‐08‐21  0.18 

Turbidity  NTU  2024‐08‐28  0.17 

Turbidity  NTU  2024‐09‐05  0.17 

Turbidity  NTU  2024‐09‐11  0.26 

Turbidity  NTU  2024‐09‐19  0.16 

Turbidity  NTU  2024‐09‐23  0.19 

Turbidity  NTU  2024‐10‐03  0.19 

Turbidity  NTU  2024‐10‐10  0.17 

Turbidity  NTU  2024‐10‐17  0.30 

Turbidity  NTU  2024‐10‐24  2.3 

Turbidity  NTU  2024‐11‐03  0.97 

Turbidity  NTU  2024‐11‐13  0.91 

Turbidity  NTU  2024‐11‐16  1.0 

Turbidity  NTU  2024‐11‐23  0.47 

Turbidity  NTU  2024‐11‐28  0.50 

Turbidity  NTU  2024‐12‐05  1.3 

Turbidity  NTU  2024‐12‐11  0.46 

Turbidity  NTU  2024‐12‐20  0.75 

Zinc Total  µg/L  2024‐04‐16  <3.0 

Zinc Total  µg/L  2024‐10‐10  <3.0 
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Alkalinity as CaCO3  mg/L  2024‐01‐31  19 

Alkalinity as CaCO3  mg/L  2024‐04‐23  21 

Alkalinity as CaCO3  mg/L  2024‐09‐10  21 

Alkalinity as CaCO3  mg/L  2024‐11‐28  20 

Aluminum Total  µg/L  2024‐01‐31  75 

Aluminum Total  µg/L  2024‐04‐23  25 

Aluminum Total  µg/L  2024‐09‐10  24 

Aluminum Total  µg/L  2024‐11‐28  38 

Antimony Total  µg/L  2024‐01‐31  <0.5 

Antimony Total  µg/L  2024‐04‐23  <0.5 

Antimony Total  µg/L  2024‐09‐10  <0.5 

Antimony Total  µg/L  2024‐11‐28  <0.5 

Arsenic Total  µg/L  2024‐01‐31  <0.5 

Arsenic Total  µg/L  2024‐04‐23  <0.5 

Arsenic Total  µg/L  2024‐09‐10  <0.5 

Arsenic Total  µg/L  2024‐11‐28  <0.5 

Barium Total  µg/L  2024‐01‐31  3.4 

Barium Total  µg/L  2024‐04‐23  2.8 

Barium Total  µg/L  2024‐09‐10  3.4 

Barium Total  µg/L  2024‐11‐28  2.9 

Boron Total  µg/L  2024‐01‐31  <10 

Boron Total  µg/L  2024‐04‐23  <10 

Boron Total  µg/L  2024‐09‐10  <10 

Boron Total  µg/L  2024‐11‐28  <10 

Cadmium Total  µg/L  2024‐01‐31  <0.2 

Cadmium Total  µg/L  2024‐04‐23  <0.2 

Cadmium Total  µg/L  2024‐09‐10  <0.2 

Cadmium Total  µg/L  2024‐11‐28  <0.2 

Calcium Total  µg/L  2024‐01‐31  7690 

Calcium Total  µg/L  2024‐04‐23  8520 

Calcium Total  µg/L  2024‐09‐10  7900 

Calcium Total  µg/L  2024‐11‐28  7840 

Chromium Total  µg/L  2024‐01‐31  <0.05 

Chromium Total  µg/L  2024‐04‐23  <0.05 

Chromium Total  µg/L  2024‐09‐10  0.05 

Chromium Total  µg/L  2024‐11‐28  <0.05 

Cobalt Total  µg/L  2024‐01‐31  0.8 

Cobalt Total  µg/L  2024‐04‐23  <0.5 

Cobalt Total  µg/L  2024‐09‐10  <0.5 

Cobalt Total  µg/L  2024‐11‐28  <0.5 

Copper Total  µg/L  2024‐01‐31  4.3 

Copper Total  µg/L  2024‐04‐23  <0.5 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 385 

Mathers Main No. 2 GV‐085 

Parameter Units Date Sampled Result 

Copper Total  µg/L  2024‐09‐10  0.6 

Copper Total  µg/L  2024‐11‐28  0.7 

E. coli  CFU/100mLs  2024‐01‐04  <1 

E. coli  CFU/100mLs  2024‐01‐16  <1 

E. coli  CFU/100mLs  2024‐01‐23  <1 

E. coli  CFU/100mLs  2024‐01‐30  <1 

E. coli  CFU/100mLs  2024‐01‐31  <1 

E. coli  CFU/100mLs  2024‐02‐09  <1 

E. coli  CFU/100mLs  2024‐02‐13  <1 

E. coli  CFU/100mLs  2024‐02‐22  <1 

E. coli  CFU/100mLs  2024‐03‐01  <1 

E. coli  CFU/100mLs  2024‐03‐04  <1 

E. coli  CFU/100mLs  2024‐03‐12  <1 

E. coli  CFU/100mLs  2024‐03‐22  <1 

E. coli  CFU/100mLs  2024‐03‐28  <1 

E. coli  CFU/100mLs  2024‐04‐03  <1 

E. coli  CFU/100mLs  2024‐04‐05  <1 

E. coli  CFU/100mLs  2024‐04‐11  <1 

E. coli  CFU/100mLs  2024‐04‐18  <1 

E. coli  CFU/100mLs  2024‐04‐23  <1 

E. coli  CFU/100mLs  2024‐05‐03  <1 

E. coli  CFU/100mLs  2024‐05‐09  <1 

E. coli  CFU/100mLs  2024‐05‐15  <1 

E. coli  CFU/100mLs  2024‐05‐23  <1 

E. coli  CFU/100mLs  2024‐05‐29  <1 

E. coli  CFU/100mLs  2024‐06‐05  <1 

E. coli  CFU/100mLs  2024‐06‐12  <1 

E. coli  CFU/100mLs  2024‐06‐18  <1 

E. coli  CFU/100mLs  2024‐06‐26  <1 

E. coli  CFU/100mLs  2024‐07‐03  <1 

E. coli  CFU/100mLs  2024‐07‐12  <1 

E. coli  CFU/100mLs  2024‐07‐18  <1 

E. coli  MPN/100mLs  2024‐07‐28  <1 

E. coli  CFU/100mLs  2024‐07‐29  <1 

E. coli  CFU/100mLs  2024‐07‐30  <1 

E. coli  CFU/100mLs  2024‐07‐31  <1 

E. coli  CFU/100mLs  2024‐08‐07  <1 

E. coli  CFU/100mLs  2024‐08‐15  <1 

E. coli  CFU/100mLs  2024‐08‐20  <1 

E. coli  CFU/100mLs  2024‐08‐29  <1 

E. coli  CFU/100mLs  2024‐09‐04  <1 

E. coli  CFU/100mLs  2024‐09‐10  <1 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 386 

Mathers Main No. 2 GV‐085 

Parameter Units Date Sampled Result 

E. coli  CFU/100mLs  2024‐09‐18  <1 

E. coli  CFU/100mLs  2024‐09‐25  <1 

E. coli  CFU/100mLs  2024‐10‐04  <1 

E. coli  CFU/100mLs  2024‐10‐10  <1 

E. coli  CFU/100mLs  2024‐10‐17  <1 

E. coli  CFU/100mLs  2024‐10‐24  <1 

E. coli  CFU/100mLs  2024‐11‐07  <1 

E. coli  CFU/100mLs  2024‐11‐11  <1 

E. coli  CFU/100mLs  2024‐11‐28  <1 

E. coli  CFU/100mLs  2024‐12‐04  <1 

E. coli  CFU/100mLs  2024‐12‐05  <1 

E. coli  CFU/100mLs  2024‐12‐08  <1 

E. coli  CFU/100mLs  2024‐12‐12  <1 

E. coli  CFU/100mLs  2024‐12‐27  <1 

E. coli  CFU/100mLs  2024‐12‐31  <1 

Iron Total  µg/L  2024‐01‐31  95 

Iron Total  µg/L  2024‐04‐23  14 

Iron Total  µg/L  2024‐09‐10  12 

Iron Total  µg/L  2024‐11‐28  10 

Lead Total  µg/L  2024‐01‐31  0.6 

Lead Total  µg/L  2024‐04‐23  <0.5 

Lead Total  µg/L  2024‐09‐10  <0.5 

Lead Total  µg/L  2024‐11‐28  <0.5 

Magnesium Total  µg/L  2024‐01‐31  201 

Magnesium Total  µg/L  2024‐04‐23  219 

Magnesium Total  µg/L  2024‐09‐10  218 

Magnesium Total  µg/L  2024‐11‐28  202 

Manganese Total  µg/L  2024‐01‐31  238 

Manganese Total  µg/L  2024‐04‐23  10.1 

Manganese Total  µg/L  2024‐09‐10  30.4 

Manganese Total  µg/L  2024‐11‐28  18.4 

Mercury Total  µg/L  2024‐01‐31  <0.05 

Mercury Total  µg/L  2024‐04‐23  <0.05 

Mercury Total  µg/L  2024‐09‐10  <0.05 

Mercury Total  µg/L  2024‐11‐28  <0.05 

Molybdenum Total  µg/L  2024‐01‐31  <0.5 

Molybdenum Total  µg/L  2024‐04‐23  <0.5 

Molybdenum Total  µg/L  2024‐09‐10  <0.5 

Molybdenum Total  µg/L  2024‐11‐28  <0.5 

Nickel Total  µg/L  2024‐01‐31  <0.5 

Nickel Total  µg/L  2024‐04‐23  <0.5 

Nickel Total  µg/L  2024‐09‐10  <0.5 
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Nickel Total  µg/L  2024‐11‐28  <0.5 

pH  pH units  2024‐01‐31  7.9 

pH  pH units  2024‐04‐23  7.9 

pH  pH units  2024‐09‐10  8.1 

pH  pH units  2024‐11‐28  7.9 

Potassium Total  µg/L  2024‐01‐31  128 

Potassium Total  µg/L  2024‐04‐23  168 

Potassium Total  µg/L  2024‐09‐10  199 

Potassium Total  µg/L  2024‐11‐28  159 

Selenium Total  µg/L  2024‐01‐31  <0.5 

Selenium Total  µg/L  2024‐04‐23  <0.5 

Selenium Total  µg/L  2024‐09‐10  <0.5 

Selenium Total  µg/L  2024‐11‐28  <0.5 

Silver Total  µg/L  2024‐01‐31  <0.5 

Silver Total  µg/L  2024‐04‐23  <0.5 

Silver Total  µg/L  2024‐09‐10  <0.5 

Silver Total  µg/L  2024‐11‐28  <0.5 

Sodium Total  µg/L  2024‐01‐31  1470 

Sodium Total  µg/L  2024‐04‐23  1620 

Sodium Total  µg/L  2024‐09‐10  2140 

Sodium Total  µg/L  2024‐11‐28  1640 

Total Coliform  CFU/100mLs  2024‐01‐04  <1 

Total Coliform  CFU/100mLs  2024‐01‐16  <1 

Total Coliform  CFU/100mLs  2024‐01‐23  <1 

Total Coliform  CFU/100mLs  2024‐01‐30  <1 

Total Coliform  CFU/100mLs  2024‐01‐31  <1 

Total Coliform  CFU/100mLs  2024‐02‐09  <1 

Total Coliform  CFU/100mLs  2024‐02‐13  <1 

Total Coliform  CFU/100mLs  2024‐02‐22  <1 

Total Coliform  CFU/100mLs  2024‐03‐01  <1 

Total Coliform  CFU/100mLs  2024‐03‐04  <1 

Total Coliform  CFU/100mLs  2024‐03‐12  <1 

Total Coliform  CFU/100mLs  2024‐03‐22  <1 

Total Coliform  CFU/100mLs  2024‐03‐28  <1 

Total Coliform  CFU/100mLs  2024‐04‐03  <1 

Total Coliform  CFU/100mLs  2024‐04‐05  <1 

Total Coliform  CFU/100mLs  2024‐04‐11  <1 

Total Coliform  CFU/100mLs  2024‐04‐18  <1 

Total Coliform  CFU/100mLs  2024‐04‐23  <1 

Total Coliform  CFU/100mLs  2024‐05‐03  <1 

Total Coliform  CFU/100mLs  2024‐05‐09  <1 

Total Coliform  CFU/100mLs  2024‐05‐15  <1 
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Total Coliform  CFU/100mLs  2024‐05‐23  <1 

Total Coliform  CFU/100mLs  2024‐05‐29  <1 

Total Coliform  CFU/100mLs  2024‐06‐05  <1 

Total Coliform  CFU/100mLs  2024‐06‐12  <1 

Total Coliform  CFU/100mLs  2024‐06‐18  <1 

Total Coliform  CFU/100mLs  2024‐06‐26  <1 

Total Coliform  CFU/100mLs  2024‐07‐03  <1 

Total Coliform  CFU/100mLs  2024‐07‐12  <1 

Total Coliform  CFU/100mLs  2024‐07‐18  <1 

Total Coliform  MPN/100mLs  2024‐07‐28  <1 

Total Coliform  CFU/100mLs  2024‐07‐29  <1 

Total Coliform  CFU/100mLs  2024‐07‐30  <1 

Total Coliform  CFU/100mLs  2024‐07‐31  <1 

Total Coliform  CFU/100mLs  2024‐08‐07  <1 

Total Coliform  CFU/100mLs  2024‐08‐15  <1 

Total Coliform  CFU/100mLs  2024‐08‐20  <1 

Total Coliform  CFU/100mLs  2024‐08‐29  <1 

Total Coliform  CFU/100mLs  2024‐09‐04  <1 

Total Coliform  CFU/100mLs  2024‐09‐10  <1 

Total Coliform  CFU/100mLs  2024‐09‐18  <1 

Total Coliform  CFU/100mLs  2024‐09‐25  <1 

Total Coliform  CFU/100mLs  2024‐10‐04  <1 

Total Coliform  CFU/100mLs  2024‐10‐10  <1 

Total Coliform  CFU/100mLs  2024‐10‐17  <1 

Total Coliform  CFU/100mLs  2024‐10‐24  <1 

Total Coliform  CFU/100mLs  2024‐11‐07  <1 

Total Coliform  CFU/100mLs  2024‐11‐11  <1 

Total Coliform  CFU/100mLs  2024‐11‐28  <1 

Total Coliform  CFU/100mLs  2024‐12‐04  <1 

Total Coliform  CFU/100mLs  2024‐12‐05  <1 

Total Coliform  CFU/100mLs  2024‐12‐08  <1 

Total Coliform  CFU/100mLs  2024‐12‐12  <1 

Total Coliform  CFU/100mLs  2024‐12‐27  <1 

Total Coliform  CFU/100mLs  2024‐12‐31  <1 

Turbidity  NTU  2024‐01‐04  0.40 

Turbidity  NTU  2024‐01‐16  0.14 

Turbidity  NTU  2024‐01‐23  0.24 

Turbidity  NTU  2024‐01‐30  0.21 

Turbidity  NTU  2024‐01‐31  4.7 

Turbidity  NTU  2024‐02‐09  0.23 

Turbidity  NTU  2024‐02‐13  0.30 

Turbidity  NTU  2024‐02‐22  0.17 
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Turbidity  NTU  2024‐03‐01  0.15 

Turbidity  NTU  2024‐03‐04  0.16 

Turbidity  NTU  2024‐03‐12  3.0 

Turbidity  NTU  2024‐03‐22  0.18 

Turbidity  NTU  2024‐03‐28  0.18 

Turbidity  NTU  2024‐04‐03  0.27 

Turbidity  NTU  2024‐04‐05  0.25 

Turbidity  NTU  2024‐04‐11  0.16 

Turbidity  NTU  2024‐04‐18  0.59 

Turbidity  NTU  2024‐04‐23  0.27 

Turbidity  NTU  2024‐05‐03  0.17 

Turbidity  NTU  2024‐05‐09  0.22 

Turbidity  NTU  2024‐05‐15  0.12 

Turbidity  NTU  2024‐05‐23  0.11 

Turbidity  NTU  2024‐05‐29  0.12 

Turbidity  NTU  2024‐06‐05  0.13 

Turbidity  NTU  2024‐06‐12  0.13 

Turbidity  NTU  2024‐06‐18  0.11 

Turbidity  NTU  2024‐06‐26  0.17 

Turbidity  NTU  2024‐07‐03  0.15 

Turbidity  NTU  2024‐07‐12  0.12 

Turbidity  NTU  2024‐07‐18  0.12 

Turbidity  NTU  2024‐07‐28  5.6 

Turbidity  NTU  2024‐07‐29  1.7 

Turbidity  NTU  2024‐07‐30  0.65 

Turbidity  NTU  2024‐07‐31  0.57 

Turbidity  NTU  2024‐08‐07  0.66 

Turbidity  NTU  2024‐08‐15  0.54 

Turbidity  NTU  2024‐08‐20  0.40 

Turbidity  NTU  2024‐08‐29  0.46 

Turbidity  NTU  2024‐09‐04  0.37 

Turbidity  NTU  2024‐09‐10  0.30 

Turbidity  NTU  2024‐09‐18  0.27 

Turbidity  NTU  2024‐09‐25  0.24 

Turbidity  NTU  2024‐10‐04  0.22 

Turbidity  NTU  2024‐10‐10  0.25 

Turbidity  NTU  2024‐10‐17  0.24 

Turbidity  NTU  2024‐10‐24  0.21 

Turbidity  NTU  2024‐11‐07  0.47 

Turbidity  NTU  2024‐11‐11  0.25 

Turbidity  NTU  2024‐11‐28  0.31 

Turbidity  NTU  2024‐12‐04  0.29 



 

 
 

Greater Vancouver Water District 2024 Water Quality Annual Report ‐ Volume 2 | 390 

Mathers Main No. 2 GV‐085 

Parameter Units Date Sampled Result 

Turbidity  NTU  2024‐12‐05  0.21 

Turbidity  NTU  2024‐12‐08  0.21 

Turbidity  NTU  2024‐12‐12  0.27 

Turbidity  NTU  2024‐12‐27  0.20 

Turbidity  NTU  2024‐12‐31  0.18 

Zinc Total  µg/L  2024‐01‐31  7.6 

Zinc Total  µg/L  2024‐04‐23  <3.0 

Zinc Total  µg/L  2024‐09‐10  <3.0 

Zinc Total  µg/L  2024‐11‐28  <3.0 
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Alkalinity as CaCO3  mg/L  2024‐01‐29  20 

Alkalinity as CaCO3  mg/L  2024‐04‐23  21 

Alkalinity as CaCO3  mg/L  2024‐09‐09  21 

Alkalinity as CaCO3  mg/L  2024‐11‐28  20 

Aluminum Total  µg/L  2024‐01‐29  112 

Aluminum Total  µg/L  2024‐04‐23  89 

Aluminum Total  µg/L  2024‐09‐09  63 

Aluminum Total  µg/L  2024‐11‐28  97 

Antimony Total  µg/L  2024‐01‐29  <0.5 

Antimony Total  µg/L  2024‐04‐23  <0.5 

Antimony Total  µg/L  2024‐09‐09  <0.5 

Antimony Total  µg/L  2024‐11‐28  <0.5 

Arsenic Total  µg/L  2024‐01‐29  <0.5 

Arsenic Total  µg/L  2024‐04‐23  <0.5 

Arsenic Total  µg/L  2024‐09‐09  <0.5 

Arsenic Total  µg/L  2024‐11‐28  <0.5 

Barium Total  µg/L  2024‐01‐29  2.2 

Barium Total  µg/L  2024‐04‐23  2.5 

Barium Total  µg/L  2024‐09‐09  2.4 

Barium Total  µg/L  2024‐11‐28  2.4 

Boron Total  µg/L  2024‐01‐29  <10 

Boron Total  µg/L  2024‐04‐23  <10 

Boron Total  µg/L  2024‐09‐09  <10 

Boron Total  µg/L  2024‐11‐28  <10 

Bromate  µg/L  2024‐01‐29  <10 

Bromate  µg/L  2024‐04‐23  <10 

Bromate  µg/L  2024‐09‐09  <10 

Bromate  µg/L  2024‐10‐30  <10 

Bromate  µg/L  2024‐11‐28  <10 

Bromide  µg/L  2024‐01‐29  <10 

Bromide  µg/L  2024‐04‐23  <10 

Bromide  µg/L  2024‐09‐09  <10 

Bromide  µg/L  2024‐10‐30  <10 

Bromide  µg/L  2024‐11‐28  <10 

Bromodichloromethane  ppb  2024‐01‐29  <1 

Bromodichloromethane  ppb  2024‐04‐23  <1 

Bromodichloromethane  ppb  2024‐09‐09  <1 

Bromodichloromethane  ppb  2024‐10‐30  1 

Bromodichloromethane  ppb  2024‐11‐28  1 

Bromoform  ppb  2024‐01‐29  <1 

Bromoform  ppb  2024‐04‐23  <1 

Bromoform  ppb  2024‐09‐09  <1 
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Bromoform  ppb  2024‐10‐30  <1 

Bromoform  ppb  2024‐11‐28  <1 

Cadmium Total  µg/L  2024‐01‐29  <0.2 

Cadmium Total  µg/L  2024‐04‐23  <0.2 

Cadmium Total  µg/L  2024‐09‐09  <0.2 

Cadmium Total  µg/L  2024‐11‐28  <0.2 

Calcium Total  µg/L  2024‐01‐29  773 

Calcium Total  µg/L  2024‐04‐23  868 

Calcium Total  µg/L  2024‐09‐09  829 

Calcium Total  µg/L  2024‐11‐28  831 

Chlorate  µg/L  2024‐01‐29  33 

Chlorate  µg/L  2024‐04‐23  32 

Chlorate  µg/L  2024‐09‐09  405 

Chlorate  µg/L  2024‐10‐30  278 

Chlorate  µg/L  2024‐11‐28  83 

Chloride  mg/L  2024‐01‐29  3.0 

Chloride  mg/L  2024‐04‐23  2.2 

Chloride  mg/L  2024‐09‐09  3.9 

Chloride  mg/L  2024‐11‐28  2.9 

Chlorodibromomethane  ppb  2024‐01‐29  <1 

Chlorodibromomethane  ppb  2024‐04‐23  <1 

Chlorodibromomethane  ppb  2024‐09‐09  <1 

Chlorodibromomethane  ppb  2024‐10‐30  <1 

Chlorodibromomethane  ppb  2024‐11‐28  <1 

Chloroform  ppb  2024‐01‐29  28 

Chloroform  ppb  2024‐04‐23  31 

Chloroform  ppb  2024‐09‐09  30 

Chloroform  ppb  2024‐10‐30  51 

Chloroform  ppb  2024‐11‐28  38 

Chromium Total  µg/L  2024‐01‐29  <0.05 

Chromium Total  µg/L  2024‐04‐23  <0.05 

Chromium Total  µg/L  2024‐09‐09  <0.05 

Chromium Total  µg/L  2024‐11‐28  <0.05 

Cobalt Total  µg/L  2024‐01‐29  <0.5 

Cobalt Total  µg/L  2024‐04‐23  <0.5 

Cobalt Total  µg/L  2024‐09‐09  <0.5 

Cobalt Total  µg/L  2024‐11‐28  <0.5 

Copper Total  µg/L  2024‐01‐29  <0.5 

Copper Total  µg/L  2024‐04‐23  <0.5 

Copper Total  µg/L  2024‐09‐09  <0.5 

Copper Total  µg/L  2024‐11‐28  <0.5 

Dibromoacetic Acid  µg/L  2024‐01‐29  <0.5 
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Dibromoacetic Acid  µg/L  2024‐04‐23  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐09  <0.5 

Dibromoacetic Acid  µg/L  2024‐10‐30  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐28  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐29  12 

Dichloroacetic Acid  µg/L  2024‐04‐23  14 

Dichloroacetic Acid  µg/L  2024‐09‐09  11 

Dichloroacetic Acid  µg/L  2024‐10‐30  8.8 

Dichloroacetic Acid  µg/L  2024‐11‐28  13 

E. coli  CFU/100mLs  2024‐01‐03  <1 

E. coli  CFU/100mLs  2024‐01‐10  <1 

E. coli  CFU/100mLs  2024‐01‐16  <1 

E. coli  CFU/100mLs  2024‐01‐22  <1 

E. coli  CFU/100mLs  2024‐01‐29  <1 

E. coli  CFU/100mLs  2024‐02‐05  <1 

E. coli  CFU/100mLs  2024‐02‐14  <1 

E. coli  CFU/100mLs  2024‐02‐23  <1 

E. coli  CFU/100mLs  2024‐02‐28  <1 

E. coli  CFU/100mLs  2024‐03‐07  <1 

E. coli  CFU/100mLs  2024‐03‐15  <1 

E. coli  CFU/100mLs  2024‐03‐20  <1 

E. coli  CFU/100mLs  2024‐03‐27  <1 

E. coli  CFU/100mLs  2024‐04‐04  <1 

E. coli  CFU/100mLs  2024‐04‐09  <1 

E. coli  CFU/100mLs  2024‐04‐16  <1 

E. coli  CFU/100mLs  2024‐04‐23  <1 

E. coli  CFU/100mLs  2024‐04‐29  <1 

E. coli  CFU/100mLs  2024‐05‐03  <1 

E. coli  CFU/100mLs  2024‐05‐07  <1 

E. coli  CFU/100mLs  2024‐05‐13  <1 

E. coli  CFU/100mLs  2024‐05‐24  <1 

E. coli  CFU/100mLs  2024‐05‐29  <1 

E. coli  CFU/100mLs  2024‐06‐06  <1 

E. coli  CFU/100mLs  2024‐06‐10  <1 

E. coli  CFU/100mLs  2024‐06‐20  <1 

E. coli  CFU/100mLs  2024‐06‐25  <1 

E. coli  CFU/100mLs  2024‐07‐04  <1 

E. coli  CFU/100mLs  2024‐07‐12  <1 

E. coli  CFU/100mLs  2024‐07‐18  <1 

E. coli  CFU/100mLs  2024‐07‐22  <1 

E. coli  CFU/100mLs  2024‐07‐29  <1 

E. coli  CFU/100mLs  2024‐08‐07  <1 
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E. coli  CFU/100mLs  2024‐08‐14  <1 

E. coli  CFU/100mLs  2024‐08‐22  <1 

E. coli  CFU/100mLs  2024‐08‐27  <1 

E. coli  CFU/100mLs  2024‐09‐04  <1 

E. coli  CFU/100mLs  2024‐09‐09  <1 

E. coli  CFU/100mLs  2024‐09‐19  <1 

E. coli  CFU/100mLs  2024‐09‐24  <1 

E. coli  CFU/100mLs  2024‐10‐04  <1 

E. coli  CFU/100mLs  2024‐10‐11  <1 

E. coli  CFU/100mLs  2024‐10‐22  <1 

E. coli  CFU/100mLs  2024‐10‐30  <1 

E. coli  CFU/100mLs  2024‐11‐05  <1 

E. coli  CFU/100mLs  2024‐11‐14  <1 

E. coli  CFU/100mLs  2024‐11‐20  <1 

E. coli  CFU/100mLs  2024‐11‐28  <1 

E. coli  CFU/100mLs  2024‐12‐04  <1 

E. coli  CFU/100mLs  2024‐12‐09  <1 

E. coli  CFU/100mLs  2024‐12‐16  <1 

E. coli  CFU/100mLs  2024‐12‐23  <1 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐29  30 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐23  42 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐09  27 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐30  49 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐28  45 

Iron Total  µg/L  2024‐01‐29  50 

Iron Total  µg/L  2024‐04‐23  49 

Iron Total  µg/L  2024‐09‐09  40 

Iron Total  µg/L  2024‐11‐28  43 

Lead Total  µg/L  2024‐01‐29  <0.5 

Lead Total  µg/L  2024‐04‐23  <0.5 

Lead Total  µg/L  2024‐09‐09  <0.5 

Lead Total  µg/L  2024‐11‐28  <0.5 

Magnesium Total  µg/L  2024‐01‐29  101 

Magnesium Total  µg/L  2024‐04‐23  96 

Magnesium Total  µg/L  2024‐09‐09  85 

Magnesium Total  µg/L  2024‐11‐28  90 

Manganese Total  µg/L  2024‐01‐29  2.5 

Manganese Total  µg/L  2024‐04‐23  12.9 

Manganese Total  µg/L  2024‐09‐09  5.6 

Manganese Total  µg/L  2024‐11‐28  1.8 

Mercury Total  µg/L  2024‐01‐29  <0.05 

Mercury Total  µg/L  2024‐04‐23  <0.05 
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Mercury Total  µg/L  2024‐09‐09  <0.05 

Mercury Total  µg/L  2024‐11‐28  <0.05 

Molybdenum Total  µg/L  2024‐01‐29  <0.5 

Molybdenum Total  µg/L  2024‐04‐23  <0.5 

Molybdenum Total  µg/L  2024‐09‐09  <0.5 

Molybdenum Total  µg/L  2024‐11‐28  <0.5 

Monobromoacetic Acid  µg/L  2024‐01‐29  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐23  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐09  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐30  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐28  <0.5 

Monochloroacetic Acid  µg/L  2024‐01‐29  <0.5 

Monochloroacetic Acid  µg/L  2024‐04‐23  <0.5 

Monochloroacetic Acid  µg/L  2024‐09‐09  <0.5 

Monochloroacetic Acid  µg/L  2024‐10‐30  1 

Monochloroacetic Acid  µg/L  2024‐11‐28  0.5 

Nickel Total  µg/L  2024‐01‐29  <0.5 

Nickel Total  µg/L  2024‐04‐23  <0.5 

Nickel Total  µg/L  2024‐09‐09  <0.5 

Nickel Total  µg/L  2024‐11‐28  <0.5 

pH  pH units  2024‐01‐29  7.8 

pH  pH units  2024‐04‐23  7.7 

pH  pH units  2024‐09‐09  7.8 

pH  pH units  2024‐11‐28  7.7 

Potassium Total  µg/L  2024‐01‐29  115 

Potassium Total  µg/L  2024‐04‐23  121 

Potassium Total  µg/L  2024‐09‐09  119 

Potassium Total  µg/L  2024‐11‐28  120 

Selenium Total  µg/L  2024‐01‐29  <0.5 

Selenium Total  µg/L  2024‐04‐23  <0.5 

Selenium Total  µg/L  2024‐09‐09  <0.5 

Selenium Total  µg/L  2024‐11‐28  <0.5 

Silver Total  µg/L  2024‐01‐29  <0.5 

Silver Total  µg/L  2024‐04‐23  <0.5 

Silver Total  µg/L  2024‐09‐09  <0.5 

Silver Total  µg/L  2024‐11‐28  <0.5 

Sodium Total  µg/L  2024‐01‐29  11300 

Sodium Total  µg/L  2024‐04‐23  10900 

Sodium Total  µg/L  2024‐09‐09  10600 

Sodium Total  µg/L  2024‐11‐28  10000 

THM‐Total Trihalomethanes  ppb  2024‐01‐29  29 

THM‐Total Trihalomethanes  ppb  2024‐04‐23  32 
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THM‐Total Trihalomethanes  ppb  2024‐09‐09  31 

THM‐Total Trihalomethanes  ppb  2024‐10‐30  53 

THM‐Total Trihalomethanes  ppb  2024‐11‐28  39 

Total Coliform  CFU/100mLs  2024‐01‐03  <1 

Total Coliform  CFU/100mLs  2024‐01‐10  <1 

Total Coliform  CFU/100mLs  2024‐01‐16  <1 

Total Coliform  CFU/100mLs  2024‐01‐22  <1 

Total Coliform  CFU/100mLs  2024‐01‐29  <1 

Total Coliform  CFU/100mLs  2024‐02‐05  <1 

Total Coliform  CFU/100mLs  2024‐02‐14  <1 

Total Coliform  CFU/100mLs  2024‐02‐23  <1 

Total Coliform  CFU/100mLs  2024‐02‐28  <1 

Total Coliform  CFU/100mLs  2024‐03‐07  <1 

Total Coliform  CFU/100mLs  2024‐03‐15  <1 

Total Coliform  CFU/100mLs  2024‐03‐20  <1 

Total Coliform  CFU/100mLs  2024‐03‐27  <1 

Total Coliform  CFU/100mLs  2024‐04‐04  <1 

Total Coliform  CFU/100mLs  2024‐04‐09  <1 

Total Coliform  CFU/100mLs  2024‐04‐16  <1 

Total Coliform  CFU/100mLs  2024‐04‐23  <1 

Total Coliform  CFU/100mLs  2024‐04‐29  <1 

Total Coliform  CFU/100mLs  2024‐05‐03  <1 

Total Coliform  CFU/100mLs  2024‐05‐07  <1 

Total Coliform  CFU/100mLs  2024‐05‐13  <1 

Total Coliform  CFU/100mLs  2024‐05‐24  <1 

Total Coliform  CFU/100mLs  2024‐05‐29  <1 

Total Coliform  CFU/100mLs  2024‐06‐06  <1 

Total Coliform  CFU/100mLs  2024‐06‐10  <1 

Total Coliform  CFU/100mLs  2024‐06‐20  <1 

Total Coliform  CFU/100mLs  2024‐06‐25  <1 

Total Coliform  CFU/100mLs  2024‐07‐04  <1 

Total Coliform  CFU/100mLs  2024‐07‐12  <1 

Total Coliform  CFU/100mLs  2024‐07‐18  <1 

Total Coliform  CFU/100mLs  2024‐07‐22  <1 

Total Coliform  CFU/100mLs  2024‐07‐29  <1 

Total Coliform  CFU/100mLs  2024‐08‐07  <1 

Total Coliform  CFU/100mLs  2024‐08‐14  <1 

Total Coliform  CFU/100mLs  2024‐08‐22  <1 

Total Coliform  CFU/100mLs  2024‐08‐27  <1 

Total Coliform  CFU/100mLs  2024‐09‐04  <1 

Total Coliform  CFU/100mLs  2024‐09‐09  <1 

Total Coliform  CFU/100mLs  2024‐09‐19  <1 
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Total Coliform  CFU/100mLs  2024‐09‐24  <1 

Total Coliform  CFU/100mLs  2024‐10‐04  <1 

Total Coliform  CFU/100mLs  2024‐10‐11  <1 

Total Coliform  CFU/100mLs  2024‐10‐22  <1 

Total Coliform  CFU/100mLs  2024‐10‐30  <1 

Total Coliform  CFU/100mLs  2024‐11‐05  <1 

Total Coliform  CFU/100mLs  2024‐11‐14  <1 

Total Coliform  CFU/100mLs  2024‐11‐20  <1 

Total Coliform  CFU/100mLs  2024‐11‐28  <1 

Total Coliform  CFU/100mLs  2024‐12‐04  <1 

Total Coliform  CFU/100mLs  2024‐12‐09  <1 

Total Coliform  CFU/100mLs  2024‐12‐16  <1 

Total Coliform  CFU/100mLs  2024‐12‐23  <1 

Trichloroacetic Acid  µg/L  2024‐01‐29  18 

Trichloroacetic Acid  µg/L  2024‐04‐23  28 

Trichloroacetic Acid  µg/L  2024‐09‐09  16 

Trichloroacetic Acid  µg/L  2024‐10‐30  39 

Trichloroacetic Acid  µg/L  2024‐11‐28  31 

Turbidity  NTU  2024‐01‐03  0.51 

Turbidity  NTU  2024‐01‐10  0.89 

Turbidity  NTU  2024‐01‐16  0.48 

Turbidity  NTU  2024‐01‐22  0.49 

Turbidity  NTU  2024‐01‐29  0.97 

Turbidity  NTU  2024‐02‐05  0.50 

Turbidity  NTU  2024‐02‐14  0.60 

Turbidity  NTU  2024‐02‐23  0.37 

Turbidity  NTU  2024‐02‐28  0.48 

Turbidity  NTU  2024‐03‐07  0.40 

Turbidity  NTU  2024‐03‐14  0.42 

Turbidity  NTU  2024‐03‐15  0.50 

Turbidity  NTU  2024‐03‐20  0.42 

Turbidity  NTU  2024‐03‐21  0.37 

Turbidity  NTU  2024‐03‐27  0.33 

Turbidity  NTU  2024‐03‐28  0.33 

Turbidity  NTU  2024‐04‐04  0.30 

Turbidity  NTU  2024‐04‐09  0.37 

Turbidity  NTU  2024‐04‐11  0.37 

Turbidity  NTU  2024‐04‐16  0.44 

Turbidity  NTU  2024‐04‐18  0.33 

Turbidity  NTU  2024‐04‐23  0.51 

Turbidity  NTU  2024‐04‐29  0.27 

Turbidity  NTU  2024‐05‐02  0.33 
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Turbidity  NTU  2024‐05‐03  0.40 

Turbidity  NTU  2024‐05‐07  0.26 

Turbidity  NTU  2024‐05‐09  0.29 

Turbidity  NTU  2024‐05‐13  0.41 

Turbidity  NTU  2024‐05‐16  0.55 

Turbidity  NTU  2024‐05‐24  0.29 

Turbidity  NTU  2024‐05‐29  0.24 

Turbidity  NTU  2024‐05‐30  0.36 

Turbidity  NTU  2024‐06‐06  0.24 

Turbidity  NTU  2024‐06‐10  0.24 

Turbidity  NTU  2024‐06‐13  0.33 

Turbidity  NTU  2024‐06‐20  0.27 

Turbidity  NTU  2024‐06‐25  0.26 

Turbidity  NTU  2024‐07‐04  0.30 

Turbidity  NTU  2024‐07‐12  0.22 

Turbidity  NTU  2024‐07‐18  0.23 

Turbidity  NTU  2024‐07‐22  0.19 

Turbidity  NTU  2024‐07‐25  0.26 

Turbidity  NTU  2024‐07‐29  0.17 

Turbidity  NTU  2024‐08‐01  0.22 

Turbidity  NTU  2024‐08‐07  0.15 

Turbidity  NTU  2024‐08‐08  0.17 

Turbidity  NTU  2024‐08‐14  0.20 

Turbidity  NTU  2024‐08‐15  0.24 

Turbidity  NTU  2024‐08‐22  0.16 

Turbidity  NTU  2024‐08‐27  0.18 

Turbidity  NTU  2024‐09‐04  0.20 

Turbidity  NTU  2024‐09‐09  0.25 

Turbidity  NTU  2024‐09‐19  0.33 

Turbidity  NTU  2024‐09‐24  0.26 

Turbidity  NTU  2024‐10‐04  0.20 

Turbidity  NTU  2024‐10‐11  0.60 

Turbidity  NTU  2024‐10‐22  2.7 

Turbidity  NTU  2024‐10‐30  1.8 

Turbidity  NTU  2024‐11‐05  1.3 

Turbidity  NTU  2024‐11‐14  0.94 

Turbidity  NTU  2024‐11‐20  0.68 

Turbidity  NTU  2024‐11‐28  0.48 

Turbidity  NTU  2024‐12‐04  0.39 

Turbidity  NTU  2024‐12‐09  0.39 

Turbidity  NTU  2024‐12‐16  0.41 

Turbidity  NTU  2024‐12‐23  0.57 
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Zinc Total  µg/L  2024‐01‐29  <3.0 

Zinc Total  µg/L  2024‐04‐23  <3.0 

Zinc Total  µg/L  2024‐09‐09  <3.0 

Zinc Total  µg/L  2024‐11‐28  <3.0 
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E. coli  CFU/100mLs  2024‐01‐11  <1 

E. coli  CFU/100mLs  2024‐01‐15  <1 

E. coli  CFU/100mLs  2024‐01‐25  <1 

E. coli  CFU/100mLs  2024‐02‐01  <1 

E. coli  CFU/100mLs  2024‐02‐09  <1 

E. coli  CFU/100mLs  2024‐02‐15  <1 

E. coli  CFU/100mLs  2024‐02‐23  <1 

E. coli  CFU/100mLs  2024‐02‐27  <1 

E. coli  CFU/100mLs  2024‐03‐14  <1 

E. coli  CFU/100mLs  2024‐03‐18  <1 

E. coli  CFU/100mLs  2024‐03‐28  <1 

E. coli  CFU/100mLs  2024‐04‐25  <1 

E. coli  CFU/100mLs  2024‐05‐02  <1 

E. coli  CFU/100mLs  2024‐05‐08  <1 

E. coli  CFU/100mLs  2024‐05‐23  <1 

E. coli  CFU/100mLs  2024‐05‐27  <1 

E. coli  CFU/100mLs  2024‐06‐04  <1 

E. coli  CFU/100mLs  2024‐06‐11  <1 

E. coli  CFU/100mLs  2024‐06‐26  <1 

E. coli  CFU/100mLs  2024‐07‐04  <1 

E. coli  CFU/100mLs  2024‐07‐11  <1 

E. coli  CFU/100mLs  2024‐07‐18  <1 

E. coli  CFU/100mLs  2024‐08‐03  <1 

E. coli  CFU/100mLs  2024‐08‐06  <1 

E. coli  CFU/100mLs  2024‐08‐19  <1 

E. coli  CFU/100mLs  2024‐08‐29  <1 

E. coli  CFU/100mLs  2024‐09‐10  <1 

E. coli  CFU/100mLs  2024‐09‐18  <1 

E. coli  CFU/100mLs  2024‐09‐25  <1 

E. coli  CFU/100mLs  2024‐10‐03  <1 

E. coli  CFU/100mLs  2024‐10‐09  <1 

E. coli  CFU/100mLs  2024‐10‐16  <1 

E. coli  CFU/100mLs  2024‐10‐25  <1 

E. coli  CFU/100mLs  2024‐11‐01  <1 

E. coli  CFU/100mLs  2024‐11‐06  <1 

E. coli  CFU/100mLs  2024‐11‐29  <1 

E. coli  CFU/100mLs  2024‐12‐03  <1 

E. coli  CFU/100mLs  2024‐12‐11  <1 

E. coli  CFU/100mLs  2024‐12‐18  <1 

E. coli  CFU/100mLs  2024‐12‐29  <1 

Total Coliform  CFU/100mLs  2024‐01‐11  <1 

Total Coliform  CFU/100mLs  2024‐01‐15  <1 
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Total Coliform  CFU/100mLs  2024‐01‐25  <1 

Total Coliform  CFU/100mLs  2024‐02‐01  <1 

Total Coliform  CFU/100mLs  2024‐02‐09  <1 

Total Coliform  CFU/100mLs  2024‐02‐15  <1 

Total Coliform  CFU/100mLs  2024‐02‐23  <1 

Total Coliform  CFU/100mLs  2024‐02‐27  <1 

Total Coliform  CFU/100mLs  2024‐03‐14  <1 

Total Coliform  CFU/100mLs  2024‐03‐18  <1 

Total Coliform  CFU/100mLs  2024‐03‐28  <1 

Total Coliform  CFU/100mLs  2024‐04‐25  <1 

Total Coliform  CFU/100mLs  2024‐05‐02  <1 

Total Coliform  CFU/100mLs  2024‐05‐08  <1 

Total Coliform  CFU/100mLs  2024‐05‐23  <1 

Total Coliform  CFU/100mLs  2024‐05‐27  <1 

Total Coliform  CFU/100mLs  2024‐06‐04  <1 

Total Coliform  CFU/100mLs  2024‐06‐11  <1 

Total Coliform  CFU/100mLs  2024‐06‐26  <1 

Total Coliform  CFU/100mLs  2024‐07‐04  <1 

Total Coliform  CFU/100mLs  2024‐07‐11  <1 

Total Coliform  CFU/100mLs  2024‐07‐18  <1 

Total Coliform  CFU/100mLs  2024‐08‐03  <1 

Total Coliform  CFU/100mLs  2024‐08‐06  <1 

Total Coliform  CFU/100mLs  2024‐08‐19  <1 

Total Coliform  CFU/100mLs  2024‐08‐29  <1 

Total Coliform  CFU/100mLs  2024‐09‐10  <1 

Total Coliform  CFU/100mLs  2024‐09‐18  <1 

Total Coliform  CFU/100mLs  2024‐09‐25  <1 

Total Coliform  CFU/100mLs  2024‐10‐03  <1 

Total Coliform  CFU/100mLs  2024‐10‐09  <1 

Total Coliform  CFU/100mLs  2024‐10‐16  <1 

Total Coliform  CFU/100mLs  2024‐10‐25  <1 

Total Coliform  CFU/100mLs  2024‐11‐01  <1 

Total Coliform  CFU/100mLs  2024‐11‐06  <1 

Total Coliform  CFU/100mLs  2024‐11‐29  <1 

Total Coliform  CFU/100mLs  2024‐12‐03  <1 

Total Coliform  CFU/100mLs  2024‐12‐11  <1 

Total Coliform  CFU/100mLs  2024‐12‐18  <1 

Total Coliform  CFU/100mLs  2024‐12‐29  <1 

Turbidity  NTU  2024‐01‐11  0.21 

Turbidity  NTU  2024‐01‐15  0.26 

Turbidity  NTU  2024‐01‐25  0.23 

Turbidity  NTU  2024‐02‐01  0.23 
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Turbidity  NTU  2024‐02‐09  0.21 

Turbidity  NTU  2024‐02‐15  0.19 

Turbidity  NTU  2024‐02‐23  0.26 

Turbidity  NTU  2024‐02‐27  0.27 

Turbidity  NTU  2024‐03‐14  0.17 

Turbidity  NTU  2024‐03‐18  0.28 

Turbidity  NTU  2024‐03‐28  0.25 

Turbidity  NTU  2024‐04‐25  0.13 

Turbidity  NTU  2024‐05‐02  0.13 

Turbidity  NTU  2024‐05‐08  0.16 

Turbidity  NTU  2024‐05‐23  0.35 

Turbidity  NTU  2024‐05‐27  0.15 

Turbidity  NTU  2024‐06‐04  0.16 

Turbidity  NTU  2024‐06‐11  0.16 

Turbidity  NTU  2024‐06‐26  0.18 

Turbidity  NTU  2024‐07‐04  0.23 

Turbidity  NTU  2024‐07‐11  0.20 

Turbidity  NTU  2024‐07‐18  0.15 

Turbidity  NTU  2024‐08‐03  0.11 

Turbidity  NTU  2024‐08‐06  0.11 

Turbidity  NTU  2024‐08‐19  0.13 

Turbidity  NTU  2024‐08‐29  0.13 

Turbidity  NTU  2024‐09‐10  0.09 

Turbidity  NTU  2024‐09‐18  0.12 

Turbidity  NTU  2024‐09‐25  0.16 

Turbidity  NTU  2024‐10‐03  0.14 

Turbidity  NTU  2024‐10‐09  0.20 

Turbidity  NTU  2024‐10‐16  0.19 

Turbidity  NTU  2024‐10‐25  0.21 

Turbidity  NTU  2024‐11‐01  0.19 

Turbidity  NTU  2024‐11‐06  0.22 

Turbidity  NTU  2024‐11‐29  0.16 

Turbidity  NTU  2024‐12‐03  0.29 

Turbidity  NTU  2024‐12‐11  0.15 

Turbidity  NTU  2024‐12‐18  0.19 

Turbidity  NTU  2024‐12‐29  0.15 
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Bromate  µg/L  2024‐01‐29  <10 

Bromate  µg/L  2024‐04‐23  <10 

Bromate  µg/L  2024‐09‐09  <10 

Bromate  µg/L  2024‐10‐15  <10 

Bromate  µg/L  2024‐11‐25  <10 

Bromide  µg/L  2024‐01‐29  <10 

Bromide  µg/L  2024‐04‐23  <10 

Bromide  µg/L  2024‐09‐09  <10 

Bromide  µg/L  2024‐10‐15  <10 

Bromide  µg/L  2024‐11‐25  <10 

Bromodichloromethane  ppb  2024‐01‐29  <1 

Bromodichloromethane  ppb  2024‐04‐23  <1 

Bromodichloromethane  ppb  2024‐09‐09  <1 

Bromodichloromethane  ppb  2024‐10‐15  1 

Bromodichloromethane  ppb  2024‐11‐25  <1 

Bromoform  ppb  2024‐01‐29  <1 

Bromoform  ppb  2024‐04‐23  <1 

Bromoform  ppb  2024‐09‐09  <1 

Bromoform  ppb  2024‐10‐15  <1 

Bromoform  ppb  2024‐11‐25  <1 

Chlorate  µg/L  2024‐01‐29  20 

Chlorate  µg/L  2024‐04‐23  45 

Chlorate  µg/L  2024‐09‐09  432 

Chlorate  µg/L  2024‐10‐15  239 

Chlorate  µg/L  2024‐11‐25  66 

Chloride  mg/L  2024‐01‐29  3.1 

Chloride  mg/L  2024‐04‐23  2.3 

Chloride  mg/L  2024‐09‐09  4.2 

Chloride  mg/L  2024‐11‐25  4.2 

Chlorodibromomethane  ppb  2024‐01‐29  <1 

Chlorodibromomethane  ppb  2024‐04‐23  <1 

Chlorodibromomethane  ppb  2024‐09‐09  <1 

Chlorodibromomethane  ppb  2024‐10‐15  <1 

Chlorodibromomethane  ppb  2024‐11‐25  <1 

Chloroform  ppb  2024‐01‐29  28 

Chloroform  ppb  2024‐04‐23  23 

Chloroform  ppb  2024‐09‐09  31 

Chloroform  ppb  2024‐10‐15  39 

Chloroform  ppb  2024‐11‐25  34 

Dibromoacetic Acid  µg/L  2024‐01‐29  <0.5 

Dibromoacetic Acid  µg/L  2024‐04‐23  <0.5 

Dibromoacetic Acid  µg/L  2024‐09‐09  <0.5 
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Dibromoacetic Acid  µg/L  2024‐10‐15  <0.5 

Dibromoacetic Acid  µg/L  2024‐11‐25  <0.5 

Dichloroacetic Acid  µg/L  2024‐01‐29  11 

Dichloroacetic Acid  µg/L  2024‐04‐23  11 

Dichloroacetic Acid  µg/L  2024‐09‐09  15 

Dichloroacetic Acid  µg/L  2024‐10‐15  20 

Dichloroacetic Acid  µg/L  2024‐11‐25  13 

E. coli  CFU/100mLs  2024‐01‐11  <1 

E. coli  CFU/100mLs  2024‐01‐18  <1 

E. coli  CFU/100mLs  2024‐01‐22  <1 

E. coli  CFU/100mLs  2024‐01‐29  <1 

E. coli  CFU/100mLs  2024‐02‐10  <1 

E. coli  CFU/100mLs  2024‐02‐13  <1 

E. coli  CFU/100mLs  2024‐02‐20  <1 

E. coli  CFU/100mLs  2024‐02‐28  <1 

E. coli  CFU/100mLs  2024‐03‐08  <1 

E. coli  CFU/100mLs  2024‐03‐12  <1 

E. coli  CFU/100mLs  2024‐03‐20  <1 

E. coli  CFU/100mLs  2024‐03‐25  <1 

E. coli  CFU/100mLs  2024‐04‐05  <1 

E. coli  CFU/100mLs  2024‐04‐10  <1 

E. coli  CFU/100mLs  2024‐04‐19  <1 

E. coli  CFU/100mLs  2024‐04‐22  <1 

E. coli  CFU/100mLs  2024‐04‐30  <1 

E. coli  CFU/100mLs  2024‐05‐07  <1 

E. coli  CFU/100mLs  2024‐05‐14  <1 

E. coli  CFU/100mLs  2024‐05‐22  <1 

E. coli  CFU/100mLs  2024‐05‐30  <1 

E. coli  CFU/100mLs  2024‐06‐06  <1 

E. coli  CFU/100mLs  2024‐06‐13  <1 

E. coli  CFU/100mLs  2024‐06‐17  <1 

E. coli  CFU/100mLs  2024‐06‐24  <1 

E. coli  CFU/100mLs  2024‐07‐03  <1 

E. coli  CFU/100mLs  2024‐07‐11  <1 

E. coli  CFU/100mLs  2024‐07‐16  <1 

E. coli  CFU/100mLs  2024‐07‐23  <1 

E. coli  CFU/100mLs  2024‐07‐31  <1 

E. coli  CFU/100mLs  2024‐08‐06  <1 

E. coli  CFU/100mLs  2024‐08‐14  <1 

E. coli  CFU/100mLs  2024‐08‐23  <1 

E. coli  CFU/100mLs  2024‐08‐26  <1 

E. coli  CFU/100mLs  2024‐09‐05  <1 
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E. coli  CFU/100mLs  2024‐09‐09  <1 

E. coli  CFU/100mLs  2024‐09‐19  <1 

E. coli  CFU/100mLs  2024‐09‐26  <1 

E. coli  CFU/100mLs  2024‐10‐03  <1 

E. coli  CFU/100mLs  2024‐10‐09  <1 

E. coli  CFU/100mLs  2024‐10‐15  <1 

E. coli  CFU/100mLs  2024‐10‐30  <1 

E. coli  CFU/100mLs  2024‐11‐04  <1 

E. coli  CFU/100mLs  2024‐11‐15  <1 

E. coli  CFU/100mLs  2024‐11‐19  <1 

E. coli  CFU/100mLs  2024‐11‐25  <1 

E. coli  CFU/100mLs  2024‐12‐10  <1 

E. coli  CFU/100mLs  2024‐12‐17  <1 

E. coli  CFU/100mLs  2024‐12‐23  <1 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐01‐29  21 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐04‐23  25 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐09‐09  30 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐10‐15  42 

HAA ‐ Total Haloacetic Acid  µg/L  2024‐11‐25  25 

Monobromoacetic Acid  µg/L  2024‐01‐29  <0.5 

Monobromoacetic Acid  µg/L  2024‐04‐23  <0.5 

Monobromoacetic Acid  µg/L  2024‐09‐09  <0.5 

Monobromoacetic Acid  µg/L  2024‐10‐15  <0.5 

Monobromoacetic Acid  µg/L  2024‐11‐25  <0.5 

Monochloroacetic Acid  µg/L  2024‐01‐29  0.7 

Monochloroacetic Acid  µg/L  2024‐04‐23  <0.5 

Monochloroacetic Acid  µg/L  2024‐09‐09  <0.5 

Monochloroacetic Acid  µg/L  2024‐10‐15  0.8 

Monochloroacetic Acid  µg/L  2024‐11‐25  0.8 

pH  pH units  2024‐01‐29  7.7 

pH  pH units  2024‐04‐23  7.7 

pH  pH units  2024‐09‐09  7.8 

pH  pH units  2024‐11‐25  7.9 

Sodium Total  µg/L  2024‐01‐29  2080 

Sodium Total  µg/L  2024‐04‐23  10400 

Sodium Total  µg/L  2024‐09‐09  11400 

Sodium Total  µg/L  2024‐11‐25  2440 

THM‐Total Trihalomethanes  ppb  2024‐01‐29  29 

THM‐Total Trihalomethanes  ppb  2024‐04‐23  24 

THM‐Total Trihalomethanes  ppb  2024‐09‐09  31 

THM‐Total Trihalomethanes  ppb  2024‐10‐15  40 

THM‐Total Trihalomethanes  ppb  2024‐11‐25  34 
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Total Coliform  CFU/100mLs  2024‐01‐11  <1 

Total Coliform  CFU/100mLs  2024‐01‐18  <1 

Total Coliform  CFU/100mLs  2024‐01‐22  <1 

Total Coliform  CFU/100mLs  2024‐01‐29  <1 

Total Coliform  CFU/100mLs  2024‐02‐10  <1 

Total Coliform  CFU/100mLs  2024‐02‐13  <1 

Total Coliform  CFU/100mLs  2024‐02‐20  <1 

Total Coliform  CFU/100mLs  2024‐02‐28  <1 

Total Coliform  CFU/100mLs  2024‐03‐08  <1 

Total Coliform  CFU/100mLs  2024‐03‐12  <1 

Total Coliform  CFU/100mLs  2024‐03‐20  <1 

Total Coliform  CFU/100mLs  2024‐03‐25  <1 

Total Coliform  CFU/100mLs  2024‐04‐05  <1 

Total Coliform  CFU/100mLs  2024‐04‐10  <1 

Total Coliform  CFU/100mLs  2024‐04‐19  <1 

Total Coliform  CFU/100mLs  2024‐04‐22  <1 

Total Coliform  CFU/100mLs  2024‐04‐30  <1 

Total Coliform  CFU/100mLs  2024‐05‐07  <1 

Total Coliform  CFU/100mLs  2024‐05‐14  <1 

Total Coliform  CFU/100mLs  2024‐05‐22  <1 

Total Coliform  CFU/100mLs  2024‐05‐30  <1 

Total Coliform  CFU/100mLs  2024‐06‐06  <1 

Total Coliform  CFU/100mLs  2024‐06‐13  <1 

Total Coliform  CFU/100mLs  2024‐06‐17  <1 

Total Coliform  CFU/100mLs  2024‐06‐24  <1 

Total Coliform  CFU/100mLs  2024‐07‐03  <1 

Total Coliform  CFU/100mLs  2024‐07‐11  <1 

Total Coliform  CFU/100mLs  2024‐07‐16  <1 

Total Coliform  CFU/100mLs  2024‐07‐23  <1 

Total Coliform  CFU/100mLs  2024‐07‐31  <1 

Total Coliform  CFU/100mLs  2024‐08‐06  <1 

Total Coliform  CFU/100mLs  2024‐08‐14  <1 

Total Coliform  CFU/100mLs  2024‐08‐23  <1 

Total Coliform  CFU/100mLs  2024‐08‐26  <1 

Total Coliform  CFU/100mLs  2024‐09‐05  <1 

Total Coliform  CFU/100mLs  2024‐09‐09  <1 

Total Coliform  CFU/100mLs  2024‐09‐19  <1 

Total Coliform  CFU/100mLs  2024‐09‐26  <1 

Total Coliform  CFU/100mLs  2024‐10‐03  <1 

Total Coliform  CFU/100mLs  2024‐10‐09  <1 

Total Coliform  CFU/100mLs  2024‐10‐15  <1 

Total Coliform  CFU/100mLs  2024‐10‐30  <1 
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Total Coliform  CFU/100mLs  2024‐11‐04  <1 

Total Coliform  CFU/100mLs  2024‐11‐15  <1 

Total Coliform  CFU/100mLs  2024‐11‐19  <1 

Total Coliform  CFU/100mLs  2024‐11‐25  <1 

Total Coliform  CFU/100mLs  2024‐12‐10  <1 

Total Coliform  CFU/100mLs  2024‐12‐17  <1 

Total Coliform  CFU/100mLs  2024‐12‐23  <1 

Trichloroacetic Acid  µg/L  2024‐01‐29  8.8 

Trichloroacetic Acid  µg/L  2024‐04‐23  14 

Trichloroacetic Acid  µg/L  2024‐09‐09  16 

Trichloroacetic Acid  µg/L  2024‐10‐15  21 

Trichloroacetic Acid  µg/L  2024‐11‐25  11 

Turbidity  NTU  2024‐01‐11  0.13 

Turbidity  NTU  2024‐01‐18  0.10 

Turbidity  NTU  2024‐01‐22  0.13 

Turbidity  NTU  2024‐01‐29  0.16 

Turbidity  NTU  2024‐02‐10  0.09 

Turbidity  NTU  2024‐02‐13  0.14 

Turbidity  NTU  2024‐02‐20  0.13 

Turbidity  NTU  2024‐02‐28  0.18 

Turbidity  NTU  2024‐03‐08  0.16 

Turbidity  NTU  2024‐03‐12  0.13 

Turbidity  NTU  2024‐03‐20  0.10 

Turbidity  NTU  2024‐03‐25  0.13 

Turbidity  NTU  2024‐04‐05  0.22 

Turbidity  NTU  2024‐04‐10  0.15 

Turbidity  NTU  2024‐04‐19  0.36 

Turbidity  NTU  2024‐04‐22  0.34 

Turbidity  NTU  2024‐04‐30  0.26 

Turbidity  NTU  2024‐05‐07  0.31 

Turbidity  NTU  2024‐05‐14  0.37 

Turbidity  NTU  2024‐05‐22  0.28 

Turbidity  NTU  2024‐05‐30  0.27 

Turbidity  NTU  2024‐06‐06  0.30 

Turbidity  NTU  2024‐06‐13  0.27 

Turbidity  NTU  2024‐06‐17  0.35 

Turbidity  NTU  2024‐06‐24  0.36 

Turbidity  NTU  2024‐07‐03  0.38 

Turbidity  NTU  2024‐07‐11  0.23 

Turbidity  NTU  2024‐07‐16  0.30 

Turbidity  NTU  2024‐07‐23  0.20 

Turbidity  NTU  2024‐07‐31  0.10 
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Turbidity  NTU  2024‐08‐06  0.21 

Turbidity  NTU  2024‐08‐14  0.13 

Turbidity  NTU  2024‐08‐23  1.1 

Turbidity  NTU  2024‐08‐26  0.30 

Turbidity  NTU  2024‐09‐05  0.25 

Turbidity  NTU  2024‐09‐09  0.22 

Turbidity  NTU  2024‐09‐19  0.09 

Turbidity  NTU  2024‐09‐26  0.15 

Turbidity  NTU  2024‐10‐03  0.14 

Turbidity  NTU  2024‐10‐09  0.32 

Turbidity  NTU  2024‐10‐15  0.19 

Turbidity  NTU  2024‐10‐30  0.21 

Turbidity  NTU  2024‐11‐04  0.15 

Turbidity  NTU  2024‐11‐15  0.63 

Turbidity  NTU  2024‐11‐19  0.11 

Turbidity  NTU  2024‐11‐25  0.12 

Turbidity  NTU  2024‐12‐10  0.15 

Turbidity  NTU  2024‐12‐17  0.17 

Turbidity  NTU  2024‐12‐23  0.14 
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